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ALL  DRAWINGS,  SPECIFICATIONS,  PLANS,  IDEAS,   ARRANGEMENTS 
AND DESIGNS REPRESENTED OR REFERRED TO ARE THE PROPERTY  
OF AND ARE OWNED BY KATERRA INC.  WHETHER THE PROJECT FOR 
WHICH THEY ARE MADE IS EXECUTED OR NOT. THEY WERE CREATED, 
EVOLVED,  DEVELOPED  AND PRODUCED FOR THE SOLE USE ON AND 
IN CONNECTION WITH THIS  PROJECT  AND NONE OF THE ABOVE MAY 
BE  DISCLOSED OR GIVEN  TO  OR USED BY  ANY  PERSON,  FIRM  OR 
CORPORATION FOR ANY USE OR PURPOSE WHATSOEVER INCLUDING 
ANY  OTHER  PROJECT,  EXCEPT   UPON  WRITTEN  PERMISSION  AND 
DIRECTION OF KATERRA INC.  
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COVER SHEET

G.00.001

ALDERWOOD
SOUTH
APARTMENTS

2927 ALDERWOOD MALL BLVD.
LYNNWOOD, WA 98036

DB, JK, MB, EJ, GM

KSI - DB

001-17022

2018/10/29

PERMIT SET -
NOT FOR
CONSTRUCTION

Drawn By

Project Manager

Job Number

Date

Professional Seal

ARCHITECTURAL

A.10.001 ASSEMBLIES - EXTERIOR WALLS, INTERIOR PARTITIONS Yes

A.10.002 ASSEMBLIES - FLOORS, CEILINGS, ROOFS Yes

A.10.050 WINDOW AND DOOR SCHEDULES Yes

A.10.075 INTERIOR ROOM FINISH LEGEND & SCHEDULE Yes

A.10.076 INTERIOR FIXTURE AND APPLIANCE SCHEDULES Yes

A.10.100 OVERALL SLAB PLAN Yes

A.10.110 OVERALL CLUBHOUSE FLOOR PLAN Yes

A.10.111 ENLARGED CLUBHOUSE FLOOR PLAN - LEASING Yes

A.10.112 ENLARGED CLUBHOUSE FLOOR PLAN -RECREATION Yes

A.10.114 POOL BUILDING Yes

A.10.200 OVERALL ROOF PLAN Yes

A.10.300 EXTERIOR ELEVATIONS Yes

A.10.400 BUILDING SECTIONS Yes

A.10.401 BUILDING SECTIONS Yes

A.10.450 WALL SECTIONS Yes

A.10.451 WALL SECTIONS Yes

A.10.500 FINISH FLOOR PLAN LEASING Yes

A.10.501 FINISH FLOOR PLAN-RECREATION Yes

A.10.502 ENLARGED RESTROOM PLANS & INTERIOR ELEVATIONS Yes

A.10.503 INTERIOR ELEVATIONS - LEASING Yes

A.10.504 INTERIOR ELEVATIONS - LEASING Yes

A.10.505 INTERIOR ELEVATIONS - MAILROOM Yes

A.10.506 INTERIOR ELEVATIONS - FITNESS Yes

A.10.511 FURNITURE AND POWER COORDINATION PLAN-LEASING Yes

A.10.512 FURNITURE AND POWER COORDINATION PLAN- RECREATION Yes

A.10.513 FURNITURE AND POWER COORDINATION PLAN - POOL

A.10.600 OVERALL CLUBHOUSE RCP Yes

A.10.601 REFLECTED CEILING & LIGHTING PLAN - LEASING WING Yes

A.10.602 REFLECTED CEILING & LIGHTING PLAN - RECREATION WING Yes

A.10.800 EXTERIOR DETAILS Yes

A.10.801 EXTERIOR DETAILS Yes

A.10.803 EXTERIOR DETAILS Yes

A.10.804 EXTERIOR DETAILS Yes

A.10.805 EXTERIOR DETAILS - TPO ROOFING Yes

A.10.901 INTERIOR DETAILS Yes

A.10.902 INTERIOR DETAILS Yes

A.10.903 INTERIOR DETAILS Yes

A.10.904 INTERIOR DETAILS Yes

A.10.905 INTERIOR DETAILS- FLOORING Yes

A.10.906 INTERIOR DETAILS-CEILING Yes
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ALDERWOOD SOUTH APARTMENTS
LYNNWOOD, WA 98036

PERMIT SET
JULY 24, 2018

CLUBHOUSE

GENERAL

G.00.001 COVER SHEET Yes

G.00.002 GENERAL INFORMATION Yes

G.00.100 SITE ORIENTATION PLAN Yes

G.00.200 BUILDING CODE PLAN Yes

G.00.301 ACCESSIBILITY DIAGRAMS - MOUNTING HEIGHTS Yes

G.00.302 ACCESSIBLITY DIAGRAMS - DOORWAYS Yes

G.00.303 ACCESSIBLITY DIAGRAMS - PUBLIC SPACE Yes

STRUCTURAL

S.10.001 STRUCTURAL GENERAL NOTES Yes

S.10.002 STRUCTURAL GENERAL INFORMATION Yes

S.10.011 LOAD MAPS Yes

S.10.110 FOUNDATION PLAN - LEVEL 1 Yes

S.10.111 STUD & SHEERWALL PLAN - LEVEL 1 Yes

S.10.120 FRAMING PLAN - ROOF LEVEL Yes

S.10.301 TYPICAL FOUNDATION DETAILS Yes

S.10.601 TYPICAL WALL DETAILS Yes

S.10.602 TYPICAL WALL DETAILS Yes

S.10.603 ROOF DETAILS Yes

S.10.604 SECTIONS AND DETAILS Yes

Revisions

Mark Date Description

CITY OF LYNNWOOD GENERAL NOTES

1. THE JOB SUPERINTENDENT SHALL MAINTAIN AT THE JOB SITE A LIST OF THE
SPECIAL INSPECTORS CONDUCTING INSPECTIONS ON THE PROJECT. 
INCLUDED ON THE LIST WILL BE THE INDIVIDUAL'S NAME, THE TYPES OF 
INSPECTIONS THE INDIVIDUAL IS QUALIFIED TO PERFORM, THE DATES AND
TIMES EACH INDIVIDUAL WAS OR WILL BE PRESENT ON THE JOB SITE, AND THE 
TYPES OF INSPECTIONS COMPLETED EACH DATE.

2. NO BUILDING OR PORTIONS OF A BUILDING SHALL BE OCCUPIED OR USED FOR 
STORAGE PRIOR TO THE ISSUANCE OF A CERTIFICATE OF OCCUPANCY. 
APPROVAL FOR OCCUPANCY IS ONLY GRANTED AFTER ACCEPTANCE BY THE 
BUILDING DIVISION, PLANNING DIVISION, FIRE MARSHAL, AND PUBLIC WORKS 
DEPARTMENT. NO EXCEPTIONS.

3. SEPARATE PERMITS ARE REQURED FOR PLUMBING, MECHANICAL, 
ELECTRICAL, SIGNS, CARPORTS, FENCES, POOLS, UNDERGROUND OR ABOVE-
GROUND STORAGE TANKS, AND DEMOLITIONS. A SEWER CAPPING PERMIT IS 
REQUIRED PRIOR TO ANY DEMOLITION WORK.

4. WORKING ON WEEKENDS REQUIRES WRITTEN APPROVAL FORM THE MAYOR. 
WORK MAY ONLY BE COMPLETED ON SATURDAYS FROM 9 AM TO 5 PM. 
WRITTEN REQUESTS SHALL BE SUBMITTED TO THE CITY HALL NO LATER THAN 
12 PM (NOON) ON THE PROCEEDING WEDNESDAY.

5. GREASE TRAPS AND OIL-WATER SEPARATORS REQUIRE SEPARATE 
INSPECTIONS DURING INSTALLATION AND BEFORE COVERING UP.

6. ALL REQUESTED INSPECTIONS SHALL BE CALLED IN VIA A LAND LINE ON THE 
24-HOUR RECORDER NUMBER: (425) 670-5550 FOR BUILDING AND ELECTRICAL 
PERMITS. FOR PUBLIC WORKS PERMITS, CALL (425) 670-8337.

7. ALL REQUESTED CHANGES TO THE APPROVED PLANS SHALL BE PREPARED BY 
THE PROJECT'S ARCHITECT AND/OR ENGINEER AND SUBMITTED TO THE 
BUILDING OFFICIAL FOR APPROVAL. COPIES OF THE APPROVED PLANS SHALL 
BE ON THE JOB SITE PRIOR TO COMMENCEMENT OF WORK. THE CITY 
RESERVES A MINIMUM OF TWO (2) BUSINESS DAYS TO REVIEW AND APPROVE 
PROPOSED CHANGES. ALL REQUESTS FOR CHANGES SHALL INCLUDE THE 
PROJECT ADDRESS AND PERMTI NUMBER.

8. THE FINAL SIGNED REPORT FROM THE APPROVED TESTING LAB SHALL BE 
SUBMITTED TO THE BUILDING OFFICIAL PRIOR TO FINAL INSPECTION FOR 
OCCUPANCY.

9. ALL CONSTRUCTION SHALL CONFORM TO THE CURRENT STATE-ADOPTED 
CODES.

CIVIL

1 OF 34 COVER SHEET Yes

2 OF 34 EXISTING CONDITIONS MAP Yes

3 OF 34 TESC PLAN Yes

4 OF 34 TESC NOTES AND DETAILS Yes

5 OF 34 SITE PLAN Yes

6 OF 34 EASEMENT PLAN Yes

7-10 OF 34 GRADING PLAN Yes

11 OF 34 INTERSECTION DETAILS Yes

12 OF 34 ROAD AND STORM DRAINAGE PLAN Yes

13-18 OF 34 ROAD AND STORM DRAINAGE PROFILES Yes

19-20 OF 34 STORM DRAINAGE DETENTION PIPE PLAN Yes

21-25 OF 34 NOTES AND DETAILS Yes

26 OF 34 WATER PLAN Yes

27-28 OF 34 WATER NOTES AND DETAILS Yes

29 OF 34 SANITARY SEWER PLAN Yes

30-32 OF 34 SANITARY SEWER PROFILES Yes

33 OF 34 SANITARY SEWER NOTES AND DETAILS Yes

34 OF 34 DRY UTILITY PLAN Yes

LANDSCAPE

L1.00 CALL OUT COVER SHEET Yes

L1.01 CALL OUT PLAN Yes

L1.02 CALL OUT PLAN Yes

L1.03 CALL OUT PLAN Yes

L1.04 CALL OUT PLAN Yes

L1.05 CALL OUT SCHEDULE Yes

L1.30 PLANTING COVER SHEET Yes

L1.31 PLANTING PLAN Yes

L1.32 PLANTING PLAN Yes

L1.33 PLANTING PLAN Yes

L1.34 PLANTING PLAN Yes

L1.35 PLANTING SCHEDULE Yes

JK.Choi



XX

GARAGE
G101

REFERENCE CONSTRUCTION MEMO ISSUING REVISION.
ONLY MOST RECENT REVISION SHOWN CLOUDED.  
REFERENCE FOR PREVIOUS REVISIONS REMAIN.  
DATE OF REVISIONS INDICATED AT RIGHT MARGINS.
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ABBREVIATIONS
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A4.00

@ AT
CENTERLINE
PROPERTY LINE
DIAMETER

# POUND OR NUMBER
(E) EXISTING
(N) NEW

AB ANCHOR BOLT
ABV ABOVE
ACC ACCESS
ACOUS ACOUSTICAL
ACP ASPHALT CONCRETE PAVING
ACS ACCESS PANEL
ACT ACOUSTICAL TILE
AD AREA DRAIN
ADA AMERICANS with DISABILITIES
ADJ ADJUSTABLE
AFF ABOVE FINISHED FLOOR
AGGR AGGREGATE
AIB AIR INFILTRATION BARRIER
ALT ALTERNATE
ALUM ALUMINUM
APPROX APPROXIMATE
ARCH ARCHITECTURAL
ASPH ASPHALT
AUTO AUTOMATIC

BD BOARD
BITUM BITUMINOUS
BLDG BUILDING
BLKG BLOCKING
BM BEAM
BO BOTTOM OF...
BOT BOTTOM
BRG BEARING
BSMT BASEMENT
BUR BUILT UP ROOFING

CAB CABINET
CB CATCH BASIN
CEM CEMENT
CER CERAMIC
CIP CAST-IN-PLACE
CJ CONTROL JOINT
CLG CEILING
CLK CAULKING
CLO CLOSET
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CNTR COUNTER
COL COLUMN
CONC CONCRETE
CONN CONNECTION
CONST CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACTOR
CORR CORRIDOR
CPT CARPET; CARPETED
CRS COLD ROLLED STEEL
CSK COUNTERSUNK
CT CERAMIC TILE
CTR CENTER
CU FT CUBIC FEET

DBL DOUBLE
DEMO DEMOLITION
DET DETAIL
DIA DIAMETER
DIM DIMENSION
DL DEAD LOAD
DN DOWN
DR DOOR
DR OPNG DOOR OPENING
DS DOWNSPOUT
DSP DRY STANDPIPE
DT DRAIN TILE
DW DISHWASHER
DWG DRAWING

E EAST
EA EACH
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
ENCL ENCLOSURE
EQ EQUAL
EQUIP EQUIPMENT
EST ESTIMATE
EW EACH WAY
EXH FN EXHAUST FAN
EXIST EXISTING
EXP EXPANDED; EXPANSION
EXP BT EXPANSION BOLT
EXPO EXPOSED
EXT EXTERIOR

FA FIRE ALARM
FB FLAT BAR
FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF EL FINISH FLOOR ELEVATION
FH FIRE HYDRANT
FHC FIRE HOSE CABINET
FIN FLR FINISH FLOOR
FF FINISH TO FINISH
FIN FINISH
FLASH FLASHING
FLR FLOOR; FLOORING
FLUOR FLUORESCENT
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOIC FURNISHED BY OWNER -

INSTALLED BY CONTRACTOR
FOM FACE OF MASONRY
FOS FACE OF STUDS
FP FIREPROOF
FPL FIREPLACE
FR FRAME
FT FOOR OR FEET
FTG FOOTING
FURR FURRING
FUT FUTURE
FW FULL WIDTH

GA GAUGE
GALV GALVANIZED
GC GENERAL CONTRACTOR
GL GLASS
GLAM GLUE-LAMINATED
GR GRADE
GWB GYPSUM WALL BOARD
GYP GYPSUM

HB HOSE BIBB
HC HOLLOW CORE
HDO HIGH DENSITY OVERLAY
HDR HEADER
HDWD HARDWOOD
HDW HARDWARE
HM HOLLOW METAL
HORIZ HORIZONTAL
HP HIGH POINT
HR HOUR
HT HEIGHT
HVAC HEATING/VENTILATING/AIR

CONDITIONING
HW HOT WATER
HWT HOT WATER TANK

ID INSIDE DIAMETER
IN INCH
INCL INCLUDED
INSUL INSULATION
INT INTERIOR
INV INVERT

JB JUNCTION BOX
JF JOINT FILLER
JT JOINT

KIT KITCHEN
KO KNOCKOUT

LAM LAMINATE, LAMINATED
LAV LAVATORY
LBS POUNDS
LF LINEAR FOOT (FEET)
LH LEFT HAND
LL LIVE LOAD
LOC LOCATION
LP LOW POINT
LT LIGHT

MAS MASONRY
MATL MATERIAL
MAX MAXIMUM
MB MACHINE BOLT
MC MEDICINE CABINET
MDF MEDIUM DENSITY FIBERBOARD
MDO MEDIUM DENSITY OVERLAY
MECH MECHANICAL
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MO MASONRY OPENING
MTD MOUNTED
MTL METAL
MUL MULLION

N NORTH
N/A NOT APPLICABLE
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NR NOISE REDUCTION
NTS NOT TO SCALE

OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER

OVERFLOW DRAIN
OFF OFFICE
OH OVERHEAD
OHWM ORDINARY HIGH WATER MARK
OPNG OPENING
OPP OPPOSITE
OSB ORIENTED STRAND BOARD

PBD PARTICLE BOARD
PCC PRECAST CONCRETE
PCF POUNDS PER CUBIC FOOT
PERF PERFORATED
PERP PERPENDICULAR
PL PLATE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLWD PLYWOOD
PNL PANEL
PNT POINT
PR PAIR
PRCST PRECAST
PSF POUNDS PER CUBIC FOOT
PSI POUNDS PER SQUARE INCH
PT PRESERVATIVE TREATED
PTN PARTITION
PVC POLYVINYL CHLORIDE

R RISER
RA RETURN AIR
RAD RADIUS
RD ROOF DRAIN
REF REFERENCE
REFR REFRIGERATOR
REG REGISTER
REINF REINFORCED
REM REMAINDER
REQ REQUIRED
RESIL RESILIENT
REV REVISION; REVISIONS; REVISED
RH RIGHT HAND
RM ROOM
RO ROUGH OPENING
RWL RAIN WATER LEADER

S SOUTH
SAF SELF-ADHERED FLASHING
SAM SELF-ADHERED MEMBRANE
SC SOLID CORE
SCHED SCHEDULE
SD SMOKE DETECTOR
SECT SECTION
SG SAFETY GLASS
SHV SHELF; SHELVING
SHR SHOWER
SHT SHEET
SHT MTL SHEET METAL
SHTG SHEATHING
SIM SIMILAR
SOG SLAB ON GRADE
SPEC SPECIFICATION
SQ FT SQUARE FOOT (FEET)
SQ IN SQUARE INCH(ES)
SST STAINLESS STEEL
STD STANDARD
STL STEEL
STOR STORAGE
STRUCT STRUCTURAL
SUSP SUSPENDED
SYM SYMMETRICAL

T TREAD
T&G TONGUE AND GROOVE
TEL TELEPHONE
TER TERRAZZO
TG TEMPERED GLASS
THK THICK
TO TOP OF...
TOB TOP OF BEAM
TOC TOP OF CONCRETE; CURB
TOF TOP OF FLOOR; FOOTING; 
FRAME
TOM TOP OF MASONRY
TOP TOP OF PARAPET; PAVEMENT
TOPO TOPOGRAPHY
TOS TOP OF SLAB; STEEL
TOW TOP OF WALL
TS TUBE STEEL
TSTAT THERMOSTAT
TYP TYPICAL

UNO UNLESS OTHERWISE NOTED

VB VINYL BASE
VEN VENEER
VERT VERTICAL
VEST VESTIBULE
VG VERTICAL GRAIN
VIF VERIFY IN FIELD
VT VINYLT TILE

W WEST
W/ WITH
W/O WITHOUT
WC WATER CLOSET
WD WOOD
WDW WINDOW
WF WIDE FLANGE
WF BM WIDE FLANGE BEAM
WG WIRED GLASS
WH WATER HEATER
WL WATER LINE
WLD WELDED
WP WATERPROOF
WPM WATERPROOF MEMBRANE
WR WATER RESISTANT
WSCT WAINSCOT
WSG WIRE SAFETY GLASS
WTR WATER
WWF WELDED WIRE FABRIC
WWM WELDED WIRE MESH
WT WEIGHT

A

2.  ROOM REFERENCE ROOM NAME

ROOM NUMBER

3.  DOOR REFERENCE

REFERENCE DOOR
SCHEDULE

4.  WINDOW / SKYLIGHT REFERENCE

5.  ELEVATION / DATUM REFERENCE
TO

6.  EXTERIOR ELEVATION

7.  BUILDING SECTION

4

A4.10
8.  WALL SECTION

DRAWING NUMBER

SHEET NUMBER

DRAWING NUMBER

SHEET NUMBER

DRAWING NUMBER

SHEET NUMBER
9.  INTERIOR ELEVATION

10.  DETAIL REFERENCE
XX

AX.XX

DRAWING NUMBER

SHEET NUMBER

11. ASSEMBLY REFERENCE

12.  NORTH SYMBOL

13.  REVISION REFERENCE

SYMBOLS LEGEND

MATERIALS LEGEND

VICINITY MAP
NOT TO SCALE

CL
PL
O/

1 DRAWING NUMBER

SHEET NUMBER

WOOD BLOCKING SHIM

FINISHED WOOD

BATT INSULATION

GRAVEL

STEEL

CMU

WOOD FRAMING (CONTINUOUS)

PLYWOOD

RIGID INSULATION

EARTH

ALUMINUM

STONE

BRICK

CONCRETE

MINERAL INSULATION FOAMED IN PLACE INSULATION

PROJECT DIRECTORY

SITE ADDRESS:
2927 ALDERWOOD MALL BLVD
LYNWOOD WA 98038

OWNER:
THE WOLFF COMPANY
542 1ST AVE. SOUTH, FLOOR 4
SEATTLE, WA 98104
CONTACT: GREG VAN PATTEN
PHONE: (480) 315-9595
FAX: - (480) 315-1739
EMAIL: GVANPATTEN@AWOLFF.COM

CIVIL ENGINEER:
LDC, INC
20210 142ND AVENUE NE
WOODINVILLE, WA 98072
CONTACT: TOM ABBOTT, PE
PHONE: (425) 806-1869
EMAIL: TABBOTT@LDCCORP.COM

LANDSCAPE ARCHITECT:
THOMAS RENGSTORF & ASSOCIATES
811 FIRST AVENUE, SUITE 615
SEATTLE, WA 98104
CONTACT: SCOTT EVANS
PHONE: (206) 682-7562
EMAIL: SEVANS@TRENGSTORF.COM

ARCHITECT:
KATERRA ARCHITECTURE
542 1ST AVE. SOUTH, FLOOR 4
SEATTLE, WA 98104
CONTACT: DAN BLOHOWIAK
PHONE: (206) 839-7961
EMAIL: DAN.BLOHOWIAK@KATERRA.COM

PARTNER ARCHITECT:
KSI ARCHITECTURE & PLANNING
3201 1ST AVE SOUTH, SUITE 206
SEATTLE, WA 98134
CONTACT: SARA STROUSE DAVIS
PHONE: (206) 624-5454
EMAIL: SDAVIS@KSIARCHITECTS.COM

STRUCTURAL ENGINEER:
KATERRA ENGINEERING
542 1ST AVE S, SUITE 400
SEATTLE, WA 98104
CONTACT: RYAN MCKINNEY
PHONE: (650 448-7669
EMAIL: RYAN.MCKINNEY@KATERRA.COM

MEPF ENGINEER:
KATERRA ENGINEERING
SEATTLE, WA 98124
CONTACT: MATT NEILSEN
PHONE: 
EMAIL: 

LOW VOLTAGE
ABBACOM INC.
1393 EAST ZENITH AVE.
SALT LAKE CITY, UT 84105
CONTACT: JAMES BAGWELL
PHONE: (801) 520-5396
FAX: (801) 606-2750
EMAIL: JBAGWELL@ABBACOMINC.COM

CONTRACTOR
KATERRA CONSTRUCTION
542 1ST AVE. SOUTH, FLOOR 4
SEATTLE, WA 98104
CONTACT: GRANT HOWARD
PHONE: (206) 755-8419
EMAIL: GRANT.HOWARD@KATERRA.COM

GENERAL NOTES

1.CODES: ALL WORK SHALL CONFORM TO APPLICABLE LAND USE AND 
BUILDING CODES AS AMENDED BY AUTHORITIES HAVING JURISDICTION.

2.DO NOT SCALE DIMENSIONS FROM DRAWINGS.  USE CALCULATED 
DIMENSIONS ONLY.  NOTIFY THE ARCHITECT IMMEDIATELY IF ANY 
CONFLICTS EXIST.

3.CONTRACTOR SHALL VERIFY ALL CONDITIONS PRIOR TO INITIATING THE 
WORK.  NOTIFY THE ARCHITECT OF ANY DISCREPANCIES.

4.VERIFY ALL ROUGH-IN DIMENSIONS FOR EQUIPMENT.  PROVIDE ALL 
BUCK-OUT, BLOCKING, BACKING, AND JACKS REQUIRED FOR 
INSTALLATIONS.

5.DIMENSIONS ARE TO EXTERIOR FACE OF CONCRETE / WOOD FRAMING 
UNLESS OTHERWISE NOTED.

6.EXTERIOR WALL FRAMING 2x6 WOOD STUDS UNLESS OTHERWISE 
NOTED.

7. INTERIOR WALL FRAMING 2x4 WOOD STUDS UNLESS OTHERWISE 
NOTED.

8. DEFERRED SUBMITTALS & PERMIT SUBMITTALS BY OTHERS:

A. MECHANICAL
B. ELECTRICAL
C. PLUMBING
D. FIRE ALARM PLANS
E. FIRE SPRINKLER SYSTEM

- DRY PIPE SPRINKLER SYSTEM
- WET PIPE SPRINKLER SYSTEM

F . FIRE HYDRANT/WATER MAIN INSTALLATION
G. AUTOMATIC FIRE ALARM SYSTEM
H. STAIRS AND GUARDRAILS
I. HANGARS AND SUPPORTS FOR HVAC PIPING AND EQUIPMENT
J. WOOD FRAMED TRUSSES
K. VIBRATION AND SEISMIC CONTROLS FOR SECURITY SYSTEMS
L. VIBRATION AND SEISMIC CONTROLS FOR HVAC PIPING AND 

EQUIPMENT
M. PACKAGED, OUTDOOR AND CENTRAL STATION AIR HANDLING 

UNITS-RTU SUPPORTS
N. POOL
O. ENGINEERED PICNIC SHELTER / GAZEBO
P. PARKING CARPORT CANOPIES

LEGAL DESCRIPTION

Parcel A:

A portion of Tract 4, Block 1, Plat of Alderwood Manor, according to the plat thereof recorded in Volume 9 
of Plats, page 71, records of Snohomish County, Washington, described as follows:

Beginning at the most Easterly corner of said Tract 4, on the Northerly boundary of Beech Road 
(Alderwood Mall Boulevard);
Thence Northwesterly along the Northeast line of said Tract 4, 206.63 feet;
Thence Westerly along the North line of Tract 4, 147.76 feet;
Thence Southerly and parallel to the West line of Tract 4, 213.00 feet;
Thence Southwesterly 53.97 feet to the corner of Tract 4;
Thence Southeasterly along the Southerly line of Tract 4, 147.88 feet to Beech Road;
Thence Northeasterly 300.00 feet along the Southeasterly line of Tract 4 to the Point of Beginning.

Parcel B:

A portion of Tract 4, Block 1, Plat of Alderwood Manor, according to the plat thereof recorded in Volume 9 
of Plats, page 71, records of Snohomish County, Washington, described as follows:

Beginning at the most Easterly corner of said Tract 4, on the Northerly boundary of Beech Road 
(Alderwood Mall Boulevard);
Thence Northwesterly along the Northeast line of said Tract 4, 206.63 feet;
Thence Westerly along the North line of Tract 4, 147.76 feet, to the True Point of Beginning;
Thence continuing along said North line 150.00 feet;
Thence South 1°01'20" West 233.00 feet to a point on the South line of said Tract 4;
Thence South 88°58'40" East along said South line 99.87 feet;
Thence North 69°14'09" East 53.97 feet;
Thence North 1°01'20" East, 213.00 feet to the Point of Beginning.

Parcel C:

All that portion of Tract 3, Block 1, Plat of Alderwood Manor, according to the plat thereof recorded in 
Volume 9 of Plats, page 71, records of Snohomish County, Washington, described as follows:

Commencing at the most Southerly corner of said Tract 3;
Thence North 37°33'10" West along the Southwesterly line of said Tract 3, 150 feet;
Thence North 52°26'50" East parallel to the Southeasterly line of said tract for 106 feet to the True Point 
of Beginning;
Thence continue North 52°26'50" East for 100 feet;
Thence North 37°33'10" West parallel to the Northeasterly line of Tract 3 for 288.86 feet to the North line 
of Tract 3;
Thence North 88°58'40" West along the North line of said Tract 3 for 127.91 feet to a point which is North 
37°33'40" West from the True Point of Beginning;
Thence South 37°33'10" East 368.62 feet to the Point of Beginning.

Parcel D:

The East 150 feet of Tract 7, Block 1, Plat of Alderwood Manor,  according to the plat thereof recorded in 
Volume 9 of Plats, page 71, records of Snohomish County, Washington.

Parcel E:

All that portion of Tract 3, Block 1, Plat of Alderwood Manor, according to the plat thereof recorded in 
Volume 9 of Plats, page 71, records of Snohomish County, Washington, described as follows:

Commencing at the most Southerly corner of said Tract 3;
Thence North 37°33'10" West along the Southwesterly line of said Tract 3, 150 feet to the True Point of 
Beginning;
Thence North 52°26'50" East parallel to the Southeasterly line of said Tract, 106 feet;
Thence North 37°33'10" West parallel to the Northeasterly line of Tract 3 for 368.62 feet to the North line 
of said Tract 3;
Thence West along said North line, 36.12 feet to the Northwest corner of said Tract 3;
Thence South along the West line of Tract 3 for 310 feet;
Thence East along the South line of said Tract 147.76 feet;
Thence South 37°33'10" East 56.63 feet to the Point of Beginning.

Parcel F:

The West 300 feet of the East 450 feet of Tract 7, Block 1, Plat of Alderwood Manor, according to the plat 
thereof recorded in Volume 9 of Plats, page 71, records of Snohomish County, Washington.

Parcel G:

The East 300 feet of the West 650 feet;
And the South 30 feet of the North 120 feet of the West 350 feet of Tract 4, Block 1, Plat of Alderwood 
Manor, according to the plat thereof recorded in Volume 9 of Plats, page 71, records of Snohomish
County, Washington;

Except from the above Parcels those portions conveyed to the City of Lynnwood for street and public
purposes by deeds recorded under Recording Nos. 7803300196, 7805170257 and 201710270302, records of 
Snohomish County, Washington.

Situate in the County of Snohomish, State of Washington.
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N

ALDERWOOD SOUTH SITE DATA

LOCATION:

ADDRESS: 2927 ALDERWOOD MALL BLVD., 
LYNNWOOD,WA 98036 

PARCEL NUMBER: 00372600100305 

DESCRIPTION:

THREE STORY MULTI-FAMILY APARTMENT COMMUNITY

ZONING:

CURRENT: PCD (PLANNED COMMERCIAL DEVELOPMENT)
PROPOSED:       PCD 

SITE AREA:

GROSS: ±9.1 ACRES (396,396 SF)
DENSITY: PROVIDED: 26.4 D.U. PER ACRE 

LOT COVERAGE
INCLUDES BLDG + COVERED EXTERIOR STAIRWELLS + COVERED PATIOS

BUILDING A-A 7,348 SF x (2) = 14,696 SF
BUILDING A-B 8,048 SF x (3) = 24,144 SF
BUILDING B-B 8,748 SF x (1) = 8,748 SF
BUILDING C-C 8,708 SF x (1) = 8,708 SF
BUILDING D-D 7,184 SF x (3) = 21,552 SF
CLUBHOUSE (INCL OUTBUILDING)    8,588 SF
COMMERCIAL 3,375 SF
TRASH ENCL 187 SF (5) = 935 SF
GARAGE 1 2,147 SF
GARAGE 2 3,187 SF
GARAGE 3 (MAINT.) 3,719 SF
(6) STALL CARPORT 950 SF x (15) = 14,250 SF
(4) STALL CARPORT   636 SF x (7) =  4,452 SF
RAMADA 144 x (2) = 288 SF

TOTAL: 118,789 SF

ALLOWED: 35% (142,702 SF)
PROPOSED: 30% (118,789 SF)

COVERAGE BY IMPERVIOUS SURFACES 75% (298,476 SF)

SETBACKS

EAST (ALDERWOOD MALL BLVD) 15'
ALL OTHER 0'

OPEN SPACE:

REQUIRED OPEN SPACE:
RESIDENTIAL OPEN SPACE 40SF/UNIT 240 UNITS X 40SF =   9,600 SF
NON-RESIDENTIAL 1SF/100GSF         3,700SF / 100 =        37 SF

TOTAL REQUIRED OPEN SPACE:                                            9,637 SF
TOTAL OUTDOOR OPEN SPACE: 37,683 SF

AMENITIES:

SWIMMING POOL, SPA, BBQ, ACTIVE REC. AREAS, FITNESS ROOM, LOUNGE, DOG PARK.

SIGNAGE:

ALL BUILDING SIGNAGE TO BE ON BUILDING ELEVATIONS

TOTAL UNITS:

21 x STUDIOS
132 x 1-BEDROOMS
72 x 2-BEDROOMS
15 x 3-BEDROOMS

240  TOTAL UNITS

ACCESSIBLE UNITS:

12 ACCESSIBLE UNITS (5%) ASSIGNED THROUGHOUT PROPERTY:
1 x STUDIO
6 x 1-BEDROOMS
4 x 2-BEDROOMS
1 x 3-BEDROOM

PARKING COUNT

REQUIRED PARKING:

PER LMC 21.18.800

MULTI-FAMILY PARKING
1.5 STALLS PER STUDIO 1.5 X 21 =              32 STALLS
1.75 STALLS PER 1 BDR 1.75 X 132 =        231 STALLS
2.0 STALLS PER 2-3 BDR 2.0 X 87 =          174 STALLS

RETAIL PARKING
1 STALL PER 200GFA 3,375SF/200 =       17 STALLS

TOTAL REQUIRED PARKING    454 STALLS

COMPACT PARKING

20% ALLOWED PER LMC 21.18.700 90 STALLS

PROVIDED PARKING:

PER APPROVED 3.1% ADMIN PARKING REDUCTION (PAR-006532-2018)

STANDARD SURFACE STALLS: 297 STALLS
CARPORT STALLS:    111 STALLS
GARAGE STALLS: 32 STALLS            
TOTAL PROVIDED PARKING =    440 TOTAL STALLS

   COMPACT STALLS:      90 STALLS (ALL SURFACE)
   ACCESSIBLE STALLS: 14 STALLS (12 CARPORTS, 2 VAN)

SCALE:  1" = 40'-0"

SITE PLAN
0 50' 100' 150'

VICINITY MAP
N

4,8,12,15
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FILL WITH GROUT AND CROWN TOP

6" DIAMETER STEEL PIPE
BOLLARD FILLED WITH 
CONCRETE

CONCRETE SLAB

6" DIA x 8'-6" STEEL 
POST, SCHEDULE 
40, GALVANIZED

COMPACTED EARTH FILL

4" 6" 4"

6
"

2
'-
6

"
4

'-
0

"
1

"

CONC (CLASS B)

NOTES:
1. FLOOR SURFACE WITHIN THE MANEUVERING CLEARANCES SHALL HAVE 

A SLOPE NOT STEEPER THAN 1:48 AND SHALL BE STABLE, FIRM, AND SLIP 
RESISTANT.

2. HANDLES, PULLS, LATCHES, LOCKS, AND OTHER OPERABLE PARTS 
SHALL HAVE A SHAPE THAT IS EASY TO GRASP WITH ONE HAND AND 
DOES NOT REQUIRE TIGHT GRASPING, PINCHING, OR TWISTING OF THE 
WRIST TO OPERATE. OPERABLE PARTS OF SUCH HARDWARE SHALL BE 
34 INCHES MINIMUM AND 48 INCHES MAXIMUM ABOVE THE FLOOR.  
EXCEPTION: AT POOL FENCE GATES.

3. POOL FENCE GATE SHALL OPEN OUTWARD FROM THE SWIMMING POOL 
OR SPA, AND BE EQUIPPED WITH A SELF-CLOSING AND POSITIVE SELF-
LATCHING CLOSURE MECHANISM 54 INCHES ABOVE THE FLOOR.

4. FOR REFERENCE ONLY - REFER TO LANDSCAPE PLANS FOR ALL FENCING 
AND SIDEWALK DETAILS.

5. ALL GATES SHALL HAVE LEVER TYPE HANDLES AND DEADBOLT WITH 
KEYED ACCESS AT EXTERIOR.

6. REFER TO LANDSCAPE DRAWING FOR GATE DESIGN.
7. GATE SURFACES WITHIN 10" OF THE FLOOR SHALL BE A SMOOTH 

SURFACE ON THE PUSH SIDE EXTENDING THE FULL WITH OF THE GATE 
PER ANSI 404.2.9

POOL SIDE
FRONT APPROACH,
PUSH SIDE
POOL GATE

FRONT APPROACH,
PULL SIDE

FRONT APPROACH,
PUSH SIDE
TYPICAL GATE

FRONT APPROACH,
PULL SIDE

MIN.
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7'-0"
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" 

M
IN

MIN.
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4'-0" 18" MIN
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M
IN

1'-0" MIN

4
'-
0
" 

M
IN

1/4" STEEL PLATE CLIP TO 
ACCEPT CANE BOLT IN OPEN 
POSITION

CANE BOLT SHOW IN OPEN 
POSITION

CORRUGATED METAL PANEL 
GATE ASSEMBLY

1/4" STEEL PLATE CLIP TO 
ACCEPT CANE BOLT

1" DIAMETER BENT ROD 
CANE BOLT

CONCRETE SLAB - REFER TO 
CIVIL

3"

3
"

1
'-
0

"
2

"

5
"

3
"

6
"

3
"

2" 2" 2"

STEEL SLEEVES FOR CANE BOLT

(4) # BARS (SOLID GROUTED 
CELL), REFER TO STRUCTURAL 
DRAWINGS

1/2" DIA. THREADED ROD W/ TUM 
BUCKLE WELDED TO 1-1/2" x 1-1/2" 
x 1/4" STL. ANGLE

1" METAL DECKING 
MECHANICALLY CONNECTED 
TO FRAME

1 x 1 STEEL TUBE WELDED TO 
2 x 2 FRAME

2" x 2" x 3/8" STL. PLATE 
W/ROUNDED EDGE, WELD TO 2" 
SQ. STL. POST-3 PER POST 
PROVIDE HOLES FOR CANE BLOTS

4" DIA. STEEL BOLLARD FILL W/ 
CONCRETE

2 x 2 STL. TUB POST

HEAVY DUTY HINGE -4 PER JAMB 
WELDED TO BOLLARD & TUBE

2 x 2 STL. ANGLE WELDED TO 2 
x 2 FRAME

1/2"REFER TO PLAN 2"

NOTE: CARPORT TO BE 
DEFERRED SUBMITTAL -
EXACT DESIGN TBD. 

M
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"
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4
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4
"

A SCORING AT 5'-0" O.C.+/-

1" DEEP TOOLED JOINT

CONCRETE SLAB

COMPACTED GRAVEL BASE

COMPACTED SUBGRADE

B EXPANSION JOINT AT 20'-0" O.C.+/-

3/4" DEEP TOOLED JOINT

CONCRETE SLAB

COMPACTED GRAVEL BASE

COMPACTED SUBGRADE

BITUMINOUS JOINT FILLER

B CONTROL JOINT

3/4" DEEP TOOLED JOINT

CONCRETE SLAB

COMPACTED GRAVEL BASE

COMPACTED SUBGRADE

3/4" PRE-MOLDED EXPANSION JOINT FILLER

NOTE: THESE DETAILS ARE FOR BROOM FINISH CONCRETE.  
SPACE JOINTS EQUALLY.  SEE SITE PLAN.
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EV  CHARGING STATION BETWEEN 
STALLS. IF AT ACCESSIBLE, KEEP 

OUTSIDE OF ACCESSIBLE AISLE 
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CHARGING CORD

ACCESS STRIPING OR
STALL, PER PLAN
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LETTER SYMBOL & BACKGROUND;  
COLORS PER STATE OF WASHINGTON

1" HIGH LETTERS;  WORDING PER 
STATE OF WASHINGTON

LOWER SIGN TO READ: "VAN ACCESSIBLE" (WHERE 
OCCURS)

2" DIA. DOME CAPPED GALV. STEEL POST 
CENTERED ON EACH ACCESSIBLE PARKING 
STALL;  PAINT, COLOR PER ARCHITECT

STEEL PLATE AND EPOXIED EXPANSION 
ANCHORS @ CONCRETE SLAB 
ATTACHMENT, PROVIDE BEAUTY CAP

SLAB ON GRADE OR PT SLAB, SEE FOR LOCATION(S)

NO PARKING

NO PARKING SIGN @ ACCESS AISLES PER 
WSR 17-23-182 (WHERE OCCURS)

NOTES:

1. THE RUNNING SLOPE OF WALKING SURFACES SHALL NOT BE STEEPER THAN 1:20.  THE CROSS SLOPE 
OF A WALKING SURFACE SHALL NOT BE STEEPER THAN 1:48.

2. PARKING SPACES AND ACCESS AISLES SHALL HAVE SURFACE SLOPES NOT STEEPER THAN 1:48. 
ACCESS AISLES SHALL BE AT THE SAME LEVEL AS THE PARKING SPACES THEY SERVE.

3. LANDINGS SHALL BE DESIGNED TO PREVENT THE ACCUMULATION OF WATER.

RAMP
1:12 MAX.
SLOPE

ICC-ANSI A117.1 SECTION 703.6.3.1 
COMPLIANT PAINTED INTERNATIONAL 
ACCESSIBILITY SYMBOL;  WHITE 
STRIPING AND SYMBOL ON BLUE 
BACKGROUND PURSUANT TO IBC 
1101.2.9 (WASHINGTON STATE 
AMENDMENT)

ACCESS AISLE  - MARK AREA SO AS 
TO DISCOURAGE PARKING

CONCRETE CURB - REFER TO CIVIL

CONCRETE CURB SHALL BE FLUSH WITH
ADJACENT SIDEWALK AND ACCESS AISLE

RESERVED ACCESSIBLE PARKING 
SIGN - REFER TO DETAILS 1/G.00.111

RAMP
1:12 MAX.

SLOPE

8'-0" AT VAN ACCESSIBLE SPACES -
REFER TO SITE PLAN

PER SITE PLAN

8'-0" MIN 5'-0" MIN.
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6" 6"

PER CIVIL

WHEEL STOP 2
'-
0

"

SLOPE 2% MAX. ALL DIRECTIONS

VAN ACCESS AISLE SIGNAGE PER RCW 
19.27.550

6" CONCRETE 
CURB

ISLAND / 
PLANTER

SIDEWALK

8' TYP.

VARIES

T
Y

P
.
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'-
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"

COMPACT: 8 '- 0"

9' - 0"
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O
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P

A
C

T
: 
1
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 '-
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1
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"

WHEEL STOP
ONLY AT STALLS

ADJACENT TO
SIDEWALK -

SEE SITE PLAN

2
'-
0

" RAMP 1:12 MAX. SLOPE

CONCRETE CURB -
REFER TO CIVIL

TAPER CURB W/ RAMP PER
DETAILS 5-11/C.00.101 BASED 
ON EXACT CONDITION.

CONCRETE SIDEWALK -
REFER TO CIVIL AND 
LANDSCAPE - TYPICAL

PLANTER - REFER TO CIVIL
AND LANDSCAPE - TYPICAL

CONCRETE SIDEWALK - FLUSH
WITH PAVING

NOTES:
1. THE RUNNING SLOPE OF WALKING SURFACES 

SHALL NOT BE STEEPER THAN 1:20.  THE CROSS 
SLOPE OF A WALKING SURFACE SHALL NOT BE 
STEEPER THAN 1:48.

2. LANDINGS SHALL BE DESIGNED TO PREVENT 
THE ACCUMULATION OF WATER.
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3'-0" 3'-0"4'-0"
6" DIA. STEEL BOLLARD 
W/ CONC FILL

(4) STEEL SLEEVES TO 
SECURE GATES

CONC PAD, AT THE TRANSITION 
BETWEEN DISSIMILAR 
MATERIALS, 1/2" MAXIMUM 
OVERALL CHANGE IN LEVEL WITH 
A 1:2 BEVEL AND A 1/4" MAXIMUM 
VERTICAL CHANGE IN LEVEL 
ALONG THE TRANSITION WHERE 
PROVIDED AS A PART OF AN 
ACCESSIBLE ROUTE.

FULL HEIGHT GATES

6' HIGH CMU WALL

96 GAL. COMPOST EACH 
ENCLOSURE

6
'-
0

"
2

'-
0

" METAL ROOF

CMU BLOCK WALLS

CORRUGATED METAL
PANEL GATES
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GENERAL NOTES

1. CODES: ALL WORK SHALL CONFORM APPLICABLE LAND USE AND BUILDING CODES AS 
AMENDED BY AUTHORITIES HAVING JURISDICTION.

2. DO NOT SCALE DIMENSIONS FROM DRAWINGS.  USE CALCULATED DIMENSIONS ONLY.  
NOTIFY THE ARCHITECT IMMEDIATELY IF ANY CONFLICTS EXIST.

3. CONTRACTOR SHALL VERIFY ALL CONDITIONS PRIOR TO INITIATING THE WORK.  
NOTIFY THE ARCHITECT OF ANY DISCREPANCIES.

4. VERIFY ALL ROUGH-IN DIMENSIONS FOR EQUIPMENT.  PROVIDE ALL BUCK-OUT, 
BLOCKING, BACKING, AND JACKS REQUIRED FOR INSTALLATIONS.

5. DIMENSIONS ARE TO EXTERIOR FACE OF CONCRETE / WOOD FRAMING UNLESS 
OTHERWISE NOTED.

6. EXTERIOR WALL FRAMING 2x6 WOOD STUDS UNLESS OTHERWISE NOTED.
7. INTERIOR WALL FRAMING 2x4 WOOD STUDS UNLESS OTHERWISE NOTED.

FIRE SAFETY NOTES

1. PLANS FOR THE FIRE ACCESS GATES, FIRE SPRINKLERS, FIRE ALARMS AND FIRE 
MONITORING SHALL BE SUBMITTED SEPARATELY AS A DEFFERED SUBMITTAL BY 
NEVADA LICENCED CONTRACTORS.  THESE SUBMITTALS SHALL BE REVIEWED AND 
APPROVED PRIOR TO INSTALLATION.

2. APPLICANT SHALL SUBMIT PLANS FOR REVIEW AND APPROVAL PRIOR TO INSTALLING 
ANY GATE, SPEED HUMPS (SPEED BUMPS ARE NOT PERMITTED) AND ANY OTHER FIRE 
APPARATUS ACCESS ROADWAY OBSTRUCTIONS. REFER TO 2012 IFC SECTION 503.4.1 
AND 503.6 AS AMENDED.  THESE SUBMITTALS SHALL BE REVIEWED AND APPROVED 
PRIOR TO INSTALLATION.

3. KEY BOXES SHALL BE KNOW SERIES #3200 RECESSED KEY BOXES IN ACCOURDANCE 
WITH 2012 IFC 506.1 AS AMENDED.  KEY BOXES SHALL BE INSTALLED 5 FEET TO 6-1/2 
FEET TO THE TOP OF THE BOX ABOVE FINISH GRADE.

4. KEY BOXES AND REFLECTIVE DECALS MAY BE ORDERED DIRECTLY FROM THE KNOX 
COMPANY AT WWW.KNOXBOX.COM OR ODER FORMS ARE AVAILABLE FROM THE FIRE 
SAFETY DIVISION.  INCLUDE AN ADEQUATE AMOUNT OF FIRE DEPARTMENT 
REFLECTIVE ALERT DECALS WHEN ORDERING.

PROJECT / ZONING INFO

PROJECT ADDRESS:
2927 ALDERWOOD MALL BLVD.,
LYNNWOOD WASHINGTON 98036

ASSESSOR'S PARCEL NUMBER:
27052500102100, 27052500100600, 27052500103900

PROJECT DESCRIPTION:
NEW CONSTRUCTION OF A MULTIFAMILY HOUSING DEVELOPMENT CONSISTING OF (1) 
COMMUNITY BUILDING, (15) THREE STORY APARTMENT BUILDINGS WITH 24 UNITS PER 
BUILDING. THE MULTIFAMILY BUILDINGS WILL BE R2 OCCUPANCY AND THE 
CLUBHOUSE WILL BE A MIX OF A, B, & M OCCUPANIES. THE CONSTRUCTION TYPE OF 
ALL BUILDINGS ON SITE WILL BE VB WITH A TYPE 13R SPRINKLER SYSTEM 
THROUOUGHT ALL RESIDENTIAL BUILDINGS AND NFPA 13 AT THE CLUBHOUSE.

APPLICABLE CODES:
SNOHOMISH COUNTY BUILDING AND FIRE SAFETY ADMINISTRATIVE CODE
2015 INTERNATIONAL BUILDING CODE (IBC)*
2015 INTERNATIONAL FIRE CODE (IRC)*
2015 INTERNATIONAL MECHANICAL CODE (IMC)*
2015 INTERNATIONAL PLUMBING CODE (IPC)*
2015 INTERNATIONAL GREEN CONSTRUCTION CODE (IGCC)*
2017 NATIONAL ELECTRICAL CODE (NEC)*
2015 WASHINGTON STATE COMMERCIAL ENERGY CODE
2010 AMERICANS WITH DISABILITIES ACT STANDARDS FOR ACCESSIBLE DESIGN
ICC/ANSI A117.1-2009 ACCESSIBE AND USEABLE BUILDINGS AND FACILITIES
*WITH LOCAL AMENDMENTS

AUTHORITY HAVING JURISDICTION:
CITY OF LYNNWOOD

ZONE:
PCB

LOT SIZE:
736,671 SF (16.91 AC)

LAND USE DESIGNATION:
MULTI-FAMILY

DENSITY:
360 UNITS/ 16.91 ACRES  = 21.3 UNITS / ACRE

AMENITIES: 
SWIMMING POOL, BBQ, RECREATION ROOM

ENERGY CODE SUMMARY

ENERGY CODE COMPLIANCE: 2015 WSEC - COMMERCIAL

CLIMATE ZONE: 4C

VERTICAL GLAZING U-FACTOR:  0.30 (NON-METAL FRAMED) / 0.38(METAL 
FRAME) / 0.40 (OPERABLE METAL FRAME) / 0.60 
(ENTRANCE DOORS)

OPAQUE DOOR U-FACTOR:  0.37 (SWINGING) / 0.34 (NON-SWINGING)

CEILING: R-49

WALL ABOVE GRADE: R-21

WALL BELOW GRADE: 10/15/21 + THERMAL BREAK

SLAB ON GRADE: R-10 2-FT

FLOORS: R-30

LOCAL BUILDING CODE SUMMARY

BUILDING HEIGHT:
MAX ALLOWED: 3 STORIES - 40' TO ROOF MIDPOINT
MAX PROPOSED: 1 STORY - 20'-6" TO ROOF MIDPOINT (SEE 01/A3.301)

LYNNWOOD MUNICIPAL CODE

1

1

1

1

1

BUILDING CODE SUMMARY
2015 INTERNATIONAL BUILDING CODE

IBC SECTION 303 & 304
OCCUPANCY CLASSIFICATION: A-3 ASSEMBLY; B BUSINESS; M RETAIL

IBC TABLE 503 & SECTION 506
CONSTRUCTION TYPE: V-B, SPRINKLERED
HEIGHT ALLOWED: A-3 1-STORIES, 40 FEET 

B 2-STORIES, 40 FEET
M 1-STORIES, 40 FEET

                 
BASIC ALLOWABLE AREA: A-3 6,000 SF PER FLOOR 

B 9,000 SF PER FLOOR
M 9,000 SF PER FLOOR

IBC SECTION 506.3

AUTOMATIC SPRINKLER SYSTEM INCREASE
TOTAL ALLOWABLE AREA:                     A-3 6,000  X 300% = 18,000 SF PER FLOOR 

B 9,000  X 300% = 27,000 SF PER FLOOR
M 9,000 X  300% = 27,000 SF PER FLOOR

TOTAL AREA BUILDING: 10,892 SF GROSS INTERIOR
  230 SF GROSS INTERIOR (OUTBUILDING)
  950 SF COVERED AREA EXTERIOR

12,072 SF TOTAL COVERED AREA

IBC SECTION 508.3

SEPERATED  OCCUPANICIES: 1-HR 

IBC TABLE 601
FIRE-RESISTANCE REQUIREMENTS - TYPE V-B CONSTRUCTION:

STRUCTURAL FRAME: 0 HR
EXTERIOR BEARING WALLS: 0 HR 
INTERIOR BEARING WALLS:. 0 HR
EXTERIOR NON-BEARING WALLS: 0 HR
INTERIOR NON-BEARING WALLS: 0 HR
FLOOR CONSTRUCTION: 0 HR
ROOF CONSTRUCTION: 0 HR

IBC TABLE 602

  FIRE RESISTANCE REQUIRED FOR
  EXTERIOR OPENINGS

X < 5' 1 HR
5'  ≤ 10' 1 HR
10' ≤ X < 30' 0 HR
X ≥ 30' 0 HR

IBC TABLE 705.8

EXTERIOR WALL / OPENING PROTECTION- LOCATION ON PROPERTY:

FIRE SEPERATION

DISTANCE (FEET) UNPROTECTED (SPRINKLERED) % OF OPENINGS
15 TO <20 75%
20 TO <25 NO LIMIT
25 TO <30 NO LIMIT
30 AND GREATER NO LIMIT

*WORST CASE SCENARIO = 20'-0" = NO LIMIT

SHOP DRAWINGS TO BUILDING DEPARTMENT FOR CITY OF LYNNWOOD FIRE DEPARTMENT APPROVAL
FIRE SPRINKLERS: YES 
NFPA 13, PER IBC SECTION 903.3.1.1 SUBMIT FIRE SPRINKLER SYSTEM SHOP 
DRAWINGS TO BUILDING DEPT. FOR APPROVAL PRIOR TO INSTALLATION.

SHOP DRAWINGS TO BUILDING DEPARTMENT FOR CITY OF LYNNWOOD FIRE DEPARTMENT APPROVAL
FIRE & SMOKE ALARMS: YES
SUBMIT FIRE ALARM SYSTEM 
SHOP DRAWINGS TO BUILDING DEPT. FOR APPROVAL PRIOR TO INSTALLATION.

IBC TABLE 1004.1.2
MAXIMUM OCCUPANT LOAD OF BUILDING: 241
(SEE TABLE THIS SHEET)

IBC SECTION 1005.1
EGRESS WIDTH / DOOR WIDTH: 
MINIMUM REQUIRED: (226 OCCUPANTS x 0.20) 46 INCHES REQUIRED
PROVIDED: 180 INCHES PROVIDED

IBC SECTION 1006.3.1
NUMBER OF EXITS EXITS REQUIRED: 2

EXITS PROVIDED: 5

POOL EXITING
EXITS REQUIRED: 2
EXITS PROVIDED: 2

IBC TABLE 1016.2
EXIT ACCESS TRAVEL DISTANCE: MAX ALLOWED: 250'  

MAX PROPOSED: 75'-6" (WORST CASE)

IBC SECTION 1103
ACCESSIBLE BUILDING REQUIRED: PER 2015 IBC CHAPTER 11 AND ICC/ANSI A117.1 - 2009 (WITH ALL 
LOCAL CODE AMENDMENTS) AMERICANS WITH DISABILITIES ACT ACCESSIBILITY GUIDELINES.

1

EXIT SIGN LOCATION

PANIC DOOR EQUIPPED WITH PANIC HARDWARE

FEC 2A10BC RATED FIRE EXTINGUISHER CABINET

ACCESSIBLE ROUTE OF TRAVEL

FE 2A10BC RATED FIRE EXTINGUISHER

1HR FIRE SEPERATION

FITNESS
118

FITNESS ON
DEMAND

119

POOL
SHOWER

122

FIRE
123 MAILROOM

114

JANITOR
117

WOMEN'S
RR
116

MEN'S RR
115

OFFICE
105

MGR OFFICE
104

WORKROOM
103

WORKROOM
BOH

102

CONCIERGE
101

VESTIBULE
100

CONFERENCE
108

PVT OFFICE
1

106

PVT OFFICE
2

107

KITCHEN
109

LOUNGE
110

MEDIA
LOUNGE

111

GAME
ROOM

112

COVERED
OUTDOOR
LOUNGE

113

RETAIL
SPACE

245

IDF
120

50'-0" 49'-11"

PANIC

PANIC

PANIC PANIC

PANIC

PANIC

POOL
EQUIPMENT

124
POOL

TREATMENT
125

FEC

FEC

FEC

FEC

MPOE/ELEC.
121

COLD SHELL ONLY

115'-0"

POOL AREA PLUMBING FIXTURES

POOLS WITH: TOILETS SHOWERS SINKS

CLUBHOUSE PLUMBING FIXTURES BASED ON OCCUPANCY "A-3"

OCCUPANTS FIXTURE
REQUIREMENT
CALCULATOR

FIXTURE
REQUIRED

FIXTURE
PROVIDED

(113) MEN

WCS

DRINKING FOUNTAINS

SERVICE SINK

1:125

1:200

1:150 (ADDITIONAL AFTER 500)

1

1

1

NOT MORE THAN 25% OF WCS

1:200

2

1

1

CLUBHOUSE = 241 TOTAL OCCUPANTS                            241 ÷ 2 = 120.5

WCS

URINALS

LAVS

1

1

1:65

(113) WOMEN

LAVS

1

1

3

1 (HIGH-LOW)

1

2

1

DRESSING 
ROOMS

DIAPER 
CHANGING 
STATION

LIVING UNITS WITHIN 
1/4 MILE AND/OR 
WITH THREE OR 
MORE STORIES

1 1 1 1-

*LIMITED USE POOL  PER WAC 246-260-041 TABLE 031.6

CODE PLAN GENERAL NOTES
1. INSTALL FIRE EXTINGUISHERS, STANDPIPES AND CONNECTIONS AT LOCATIONS 

INDICATED UNLESS OTHERWISE REQUIRED BY LOCAL BUILDING INSPECTORS, 
JURISDICTION, OR FIRE DEPARTMENT. PROMPTLY NOTIFY THE ARCHITECT AND 
OWNER IN WRITING IN THE EVENT INDICATED LOCATIONS ARE UNACCEPTABLE TO 
THE LOCAL BUILDING INSPECTION JURISDICTION OR FIRE DEPARTMENT.  AT LEAST 
ONE FIRE EXTINGUISHER WITH A MINIMUM RATING OF 2-A-10-BC SHALL BE PROVIDED 
WITHIN 75 FEET MAXIMUM TRAVEL DISTANCE FOR EACH 1,500 SQUARE FEET OR 
PORTION THEREOF ON EACH FLOOR PER IBC TABLE 906.3(1)

2. INSTALL FIRE STOPPING IN STRICT ACCORDANCE WITH LOCAL AUTHORITY HAVING 
JURISDICTION, THE BUILDING CODE, DOCUMENTED AND FIRE TESTED WALL, 
FLOOR/CEILING OR ROOF/CEILING ASSEMBLIES AND IN PRECISE ACCORDANCE WITH 
MANUFACTURER'S SPECIFICATIONS AND REQUIREMENTS.

3. ALL CONSTRUCTION MUST BE IN COMPLIANCE WITH THE CODES LISTED IN THE CODE 
NARRATIVE, ALL PUBLIC LAWS, OR OTHER HIGHER AUTHORITY DOCUMENTS AS 
APPLICABLE. IT SHALL BE THE CONTRACTOR'S AND HIS EMPLOYEE'S RESPONSIBILITY 
TO BE FAMILIAR WITH ALL CODES AND ORDINANCES AS REQUIRED FOR THE 
CONSTRUCTION OF THIS PROJECT. WHERE ANY CONFLICTS OCCUR BETWEEN 
APPLICABLE FEDERAL, STATE AND LOCAL LAWS, CODES, ORDINANCES, AND 
REGULATIONS, THE MOST STRINGENT SHALL GOVERN.

4. ALL KITCHENS, WASHROOMS, POWDER ROOMS, AND LAUNDRY ROOMS TO BE 
MECHANICALLY VENTILATED PROVIDING MINIMUM AIR CHANGES PER HOUR.  SEE 
MECHANICAL DRAWINGS FOR THE MINIMUM NUMBER OF AIR CHANGES PER HOUR 
REQUIRED.

5. THE ENTIRE BUILDING TO BE SPRINKLERED. SEE MECHANICAL DRAWINGS FOR 
FURTHER INFORMATION. ALL WET PORTIONS OF THIS SYSTEM TO BE DESIGNED AND 
INSTALLED TO PREVENT FREEZING IN CONFORMANCE WITH NFPA 13 AND BUILDING 
CODE.

6. FLAT PORTIONS AND CAVITIES OF ALL ROOFS, ROOF DECKS, DECKS AND 
OVERHANGS TO BE CROSS-VENTILATED TO A MINIMUM 1/150 SQ. FT. AND BE IN 
ACCORDANCE WITH ALL LOCAL CODES AND BYLAWS.

7. ALL SLOPED ROOFS AND SKYLIGHT CANOPIES/ROOFS TO HAVE GUTTERS AND/OR 
RAINWATER LEADERS TO STORM DRAINS.

8. PROVIDE EGRESS ILLUMINATION PER IBC 1006.

9. PROVIDE POWER TO EGRESS SIGNAGE AND LIGHTING PER IBC 1011.5 & 1006.3. 

10. ADDRESS SHALL BE PROVIDED FOR ALL NEW AND EXISTING BUILDINGS IN A 
POSITION AS TO BE PLAINLY VISIBLE AND LEGIBLE FROM THE STREET OR ROAD 
FRONTING THE PROPERTY. 

1
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IBC TABLE 1004.1.2 - OCCUPANCY LOAD

# ROOM NAME AREA PER/SF LOAD CALC

100 VESTIBULE 118 SF 100 2

101 CONCIERGE 962 SF 100 10

102 WORKROOM BOH 130 SF 100 2

103 WORKROOM 123 SF 100 2

104 MGR OFFICE 161 SF 100 2

105 OFFICE 118 SF 100 2

106 PVT OFFICE 1 43 SF 100 1

107 PVT OFFICE 2 45 SF 100 1

108 CONFERENCE 166 SF 15 12

109 KITCHEN 219 SF 15 15

110 LOUNGE 270 SF 15 18

111 MEDIA LOUNGE 560 SF 15 38

112 GAME ROOM 553 SF 15 37

113 COVERED OUTDOOR LOUNGE 717 SF 15 48

114 MAILROOM 596 SF 100 6

117 JANITOR 40 SF 300 1

118 FITNESS 1,685 SF 50 34

119 FITNESS ON DEMAND 392 SF 50 8

TOTAL OCCUPANTS 239

Revisions

Mark Date Description

1 10/29/2018 PERMIT REV. #1

N

0 16' 24'2' 4' 6' 8'

1

1

1

IBC TABLE 1004.1.2 - OCCUPANCY LOAD POOL BUILDING

# ROOM NAME AREA PER/SF LOAD CALC

124 POOL EQUIPMENT 172 SF 300 1

125 POOL TREATMENT 18 SF 300 1

245 RETAIL SPACE 3,272 SF 60 55

TOTAL OCCUPANTS 57

IBC TABLE 1004.1.2 - OCCUPANCY LOAD COMMERCIAL

# ROOM NAME AREA PER/SF LOAD CALC

245 RETAIL SPACE 3,272 SF 60 55

TOTAL OCCUPANTS 55

1

1

1

JK.Choi
Stamp
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E

N
T

E
R

L
IN

E
 

O
F

 T
O

P
 S

W
IT

C
H

*

18" CLR

4
8
" 

M
A

X

1
5
" 

M
IN

ACCESSIBLE

SEAT COVER

5
4

" 
(A

C
C

E
S

S
IB

L
E

)

GENERAL ACCESSIBILITY NOTES:

SEE SHEET G.XX.210 FOR APPLICABLE CODES AND REFERENCES
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NOTE:  WALL BASE NOT PERMITTED TO ENCROACH ON MANEUVERING 
CLEARANCES.

FRONT APPROACH SIDE APPROACH

(36" MIN CLR)

OPENING WIDTH

(36" MIN CLR)

OPENING WIDTH

C
L
R

4
8
" 

M
IN

C
L
R

4
2
" 

M
IN

D
O

O
R

 W
ID

T
H

C
L
R

4
8
" 

M
IN

D
O

O
R

 W
ID

T
H

C
L
R

4
8
" 

M
IN

D
O

O
R

 W
ID

T
H

60" D
IA

60
" D

IA
. M

IN
.

60
" D

IA
. M

IN
.

CLR

60" MIN

C
L
R

6
0
" 

M
IN

NOTE:  
1.WALL BASE NOT PERMITTED TO ENCROACH ON MANEUVERING CLEARANCES.

18" MIN 18" MIN

CLR

24" MIN4
2
" 

M
IN

LATCH APPROACH-

PUSH SIDE

(4
8
" 

M
IN

 I
F

 C
L
O

S
E

R
 

P
R

O
V

ID
E

D
)

4
8
" 

M
IN

CLR

24" MIN

(5
4
" 

M
IN

 I
F

 C
L
O

S
E

R
 

P
R

O
V

ID
E

D
)

LATCH APPROACH-

PULL SIDE

4
8
" 

M
IN

HINGE APPROACH-

PUSH SIDE
(IF BOTH CLOSER AND 

HATCH ARE PROVIDED)

CLR

12" MIN

CLR

22" MIN4
2
" 

M
IN

HINGE APPROACH-

PUSH SIDE

CLR

22" MIN

6
0
" 

M
IN

5
4
" 

M
IN

HINGE APPROACH-

PULL SIDE

HINGE APPROACH-

PULL SIDE
OR

CLR

36" MIN

CLR

42" MIN

CLR

12" MIN*

4
8
" 

M
IN

FRONT APPROACH-

PUSH SIDE
(*IF BOTH CLOSER AND 
LATCH ARE PROVIDED)

6
0
" 

M
IN

CLR

18" MIN

FRONT APPROACH-

PULL SIDE

CLR, TYP

32" MIN

NOTE:  WALL BASE NOT PERMITTED TO ENCROACH ON MANEUVERING CLEARANCES.

90.00°

C
L
R

6
0
" 

M
IN

RECESSED DOORS-

PULL SIDE

>
 8

"

C
L
R

4
8
" 

M
IN

RECESSED DOORS-

PUSH SIDE

C
L
R

4
8
" 

M
IN

>
8

"

RECESSED DOORS-

PUSH SIDE 
(IF BOTH CLOSER AND 
LATCH ARE PROVIDED)

CLR

12" MIN

CLR, TYP

32" MIN

NOTE: 
1. WALL BASE NOT PERMITTED TO ENCROACH ON MANEUVERING CLEARANCES. 
2. WHERE ANY OBSTRUCTION WITHIN 18" OF THE LATCH SIDE OF A DOORWAY 

PROJECTS > 8" BEYOND THE FACE OF THE DOOR, MEASURED PERPENDICULAR TO 
THE FACE OF THE DOOR, MANEUVERING CLEARANCES FOR A FORWARD APPROACH 
SHALL BE PROVIDED.

CLR

18" MIN

90.00°

FACE OF DOOR

FACE OF WALL

C
L
R

4
8
" 

M
IN

FRONT APPROACH

22" MIN

C
L
R

4
2
" 

M
IN

POCKET OR HINGE APPROACH

C
L
R

4
2
" 

M
IN

CLR

24" MIN

STOP OR LATCH APPROACH

NOTE: 
1.WALL BASE NOT PERMITTED TO ENCROACH ON MANEUVERING CLEARANCES.

CLR, TYP

32" MIN

CLR, TYP

32" MIN

CLR, TYP

32" MIN
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DW

30"X48" MIN CLEAR O.C. 
FLOOR SPACE

30"X48" MIN CLEAR FLOOR 
SPACE. THE DOOR IN THE 
OPEN POSITION SHALL 
NOT OBSTRUCT THE 
CLEAR FLOOR SPACE.

WALL BASE NOT TO 
ENCROACH ON CLEAR 
FLOOR SPACE, TYP.

SINK WITH KNEE

CLEARANCE*

4
8
" 

M
IN

30" MIN

DISHWASHER

*OPTIONS:
1. ACCESSIBLE SINK WITH 

NO BASE CABINETS
2. DOORS W/BASE TRIM & 

CONTINUOUS FLOORING

WALL BASE NOT TO 
ENCROACH ON CLEAR 
FLOOR SPACE, TYP.

TOP OF SINK 
RIM 

34" MAX HT AFF

ACCESSIBLE WORKSPACE

30" MIN 30" MIN

TOP OF SINK 
RIM 

34" MAX HT 
AFF

W/ ADA SINK ADJACENT

60" MIN CLEAR

4
8
" 

M
IN

WORK 
SURFACE 34" 
MAX HT AFF

2
5
" 

M
A

X

ALL OPPOSING  BASE CABINETS, 
COUNTER TOPS, APPLIANCES OR 
WALLBASE.

ALIGN FACE OF 
RANGE W/ EDGE 
OF COUNTER

FRONT CONTROLS 
REQD.

30"X48" MIN CLEAR O.C. 
FLOOR SPACE FOR 
COOKTOP.

REFRIGERATOR

(a) = 40" MIN 
CLEARANCE.

(b) = 60" MIN 
CLEARANCE FOR U-
SHAPED KITCHENS

FURTHEST
PROJECTING
EDGE
(EXCLUDING 
HANDLE)

30"X48" MIN CLEAR O.C. 
FLOOR SPACE

(b
)

(a
)

ALIGN FACE OF 
RANGE W/ EDGE OF 
COUNTER

30"X48" MIN CLEAR FLOOR SPACE. 
THE DOOR IN THE OPEN POSITION 
SHALL NOT OBSTRUCT THE CLEAR 
FLOOR SPACE FOR OVEN.

30"X48" MIN CLEAR FLOOR 
SPACE. BOTTOM HINGED 
DOOR OVENS SHALL HAVE A 
WORK SURFACE POSITIONED 
ADJACENT TO ONE SIDE OF 
THE DOOR

KNEE CLEARANCE.

30" MIN

WORK 
SURFACE 34" 
MAX HT AFF

KNEE CLEARANCE

2
5
" 

M
A

X

NOTE:
A PARALLEL APPROACH COMPLYING WITH 
ANSI 305 AND CENTERED ON THE SINK 
SHALL BE PERMITTED TO A KITCHEN SINK 
IN A SPACE WHERE A COOKTOP OR 
CONVENTIONAL RANGE IS NOT PROVIDED. 
ICC A117.1-2009

ALIGN FACE OF 
RANGE W/ EDGE OF 
COUNTER

FRONT CONTROLS 
REQD.

30"X48" MIN CLEAR FLOOR 
SPACE. SIDE HINGED OVEN 
SHALL HAVE A WORK 
SURFACE POSITIONED 
ADJACENT TO THE LATCH 
SIDE OF THE OVEN DOOR.

KNEE CLEARANCE.

30" MIN

WORK 
SURFACE 34" 
MAX HT AFF

2
5
" 

M
A

X

(a) = 40" MIN 
CLEARANCE.

(b) = 60" MIN 
CLEARANCE FOR U-
SHAPED KITCHENS

(b
)

(a
)

ALL OPPOSING  BASE CABINETS, 
COUNTER TOPS, APPLIANCES OR 
WALLBASE. 

A
T

 S
P

O
U

T

3
6
" 

M
A

X

ELEVATION

2
7
" 

M
IN

4
3

" 
M

A
X

 A
T

 S
P

O
U

T

3
8

" 
M

IN
 T

O

4
8
"

30"

PLAN

5
" 

M
A

X
T

O
 S

P
O

U
T

M
IN

 1
5
"

30" CLR

PLAN

30" CLR

COUNTER 
WHERE 
OCCURS

1'-3" 1'-3"

2
7

" 
M

IN
 C

L
R

17" MIN

6"
MAX

9
" 

  
M

IN
 C

L
R

11" MIN

2
5
" 

M
A

X

1
7
" 

M
IN

T
O

 C
O

N
T

R
O

L
S

4
4
" 

M
A

X

2
7

" 
M

IN
 C

L
R

8" MIN

25" MAX

4
4
" 

M
A

X

1
7
" 

M
A

X

30" CLR

URINAL

4
8

" 
C

L
R

PLAN

1
3

 1
/2

"
M

IN

ELEVATION

TO OBSTRUCTION

60" MIN CLR

6" MAX

MIN

12"

MIN

24"

M
IN9
"

42" MIN

T
O

P
 O

F
 S

E
A

T

1
7

" 
- 

1
9

"

18" MAX

16" MIN

TO OBSTRUCTION

59" MIN CLR

39" - 41"

MAX

12"

54" MIN

7" - 9"

GRAB BARS: 
33"-36" TO TOP 
OF GRIPPING 
SURFACE

1
8
" 

M
IN

3
9

" 
- 

4
1

"

9
"

TISSUE 
DISPENSER

ELEVATIONS

60" MIN

5
6
" 

M
IN

18" MAX

16" MIN

FLUSH CONTROL 
SHALL BE LOCATED 
ON THE OPEN SIDE 
OF THE WATER 
CLOSET.

TISSUE 
DISPENSER

GRAB BARS

PLAN

(b
)

(a
)

(a) 15" PER ADA

(b) 18" PER ICC

REAR WALL

42" MAX FROM

F
O

R
 W

A
L
L
 M

O
U

N
T

E
D

 
W

A
T

E
R

 C
L
O

S
E

T
S

F
O

R
 F

L
O

O
R

 M
O

U
N

T
E

D
 

W
A

T
E

R
 C

L
O

S
E

T
S

5
9
" 

M
IN

FULL WIDTH

FOLDING 
SHOWER SEAT

1/2" MAX 
THRESHOLD

3
6

" 
M

A
X

3
3

" 
M

IN
 T

O

FOLDING 
SHOWER SEAT

16" MIN

27" MAX CONTROLS

FULL WIDTH

PROVIDE A HAND SHOWER 
WITH A HOSE 59" MIN. IN 
LENGTH THAT CAN BE 
USED AS BOTH A FIXED 
SHOWER HEAD AND AS A 
HAND SHOWER. THE HAND 
SHOWER SHALL HAVE A 
CONTROL WITH A NON-
POSITIVE SHUT-OFF 
FEATURE. AN ADJUSTABLE 
HEIGHT HAND SHOWER 
MOUNTED ON A VERTICAL 
BAR SHALL BE INSTALLED 
SO AS NOT TO OBSTRUCT 
THE  USE OF GRAB BARS. 
HAND SHOWER MOUNTED 
AT 48" MAX TO BOTTOM OF 
SLIDE BAR.

FULL WIDTH

SIDE WALLCONTROL WALLSEAT WALL

ROLL IN SHOWER

GRAB BAR, EXTEND 
LENGTH OF WALL, NOT 
REQUIRED TO EXCEED 48"

60" CLR MIN

6" MAX

3
0
" 

M
IN

CONTROL WALL

6
" 

M
A

X
4

" 
M

A
X

3
0
"

60"

1/2" MAX 
THREHSOLD; 
60" MIN CLR 
OPEN WIDTH 
(NO DOOR 
ALLOWED)

S
E

A
T

 W
A

L
L

S
ID

E
 W

A
L

L

1
7

"-
1

9
"

6" MAX 4" MIN

6" MAX

3
6

" 
M

A
X

3
3

" 
M

IN
 T

O

FOLDING 
SHOWER 
SEAT

FULL WIDTH

3
8
" 

M
IN

4
8

" 
M

A
X

 C
O

N
T

R
O

L
S

C
O

N
T

R
O

L
S

1/2" MAX
THRESHOLD

CONTROL WALL

FOLDING 
SHOWER 
SEAT

SEAT WALL

PROVIDE A HAND SHOWER 
WITH A HOSE 59" MIN. IN 
LENGTH THAT CAN BE 
USED AS BOTH A FIXED 
SHOWER HEAD AND AS A 
HAND SHOWER. THE HAND 
SHOWER SHALL HAVE A 
CONTROL WITH A NON 
POSITIVE SHUT-OFF 
FEATURE. AN ADJUSTABLE 
HEIGHT HAND SHOWER 
MOUNTED ON A VERTICAL 
BAR SHALL BE INSTALLED 
SO AS NOT TO OBSTRUCT 
THE USE OF GRAB BARS. 
HAND SHOWER MOUNTED 
AT 48" MAX TO BOTTOM OF 
SLIDE BAR.

27" MAX

FULL WIDTH

3
8

" 
M

IN
 C

O
N

T
R

O
L

S

4
8

" 
M

A
X

 C
O

N
T

R
O

L
S

CONTROLS
15" MAX

CONTROLS
15" MAX

BACK WALL

SEAT 

WALL

S
ID

E
 W

A
L

L

6" 6"

3
6
" 

A
B

S
O

L
U

T
E

BACK WALL

24" - 36" 36"  MIN

60" MIN

AN ENTRY OF 
36" MINIMUM IN 
WIDTH SHALL BE 
PROVIDED (NO 
DOOR ALLOWED)

C
O

N
T

R
O

L
 W

A
L

L

FULL WIDTH

14"

CONTROLS

C
O

N
T

R
O

L
S

1
0
" 

M
A

X

3
8
" 

M
IN

C
O

N
T

R
O

L
S

FULL WIDTH

FOLDING 
SHOWER SEAT

CONTROL WALL SEAT WALL

TRANSFER SHOWER

SHOWER TO BE 
FLUSH WITH
ADJACENT 
WALL TO 
PROVIDE
CLEAR FLOOR 
SPACE.

36" CLR MIN

18"

3
6

" 
C

L
R

 M
IN

3
6
"

48"

4
" 

M
A

X

AN ENTRY OF 
36" MINIMUM 
SHALL 
BE PROVIDED 
(INCLUDING 
SHOWER 
DOOR IF 
PROVIDED)

PROVIDE A HAND 
SHOWER WITH A HOSE 
59" MIN. IN LENGTH THAT 
CAN BE USED AS BOTH 
A FIXED SHOWER HEAD 
AND AS A HAND 
SHOWER. THE HAND 
SHOWER SHALL HAVE A 
CONTROL WITH A NON-
POSITIVE SHUT-OFF 
FEATURE. AN 
ADJUSTABLE HEIGHT 
HAND SHOWER 
MOUNTED ON A 
VERTICAL BAR SHALL BE 
INSTALLED SO AS NOT 
TO OBSTRUCT THE  USE 
OF GRAB BARS. HAND 
SHOWER MOUNTED AT 
48" MAX TO BOTTOM OF 
SLIDE BAR.

4" MAX

C
O

N
T

R
O

L
 

W
A

L
L

BACK WALL

S
E

A
T

 W
A

L
L

1'-10 3/8"

1
4

"-
1

5
"

1
 1

/2
" 

M
A

X

2 1/2" MAX

15"-16"

3
" 

M
A

X

L-SHAPED SHOWER COMPARTMENT SEAT

ICC/ANSI 610

RECTANGULAR SHOWER COMPARTMENT SEAT

ICC/ANSI 610
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     SYMBOL MANUFACTURER/MODEL/DESCRIPTION PSI SYMBOL MANUFACTURER/MODEL/DESCRIPTION PSI MANUFACTURER/MODEL/DESCRIPTION PSI PSI HUNTER MP STRIP PROS-06-PRS40-CV 40 40 TURF ROTATOR, 6" (15.24 CM) POP-UP  WITH FACTORY INSTALLED CHECK VALVE,  PRESSURE REGULATED TO 40 PSI (2.76  BAR), MP ROTATOR NOZZLE ON PRS40  BODY. LST=IVORY LEFT STRIP, SST=BROWN  SIDE STRIP, RST=COPPER RIGHT STRIP. HUNTER MP1000 PROS-06-PRS40-CV 40 40 TURF ROTATOR, 6" (15.24 CM) POP-UP  WITH CHECK VALVE, PRESSURE REGULATED  TO 40 PSI (2.76 BAR), MP ROTATOR  NOZZLE ON PRS40 BODY.  M=MAROON  ADJ ARC 90 TO 210, L=LIGHT BLUE 210  TO 270 ARC, O=OLIVE 360 ARC. HUNTER MP2000 PROS-06-PRS40-CV 40 40 TURF ROTATOR, 6" (15.24 CM) POP-UP  WITH FACTORY INSTALLED CHECK VALVE,  PRESSURE REGULATED TO 40 PSI (2.76  BAR), MP ROTATOR NOZZLE ON PRS40  BODY.  K=BLACK ADJ ARC 90-210,  G=GREEN ADJ ARC 210-270, R=RED 360  ARC. HUNTER MP3000 PROS-06-PRS40-CV 40 40 TURF ROTATOR, 6" (15.24 CM) POP-UP  WITH FACTORY INSTALLED CHECK VALVE,  PRESSURE REGULATED TO 40 PSI (2.76  BAR), MP ROTATOR NOZZLE ON PRS40  BODY. B=BLUE ADJ ARC 90-210,  Y=YELLOW ADJ ARC 210-270, A=GRAY  360 ARC. HUNTER MP3500 PROS-06-PRS40-CV 40 40 TURF ROTATOR, 6.0" POP-UP WITH  FACTORY INSTALLED CHECK VALVE,  PRESSURE REGULATED TO 40 PSI, MP  ROTATOR NOZZLE ON PRS40 BODY.   LB=LIGHT BROWN ADJUSTABLE ARC,  90-210.      SYMBOL MANUFACTURER/MODEL/DESCRIPTION  SYMBOL MANUFACTURER/MODEL/DESCRIPTION  MANUFACTURER/MODEL/DESCRIPTION  HUNTER ICZ-101-25  DRIP CONTROL ZONE KIT.  1" ICV GLOBE  VALVE WITH 1" HY100 FILTER SYSTEM.   PRESSURE REGULATION: 25PSI.  FLOW  RANGE: .5 GPM TO 20 GPM.  150 MESH  STAINLESS STEEL SCREEN. AREA TO RECEIVE DRIPLINE NETAFIM TLCV-04-18 (18)  TECHLINE PRESSURE COMPENSATING  LANDSCAPE DRIPLINE WITH CHECK VALVE.   0.4GPH EMITTERS AT 18.0" O.C.  DRIPLINE  LATERALS SPACED AT 18.0" APART, WITH  EMITTERS OFFSET FOR TRIANGULAR  PATTERN. 17MM.      SYMBOL MANUFACTURER/MODEL/DESCRIPTION  SYMBOL MANUFACTURER/MODEL/DESCRIPTION  MANUFACTURER/MODEL/DESCRIPTION  HUNTER ICV-G  1", 1-1/2", 2", AND 3" PLASTIC ELECTRIC  REMOTE CONTROL VALVES, GLOBE  CONFIGURATION, WITH NPT THREADED  INLET/OUTLET, FOR  COMMERCIAL/MUNICIPAL USE. FEBCO 850U 1"  DOUBLE CHECK BACKFLOW PREVENTION  WITH UNION END BALL VALVE, 1/2" TO 2". HUNTER IC-4200-SS  MODULAR CONTROLLER, 36 STATIONS,  OUTDOOR MODEL, STAINLESS STEEL  CABINET. COMMERCIAL USE. WITH SIX  ICM-600 MODULES INCLUDED. WATER METER 1-1/2"  IRRIGATION LATERAL LINE: PVC CLASS 200 SDR 21IRRIGATION MAINLINE: PVC SCHEDULE 40  PIPE SLEEVE: PVC CLASS 200 SDR 21  TYPICAL PIPE SLEEVE FOR IRRIGATION  PIPE.  PIPE SLEEVE SIZE SHALL ALLOW  FOR IRRIGATION PIPING AND THEIR  RELATED COUPLINGS TO EASILY SLIDE  THROUGH SLEEVING MATERIAL.  EXTEND  SLEEVES 18 INCHES BEYOND EDGES OF  PAVING OR CONSTRUCTION. 
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TREES BOTANICAL NAME COMMON NAME CONT CAL SIZE  QTY BOTANICAL NAME COMMON NAME CONT CAL SIZE  QTY COMMON NAME CONT CAL SIZE  QTY CONT CAL SIZE  QTY CAL SIZE  QTY SIZE  QTY QTY ACER CIRCINATUM VINE MAPLE B & B MULTI-STEM 7`-8` H  22 VINE MAPLE B & B MULTI-STEM 7`-8` H  22 B & B MULTI-STEM 7`-8` H  22 MULTI-STEM 7`-8` H  22 7`-8` H  22 22 FAMILY - ACERACEAE ACER CIRCINATUM `PACIFIC FIRE` VINE MAPLE B & B  8`-10` HT.  13 VINE MAPLE B & B  8`-10` HT.  13 B & B  8`-10` HT.  13 8`-10` HT.  13 13 FAMILY - ACERACEAE ACER GRANDIDENTATUM `SCHMIDT` ROCKY MOUNTAIN GLOW MAPLE B & B 2.5"CAL   23 ROCKY MOUNTAIN GLOW MAPLE B & B 2.5"CAL   23 B & B 2.5"CAL   23 2.5"CAL   23 23 FAMILY - ACERACEAE ACER PLATANOIDES `KEITHSFORM` NORWEGIAN SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  2 NORWEGIAN SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  2 B & B 2.5"CAL 10`-12` HT  2 2.5"CAL 10`-12` HT  2 10`-12` HT  2 2 FAMILY - ACERACEAE ACER PLATANOIDES `PARKWAY` NORWAY MAPLE B & B 2.5"CAL   10 NORWAY MAPLE B & B 2.5"CAL   10 B & B 2.5"CAL   10 2.5"CAL   10 10 FAMILY - ACERACEAE ACER PLATANOIDES `WARRENRED` TM PACIFIC SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  1 PACIFIC SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  1 B & B 2.5"CAL 10`-12` HT  1 2.5"CAL 10`-12` HT  1 10`-12` HT  1 1 FAMILY - ACERACEAE ACER RUBRUM `COLUMNARE` COLUMNAR RED MAPLE 3" CAL    4 COLUMNAR RED MAPLE 3" CAL    4 3" CAL    4 4 FAMILY - ACERACEAE BETULA PAPYRIFERA PAPER BIRCH B & B 2.5"CAL   5 PAPER BIRCH B & B 2.5"CAL   5 B & B 2.5"CAL   5 2.5"CAL   5 5 FAMILY - BETULACEAE CALOCEDRUS DECURRENS INCENSE CEDAR B & B  8` HT  7 INCENSE CEDAR B & B  8` HT  7 B & B  8` HT  7 8` HT  7 7 FAMILY - CUPRESSACEAE CHAMAECYPARIS LAWSONIANA PORT ORFORD CEDAR B & B  8` HT  19 PORT ORFORD CEDAR B & B  8` HT  19 B & B  8` HT  19 8` HT  19 19 FAMILY - CUPRESSACEAE CORNUS NUTTALLII `EDDIE`S WHITE WONDER` EDDIE`S WHITE WONDER DOGWOOD B & B 2.5"CAL   16 EDDIE`S WHITE WONDER DOGWOOD B & B 2.5"CAL   16 B & B 2.5"CAL   16 2.5"CAL   16 16 FAMILY - CORNACEAE MAGNOLIA STELLATA STAR MAGNOLIA B & B MULTI-STEM 8`-10` HT.  20 STAR MAGNOLIA B & B MULTI-STEM 8`-10` HT.  20 B & B MULTI-STEM 8`-10` HT.  20 MULTI-STEM 8`-10` HT.  20 8`-10` HT.  20 20 FAMILY - MAGNOLIACEAE OXYDENDRUM ARBOREUM SOURWOOD TREE B & B 2.5"CAL   26 SOURWOOD TREE B & B 2.5"CAL   26 B & B 2.5"CAL   26 2.5"CAL   26 26 FAMILY - ERICACEAE PICEA OMORIKA SERBIAN SPRUCE B & B  8` HT  3 SERBIAN SPRUCE B & B  8` HT  3 B & B  8` HT  3 8` HT  3 3 FAMILY - PINACEAE PINUS NIGRA AUSTRIAN BLACK PINE B & B  8` HT  7 AUSTRIAN BLACK PINE B & B  8` HT  7 B & B  8` HT  7 8` HT  7 7 FAMILY - PINACEAE PSEUDOTSUGA MENZIESII DOUGLAS FIR B & B  10`-12` HT  16 DOUGLAS FIR B & B  10`-12` HT  16 B & B  10`-12` HT  16 10`-12` HT  16 16 FAMILY - PINACEAE PSEUDOTSUGA MENZIESII DOUGLAS FIR B & B  8` HT  21 DOUGLAS FIR B & B  8` HT  21 B & B  8` HT  21 8` HT  21 21 FAMILY - PINACEAE QUERCUS COCCINEA SCARLET OAK B & B 2.5"CAL   9 SCARLET OAK B & B 2.5"CAL   9 B & B 2.5"CAL   9 2.5"CAL   9 9 FAMILY - FAGACEAE QUERCUS FRAINETTO `FOREST GREEN` FOREST GREEN OAK B & B 2.5"CAL   16 FOREST GREEN OAK B & B 2.5"CAL   16 B & B 2.5"CAL   16 2.5"CAL   16 16 FAMILY - FAGACEAE STYRAX JAPONICUS JAPANESE SNOWBELL B & B MULTI-STEM 8`-10` HT.  13 JAPANESE SNOWBELL B & B MULTI-STEM 8`-10` HT.  13 B & B MULTI-STEM 8`-10` HT.  13 MULTI-STEM 8`-10` HT.  13 8`-10` HT.  13 13 FAMILY - STYRACEAE THUJA PLICATA WESTERN RED CEDAR B & B  8` HT  25 WESTERN RED CEDAR B & B  8` HT  25 B & B  8` HT  25 8` HT  25 25 FAMILY - CUPRESSACEAE TILIA CORDATA `GREENSPIRE` GREENSPIRE LITTLELEAF LINDEN B & B 2.5"CAL   8 GREENSPIRE LITTLELEAF LINDEN B & B 2.5"CAL   8 B & B 2.5"CAL   8 2.5"CAL   8 8 FAMILY - TILIACEAE SHRUBS BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY CONT MIN HT/SPREAD O.C. SPCG  QTY MIN HT/SPREAD O.C. SPCG  QTY O.C. SPCG  QTY QTY ARBUTUS UNEDO `COMPACTA` DWARF STRAWBERRY TREE 5 GAL    55 DWARF STRAWBERRY TREE 5 GAL    55 5 GAL    55 55 AZALEA SATSUKI HYBRID `GUMPO PINK` SATSUKI AZALEA 1 GAL    18 SATSUKI AZALEA 1 GAL    18 1 GAL    18 18 AZALEA SATSUKI HYBRID `GUMPO WHITE` SATSUKI AZALEA 1 GAL    22 SATSUKI AZALEA 1 GAL    22 1 GAL    22 22 CAMELLIA SASANQUA `YULETIDE` YULETIDE CAMELLIA 5 GAL    17 YULETIDE CAMELLIA 5 GAL    17 5 GAL    17 17 CISTUS X PURPUREUS ORCHID ROCKROSE 5 GAL    253 ORCHID ROCKROSE 5 GAL    253 5 GAL    253 253 CORNUS SERICEA `KELSEYI` KELSEYI DOGWOOD 5 GAL    119 KELSEYI DOGWOOD 5 GAL    119 5 GAL    119 119 CORNUS STOLONIFERA `BAILEYI` BAILEY RED TWIGGED DOGWOOD 5 GAL    50 BAILEY RED TWIGGED DOGWOOD 5 GAL    50 5 GAL    50 50 EUONYMUS JAPONICUS JAPANESE SPINDLE 5 GAL    293 JAPANESE SPINDLE 5 GAL    293 5 GAL    293 293 HYDRANGEA QUERCIFOLIA `PEE WEE` OAKLEAF HYDRANGEA 5 GAL    41 OAKLEAF HYDRANGEA 5 GAL    41 5 GAL    41 41 ILEX CRENATA `HELLERI` HELLERI HOLLY 5 GAL    151 HELLERI HOLLY 5 GAL    151 5 GAL    151 151 LONICERA NITIDA `LEMON BEAUTY` BOXLEAF HONEYSUCKLE 5 GAL    119 BOXLEAF HONEYSUCKLE 5 GAL    119 5 GAL    119 119 LONICERA PILEATA PRIVET HONEYSUCKLE 5 GAL    254 PRIVET HONEYSUCKLE 5 GAL    254 5 GAL    254 254 MAHONIA AQUIFOLIUM `ORANGE FLAME` OREGON GRAPE 5 GAL    134 OREGON GRAPE 5 GAL    134 5 GAL    134 134 MYRICA CALIFORNICA PACIFIC WAX MYRTLE 5 GAL    59 PACIFIC WAX MYRTLE 5 GAL    59 5 GAL    59 59 NANDINA DOMESTICA `LEMON HILL` HEAVENLY BAMBOO 5 GAL    13 HEAVENLY BAMBOO 5 GAL    13 5 GAL    13 13 PHORMIUM TENAX `ATROPURPUREUM` PURPLE NEW ZEALAND FLAX 7 GAL    50 PURPLE NEW ZEALAND FLAX 7 GAL    50 7 GAL    50 50 PHORMIUM TENAX `JACK SPRATT` NEW ZEALAND FLAX 1 GAL    49 NEW ZEALAND FLAX 1 GAL    49 1 GAL    49 49 PHYSOCARPUS OPULIFOLIUS `DIABLO` DIABLO NINEBARK 5 GAL    58 DIABLO NINEBARK 5 GAL    58 5 GAL    58 58 PIERIS JAPONICA `CAVATINE` LILY OF THE VALLEY BUSH 5 GAL    94 LILY OF THE VALLEY BUSH 5 GAL    94 5 GAL    94 94 POLYSTICHUM MUNITUM WESTERN SWORD FERN 2 GAL    230 WESTERN SWORD FERN 2 GAL    230 2 GAL    230 230 PRUNUS LAUROCERASUS `MOUNT VERNON` MOUNT VERNON LAUREL 5 GAL    79 MOUNT VERNON LAUREL 5 GAL    79 5 GAL    79 79 RHODODENDRON X `CUNNINGHAM`S WHITE` CUNNINGHAM`S WHITE RHODODENDRON 21"-24" WIDE    15 CUNNINGHAM`S WHITE RHODODENDRON 21"-24" WIDE    15 21"-24" WIDE    15 15 RHODODENDRON X `DORA AMATEIS` DORA AMATEIS RHODODENDRON 21"-24" WIDE    62 DORA AMATEIS RHODODENDRON 21"-24" WIDE    62 21"-24" WIDE    62 62 RIBES SANGUINEUM `KING EDWARD VII` RED FLOWERING CURRANT 5 GAL    48 RED FLOWERING CURRANT 5 GAL    48 5 GAL    48 48 ROSA RUGOSA RUGOSA ROSE 5 GAL    75 RUGOSA ROSE 5 GAL    75 5 GAL    75 75 SALIX PURPUREA `NANA` DWARF ARCTIC WILLOW 5 GAL    99 DWARF ARCTIC WILLOW 5 GAL    99 5 GAL    99 99 SARCOCOCCA HOOKERANA HUMILIS SWEET BOX 2 GAL    93 SWEET BOX 2 GAL    93 2 GAL    93 93 SYMPHORICARPOS ALBUS COMMON WHITE SNOWBERRY 5 GAL    135 COMMON WHITE SNOWBERRY 5 GAL    135 5 GAL    135 135 VACCINIUM OVATUM `WUNDERLICH` WUNDERLICH EVERGREEN HUCKLEBERRY 5 GAL    81 WUNDERLICH EVERGREEN HUCKLEBERRY 5 GAL    81 5 GAL    81 81 VIBURNUM DAVIDII DAVID VIBURNUM 5 GAL    226 DAVID VIBURNUM 5 GAL    226 5 GAL    226 226 VIBURNUM PLICATUM TOMENTOSUM `MARIESII` MARIESII DOUBLE FILE VIBURNUM 5 GAL    122 MARIESII DOUBLE FILE VIBURNUM 5 GAL    122 5 GAL    122 122 ANNUALS/PERENNIALS BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY CONT MIN HT/SPREAD O.C. SPCG  QTY MIN HT/SPREAD O.C. SPCG  QTY O.C. SPCG  QTY QTY ASTER X FRIKARTII `NANA HEARN` NANA HEARN ASTER 1 GAL    53 NANA HEARN ASTER 1 GAL    53 1 GAL    53 53 ASTILBE ARENDSII `DEUTSCHLAND` DEUTSCHLAND FALSE SPIRAEA 1 GAL    54 DEUTSCHLAND FALSE SPIRAEA 1 GAL    54 1 GAL    54 54 ECHINACEA X `SUNDOWN` SUNDOWN PURPLE CONEFLOWER 1 GAL    35 SUNDOWN PURPLE CONEFLOWER 1 GAL    35 1 GAL    35 35 HEMEROCALLIS X `RED` RED DAYLILY 1 GAL    84 RED DAYLILY 1 GAL    84 1 GAL    84 84 HOSTA `GOLDEN TIARA` GOLDEN TIARA HOSTA 1 GAL    74 GOLDEN TIARA HOSTA 1 GAL    74 1 GAL    74 74 HOSTA SIEBOLDIANA `ELEGANS` SIEBOLDIANA ELEGANS HOSTA 1 GAL    53 SIEBOLDIANA ELEGANS HOSTA 1 GAL    53 1 GAL    53 53 LAVANDULA ANGUSTIFOLIA `HIDCOTE` HIDCOTE LAVENDER 1 GAL    127 HIDCOTE LAVENDER 1 GAL    127 1 GAL    127 127 LIRIOPE GIGANTEA GIANT LIRIOPE 1 GAL    366 GIANT LIRIOPE 1 GAL    366 1 GAL    366 366 PEROVSKIA ATRIPLICIFOLIA `BLUE SPIRES` RUSSIAN SAGE 1 GAL    103 RUSSIAN SAGE 1 GAL    103 1 GAL    103 103 ROSMARINUS OFFICINALIS `CORSICAN PROSTRATE` ROSEMARY 1 GAL    11 ROSEMARY 1 GAL    11 1 GAL    11 11 DT RUDBECKIA FULGIDA `EARLY BIRD GOLD` BLACK-EYED SUSAN 1 GAL    312 BLACK-EYED SUSAN 1 GAL    312 1 GAL    312 312 GRASSES BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY CONT MIN HT/SPREAD O.C. SPCG  QTY MIN HT/SPREAD O.C. SPCG  QTY O.C. SPCG  QTY QTY CALAMAGROSTIS X ACUTIFLORA `KARL FOERSTER` FEATHER REED GRASS 1 GAL    61 FEATHER REED GRASS 1 GAL    61 1 GAL    61 61 CAREX TESTACEA `PRAIRIE FIRE` PRAIRIE FIRE SEDGE 1 GAL    57 PRAIRIE FIRE SEDGE 1 GAL    57 1 GAL    57 57 HAKONECHLOA MACRA `ALL GOLD` JAPANESE FOREST GRASS 1 GAL    54 JAPANESE FOREST GRASS 1 GAL    54 1 GAL    54 54 HAKONECHLOA MACRA `ALL GOLD` JAPANESE FOREST GRASS 1 GAL    117 JAPANESE FOREST GRASS 1 GAL    117 1 GAL    117 117 MISCANTHUS SINENSIS `GRACILLIMUS` MAIDEN GRASS 1 GAL    47 MAIDEN GRASS 1 GAL    47 1 GAL    47 47 PENNISETUM ALOPECUROIDES `KARLAY ROSE` FOUNTAIN GRASS 1 GAL    338 FOUNTAIN GRASS 1 GAL    338 1 GAL    338 338 STIPA TENUISSIMA FINESTEM NEEDLEGRASS 1 GAL    81 FINESTEM NEEDLEGRASS 1 GAL    81 1 GAL    81 81 GROUND COVERS BOTANICAL NAME COMMON NAME CONT SPCG AP RT SPACING QTY BOTANICAL NAME COMMON NAME CONT SPCG AP RT SPACING QTY COMMON NAME CONT SPCG AP RT SPACING QTY CONT SPCG AP RT SPACING QTY SPCG AP RT SPACING QTY AP RT SPACING QTY SPACING QTY QTY ARCTOSTAPHYLOS UVA-URSI KINNIKINNICK 1 GAL   36" o.c. 85 KINNIKINNICK 1 GAL   36" o.c. 85 1 GAL   36" o.c. 85 36" o.c. 85 85 CAREX HACHIJOENSIS `EVERGOLD` VARIEGATED JAPANESE SEDGE 4" 24"  18" o.c. 58 VARIEGATED JAPANESE SEDGE 4" 24"  18" o.c. 58 4" 24"  18" o.c. 58 24"  18" o.c. 58 18" o.c. 58 58 CAREX TESTACEA CAREX 4" POT 24"  24" o.c. 35 CAREX 4" POT 24"  24" o.c. 35 4" POT 24"  24" o.c. 35 24"  24" o.c. 35 24" o.c. 35 35 FRAGARIA CHILOENSIS BEACH STRAWBERRY 4" 36"  18" o.c. 71 BEACH STRAWBERRY 4" 36"  18" o.c. 71 4" 36"  18" o.c. 71 36"  18" o.c. 71 18" o.c. 71 71 MAHONIA REPENS CREEPING MAHONIA 1 GAL 24"  24" o.c. 45 CREEPING MAHONIA 1 GAL 24"  24" o.c. 45 1 GAL 24"  24" o.c. 45 24"  24" o.c. 45 24" o.c. 45 45 PRUNUS LAUROCERASUS MOUNT VERNON MT. VERNON LAUREL 2 GAL 12"  24" o.c. 40 MT. VERNON LAUREL 2 GAL 12"  24" o.c. 40 2 GAL 12"  24" o.c. 40 12"  24" o.c. 40 24" o.c. 40 40 TURF HYDROSEED DROUGHT TOLERANT FESCUE BLEND HYDROSEED    3,972 SF DROUGHT TOLERANT FESCUE BLEND HYDROSEED    3,972 SF HYDROSEED    3,972 SF 3,972 SF WOOD CHIPS WOOD CHIPS  -    2,377 SF-    2,377 SF2,377 SF

AutoCAD SHX Text
TREES BOTANICAL NAME COMMON NAME CONT CAL SIZE  QTY BOTANICAL NAME COMMON NAME CONT CAL SIZE  QTY COMMON NAME CONT CAL SIZE  QTY CONT CAL SIZE  QTY CAL SIZE  QTY SIZE  QTY QTY ACER CIRCINATUM VINE MAPLE B & B MULTI-STEM 7`-8` H  22 VINE MAPLE B & B MULTI-STEM 7`-8` H  22 B & B MULTI-STEM 7`-8` H  22 MULTI-STEM 7`-8` H  22 7`-8` H  22 22 FAMILY - ACERACEAE ACER CIRCINATUM `PACIFIC FIRE` VINE MAPLE B & B  8`-10` HT.  13 VINE MAPLE B & B  8`-10` HT.  13 B & B  8`-10` HT.  13 8`-10` HT.  13 13 FAMILY - ACERACEAE ACER GRANDIDENTATUM `SCHMIDT` ROCKY MOUNTAIN GLOW MAPLE B & B 2.5"CAL   23 ROCKY MOUNTAIN GLOW MAPLE B & B 2.5"CAL   23 B & B 2.5"CAL   23 2.5"CAL   23 23 FAMILY - ACERACEAE ACER PLATANOIDES `KEITHSFORM` NORWEGIAN SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  2 NORWEGIAN SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  2 B & B 2.5"CAL 10`-12` HT  2 2.5"CAL 10`-12` HT  2 10`-12` HT  2 2 FAMILY - ACERACEAE ACER PLATANOIDES `PARKWAY` NORWAY MAPLE B & B 2.5"CAL   10 NORWAY MAPLE B & B 2.5"CAL   10 B & B 2.5"CAL   10 2.5"CAL   10 10 FAMILY - ACERACEAE ACER PLATANOIDES `WARRENRED` TM PACIFIC SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  1 PACIFIC SUNSET MAPLE B & B 2.5"CAL 10`-12` HT  1 B & B 2.5"CAL 10`-12` HT  1 2.5"CAL 10`-12` HT  1 10`-12` HT  1 1 FAMILY - ACERACEAE ACER RUBRUM `COLUMNARE` COLUMNAR RED MAPLE 3" CAL    4 COLUMNAR RED MAPLE 3" CAL    4 3" CAL    4 4 FAMILY - ACERACEAE BETULA PAPYRIFERA PAPER BIRCH B & B 2.5"CAL   5 PAPER BIRCH B & B 2.5"CAL   5 B & B 2.5"CAL   5 2.5"CAL   5 5 FAMILY - BETULACEAE CALOCEDRUS DECURRENS INCENSE CEDAR B & B  8` HT  7 INCENSE CEDAR B & B  8` HT  7 B & B  8` HT  7 8` HT  7 7 FAMILY - CUPRESSACEAE CHAMAECYPARIS LAWSONIANA PORT ORFORD CEDAR B & B  8` HT  19 PORT ORFORD CEDAR B & B  8` HT  19 B & B  8` HT  19 8` HT  19 19 FAMILY - CUPRESSACEAE CORNUS NUTTALLII `EDDIE`S WHITE WONDER` EDDIE`S WHITE WONDER DOGWOOD B & B 2.5"CAL   16 EDDIE`S WHITE WONDER DOGWOOD B & B 2.5"CAL   16 B & B 2.5"CAL   16 2.5"CAL   16 16 FAMILY - CORNACEAE MAGNOLIA STELLATA STAR MAGNOLIA B & B MULTI-STEM 8`-10` HT.  20 STAR MAGNOLIA B & B MULTI-STEM 8`-10` HT.  20 B & B MULTI-STEM 8`-10` HT.  20 MULTI-STEM 8`-10` HT.  20 8`-10` HT.  20 20 FAMILY - MAGNOLIACEAE OXYDENDRUM ARBOREUM SOURWOOD TREE B & B 2.5"CAL   26 SOURWOOD TREE B & B 2.5"CAL   26 B & B 2.5"CAL   26 2.5"CAL   26 26 FAMILY - ERICACEAE PICEA OMORIKA SERBIAN SPRUCE B & B  8` HT  3 SERBIAN SPRUCE B & B  8` HT  3 B & B  8` HT  3 8` HT  3 3 FAMILY - PINACEAE PINUS NIGRA AUSTRIAN BLACK PINE B & B  8` HT  7 AUSTRIAN BLACK PINE B & B  8` HT  7 B & B  8` HT  7 8` HT  7 7 FAMILY - PINACEAE PSEUDOTSUGA MENZIESII DOUGLAS FIR B & B  10`-12` HT  16 DOUGLAS FIR B & B  10`-12` HT  16 B & B  10`-12` HT  16 10`-12` HT  16 16 FAMILY - PINACEAE PSEUDOTSUGA MENZIESII DOUGLAS FIR B & B  8` HT  21 DOUGLAS FIR B & B  8` HT  21 B & B  8` HT  21 8` HT  21 21 FAMILY - PINACEAE QUERCUS COCCINEA SCARLET OAK B & B 2.5"CAL   9 SCARLET OAK B & B 2.5"CAL   9 B & B 2.5"CAL   9 2.5"CAL   9 9 FAMILY - FAGACEAE QUERCUS FRAINETTO `FOREST GREEN` FOREST GREEN OAK B & B 2.5"CAL   16 FOREST GREEN OAK B & B 2.5"CAL   16 B & B 2.5"CAL   16 2.5"CAL   16 16 FAMILY - FAGACEAE STYRAX JAPONICUS JAPANESE SNOWBELL B & B MULTI-STEM 8`-10` HT.  13 JAPANESE SNOWBELL B & B MULTI-STEM 8`-10` HT.  13 B & B MULTI-STEM 8`-10` HT.  13 MULTI-STEM 8`-10` HT.  13 8`-10` HT.  13 13 FAMILY - STYRACEAE THUJA PLICATA WESTERN RED CEDAR B & B  8` HT  25 WESTERN RED CEDAR B & B  8` HT  25 B & B  8` HT  25 8` HT  25 25 FAMILY - CUPRESSACEAE TILIA CORDATA `GREENSPIRE` GREENSPIRE LITTLELEAF LINDEN B & B 2.5"CAL   8 GREENSPIRE LITTLELEAF LINDEN B & B 2.5"CAL   8 B & B 2.5"CAL   8 2.5"CAL   8 8 FAMILY - TILIACEAE SHRUBS BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY CONT MIN HT/SPREAD O.C. SPCG  QTY MIN HT/SPREAD O.C. SPCG  QTY O.C. SPCG  QTY QTY ARBUTUS UNEDO `COMPACTA` DWARF STRAWBERRY TREE 5 GAL    55 DWARF STRAWBERRY TREE 5 GAL    55 5 GAL    55 55 AZALEA SATSUKI HYBRID `GUMPO PINK` SATSUKI AZALEA 1 GAL    18 SATSUKI AZALEA 1 GAL    18 1 GAL    18 18 AZALEA SATSUKI HYBRID `GUMPO WHITE` SATSUKI AZALEA 1 GAL    22 SATSUKI AZALEA 1 GAL    22 1 GAL    22 22 CAMELLIA SASANQUA `YULETIDE` YULETIDE CAMELLIA 5 GAL    17 YULETIDE CAMELLIA 5 GAL    17 5 GAL    17 17 CISTUS X PURPUREUS ORCHID ROCKROSE 5 GAL    253 ORCHID ROCKROSE 5 GAL    253 5 GAL    253 253 CORNUS SERICEA `KELSEYI` KELSEYI DOGWOOD 5 GAL    119 KELSEYI DOGWOOD 5 GAL    119 5 GAL    119 119 CORNUS STOLONIFERA `BAILEYI` BAILEY RED TWIGGED DOGWOOD 5 GAL    50 BAILEY RED TWIGGED DOGWOOD 5 GAL    50 5 GAL    50 50 EUONYMUS JAPONICUS JAPANESE SPINDLE 5 GAL    293 JAPANESE SPINDLE 5 GAL    293 5 GAL    293 293 HYDRANGEA QUERCIFOLIA `PEE WEE` OAKLEAF HYDRANGEA 5 GAL    41 OAKLEAF HYDRANGEA 5 GAL    41 5 GAL    41 41 ILEX CRENATA `HELLERI` HELLERI HOLLY 5 GAL    151 HELLERI HOLLY 5 GAL    151 5 GAL    151 151 LONICERA NITIDA `LEMON BEAUTY` BOXLEAF HONEYSUCKLE 5 GAL    119 BOXLEAF HONEYSUCKLE 5 GAL    119 5 GAL    119 119 LONICERA PILEATA PRIVET HONEYSUCKLE 5 GAL    254 PRIVET HONEYSUCKLE 5 GAL    254 5 GAL    254 254 MAHONIA AQUIFOLIUM `ORANGE FLAME` OREGON GRAPE 5 GAL    134 OREGON GRAPE 5 GAL    134 5 GAL    134 134 MYRICA CALIFORNICA PACIFIC WAX MYRTLE 5 GAL    59 PACIFIC WAX MYRTLE 5 GAL    59 5 GAL    59 59 NANDINA DOMESTICA `LEMON HILL` HEAVENLY BAMBOO 5 GAL    13 HEAVENLY BAMBOO 5 GAL    13 5 GAL    13 13 PHORMIUM TENAX `ATROPURPUREUM` PURPLE NEW ZEALAND FLAX 7 GAL    50 PURPLE NEW ZEALAND FLAX 7 GAL    50 7 GAL    50 50 PHORMIUM TENAX `JACK SPRATT` NEW ZEALAND FLAX 1 GAL    49 NEW ZEALAND FLAX 1 GAL    49 1 GAL    49 49 PHYSOCARPUS OPULIFOLIUS `DIABLO` DIABLO NINEBARK 5 GAL    58 DIABLO NINEBARK 5 GAL    58 5 GAL    58 58 PIERIS JAPONICA `CAVATINE` LILY OF THE VALLEY BUSH 5 GAL    94 LILY OF THE VALLEY BUSH 5 GAL    94 5 GAL    94 94 POLYSTICHUM MUNITUM WESTERN SWORD FERN 2 GAL    230 WESTERN SWORD FERN 2 GAL    230 2 GAL    230 230 PRUNUS LAUROCERASUS `MOUNT VERNON` MOUNT VERNON LAUREL 5 GAL    79 MOUNT VERNON LAUREL 5 GAL    79 5 GAL    79 79 RHODODENDRON X `CUNNINGHAM`S WHITE` CUNNINGHAM`S WHITE RHODODENDRON 21"-24" WIDE    15 CUNNINGHAM`S WHITE RHODODENDRON 21"-24" WIDE    15 21"-24" WIDE    15 15 RHODODENDRON X `DORA AMATEIS` DORA AMATEIS RHODODENDRON 21"-24" WIDE    62 DORA AMATEIS RHODODENDRON 21"-24" WIDE    62 21"-24" WIDE    62 62 RIBES SANGUINEUM `KING EDWARD VII` RED FLOWERING CURRANT 5 GAL    48 RED FLOWERING CURRANT 5 GAL    48 5 GAL    48 48 ROSA RUGOSA RUGOSA ROSE 5 GAL    75 RUGOSA ROSE 5 GAL    75 5 GAL    75 75 SALIX PURPUREA `NANA` DWARF ARCTIC WILLOW 5 GAL    99 DWARF ARCTIC WILLOW 5 GAL    99 5 GAL    99 99 SARCOCOCCA HOOKERANA HUMILIS SWEET BOX 2 GAL    93 SWEET BOX 2 GAL    93 2 GAL    93 93 SYMPHORICARPOS ALBUS COMMON WHITE SNOWBERRY 5 GAL    135 COMMON WHITE SNOWBERRY 5 GAL    135 5 GAL    135 135 VACCINIUM OVATUM `WUNDERLICH` WUNDERLICH EVERGREEN HUCKLEBERRY 5 GAL    81 WUNDERLICH EVERGREEN HUCKLEBERRY 5 GAL    81 5 GAL    81 81 VIBURNUM DAVIDII DAVID VIBURNUM 5 GAL    226 DAVID VIBURNUM 5 GAL    226 5 GAL    226 226 VIBURNUM PLICATUM TOMENTOSUM `MARIESII` MARIESII DOUBLE FILE VIBURNUM 5 GAL    122 MARIESII DOUBLE FILE VIBURNUM 5 GAL    122 5 GAL    122 122 ANNUALS/PERENNIALS BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY CONT MIN HT/SPREAD O.C. SPCG  QTY MIN HT/SPREAD O.C. SPCG  QTY O.C. SPCG  QTY QTY ASTER X FRIKARTII `NANA HEARN` NANA HEARN ASTER 1 GAL    53 NANA HEARN ASTER 1 GAL    53 1 GAL    53 53 ASTILBE ARENDSII `DEUTSCHLAND` DEUTSCHLAND FALSE SPIRAEA 1 GAL    54 DEUTSCHLAND FALSE SPIRAEA 1 GAL    54 1 GAL    54 54 ECHINACEA X `SUNDOWN` SUNDOWN PURPLE CONEFLOWER 1 GAL    35 SUNDOWN PURPLE CONEFLOWER 1 GAL    35 1 GAL    35 35 HEMEROCALLIS X `RED` RED DAYLILY 1 GAL    84 RED DAYLILY 1 GAL    84 1 GAL    84 84 HOSTA `GOLDEN TIARA` GOLDEN TIARA HOSTA 1 GAL    74 GOLDEN TIARA HOSTA 1 GAL    74 1 GAL    74 74 HOSTA SIEBOLDIANA `ELEGANS` SIEBOLDIANA ELEGANS HOSTA 1 GAL    53 SIEBOLDIANA ELEGANS HOSTA 1 GAL    53 1 GAL    53 53 LAVANDULA ANGUSTIFOLIA `HIDCOTE` HIDCOTE LAVENDER 1 GAL    127 HIDCOTE LAVENDER 1 GAL    127 1 GAL    127 127 LIRIOPE GIGANTEA GIANT LIRIOPE 1 GAL    366 GIANT LIRIOPE 1 GAL    366 1 GAL    366 366 PEROVSKIA ATRIPLICIFOLIA `BLUE SPIRES` RUSSIAN SAGE 1 GAL    103 RUSSIAN SAGE 1 GAL    103 1 GAL    103 103 ROSMARINUS OFFICINALIS `CORSICAN PROSTRATE` ROSEMARY 1 GAL    11 ROSEMARY 1 GAL    11 1 GAL    11 11 DT RUDBECKIA FULGIDA `EARLY BIRD GOLD` BLACK-EYED SUSAN 1 GAL    312 BLACK-EYED SUSAN 1 GAL    312 1 GAL    312 312 GRASSES BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY BOTANICAL NAME COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY COMMON NAME CONT MIN HT/SPREAD O.C. SPCG  QTY CONT MIN HT/SPREAD O.C. SPCG  QTY MIN HT/SPREAD O.C. SPCG  QTY O.C. SPCG  QTY QTY CALAMAGROSTIS X ACUTIFLORA `KARL FOERSTER` FEATHER REED GRASS 1 GAL    61 FEATHER REED GRASS 1 GAL    61 1 GAL    61 61 CAREX TESTACEA `PRAIRIE FIRE` PRAIRIE FIRE SEDGE 1 GAL    57 PRAIRIE FIRE SEDGE 1 GAL    57 1 GAL    57 57 HAKONECHLOA MACRA `ALL GOLD` JAPANESE FOREST GRASS 1 GAL    54 JAPANESE FOREST GRASS 1 GAL    54 1 GAL    54 54 HAKONECHLOA MACRA `ALL GOLD` JAPANESE FOREST GRASS 1 GAL    117 JAPANESE FOREST GRASS 1 GAL    117 1 GAL    117 117 MISCANTHUS SINENSIS `GRACILLIMUS` MAIDEN GRASS 1 GAL    47 MAIDEN GRASS 1 GAL    47 1 GAL    47 47 PENNISETUM ALOPECUROIDES `KARLAY ROSE` FOUNTAIN GRASS 1 GAL    338 FOUNTAIN GRASS 1 GAL    338 1 GAL    338 338 STIPA TENUISSIMA FINESTEM NEEDLEGRASS 1 GAL    81 FINESTEM NEEDLEGRASS 1 GAL    81 1 GAL    81 81 GROUND COVERS BOTANICAL NAME COMMON NAME CONT SPCG AP RT SPACING QTY BOTANICAL NAME COMMON NAME CONT SPCG AP RT SPACING QTY COMMON NAME CONT SPCG AP RT SPACING QTY CONT SPCG AP RT SPACING QTY SPCG AP RT SPACING QTY AP RT SPACING QTY SPACING QTY QTY ARCTOSTAPHYLOS UVA-URSI KINNIKINNICK 1 GAL   36" o.c. 85 KINNIKINNICK 1 GAL   36" o.c. 85 1 GAL   36" o.c. 85 36" o.c. 85 85 CAREX HACHIJOENSIS `EVERGOLD` VARIEGATED JAPANESE SEDGE 4" 24"  18" o.c. 58 VARIEGATED JAPANESE SEDGE 4" 24"  18" o.c. 58 4" 24"  18" o.c. 58 24"  18" o.c. 58 18" o.c. 58 58 CAREX TESTACEA CAREX 4" POT 24"  24" o.c. 35 CAREX 4" POT 24"  24" o.c. 35 4" POT 24"  24" o.c. 35 24"  24" o.c. 35 24" o.c. 35 35 FRAGARIA CHILOENSIS BEACH STRAWBERRY 4" 36"  18" o.c. 71 BEACH STRAWBERRY 4" 36"  18" o.c. 71 4" 36"  18" o.c. 71 36"  18" o.c. 71 18" o.c. 71 71 MAHONIA REPENS CREEPING MAHONIA 1 GAL 24"  24" o.c. 45 CREEPING MAHONIA 1 GAL 24"  24" o.c. 45 1 GAL 24"  24" o.c. 45 24"  24" o.c. 45 24" o.c. 45 45 PRUNUS LAUROCERASUS MOUNT VERNON MT. VERNON LAUREL 2 GAL 12"  24" o.c. 40 MT. VERNON LAUREL 2 GAL 12"  24" o.c. 40 2 GAL 12"  24" o.c. 40 12"  24" o.c. 40 24" o.c. 40 40 TURF HYDROSEED DROUGHT TOLERANT FESCUE BLEND HYDROSEED    3,972 SF DROUGHT TOLERANT FESCUE BLEND HYDROSEED    3,972 SF HYDROSEED    3,972 SF 3,972 SF WOOD CHIPS WOOD CHIPS  -    2,377 SF-    2,377 SF2,377 SF
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1. DETAILS REPRESENT MINIMUM ARCHITECTURAL REQUIREMENTS. IN SOME CASES, 
THE STRUCTURAL DRAWINGS WILL DETERMINE THE ACTUAL DIMENSIONS AND 
CONNECTION METHODS, AND IN THOSE CASES, WILL GOVERN. COORDINATE 
BETWEEN SCOPE SHOWN BY THE STRUCTURAL DRAWINGS AND INDICATED MINIMUM 
ARCHITECTURAL ASSEMBLIES.

2. REFER TO EXTERIOR ELEVATIONS FOR ADDITIONAL INFORMATION FOR EXTERIOR 
CLADDING FINISHES, PATTERNS, STYLES, COLORS, ETC.

3. COORDINATE ASSEMBLIES WITH STRUCTURAL DRAWINGS. NOTIFY ARCHITECT 
WHERE DISCREPANCIES OCCUR BETWEEN ARCHITECTURAL AND STRUCTURAL 
DRAWINGS. 

4. CONTRACTOR SHALL PROVIDE FIRE RETARDANT TREATED 2X10 CONTINUOUS WOOD 
BLOCKING, METAL BACKING, AND REINFORCEMENT AT STUD WALLS FOR 
ANCHORAGE OF WALL ATTACHED ITEMS INCLUDING BUT NOT LIMITED TO THE 
FOLLOWING: WALL MOUNTED DOOR STOPS, HANDRAILS, WALL MOUNTED SHELVES, 
DOOR HARDWARE, TOILET PARTITIONS, GRAB BARS, MIRRORS, TOILET ACCESSORIES, 
OPERABLE PARTITIONS, SUSPENDED MECHANICAL AND ELECTRICAL EQUIPMENT, 
TOILET ROOM ACCESSORIES, ARTWORK, WINDOW TREATMENTS, BRACING OF TALL 
FURNITURE AND OTHER FIXTURES, FURNISHINGS AND EQUIPMENT REQUIRING WALL 
AND/OR FLOOR ANCHORAGE, ACOUSTICAL PANELS, VANITY UNITS, MARKEBOARDS, 
TACKBOARDS, PROJECTOR SCREENS, CEILING MOUNTED PROJECTORS, WALL 
MOUNTED TELEVISION, FIRE EXTINGUISHER BRACKETS, ETC. 

5. GENERAL CONTRACTOR SHALL COORDINATE ALL MECHANICAL AND PLUMBING 
CHASE SIZES WITH MECHANICAL AND PLUMBING CONTRACTORS PRIOR TO FRAMING 
AND/OR PANEL FABRICATION.

6. ALL GYPSUM BOARD SHALL BE TYPE "X" UNLESS NOTED OTHERWISE.
7. INTERIOR FINISHES PER FINISH SCHEDULE.
8. SUBSTITUTE MOLD AND WATER-RESISTANT GYPSUM BOARD AT TOILET, SHOWER, 

JANITOR, AND KITCHEN ROOMS, KITCHENETTE, AND SIMILAR "WET" USES.
9. FOR PROPERTIES OF WALLBOARD NAILS, SEE ASTM C 514, ASTM C 547 OR ASTM F 

1667.
10. PROVIDE TILE BACKER BOARD AT TILE FINISHES. DO NOT REDUCE REQUIRED FIRE-

RESISTANCE RATING OF WALL ASSEMBLY. 
11. ALL ROOFING SYSTEMS TO COMPLY WITH CLASS B SYSTEM REQUIREMENTS.
12. ALL EXPOSED INSULATION AND PLASTIC FACED BATT INSULATION SHALL HAVE A 

FLAME SPREAD INDEX OF NOT MORE THAN 25 AND A SMOKE-DEVELOPED INDEX OF 
NOT MORE THAN 450 PER 2015 IBC 720.2 & 720.3.

13. ALL ROOF AND EXTERIOR WALL SHEATHING TO BE EXTERIOR GRADE. 
14. SCRIBE GYPSUM BOARD OF WALLS AND PARTITIONS TO IRREGULARITIES OF DECK 

ABOVE. SEAL LIGHTLY AROUND ANY PENETRATIONS.

FIRE AND SMOKE RATED ASSEMBLIES

15. FIRE RATED ASSEMBLIES ARE BASED ON IBC, UL, OR US GYPSUM ASSOCIATION (GA) 
TEST DATA AND ARE TO BE CONSTRUCTED IN ACCORDANCE WITH THE 
REQUIREMENTS OF THE TESTING AGENCIES. REFER TO SPECIFIC TEST REPORTS 
INDICATED FOR REQUIRED COMPONENTS AND ASSEMBLY. CONTRACTOR SHALL 
PROVIDE (2) COPIES OF EACH REFERENCED MANUAL TO THE JOBSITE TO 
COORDINATE FIRE RESISTIVE ATTACHMENT WITH SHEAR CONNECTORS AND SOUND 
RATED ASSEMBLIES. GA 600 MANUAL IS ACCEPTED BY 2015 IBC TABLE 720.1(2) NOTE 
O FOR NON-PROPRIETARY ASSEMBLIES.

16. EXTENTS OF ASSEMBLIES ARE SHOWN ON THE PLANS AND SECTIONS. FIRE RATED 
WALL ASSEMBLIES FORM A SEPARATION THAT SHALL BE CONTINUOUS FROM FLOOR 
TO STRUCTURE ABOVE WITH NO BREAKS AT COLUMNS, WALL TRANSITIONS, OR 
OTHER OBSTRUCTIONS. SEE CODE PLAN SHEET FOR LOCATIONS OF FIRE AND 
SMOKE RATED ASSEMBLIES.

17. ALL PENETRATIONS IN FIRE RATED ASSEMBLIES REQUIRED TO HAVE PROTECTED 
OPENINGS SHALL BE FIRESTOPPED OR PROVIDED WITH APPROVED SMOKE AND/OR 
FIRE DAMPERS PER CODE REQUIREMENTS.

18. PROVIDE THRU-PENETRATION FIRESTOP SYSTEMS FOR RATED ROOFS, WALLS, AND 
FLOORS THAT ARE PRODUCED AND INSTALLED TO RESIST THE SPREAD OF FIRE 
ACCORDING TO REQUIREMENTS INDICATED, RESIST PASSAGE OF SMOKE AND OTHER 
GASES, AND MAINTAIN ORIGINAL FIRE-RESISTANCE RATING OF THE ASSEMBLY 
PENETRATED.

19. ALL FIRESTOPPING SHALL CONSIST OF 2 INCHES NOMINAL LUMBER OR (2) 
THICKNESSES OF 1 INCH NOMINAL LUMBER WITH BROKEN LAP JOINTS OR (1)
THICKNESS OF 23/32 INCH PLYWOOD WITH JOINTS BACKED BY 23/32 INCH PLYWOOD 
OR (1) THICKNESS OF 2/4 INCH TYPE 2-M PARTICLE BOARD WITH JOINTS BACKED BY 
3/4 INCH TYPE 2-M PARTICLE BOARD. FIRESTOPS MAY ALSO BE OF GYPSUM BOARD 
OR OTHER APPROVED MATERIALS.

20. WALLS HAVING PARALLEL OR STAGGERED STUDS FOR SOUND TRANSMISSION 
CONTROL SHALL HAVE FIRESTOPS OF MINERAL FIBER OR GLASS FIBER OR OTHER 
APPROVED NON-RIGID MATERIALS.

21. THE INTEGRITY OF ALL FIRE STOPPING SHALL BE CONTINUOUSLY MAINTAINED.
22. PROVIDE FIREBLOCKING IN ACCORDANCE WITH 2015 IBC PER:

1. SECTION 718.2 FIREBLOCKING MATERIALS MUST COMPLY WITH THE MATERIALS 
INDICATED UNDER SECTION 718.2.1

2. SECTION 718.2.2 FIREBLOCKING SHALL BE PROVIDED IN CONCEALED SPACES OF 
STUD WALLS AND PARTITIONS, INCLUDING FURRED SPACES, AND PARALLEL ROWS OF 
STUDS OR STAGGERED STUDS, AS FOLLOWS:
A. IN CONCEALED WALL SPACES AT 10' O.C. EACH WAY AND AT CEILING / FLOOR 
LEVELS INCLUDING FURRED SPACES AS FOLLOWS:

VERTICALLY AT THE CEILING AND FLOOR LEVELS.
HORIZONTALLY AT INTERVALS NOT EXCEEDING 10 FEET.

B. AT INTERCONNECTIONS OF CONCEALED SOFFITS, DROPPED CEILINGS AND COVES.
C. IN OPENINGS AROUND VENTS, PIPES, DUCTS AT CEILING / FLOOR LEVELS.
D. AT OPENINGS BETWEEN ATTIC SPACES AND MANUFACTURED CHIMNEY CHASES.
E. IN CONCEALED SPACES BETWEEN STAIR STRINGERS AT THE TOP AND BOTTOM OF 
THE RUN AND BETWEEN STUDS ALONG AND IN-LINE WITH THE RUN OF STAIRS IF THE 
WALLS UNDER THE STAIRS ARE UNFINISHED. 
F. SIMILAR OPENINGS WHICH AFFORD A PASSAGE FOR FIRE AT CEILING AND FLOOR 
LEVELS AND THROUGH RATED WALL ASSEMBLIES WITH APPROVED FIRE SAFING 
SYSTEMS.

23. IBC 703.3 METHODS FOR DETERMINING FIRE RESISTANCE: THE REQUIRED FIRE 
RESISTANCE RATING OF A BUILDING ELEMENT, COMPONENT OR ASSEMBLY SHALL BE 
PERMITTED TO BE ESTABLISHED BY ANY OF THE FOLLOWING METHODS OR 
PROCEDURES: (3) CALCULATIONS IN ACCORDANCE WITH SECTION 722.

24. IBC 2015 705.5 FIRE-RESISTANCE RATINGS: EXTERIOR WALLS SHALL BE FIRE 
RESISTANCE RATED IN ACCORDANCE WITH TABLES 601 AND 602 AND THIS SECTION. 
THE REQUIRED FIRE-RESISTANCE RATING OF EXTERIOR WALLS WITH A FIRE 
SEPARATION DISTANCE OF GREATER THAN 10’ SHALL BE RATED FOR EXPOSURE TO 
FIRE FROM THE INSIDE. THE REQUIRED FIRE RESISTANCE RATING OF EXTERIOR 
WALLS WITH A FIRE SEPARATION DISTANCE OF LESS THAN OR EQUAL TO 10’ SHALL 
BE RATED FOR EXPOSURE TO FIRE FROM BOTH SIDES.

a. TABLE 722.6.2(1) TIME ASSIGNED TO WALLBOARD MEMBERS
5/8” GYPSUM WALL BOARD = 20 MIN
5/8” TYPE X GYPSUM WALLBOARD = 40 MIN

b. IBC TABLE 722.6.2(2) TIME ASSIGNED TO CONTRIBUTION OF WOOD FRAME
WOOD STUDS 16” ON CENTER = 20 MIN

c. IBC TABLE 722.6.2(5) TIME ASSIGNED FOR ADDITIONAL PROTECTION
GLASS FIBER MINERAL WOOL BATTS (> 2# PER FT) = 15 MIN

25. FIRE RATED WALLS MAY HAVE OPENINGS FOR STEEL ELECTRICAL BOXES NOT TO 
EXCEED 16 SQUARE INCHES PROVIDED THE AGGREGATE AREA OF ALL BOXES DOES 
NOT EXCEED 100 SQUARE INCHES FOR ANY 100 SQUARE FEET OF PARTITION.

26. CLADDING PROVIDES NO FIRE RATING. SEE KA0.100 FOR CORE WALL ASSEMBLIES 
AND AFFILIATED FIRE RATING

27. ALL WALLS AND CEILINGS TO BE FIRE STOPPED AT FLOOR AND CEILING JUNCTIONS.
28. ALL PENETRATIONS IN FIRE RATED ASSEMBLIES REQUIRED TO HAVE PROTECTED 

OPENINGS SHALL BE FIRESTOPPED OR PROVIDED WITH APPROVED SMOKE AND/OR 
FIRE DAMPERS PER CODE REQUIREMENTS. ALL FIRE STOPPING METHODS SHALL BE 
INSTALLED PER MANUFACTURER RECOMMENDATIONS. PENETRATION SEALANT 
SYSTEMS SHALL MEET OR EXCEED THE REQUIRED FIRE RESISTIVE RATINGS OF THE 
ASSEMBLY.

29. MAINTAIN THE FIRE RATING OF CONSTRUCTION AROUND CABINETS, PANELS, AND 
BOXES RECESSED IN FIRE RATED WALL, FLOOR, AND CEILING ASSEMBLIES.

30. PROVIDE CONTINUOUS PERIMETER FIRESTOPPING BETWEEN FLOORS AND 
COORDINATE THE INSTALLATION WITH THE EXTERIOR WALL. FIRE RATING OF 
FIRESTOPPING SHALL MATCH FIRE RATING OF FLOOR CONSTRUCTION.

31. ALL DUCTS AND PENETRATIONS 5" OR GREATER IN DIAMETER/WIDTH PASSING 
THROUGH FIRE ASSEMBLIES TO HAVE UL LABELED FIRE DAMPERS INSTALLED AT FIRE 
SEPARATIONS WITH FIRE RATING AS REQUIRED BY CODE FOR ASSOCIATED FIRE 
ASSEMBLIES.

32. ALL OPENINGS IN FIRE RATED FLOORS AND WALLS FOR PIPES, DUCTS AND CONDUITS 
TO BE FIRESTOPPED WITH "CERAMIC WOOL FIBRE" INSULATION AND FIRE-RATED 
PORTLAND CEMENT GROUT AND SEALANT OR APPROVED EQUAL SYSTEM AS 
ACCEPTED AND APPROVED BY THE LOCAL FIRE MARSHAL AND CERTIFIED IN WRITING 
BY QUALIFIED CONTRACTOR. 

SEE CONTINUED NOTES ON A.10.002
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SEE CONTINUED NOTES ON A.10.001

ACOUSTIC/SOUND RATED ASSEMBLY NOTES

33. ALL WALL AND FLOOR/CEILING ASSEMBLIES BETWEEN DWELLING UNITS OR BETWEEN 
A DWELLING UNIT AND A PUBLIC OR SERVICE AREA WITHIN THE STRUCTURE SHALL 
HAVE STC AND IIC RATING TO MEET OR EXCEED 50.

34. ALL WALL AND FLOOR ASSEMBLIES TO MEET STC RATINGS AS SPECIFIED IN THE 
ASSEMBLY TYPES AND DETAILS AS A MINIMUM STANDARD. THESE ASSEMBLIES TO BE 
CONSTRUCTED IN STRICT ACCORDANCE TO MANUFACTURERS' SPECIFIED, 
PUBLISHED AND TESTED SYSTEMS REGARDING MATERIALS, METHODS AND 
RECOMMENDATIONS. CONTRACTOR SHALL PAY CLOSE ATTENTION TO ALL DETAILS IN 
CONSTRUCTING THE ASSEMBLIES, THEIR INTERFACE & CONNECTIONS TO ADJACENT 
ASSEMBLIES AND THE INCORPORATION OF ACCESSORY ITEMS SUCH AS ELECTRICAL 
& DATA DEVICES TO PROVIDE A COMPLETE HIGH PERFORMANCE ACOUSTICAL 
TRANSMISSION RESISTIVE SYSTEM. ANY PENETRATIONS ARE TO BE STAGGERED AND 
LOCATED IN SEPARATE STUD SPACES. MORE THAN ONE PENETRATION PER STUD 
SPACE IS PROHIBITED.

35. AT STC RATED WALL AND CEILING ASSEMBLIES, ALL JOINTS AT PENETRATIONS, 
PERIMETER JOINTS OF WALLS AND CEILING ASSEMBLIES AS WELL AS ALL OTHER 
MISCELLANEOUS CRACKS OR OPENINGS ARE TO BE SEALED WITH A CONTINUOUS 
BEAD OF AN APPROVED SILICONE BASED NON-HARDENING ACOUSTICAL SEALANT 
SPECIFICALLY DESIGNED FOR THIS PURPOSE. WHERE CAULKING IS EXPOSED USE 
COLOR TO MATCH ADJACENT SURFACES. RESILIENT CHANNELS ARE TO BE 
ATTACHED TO STUDS AT THE FLANGE ONLY AND DRYWALL ATTACHED TO THE WEB 
SECTION ONLY WITHOUT CONTACTING OR CONNECTING TO THE STUD FACE TO 
ALLOW THE RESILIENT CHANNEL TO HANG SUSPENDED AS IT IS DESIGNED TO 
PERFORM ACOUSTICALLY. 

36. ALL SOUND INSULATION USED SHALL BE A PRODUCT DESIGNED FOR THE PURPOSES 
OF ACOUSTICAL USE. STANDARD THERMAL FIBERGLASS INSULATION IS NOT 
ACCEPTABLE AS AN ACOUSTICAL INSULATION UNLESS SPECIFICALLY USED IN THE 
TESTED ASSEMBLY.

37. UNLESS OTHERWISE NOTED, ANY SOUND-RATED PARTITION MUST EXTEND TO 
STRUCTURE AND BE SEALED TO IT.

38. PARTITIONS MUST BE SEALED, TOP, SIDES, AND BASE WITH CAULKING. WHERE 
PARTITION SEALS TO A ROUGH, TEXTURED OR CORRUGATED SURFACE, SPECIAL 
CLOSURE STRIPS MAY BE REQUIRED IN ADDITION TO CAULKING.

39. ELECTRICAL OR OTHER OUTLET BOXES MUST NOT BE INSTALLED BACK TO 
BACK. SEPARATE BY AT LEAST ONE STUD SPACE.

40. OUTLET BOXES MUST BE CAULKED ALL AROUND. HOLES IN BOXES MUST ALSO BE 
CAULKED.

41. PENETRATION OF SOUND RETARDANT PARTITIONS (IE DUCTWORK, CONDUIT OR 
PLUMBING) MUST BE SEALED WITH CAULKING.

42. PIPE CONDUIT OR DUCTWORK THAT RUNS WITHIN, OR PENETRATION THROUGH A 
DOUBLE-STUDDED PARTITION, MUST NOT RIGIDLY TIE THE TWO SETS 
TOGETHER. ANY INTERCONNECTING ELEMENTS MUST BE VIBRATION ISOLATED, 
EITHER BY MEANS OF A FLEXIBLE CONNECTION, OR BY PACKING AROUND THE 
PENETRATION ON ONE SIDE WITH SPONGE NEOPRENE OR GLASS FIBER (SO THAT NO 
CONTACT IS MADE WITH THE WALL SURFACE BEFORE CAULKING).

43. ADDITIONAL VIBRATION ISOLATION MAY BE REQUIRED FOR PLUMBING AS CALLED FOR 
IN THE PLUMBING SPECIFICATIONS.

44. WHERE A DEMISING PARTITION ABUTS A CONTINUOUS PARTITION (IE. A PARTY WALL 
BETWEEN APARTMENTS ABUTTING A CORRIDOR WALL) THE GYPSUM BOARD 
SURFACE ALONG THE CONTINUOUS PARTITION MUST BE BROKEN AT THE JOINT OF 
THE INTERSECTION TO PREVENT FLEXURAL SOUND TRANSMISSION. A SAW CUT IS 
GENERALLY A SUFFICIENT BREAK.

45. WHERE TWO OR MORE LAYERS OF GYPSUM BOARD ARE USED, DO NOT CEMENT 
ADDITIONAL LAYERS TO FIRST LAYER. USE NAILS OR SCREWS. STAGGER BOARD 
JOINTS.

46. UNLESS OTHERWISE NOTED, INSULATION SHALL BE DESIGNATED "SOUND CONTROL", 
AND THICKNESS SHALL BE FULL WIDTH OF STUDS. SECURE INSULATION TO PREVENT 
SAGGING.

47. REFERENCES: ASTM E497-89 (RE-APPROVED 1998) STANDARD PRACTICE FOR 
INSTALLING SOUND-ISOLATION LIGHTWEIGHT PARTITIONS. ASTM C919-84 (RE-
APPROVED 1998) STANDARD PRACTICE FOR USE OF SEALANTS IN ACOUSTICAL 
APPLICATIONS. ASTM C919-08 STANDARD PRACTICE FOR USE OF SEALANTS IN 
ACOUSTICAL APPLICATIONS.

48. PARTITIONS MUST BE SEALED, TOP, SIDES, AND BASE WITH CAULKING, WHERE 
PARTITION SEALS TO A ROUGH, TEXTURED OR CORRUGATED SURFACE, SPECIAL 
CLOSURE STRIPS MAY BE REQUIRED IN ADDITION TO CAULKING.

49. SECURE BATT INSULATION WITHIN WALLS TO PREVENT SAGGING.

ENERGY CODE

50. ALL INTERIOR GWB @ EXTERIOR WALLS AND ROOF-CEILING SHALL BE PAINTED W/ 
VAPOR RETARDING PRIMER.

51. IECC 2015 R-VALUES PER JURISDICTION, REFER TO ENERGY CODE COMPLIANCE 
SHEETS

DRAFTSTOPPING

52. DRAFTSTOPPING AND FIRE SPRINKLER REQUIREMENTS PER AUTHORITY HAVING 
JURISDICTION. SEE ATTIC DRAWINGS.

53. IN JURISDICTIONS THAT REQUIRE A NFPA 13 COMPLIANT SPRINKLER SYSTEM; 
DRAFTSTOPPING NOT REQUIRED IN CONCEALED FLOOR/CEILING ASSEMBLIES OR 
ATTICS PER 2015 IBC SECTION 718.3.2 EXCEPTION 1: DRAFTSTOPPING NOT REQUIRED 
IN BUILDINGS EQUIPPED THROUGHOUT WITH AN AUTOMATIC SPRINKLER SYSTEM IN 
ACCORDANCE WITH SECTION 903.3.1.1. 

54. IN JURISDICTIONS THAT REQUIRE A NFPA 13R COMPLIANT SPRINKLER SYSTEM; 
DRAFTSTOPPING NOT REQUIRED IN CONCEALED FLOOR/CEILING ASSEMBLIES OR 
ATTICS PER 2015 IBC SECTION 718.3.2 EXCEPTION 2: DRAFTSTOPPING NOT REQUIRED 
IN BUILDINGS EQUIPPED THROUGHOUT WITH AN AUTOMATIC SPRINKLER SYSTEM IN 
ACCORDANCE WITH SECTION 903.3.1.2, PROVIDED THAT AUTOMATIC SPRINKLERS ARE 
INSTALLED IN THE COMBUSTIBLE CONCEALED SPACES WHERE DRAFTSTOPPING IS 
BEING OMITTED. 

55. PROVIDE COMPLIANT DRAFTSTOPPING MATERIALS (SECTION 718.3.1) TO SUBDIVIDE 
ASSEMBLIES IN THE LOCATIONS PRESCRIBED IN SECTION 718.3 (FLOORS/CEILINGS) 
AND 718.4 (ATTICS); WHERE DRAFTSTOPPING IS PROVIDED, ALIGN WITH DWELLING 
UNIT SEPARATIONS. 
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DOOR, WINDOW, AND FRAME GENERAL NOTES
1.GLAZING SYSTEM DIMENSIONS ARE FROM OUTSIDE OF FRAME TO OUTSIDE OF FRAME 
UNLESS NOTED OTHERWISE. VERIFY MANUFACTURER AS-BUILT ROUGH OPENINGS 
REQUIREMENTS PRIOR TO ORDERING WINDOWS.
2.DOORS AND CASED OPENINGS INDICATED ADJACENT TO WALL INTERSECTIONS SHALL 

BE LOCATED WITH THE EDGE OF FINISH OPENING THREE INCHES FROM THE ADJACENT 
WALL UNLESS OTHERWISE INDICATED. ALL OTHER DOORS AND CASED OPENINGS SHALL BE 
CENTERED BETWEEN NEAREST ADJACENT WALL INTERSECTIONS, UNLESS OTHERWISE 
DIMENSIONED.
3.ALL WINDOW TYPES INCLUDING GLAZING TO BE DESIGNED BY PROFESSIONAL 

ENGINEER AND INSTALLED TO RESIST HORIZONTAL WIND LOADS TO MEET CODE AND BE 
TESTED TO ASTM AND CSA STANDARDS FOR AIR AND WATER LEAKAGE TO MEET RATING AS 
REQUIRED BY BUILDING ENVELOPE CONSULTANT (SEE ARCHITECTURAL SPECIFICATIONS). 
SHOP DRAWINGS TO BE REVIEWED BY PROFESSIONAL ENGINEER.  
4.2015 IBC 2406.4 HAZARDOUS LOCATIONS. SAFETY/TEMPERED GLAZING MATERIALS ARE 
REQUIRED IN THE FOLLOWING LOCATIONS (SEE IBC FOR EXCEPTIONS):

A. GLAZING IN ALL FIXED AND OPERABLE PANELS OF SWINGING, SLIDING AND BIFOLD 
DOORS AND WINDOWS

B. GLAZING IN AN INDIVIDUAL FIXED OR OPERABLE PANEL ADJACENT TO A DOOR WHERE 
THE NEAREST VERTICAL EDGE OF THE GLAZING IS WITHIN A 24-INCH ARC OF EITHER 
VERTICAL EDGE OF THE DOOR IN A CLOSED POSITION AND WHERE THE BOTTOM 
EXPOSED EDGE OF GLAZING IS LESS THAN 60 INCHES ABOVE THE WALKING 
SURFACES.

C. GLAZING IN AN INDIVIDUAL WINDOW - FIXED OR OPERABLE PANEL THAT MEETS ALL OF 
THE FOLLOWING CONDITIONS:
• THE EXPOSED AREA OF AN INDIVIDUAL PANE IS GREATER THAN 9 SQUARE FEET
• THE BOTTOM EDGE OF THE GLAZING IS LESS THAN 18 INCHES ABOVE THE FLOOR.
• THE TOP EDGE OF THE GLAZING IS GREATER THAN 36 INCHES ABOVE THE FLOOR.
• ONE OR MORE WALKING SURFACE(S) ARE WITHIN 36 INCHES, MEASURED 

HORIZONTALLY AND IN A STRAIGHT LINE, OF THE PLANE OF THE GLAZING.
D. GLAZING WHERE THE BOTTOM EXPOSED EDGE OF THE GLAZING IS LESS THAN 60 

INCHES ABOVE THE PLANE OF THE ADJACENT WALKING SURFACE OF STAIRWAYS, 
LANDINGS BETWEEN FLIGHTS OF STAIRS AND RAMPS.

E. GLAZING ADJACENT TO THE LANDING AT THE BOTTOM OF A STAIRWAY WHERE THE 
GLAZING IS LESS THAN 60 INCHES ABOVE THE LANDING AND WITHIN A 60-INCH 
HORIZONTAL ARC THAT IS LESS THAN 180 DEGREES FROM THE BOTTOM TREAD 
NOSING.

5.PROVIDE FIRE RATED DOOR HARDWARE TO MATCH FIRE RATING OF DOOR/FRAME 
ASSEMBLY WHERE APPLICABLE.

6.2015 IBC 1010.1.10 ELECTRICAL ROOMS WITH EQUIPMENT RATED 1,200 AMPERES OR 
MORE AND OVER 6 FEET WIDE, AND THAT CONTAIN OVERCURRENT DEVICES, 
SWITCHING DEVICES OR CONTROL DEVICES WITH EXIT OR EXIT ACCESS DOORS, SHALL 

BE EQUIPPED WITH PANIC HARDWARE OR FIRE EXIT HARDWARE. THE DOORS SHALL 
SWING IN THE DIRECTION OF EGRESS TRAVEL.

7. INSTALL DOORS AND WINDOWS PER MINIMUM AMERICAN ARCHITECTURAL 
MANUFACTURERS ASSOCIATION 2400-02.32”.

8.ALL FIRE/SMOKE DOORS TO BE SELF CLOSING AND LATCHING AND TO BEAR LABEL 
FROM A RECOGNIZED AGENCY.

9.REFER TO MECHANICAL AND ELECTRICAL DRAWINGS AND SPECIFICATIONS SECTION 8  
FOR ACCESS DOORS. 
10. REFER TO FINISH SCHEDULE FOR PAINT AND STAIN COLORS. UNLESS NOTED 

OTHERWISE DO NOT PAINT OR FINISH ANY PRE-FINISHED ALUMINUM STOREFRONT OR 
VINYL WINDOWS.
11. ALL PANIC HARDWARE SHALL BE OPERATED FROM THE INTERIOR WITHOUT SPECIAL 

KEY OR KNOWLEDGE.  PANIC HARDWARE TO BE LISTED IN ACCORDANCE WITH UL 305.
12. PANIC HARDWARE SHALL OPERATE FROM THE EXTERIOR SIDE OF ROOFTOP DOORS.
13. ALL FENESTRATION TO BE NFRC 100 LABELED AND CERTIFIED.

CONTRACTOR TO CONFIRM THAT ALL OPERABLE WINDOWS AND MAKE-UP AIR VENTS 
ARE LOCATED MIN. 3' FROM ANY EXHAUST VENTS.

14. THE MAXIMUM OPENING FORCE FOR SLIDING DOORS (AND OTHERS) SHALL BE 5.0 
POUNDS AS REQUIRED PER ICC A117.1-2009 SECTION 404.2.8
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DOOR SCHEDULE

MARK LOCATION OPERATION TYPE

DIMENSIONS

FRAME TYPE

FINISH

HARDWARE

DETAILS

REMARKS Filter KeywordWIDTH HEIGHT THICKNESS PANEL FRAME HEAD SILL JAMB

100A VESTIBULE DOUBLE SWING B 5' - 10" 9' - 11 43/64" 1 3/4" NOTE #14

100B VESTIBULE DOUBLE SWING B 5' - 10" 9' - 9 3/4" 1 3/4" NOTE #14

102 WORKROOM BOH SLIDING F 1 3/8" NOTE #14

103 CONCIERGE SINGLE SWING D 3' - 0" 6' - 0" 2" NOTE #14

104 MGR OFFICE SINGLE SWING E 3' - 0" 7' - 9" 1 3/4" NOTE #14

105 OFFICE SINGLE SWING D 3' - 0" 6' - 0" 2" NOTE #14

106 CONCIERGE SLIDING C 6' - 0" 7' - 0" 1 3/4" NOTE #14

107 PVT OFFICE 2 SLIDING C 6' - 0" 7' - 0" 1 3/4" NOTE #14

108 SLIDING H 1 3/4" NOTE #14

111A MEDIA LOUNGE SINGLE SWING I 4' - 0" 10' - 0" 1 3/4" SF1A ALUM ALUM HW01 EXTERIOR, PANIC HARDWARE, NOTE #14

111B MEDIA LOUNGE Structurally Glazed Thermally Broken
Aluminum Framed Folding System

J 3 19/128" NOTE #14

111C MEDIA LOUNGE Structurally Glazed Thermally Broken
Aluminum Framed Folding System

J 3 19/128" NOTE #14

112 GAME ROOM SINGLE SWING I 4' - 0" 10' - 0" 1 3/4" SF1A ALUM ALUM HW01 EXTERIOR, PANIC HARDWARE, NOTE #14

114A MAILROOM SINGLE SWING K 4' - 0" 7' - 0" 1 3/4" NOTE #14

114B FITNESS SINGLE SWING I 4' - 0" 10' - 0" 1 3/4" NOTE #14

114C CONCIERGE SINGLE SWING D 3' - 0" 6' - 0" 2" NOTE #14

115 MAILROOM SINGLE SWING L 1 3/4" NOTE #14

116 WOMEN'S RR SINGLE SWING L 1 3/4" NOTE #14

117 JANITOR SINGLE SWING L 1 3/4" NOTE #14

118 FITNESS SINGLE SWING D 3' - 0" 6' - 0" 2" NOTE #14

119A FITNESS ON
DEMAND

SINGLE SWING D 3' - 0" 6' - 0" 2" NOTE #14

119B FITNESS SINGLE SWING D 3' - 0" 6' - 0" 2" NOTE #14

120 IDF SINGLE SWING A 3' - 0" 7' - 0" 1 3/4" NOTE #14

122 POOL SHOWER SINGLE SWING A 3' - 0" 7' - 0" 1 3/4" NOTE #14

123 MPOE/ELEC. SINGLE SWING A 3' - 0" 7' - 0" 1 3/4" NOTE #14

123 FIRE SINGLE SWING A 3' - 0" 7' - 0" 1 3/4" NOTE #14

245A COMMERCIAL SINGLE SWING M 2' - 6" 7' - 0" 1 3/4" NOTE #14

245B COMMERCIAL SINGLE SWING M 2' - 6" 7' - 0" 1 3/4" NOTE #14

245C COMMERCIAL DOUBLE SWING B 6' - 1 51/64" 9' - 11 43/64" 1 3/4" NOTE #14

245D COMMERCIAL DOUBLE SWING B 6' - 1 51/64" 9' - 11 43/64" 1 3/4" NOTE #14

245E COMMERCIAL DOUBLE SWING B 6' - 1 51/64" 9' - 11 43/64" 1 3/4" NOTE #14

Grand total: 31

Drawn By

Project Manager

Job Number

Date

Professional Seal

SCALE:   1/4" = 1'-0"

DOOR TYPES

Revisions

Mark Date Description

1 10/29/2018 PERMIT REV. #1

SCALE:   1/4" = 1'-0"
1

EAST STOREFRONT SCALE:   1/4" = 1'-0"
4

NORTH STOREFRONT 1

SCALE:   1/4" = 1'-0"
5

SOUTH STOREFRONT 2

SCALE:   1/4" = 1'-0"
6

SOUTH STOREFRONT 3

SCALE:   1/4" = 1'-0"

WINDOW TYPES

SCALE:   1/4" = 1'-0"
7

SOUTH STOREFRONT

SCALE:   1/4" = 1'-0"
8

SOUTH STOREFRONT 1

SCALE:   1/4" = 1'-0"

NORTH STOREFRONT 2

SCALE:   1/4" = 1'-0"

118 INT. STOREFRONT
SCALE:   1/4" = 1'-0"

9
101A INT. STOREFRONT

SCALE:   1/4" = 1'-0"
10

101B INT. STOREFRONT
SCALE:   1/4" = 1'-0"

11
103 INT. STOREFRONT

SCALE:   1/4" = 1'-0"
12

105 INT. STOREFRONT

SCALE:   1/4" = 1'-0"
13

114A INT. STOREFRONT

SCALE:   1/4" = 1'-0"
14

119 INT STOREFRONT

WINDOW SCHEDULE1

TYPE MARK COUNT FRAME FINISH GLASS TYPE COMMENTS

W1 2 ALUM EXTERIOR

W2 4

W3 1

T T T

T T
T T T T T

T

1

1

1

1

1

1

1

1
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CONSTRUCTION

Drawn By

Project Manager

Job Number

Date

Professional Seal

1. FLOOR:
A. ALL FLOOR FINISH TRANSITIONS SHALL OCCUR AT CENTERLINE 

OF DOOR WHEN DOOR IS IN CLOSED POSITION.
B. ALL FLOOR FINISH TRANSITIONS SHALL ALIGN WITH WALL AT 

OPENINGS. SEE FINISH PLANS FOR LOCATION.
C. REFER TO DETAIL SHEET FOR ALL FLOOR TRANSITION DETAILS.
D. RESILIENT FLOOR TRANSITION COLOR TO MATCH RESILIENT 

FLOOR UNLESS NOTED OTHERWISE.
E. SCHLUTER FINISH TO BE BRUSHED ANODIZED ALUMINUM.
F. ADJUST FLOOR TILE IN FIELD AREA TO ACCOMMODATE 

PATTERN. TILE WILL NOT BE CUT LESS THAN 10" U.N.O.
G. ALL FLOOR FINISH MATERIALS SHALL BE INSTALLED TIGHT TO 

DRYWALL AND CASEGOODS
2.WALL BASE:

A. ALL RUBBER BASE SHALL BE SEALED TIGHT TO FINISHED FLOOR 
MATERIAL.

B. PROVIDE SCHEDULED BASE ALONG BOTTOM OF EXPOSED 
FRONTS, BACKS, SIDES, AND ENDS OF ALL FIXED CABINETS, 
PEDESTALS, VERTICAL SUPPORT PANELS, KNEE SPACES, ETC., 
U.N.O. ON THE INTERIOR ELEVATIONS.

C. WHERE WALL CERAMIC TILE MEETS FLOOR, PROVIDE A WATER 
RESILIENT SILICONE CAULKING AT JOINT.

3.WALL:
A. INSTALL WALL COVERING TO FINISHED FLOOR, PRIOR TO WALL 

BASE INSTALLATION.
B. ALL ACCENT PAINT NOTED ON FINISH PLANS.
C. PAINT ALL ELECTRICAL & ACCESS PANELS TO MATCH 

ADJACENT WALL COLOR.
D. PAINT ALL FIRE EXTINGUISHER CABINETS TO MATCH ADJACENT 

WALL COLOR.
4.CEILING:

A. HORIZONTAL AND VERTICAL SURFACE OF FURR-DOWN TO 
MATCH ADJACENT WALLS AND CEILING, UNLESS NOTED 
OTHERWISE.

B. REFER TO REFLECTED CEILING PLAN FOR CEILING HEIGHTS.
C. PAINT ALL ACCESS PANELS IN CEILING TO MATCH CEILING 

COLOR.
5.TYPICAL PAINT FINISHES 

A. CEILING: FLAT
B. WALL: EGGSHELL
C. TRIM / DOORS: SEMI-GLOSS

FINISH SCHEDULE GENERAL NOTES

ROOM FINISH SCHEDULE

RM # ROOM NAME
FLOOR
FINISH BASE WALL FINISH

CEILING
FINISH

CASEWORK
FINISH

COUNTERTOP
FINISH

BACKSPLASH
FINISH REMARKS

100 VESTIBULE WOM-1 - PT-1 PT-1 - - -

101 CONCIERGE WD-1 WB-1 PT-1,2/WD-1/W
C-1

PT-1 PL-2 SS-1 -

102 WORKROOM BOH RF-1 WB-2 PT-1 PT-1 PL-2 SS-2 SS-2

103 WORKROOM CPT-1 WB-1 PT-1,3 PT-1 PL-1 PL-1 -

104 MGR OFFICE CPT-1 WB-1 PT-1,3 PT-1 - - -

105 OFFICE CPT-1 WB-1 PT-1,3 PT-1 - - -

106 PVT OFFICE 1 CPT-1 WB-1 WC-2/PT-1 PT-1 - WD-2 -

107 PVT OFFICE 2 CPT-1 WB-1 WC-2/PT-1 PT-1 - WD-2 -

108 CONFERENCE CPT-1 WB-1 WC-2/PT-1,2 PT-1 PL-1, PL-2 SS-1

109 KITCHEN T-1 WB-1 T-2/PT-1 PT-1 PL-2 SS-1 T-2

110 LOUNGE WD-1 WB-1 T-4/PT-1 PT-1 - - -

111 MEDIA LOUNGE WD-1 WB-1 PT-1,2 PT-1 - - -

112 GAME ROOM WD-1 WB-1 PT-1,2 PT-1 PL-2 SS-2 T-2

113 COVERED
OUTDOOR LOUNGE

TBD - - - - - -

114 MAILROOM WD-1 WB-1 WC-1,2/PT-1 PT-1 PL-2 SS-1 SS-1

115 MEN'S RR T-7 T-5 T-5,6/PT-1 PT-1 - SS-2 SS-2, T-5

116 WOMEN'S RR T-7 T-5 T-5,6/PT-1 PT-1 - SS-2 SS-2, T-5

117 JANITOR RF-4 WB-4 PT-1 PT-1 - - -

118 FITNESS RF-2,3 WB-3 PT-1/WC-1,2 PT-1 PL-1 SS-1 T-1

119 FITNESS ON
DEMAND

WD-1 WB-3 WC-2 PT-1 - - -

120 IDF RF-4 WB-4 PT-1 PT-1 - - -

121 MPOE/ELEC. RF-4 WB-4 PT-1 PT-1 - - -

122 POOL SHOWER T-7 T-5 T-5,6/PT-1 PT-1 - SS-2 SS-2, T-5

123 FIRE RF-4 WB-4 PT-1 PT-1 - - -

124 POOL EQUIPMENT CONC. WB-4 PT-1 PT-1 - - - OUT BUILDING

125 POOL TREATMENT CONC. WB-4 PT-1 PT-1 - - - OUT BUILDING

245 COMMERCIAL TBD TBD PT-1 TBD TBD TBD TBD

ROOM FINISH LEGEND

TYPE
MARK SPEC. SECTION TYPE (HIDE) MANUFACTURER STYLE COLOR FINISH SIZE LOCATION CONTACT REMARKS

ACOUSTIC CEILING

APC-1 09 51 00 ACOUSTIC CEILING ARMSTRONG OPTIMA CONCEALED WHITE FACTORY FINISH 30"X30"X7/8" LEASING OFFICES, BOH WORKROOM ARMSTRONG CEILINGS - STEPHEN YEAGER - 503-319-6853 -
SAYEAGER@ARMSTRONGCEILINGS.COM

15/15TH QUICK KERF EDGE, BACKED WITH
SCHOOL ZONE FINE FISSURED ITEM 1714 IN
WHTIE

CARPET

CPT-1 09 68 13 CARPET MANNINGTON
COMMERCIAL

INTRINSIC COLLECTION - INTERTWINE COMPASSION 84005 FACTORY FINISH 18"X36" LEASING, PRIVATE OFFICES,
CONFERENCE

MANNINGTON COMMERCIAL - TONJA DICENZO - (509) 202-7083 -
TONJA_DICENZO@MANNINGTON.COM

INSTALL: VERTICAL ASHLAR

HARDWARE

HW-1 06 41 93 HARDWARE RICHELIEU BP989880990 BRUSHED BLACK FACTORY FINISH 3 15/16" PUL COMMON RICHELIEU (800) 619-5446 INSTALLATION PER ELEVATION

HW-2 06 41 93 HARDWARE RICHELIEU BP873160195 BRUSHED NICKEL FACTORY FINISH 6 15/16" PUL WORKROOM BOH, CONCIERGE DESK RICHELIEU (800) 619-5446 INSTALLATION PER ELEVATION

METAL

MTL-1 METAL N/A N/A BLACKENED STEEL COLD ROLLED PER DRAWING KITCHEN SHELVES N/A

MIRROR

MR-1 08 83 13 MIRROR TBD FRAMELESS, TEMPERED N/A MIRROR PER DRAWING FITNESS / POOL RR TBD

PAINT

PT-1 09 91 23 PAINT SHERWIN WILLIAMS N/A 7006 EXTRA WHITE EGG SHELL - WALLS, FLAT - CEILING,
SEMI-GLOSS - WALLS & CEILING RR & BOH

N/A TYP. WALL & CEILING COLOR SHERWIN WILLIAMS - BRIAN KEIL - (425) 417-1765 - BRIAN.KEIL@SHERWIN.COM INSTALLATION PER ELEVATION

PT-2 09 91 23 PAINT SHERWIN WILLIAMS N/A SW 7018 DOVETAIL EGG SHELL - WALLS, FLAT - CEILING,
SEMI-GLOSS - WALLS & CEILING RR & BOH

N/A ACCENT SHERWIN WILLIAMS - BRIAN KEIL - (425) 417-1765 - BRIAN.KEIL@SHERWIN.COM INSTALLATION PER ELEVATION

PT-3 09 91 23 PAINT SHERWIN WILLIAMS N/A SW 6472 COMPOSED EGG SHELL - WALLS, FLAT - CEILING,
SEMI-GLOSS - WALLS & CEILING RR & BOH

N/A ACCENT SHERWIN WILLIAMS - BRIAN KEIL - (425) 417-1765 - BRIAN.KEIL@SHERWIN.COM INSTALLATION PER ELEVATION

PLASTIC LAMINATE

PL-1 12 32 16 PLASTIC LAMINATE EGGER H3171 ST-2 OILED KENDAL OAK STANDARD HPL FINISH N/A LEASING DESKS, KITCHEN, BAR, MEDIA,
CONFERENCE, FITNESS

HARDWOODS INC. - JULIE BLAKELY - (714)-333-6112 -
JBLAKLEY@HARDWOODS-INC.COM

SEE INTERIOR ELEVATIONS FOR MATERIAL
DIRECTION. EDGE BANDING TO MATCH

PL-2 12 32 16 PLASTIC LAMINATE EGGER U999 PM BLACK STANDARD HPL FINISH N/A CONCIERGE DESK, KITCHEN SURROUND,
BAR,BOOTHS, MEDIA, CONFERENCE,
MAILROOM, FITNESS, BOH WORKROOM

HARDWOODS INC. - JULIE BLAKELY - (714)-333-6112 -
JBLAKLEY@HARDWOODS-INC.COM

SEE INTERIOR ELEVATIONS FOR MATERIAL
DIRECTION. EDGE BANDING TO MATCH

PL-3 12 32 16 PLASTIC LAMINATE EGGER U732 HG DUST GREY STANDARD HPL FINISH N/A BOOTH SURROUND HARDWOODS INC. - JULIE BLAKELY - (714)-333-6112 -
JBLAKLEY@HARDWOODS-INC.COM

RESILIENT FLOORING

RF-1 09 65 19 RESILIENT FLOORING MANNINGTON
COMMERCIAL

INSIGHT PLUS COLLECTION -
LIMESTONE WALK

SILTSTONE 6623 FACTORY FINISH 12' ROLL BOH WORKROOM TAS FLOORING  - SHONA MCINTOSH - (208) 930-2484 - SHONAM@TASUPPLY.COM

RF-2 09 65 19 RESILIENT FLOORING 2TEC2 SEAMLESS TILES ECLIPSE FACTORY FINISH 25.98"x8.66" FITNESS HARTMAN LTD. - DON MYRICK - (206) 954-1276- DONMYRICK@DLMYRICK.COM SEE FINISH FLOOR PLANS FOR INSTALL
PATTERNS

RF-3 09 65 19 RESILIENT FLOORING 2TEC2 SEAMLESS TILES MOONLESS NIGHT FACTORY FINISH 25.98"x8.66" FITNESS HARTMAN LTD. - DON MYRICK - (206) 954-1276- DONMYRICK@DLMYRICK.COM SEE FINISH FLOOR PLANS FOR INSTALL
PATTERNS

RF-4 09 65 19 RESILIENT FLOORING MANNINGTON
COMMERCIAL

BIOSPEC FB STONE GREY 10328 FACTORY FINISH 6'6 ROLL UTILITY ROOMS TAS FLOORING  - SHONA MCINTOSH - (208) 930-2484 - SHONAM@TASUPPLY.COM

SOLID SURFACES

SS-1 12 36 61 SOLID SURFACES CAMBRIA QUARTZ - 3CM BLACKPOOL MATTE MATTE PER DRAWING CONCIERGE TOP, KITCHEN,
CONFERENCE, MAILROOM, FITNESS

CAMBRIA - PAT BOPRAY - (509) 599-7426 - PBOPRAY@FLOFORM.COM

SS-2 12 36 61 SOLID SURFACES KATERRA QUARTZ - SLAB 2 CM PURE WHITE POLISHED PER DRAWING BOH KITCHEN

SS-3 12 36 61 SOLID SURFACES CAMBRIA QUARTZ - 3CM WHTIE CLIFF MATTE PER DRAWING BAR COUNTEROP CAMBRIA - PAT BOPRAY - (509) 599-7426 - PBOPRAY@FLOFORM.COM

TILE

T-1 09 30 00 TILE ANN SACKS MAVEN COLLECTION - ISLANDER GREY LINES, ELM 84 FIELD N/A 7.87"X7.87"X.25" KITCHEN FLOOR TILE, FITNESS
BACKSPLASH

ANN SACKS - MEGHAN HOWARD - (206) 441-8917 -
MEGHAN.HOWARD@ANNSACKS.COM

INSTALL: QUARTER-TURN, GROUT: CUSTOM
BUILDING PRODCUTS, COLOR:115 PLATINUM

T-2 09 30 36 TILE ANN SACKS ARCILLA FIELD TILE BLANCO GLOSS 2.95"X11.8"X.36" KITCHEN & BAR BACKSPLASH ANN SACKS - MEGHAN HOWARD - (206) 441-8917 -
MEGHAN.HOWARD@ANNSACKS.COM

INSTALL: BRICK STACKED, GROUT: CUSTOM
BUILING PRODUCTS, COLOR #381 BRIGHT
WHITE

T-3 09 30 13 TILE ANN SACKS IDRIS AQUA GREEN GLOSS 4"X4"X7/16" BOOTH WALL TILE ANN SACKS - MEGHAN HOWARD - (206) 441-8917 -
MEGHAN.HOWARD@ANNSACKS.COM

INSTALL: BRICK 1/3" OFFSET, GROUT: COLOR
MATCH TILE

T-4 09 30 13 TILE CAESAR TRACE - METAL EFFECT MINT FACTORY FINISH 119.5 CMX239 CM FIREPLACE WALL CEASER CERAMICS - KATIE DOSCH - KDOSCH@CAESARCERAMICSUSA.COM SEE INTERIOR ELEVATIONS FOR DETAILS.
GROUT: COLOR MATCH TILE

T-5 09 30 13 TILE DALTILE ANAPOLIS AP06 SAIL MATTE 6"X16" BATHROOM WALL FIELD TILE DALTILE - CHUCK HILL - (206) 999-6890 - CHUCK.HILL@DALTILE.COM INSTALL: BRICK STACKED, GROUT: CUSTOM
BUILDING PRODCUTS, COLOR #60 CHARCOAL

T-6 09 30 13 TILE DALTILE ANAPOLIS AP09 BLACK MATTE 6"X16" BATHROOM ACCENT TILE DALTILE - CHUCK HILL - (206) 999-6890 - CHUCK.HILL@DALTILE.COM INSTALLATION PER ELEVATION, GROUT:
CUSTOM BUILDING PRODCUTS, COLOR #60
CHARCOAL

T-7 09 30 13 TILE DALTILE SADDLE BROOK SD14 FARMHOUSE FACTORY FINISH 6"X36" BATHROOM FLOOR DALTILE - CHUCK HILL - (206) 999-6890 - CHUCK.HILL@DALTILE.COM INSTALL: BRICK 1/3" OFFSET, GROUT: CUSTOM
BUILDING PRODUCTS, COLOR #541 WALNUT

TRANSITION

TR-1 09 30 00 TRANSITION SCHLUTER SYSTEMS TBD TBD TBD TBD THROUGHOUT TBD

UPHOLSTERY

UPH-1 12 52 19 UPHOLSTERY MOORE AND GILES PAPILLON BROWN SUGAR FACTORY FINISH PER DRAWING BOOTH SEAT AND BACK ATF DESIGN SOURCE - AMY FRICKE - (206) 909-1975 -
AMY@ATFDESIGNSOURCE.COM

UPH-2 12 52 19 UPHOLSTERY DESIGNTEX PAUSE 3854-802 STONE FACTORY FINISH PER DRAWING MAILROOM SEAT DESIGNTEX - LINDSAY WILLINGHAM - (206) 588-9815 -
LWILLINGHAM@DESIGNTEX.COM

WALK OFF MAT

WM-1 12 48 13 WALK OFF MAT MOHAWK GROUP FIRST STEP II TILE WALNUT 859 FACTORY FINISH 24"X24" VESTIBULE PERSPECTIVES - HEATHER SIWINSKI - (509) 368-4231 -
HSIWINSKI.PERSPECTIVE@GMAIL.COM

INSTALL:BRICK ASHLAR

WALL BASE

WB-1 06 46 19 WALL BASE TBD 4" PAINTED WOOD WALL BASE TO MATCH WALL ABOVE SEMI-GLOSS TBD COMMON TBD

WB-2 09 65 13 WALL BASE JOHNSONITE 4" TRADITIONAL 40 BLACK FACTORY FINISH 4" BOH WORKROOM TAS FLOORING  - SHONA MCINTOSH - (208) 930-2484 - SHONAM@TASUPPLY.COM

WB-3 09 65 13 WALL BASE 4" TRADITIONAL FACTORY FINISH 4" FITNESS, FITNESS ON DEMAND

WB-4 09 65 13 WALL BASE JOHNSONITE 4" TRADITIONAL 20  CHARCOAL FACTORY FINISH 4" UTILITY ROOMS TAS FLOORING  - SHONA MCINTOSH - (208) 930-2484 - SHONAM@TASUPPLY.COM

WALL COVERING

WC-1 09 72 16.13 WALL COVERING DESIGNTEX 3M DI-NOC CONCRETE/MORTAR CN-1622 FACTORY FINISH PER MFGR CONCIERGE, GAME ROOM, MEDIA WALL,
MAILROOM, FITNESS

DESIGNTEX - LINDSAY WILLINGHAM - (206) 588-9815 -
LWILLINGHAM@DESIGNTEX.COM

WC-2 09 72 16.13 WALL COVERING MURALS WALLPAPER ABSTRACT WALLPAPER ALTITUDE GREEN FACTORY FINISH PER DRAWING PRIVATE OFFICES, CONFERENCE,
MAILROOM, FITNESS

MURALS WALLCOVERING - CHARLOTTE SMART BACKING: HEAVYWEIGHT-DELUXE

WINDOW FILM

WF-1 08 81 26 WINDOW FILM 3M SABRINA (SH2FGSB) WHITE GRADIANT FACTORY FINISH PER ELEVATION LEASING TINA DOMINGUEZ - TMDOMINGUEZ@MMM.COM - (415) 246-1847 SEE INTERIOR ELEVATIONS FOR DETAILS

WF-2 08 81 26 WINDOW FILM 3M FASARA MILKY MILKY N/A FACTORY FINISH PER ELEVATION CONCIERGE DESK TINA DOMINGUEZ - TMDOMINGUEZ@MMM.COM - (415) 246-1847

WINDOW TREATMENT

WT-1 FILDOUX WINDOW TREATMENT LATITUDE PRETO 70 N/A PER DRAWING FIELD SDB - SHAYNE BRATZ - (206) 353-0051 - SHAYNE@SDBANDASSOCIATES.COM

WT-2 MARIAK WINDOW TREATMENT MANUAL CHAIN
OPERATED ROLLER
SHADES W/SQUARE FACIA
VALANCE, SHEERWEAVE
STYLE 2710

P-28 OYSTER/CHARCOAL N/A 10% OPEN PER DRAWING LEASING OFFICES MARIAK - GREG SISON - (415) 515-3580 - GSISON@MARIAK.COM

WOOD

WD-1 09 64 26 WOOD KAHRS RUGGED COLLECTION SAFARI OAK FACTORY FINISH 72"X5"X3/8" COMMON FLOORING INSTAALLATION PER FINISH FLOOR PLAN

WD-2 12 32 13 WOOD WINDFALL LUMBER WESTERN MAPLE LIVE EDGE RUSSET CLEAR TOP COAT PER DRAWING PRIVATE OFFICE DESKS WINDFALL LUMBER - GINA KNOKE - (360) 561-0447 - GINA@WINDFALLLUMBER.COM INSTALL: LIVE EDGE UP

WD-3 12 32 13 WOOD WINDFALL LUMBER TBD TBD CLEAR TOP COAT PER DRAWING KITCHEN - SUSPENDED CEILING
ELEMENT

WINDFALL LUMBER - GINA KNOKE - (360) 561-0447 - GINA@WINDFALLLUMBER.COM INSTALLATION PER DRAWING

WD-4 12 32 13 WOOD WINDFALL LUMBER TBD TBD PER DRAWING FITNESS CEILING WINDFALL LUMBER - GINA KNOKE - (360) 561-0447 - GINA@WINDFALLLUMBER.COM INSTALLATION PER DRAWING

Revisions

Mark Date Description
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Professional Seal

1. FLOOR:
A. ALL FLOOR FINISH TRANSITIONS SHALL OCCUR AT CENTERLINE 

OF DOOR WHEN DOOR IS IN CLOSED POSITION.
B. ALL FLOOR FINISH TRANSITIONS SHALL ALIGN WITH WALL AT 

OPENINGS. SEE FINISH PLANS FOR LOCATION.
C. REFER TO DETAIL SHEET FOR ALL FLOOR TRANSITION DETAILS.
D. RESILIENT FLOOR TRANSITION COLOR TO MATCH RESILIENT 

FLOOR UNLESS NOTED OTHERWISE.
E. SCHLUTER FINISH TO BE BRUSHED ANODIZED ALUMINUM.
F. ADJUST FLOOR TILE IN FIELD AREA TO ACCOMMODATE 

PATTERN. TILE WILL NOT BE CUT LESS THAN 10" U.N.O.
G. ALL FLOOR FINISH MATERIALS SHALL BE INSTALLED TIGHT TO 

DRYWALL AND CASEGOODS
2.WALL BASE:

A. ALL RUBBER BASE SHALL BE SEALED TIGHT TO FINISHED FLOOR 
MATERIAL.

B. PROVIDE SCHEDULED BASE ALONG BOTTOM OF EXPOSED 
FRONTS, BACKS, SIDES, AND ENDS OF ALL FIXED CABINETS, 
PEDESTALS, VERTICAL SUPPORT PANELS, KNEE SPACES, ETC., 
U.N.O. ON THE INTERIOR ELEVATIONS.

C. WHERE WALL CERAMIC TILE MEETS FLOOR, PROVIDE A WATER 
RESILIENT SILICONE CAULKING AT JOINT.

3.WALL:
A. INSTALL WALL COVERING TO FINISHED FLOOR, PRIOR TO WALL 

BASE INSTALLATION.
B. ALL ACCENT PAINT NOTED ON FINISH PLANS.
C. PAINT ALL ELECTRICAL & ACCESS PANELS TO MATCH 

ADJACENT WALL COLOR.
D. PAINT ALL FIRE EXTINGUISHER CABINETS TO MATCH ADJACENT 

WALL COLOR.
4.CEILING:

A. HORIZONTAL AND VERTICAL SURFACE OF FURR-DOWN TO 
MATCH ADJACENT WALLS AND CEILING, UNLESS NOTED 
OTHERWISE.

B. REFER TO REFLECTED CEILING PLAN FOR CEILING HEIGHTS.
C. PAINT ALL ACCESS PANELS IN CEILING TO MATCH CEILING 

COLOR.
5.TYPICAL PAINT FINISHES 

A. CEILING: FLAT
B. WALL: EGGSHELL
C. TRIM / DOORS: SEMI-GLOSS

FINISH SCHEDULE GENERAL NOTES

APPLIANCE SCHEDULE

TYPE MARK ITEM MANUFACTURER MODEL MODEL COLOR / FINISH REMARKS

A-5 COFFEE MACHINE DE JONG DUKE 20.3 NIO PER MFGR

A-7 DISHWASHER GE GLDT696JSS BUILT IN DISHWASHER WITH HIDDEN CONTROLS STAINLESS STEEL

A-10 MICROWAVE AMANA RCS10TS COMMERCIAL MICROWAVE STAINLESS STEEL

A-11 MICROWAVE GE PEM31SFSS PROFILE SERIES 1.1 CU. FT. COUNTERTOP MICROWAVE OVEN N/A

A-12 REFRIGERATOR TRUE T-23DT-G REACH IN GLASS SWING DOOR DUAL TEMPERATURE
REFRIGERATOR/FREEZER

STAINLESS STEEL

A-15 REFRIGERATOR GE GIE18ISHSS ENERGY STAR 18.2 CU. FT. TOP FREEZER REFRIGERATOR STAINLESS STEEL

A-17 PROTEIN SHAKE MACHINE PROTEIN MY WAY SMALL MACHINE PROTEIN SHAKE MACHINE PER MFGR

A-19 WARMING DRAWER GE PW9000SFSS PROFILE SERIES 30" WARMING DRAWER STAINLESS STEEL

A-20 WALL OVEN GE PSB9240SFSS PROFILE SERIES 30" SINGLE WALL OVEN STAINLESS STEEL

A-23 UNDER COUNTER FRIDGE SUMMIT SCR1400W SCR1400W STAINLESS STEEL

EQUIPMENT SCHEDULE

TYPE MARK ITEM MANUFACTURER MODEL DESCRIPTION COLOR / FINISH REMARKS

E-1 INTERIOR FIREPLACE MONTIGO PC-SS-820(N)-D PRODIGY SERIES BLACK FIREPLACE ACCESSORIES TBD

E-2 MAIL LOCKER PARCHEL PENDING INTERFACE MODEL 13 DOOR LOCKER TBD

E-3 MAIL LOCKER PARCEL PENDING STANDARD 18 DOOR LOCKER TBD

E-8 KEYBOARD TRAY HAFELE 632.68.312 KEYBOARD TRAY COMBO PACK N/A

E-9 KEYTRAK KEYTRAK TOUCHSCREEN TOUCHSCREEN FLAT PANEL DISPLAY N/A

E-11 KEYTRAK KEYTRAK HOLDS 240 STANDARD KEYS KEYTRAK STANDARD DRAWER N/A

E-12 KEYTRAK KEYTRAK FINGERPRINT IDENTIFIER KEYTRAK FINGERPRINT IDENTIFIER N/A

E-13 KEYTRAK KEYTRAK LICENSE SCANNER KEYTRAK LICENSE SCANNER N/A

E-14 KEYTRAK KEYTRAK CLASSIC KEYTRAK SERVER N/A

E-15 MAILBOX FLORENCE 4CADD-10 VERSATILE 4C FRONT LOAD MAILBOX

E-20 PRINTER RICOH MP C407 COLOR LASER MULTIFUNCTION DESKTOP PRINTER N/A

E-22 TV TBD / ABBACOM BASED ON SAMSUNG UN65MU6290FXZA 65" FLAT SCREEN TV N/A N.I.C

E-24 TV TBD / ABBACOM BASED ON SAMSUNG UN75MU6290FXZA 75" FLAT SCREEN TV N/A N.I.C

E-25 TV

E-28 CCTV VITEK VTM-LED240P MONITOR W/ HDMI, VGA & BNC'S N/A

E-29 OUTDOOR FIREPLACE MONTIGO P6016VFONE 60IN CABANA FIREPLACE BLACK

PLUMBING SCHEDULE

TYPE MARK ITEM MANUFACTURER MODEL MODEL NUMBER COLOR / FINISH REMARKS

FD-1 FLOOR DRAIN FLOOR DRAIN WITH FUNNEL

P-2 FAUCET KATERRA KITCHEN FAUCET SINGLE HANDLE K224139-P00025-PC POLISHED CHROME

P-3 SINK KOHLER VERTICYL RECTANGLE UNDERMOUNT LAVATORY SINK K-2882 WHITE

P-4 FAUCET SLOAN HARDWIRED TOUCHLESS FAUCET OPTIMA EAF200 POLISHED CHROME

P-6 FAUCET KATERRA SINGLE HANDLE PULL OUT KITCHEN FAUCET K224139-P00005-PC POLISHED CHROME

P-7 TOILET KOHLER KINGSTON WALL MOUNT TOILET BOWL WITH K-4731-C-WHITE TOILET SEAT K-4325 WITH K-4731-C WHITE INCLUDE STRONGHOLD TOILET SEAT

P-9 FLUSHOMETER KOHLER WAVE DC 1.28 GPF WC FLUSHOMETER K-10673-SV POLISHED CHROME

P-10 URINAL KOHLER DEXTER K-5452-ET-O WHITE

P-10 SINK KATERRA STAINLESS STEEL 27"X18"X5.5" UNDERMOUNT SINK K224116-16-0000007 STAINLESS STEEL

P-11 URINAL FLUSHOMETER KOHLER WAVE TOUCHLESS 0.5 GPF FLUSHOMETER K-10675-SV-CP POLISHED CHROME

P-12 GARBAGE DISPOSAL GE GE 1/3 HORSEPOWER CONTINUOUS-FEED DISPOSAL GFC325V

P-13 HANDSHOWER KOHLER AWAKEN G110 HANDSHOWER KIT K-99898 WITH K-98350 ELBOW POLISHED CHROME INCLUDE MATCHING WALL-MOUNT
SUPPLY ELBOW

P-14 TRIM VALVE & LEVER KOHLER COMPOSED RITE-TEMP VALVE TRIM K-TS73115-4 POLISHED CHROME

P-15 SHOWERHEAD KOHLER 2.0 GPM MULTIFUNCTION SHOWERHEAD K-72419 POLISHED CHROME

P-16 SHOWER DRAIN SCHLUTER
SYSTEMS

SCHLUTER-KERDI-LINE-FC V/KLEB 35 TILE FINISH PER SCHEDULE

P-20 SINK ELKAY LUSTERSTONE STAINLESS STEEL 21.5" X 18.5" X 4 3/8", SINGLE BOWL UNDERMOUNT
ADA SINK

ELUHAD191645 STAINLESS STEEL

P-21 FAUCET MUSTEE SERVICE FAUCET 63.600A N/A

P-22 SINK MUSTEE MOP BASIN; 24"X24"X10" 63M WHITE

P-30 DRINKING FOUNTAIN ELKAY WATER COOLER EZWS-ERPBM28K STAINLESS STEEL

TA-1 TISSUE DISPENSER BOBRICK TOILET TISSUE DISP. W/ UTILITY SHELF B-2840 STAINLESS STEEL

TA-2 SOAP DISPENSER LOVAIR SENSOR SOAP DISPENSER L-219 CHROME

TA-4 SEAT COVER DISP. BOBRICK SURFACE-MOUNTED SEAT-COVER DISPENSER B-221 STAINLESS STEEL

TA-5 NAPKIN DISPOSAL BOBRICK SURFACE-MOUNTED SANITARY NAPKIN DISPOSAL B-270 STAINLESS STEEL

TA-6 COAT HOOK BOBRICK COAT HOOK B-542 BRIGHT POLISHED STAINLESS STEEL

TA-7A GRAB BAR BOBRICK STRAIGHT PEENED GRAB BAR B-5806.99X36 SATIN FINISH

TA-7B GRAB BAR BOBRICK STRAIGHT PEENED GRAB BAR B-5806.99X18 SATIN FINISH

TA-7C GRAB BAR BOBRICK STRAIGHT PEENED GRAB BAR B-5806.99X42 SATIN FINISH

TA-7D GRAB BAR BOBRICK STRAIGHT PEENED GRAB BAR B-5806.99x24 SATIN FINISH

TA-9 SHOWER SEAT TEAKWORKS TEAK ADA WALL-MOUNT SHOWER SEAT TBF-260160W TEAK / STAINLESS STEEL

TA-10 CURVED SHOWER
RODS

DELTA CURVED ADJUSTABLE SHOWER ROD 42205-SS STAINLESS STEEL

TA-11 WASTE RECEPTACLE BOBRICK RECESSED PAPERTOWEL DISPENSER AND WASTE RECEPTACLE B-36903 STAINLESS STEEL

TA-12 PAPER TOWEL
DISPENSER

BOBRICK AUTOMATIC WASTE AND TOWEL UNIT B-3974 STAINLESS STEEL

TC-1 TOILET COMPARTMENT ASI GLOBAL
PARTITIONS

FLOOR ANCHORED/OVERHEAD BRACED N/A BLACK 2000

TC-2 URINAL SCREEN ASI GLOBAL
PARTITIONS

WALL HUNG SCREEN; PLASTIC LAMINATE MOISTURE GUARD 24" X 42" WALL HUNG SCREEN BLACK 2000

LIGHTING FIXTURE SCHEDULE

KEYNOTE MANUFACTURER MODEL MODEL NUMBER WATTAGE LAMP FINISH / COLOR LOCATION CONTACT REMARKS

L-1 SISTEMALUX LOGO PRO MINI LOG3-R-T-NC-B830-AFL-UNV-01-LTE 13 LED WHITE THROUGHOUT,
SEE PLANS

REGENCY LIGHTING

L-2 SISTEMALUX V-SERIES V90-IC-B-930-FL-120-01-LTE 16 LED WHITE THROUGHOUT,
SEE PLANS

REGENCY LIGHTING

L-3 KATERRA 5 IN. SLIM CEILING LED SURFACE
MOUNT

K265113-P00172-WH LED WHITE REGENCY LIGHTING

L-4 MOLTO LUCE KADO 56-6027 8 LED CHROM KITCHEN/CONFER
ENCE/GAME
ROOM

REGENCY LIGHTING

L-5 SISTEMALUX PUNTO SMALL 9101-01-120-01-LTE 12 LED WHITE/WHITE POOL SHOWER REGENCY LIGHTING

L-6 TECH LIGHTING MINA PENDANT 700TDMINAP-1-C-B-R-LED930 9 LED930 AGED
BRASS/BLACK

CONCIERGE REGENCY LIGHTING CUSTOM CANOPY

L-7 REJUVENATION CEDAR & MOSS GLOBE 10" A0053 100 MAX LED OIL-RUBBED
BRONZE

VESTIBULE /
BOOTHS

REGENCY LIGHTING CUSTOM CANOPY
LENGTHS

L-8 REJUVENATION ANELLO 12" SPUN CONE PENDANT A8009 150 W MAX LED MATTE
GRAY/BRASS

PVT OFFICES REGENCY LIGHTING

L-9 TECH LIGHTING MODERNRAIL CHANDELIER 1 700MDCH4-2S-G-R-R 3 W (10
MODULES)

LED AGED BRASS CONFERENCE/MA
ILROOM

REGENCY LIGHTING

L-10 MODERN FORMS DRIFT PD-58738-DW 44 LED WOOD - DARK
WALNUT

GAME ROOM REGENCY LIGHTING

L-11 MARSET / YLIGHTING SOHO OUTDOOR PENDANT MSTP155176 28 LED BLACK COVERED
OUTDOOR
LOUNGE

REGENCY LIGHTING

L-13 TECH LIGHTING REA MIRROR KIT 700BCRAEMRR3DC-LED835 30 LED N/A RESTROOMS REGENCY LIGHTING

L-14 WAC LIGHTING TUBE CEILING MOUNT PD-W2605 RPL-ROD-OUT6-BK TBD LED BLACK COVERED
OUTDOOR
LOUNGE

REGENCY LIGHTING

L-15 BUZZISPACE BUZZIMOON, L - 3D DROP C0141-CATA.06.04.2 TBD LED CAT D - KVADRAT
TONUS 4 - 619

FITNESS REGENCY LIGHTING CUSTOM CANOPY
LENGTHS

L-16 MARK ARCHITECTURAL LIGHTING SLOT 2 LED DIRECT PENDANT S2LD 4FT CRD 1N35 EZB 120 BLK 26 LED BLACK FITNES, YOGA REGENCY LIGHTING SEE PLANS FOR
DETAILS

L-17 LITHONIA LIGHTING LED STRIP LIGHT ZL1N-L46-SMR-3000LM-FST-120-30K-90CRI TBD LED 90+ CRI, 3000K WHITE UTILITY REGENCY LIGHTING

L-18 LITHONIA LIGHTING LED STRIP LIGHT ZL1N-L24-SMR-3000LM-FST-120-30K-90CRI TBD LED 90+ CRI, 3000K WHITE UTILITY REGENCY LIGHTING

L-26 HI-LITE MANUFACTURING CO. INC. WAREHOUSE SHADE COLLECTION
WITH LED2 LAMP AND GOOSENECK

H-15116, HL-A TBD LED TBD EXTERIOR REGENCY LIGHTING TO BE APPROVED BY
ARCH*

Revisions

Mark Date Description

1 10/29/2018 PERMIT REV. #1

2 10/29/2018 Interntal Coordination
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SLAB PLAN GENERAL NOTES
A.     THE CONTRACTOR SHALL CONSULT THE PLANS OF ALL 

TRADES FOR OPENINGS THROUGH SLABS, WALLS, 
CEILINGS, AND ROOFS FOR DUCTS, PIPES, CONDUIT, 
CABINETS, AND EQUIPMENT, AND SHALL VERIFY THE SIZES 
AND LOCATIONS WITH SUBCONTRACTORS.

B. CENTERLINE OF COLUMNS ARE LOCATED ON GRIDLINES 
UNLESS NOTED OTHERWISE.

C. SLAB EDGES AND WALLS NOT DIMENSIONED ARE TO FACE 
OF WALL OR COLUMN.

D. COORDINATE MECHANICAL OPENINGS WITH MECHANICAL 
DRAWINGS.

E. COORDINATE DIMENSIONS WITH STRUCTURAL DRAWINGS 
INCLUDING STRUCTURAL SLAB PLAN.

F. BLOCK OUT ELECTRICAL BOXES, SLIDING DOOR TRACKS, 
POST FOUNDATIONS, ETC.

G.          SEE TOP OF SLAB PER CIVIL, VERIFY IN FIELD. 
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A. REFER TO SLAB PLANS FOR FLOOR BLOCK OUT INFORMATION. REFER 
TO FINISH PLANS AND COLOR AND MATERIAL SCHEDULES FOR ROOM 
FINISH INFORMATION.

B. VERIFY DIMENSION OF MECHANICAL OPENINGS WITH   
SUBCONTRACTOR.

C. SEE A.10.001-002 SHEETS FOR WALL, FLOOR, ROOF, AND CEILING    
ASSEMBLY INFORMATION.

D. REFER TO THE G.00.200 SERIES CODE DIAGRAMS FOR LOCATIONS OF
FIRE AND SMOKE RATED WALL, ROOF, AND FLOOR/CEILING 
ASSEMBLIES.

E. SEE ACCESSIBILITY DIAGRAMS SHEETS G.00.300 SERIES FOR FIXTURE 
AND APPLIANCE MOUNTING HEIGHTS.

F. COORDINATE WITH SITE ORIENTATION PLAN AND CIVIL DRAWINGS FOR 
BUILDING ORIENTATION AND FINISH FLOOR ELEVATIONS

G. ALL DIMENSIONS ARE TO FACE OF STUD UNLESS NOTED OTHERWISE. 
NOTIFY THE ARCHITECT IMMEDIATELY IF ANY CONFLICTS EXIST. 

H. REFERENCE A.10.050 FOR WINDOW TYPES AND DOOR TYPES.

J. ALL FENESTRATION DIMENSIONS ARE TO EDGE OF STOREFRONT 
UNLESS NOTED OTHERWISE. NOTIFY THE ARCHITECT IMMEDIATELY IF 
ANY CONFLICT EXISTS.

K. NOT ALL KEYNOTES ARE USED ON EVERY PAGE.

BUILDING PLAN GENERAL NOTES

1.WALL MOUNTED TV F.O.I.C.
2.WALL MOUNTED ARTWORK F.O.I.C.
3.GAS FIREPLACE
4.WALL MOUNTED TOUCH SCREEN MONITOR F.O.I.C.
5.3" X 3" WOOD COLUMN
6.5'-0" TALL TUBE STEEL AND METAL MESH FENCE
7.WALL MOUNTED FULL HEIGHT MIRROR
8.ELECTRIC WATER COOLER WITH BOTTLE FILLER
9."PARCEL PENDING" LOCKER SYSTEM
10. FRONT LOADING MAILBOXES
11. COUNTER SPACE WITH SHREDDER
12. MOP SINK
13. 3" X 4" MIN DOWNSPOUT
14. COUNTERTOP - OPENING CUT IN COUNTER; 8IN DIA. CNTR ON 
CASEWORK

BUILDING PLAN  KEYNOTES
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A. REFER TO SLAB PLANS FOR FLOOR BLOCK OUT INFORMATION. REFER 
TO FINISH PLANS AND COLOR AND MATERIAL SCHEDULES FOR ROOM 
FINISH INFORMATION.

B. VERIFY DIMENSION OF MECHANICAL OPENINGS WITH   
SUBCONTRACTOR.

C. SEE A.10.001-002 SHEETS FOR WALL, FLOOR, ROOF, AND CEILING    
ASSEMBLY INFORMATION.

D. REFER TO THE G.00.200 SERIES CODE DIAGRAMS FOR LOCATIONS OF
FIRE AND SMOKE RATED WALL, ROOF, AND FLOOR/CEILING 
ASSEMBLIES.

E. SEE ACCESSIBILITY DIAGRAMS SHEETS G.00.300 SERIES FOR FIXTURE 
AND APPLIANCE MOUNTING HEIGHTS.

F. COORDINATE WITH SITE ORIENTATION PLAN AND CIVIL DRAWINGS FOR 
BUILDING ORIENTATION AND FINISH FLOOR ELEVATIONS

G. ALL DIMENSIONS ARE TO FACE OF STUD UNLESS NOTED OTHERWISE. 
NOTIFY THE ARCHITECT IMMEDIATELY IF ANY CONFLICTS EXIST. 

H. REFERENCE A.10.050 FOR WINDOW TYPES AND DOOR TYPES.

J. ALL FENESTRATION DIMENSIONS ARE TO EDGE OF STOREFRONT 
UNLESS NOTED OTHERWISE. NOTIFY THE ARCHITECT IMMEDIATELY IF 
ANY CONFLICT EXISTS.

K. NOT ALL KEYNOTES ARE USED ON EVERY PAGE.

BUILDING PLAN GENERAL NOTES
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WH

34' - 
0"

A. REFER TO SLAB PLANS FOR FLOOR BLOCK OUT INFORMATION. REFER 
TO FINISH PLANS AND COLOR AND MATERIAL SCHEDULES FOR ROOM 
FINISH INFORMATION.

B. VERIFY DIMENSION OF MECHANICAL OPENINGS WITH   
SUBCONTRACTOR.

C. SEE A.10.001-002 SHEETS FOR WALL, FLOOR, ROOF, AND CEILING    
ASSEMBLY INFORMATION.

D. REFER TO THE G.00.200 SERIES CODE DIAGRAMS FOR LOCATIONS OF
FIRE AND SMOKE RATED WALL, ROOF, AND FLOOR/CEILING 
ASSEMBLIES.

E. SEE ACCESSIBILITY DIAGRAMS SHEETS G.00.300 SERIES FOR FIXTURE 
AND APPLIANCE MOUNTING HEIGHTS.

F. COORDINATE WITH SITE ORIENTATION PLAN AND CIVIL DRAWINGS FOR 
BUILDING ORIENTATION AND FINISH FLOOR ELEVATIONS

G. ALL DIMENSIONS ARE TO FACE OF STUD UNLESS NOTED OTHERWISE. 
NOTIFY THE ARCHITECT IMMEDIATELY IF ANY CONFLICTS EXIST. 

H. REFERENCE A.10.050 FOR WINDOW TYPES AND DOOR TYPES.

J. ALL FENESTRATION DIMENSIONS ARE TO EDGE OF STOREFRONT 
UNLESS NOTED OTHERWISE. NOTIFY THE ARCHITECT IMMEDIATELY IF 
ANY CONFLICT EXISTS.

K. NOT ALL KEYNOTES ARE USED ON EVERY PAGE.

BUILDING PLAN GENERAL NOTES
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BRACING. FRAMING CONTRACTOR TO INSTALL 
ALL BLOCKING AND BRACING PER TRUSS 
MANUFACTURERS DESIGN.

TRUSS/ DIAPHRAGM   BLOCKING -  PROVIDE 
2" DIA. HOLES @ 8" O.C. AT TOP OF PANEL TO 
ALLOW FOR ATTIC VENTILATION. SEE 03/A8.0
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EXTERIOR ELEVATION KEYNOTES

1. DOWNSPOUT

2. WALL MOUNTED LIGHT FIXTURE

3. 5'-0" TALL TUBE STEEL AND METAL MESH FENCE

4. ROOF COLUMN + BEAM SUPPORT. GALVANIZED STEEL. PAINT P-X.

5. DORMER (SEE WALL SECTION)

6. FIREPLACE EXHAUST

7. ANODIZED ALUMINUM EYEBROW AT STOREFRONT. WINDOW HEAD, TYP. DO 
NOT PROVIDE AT WINDOWS DIRECTLY UNDER EXTERIOR COVERED AREAS.

8. ALUMINUM REVEAL AT FIBER CEMENT. ALIGN WITH WINDOW SILL, HEAD, AND 
JAMB WHERE APPLICABLE.

9. SEISMIC JOINT, PROVIDE CONTINUOUS EXPANSION JOINT COVER FULL HEIGHT.

10. 2" DIA DOWNSPOUT TO CONNECT UPPER GUTTER TO LOWER.

11. FEATURE DOWNSPOUT

12. EXPOSED WOOD STRUCTURE. STAIN COLOR WD-1.

13.  TIE RODS PER STRUCTURE

14. METAL MESH SCREEN

15. RIDGE VENTING

16. SNOW GUARD

17. GALVANIZED STEEL COLUMNS W/ CLEAR TEMPERED 1/2" TEMPERED GLASS PANELS.

18. KNOX BOX

19. ELECTRICAL OUTLET

20. CARD READER

21. GAS METER

22. HOSE BIB

23. CANE GUARD, AS REQ'D (12" HT)

EXTERIOR ELEVATION GENERAL NOTES

A. ALL EXTERIOR METALS INCLUDING BUT NO LIMITED TO HOLLOW METAL DOORS & 
FRAMES LOUVERS & FRAMES, TO BE PAINTED P-X.

B. ALL EXTERIOR LIGHTING TO BE SHIELDED AND DIRECTED AWAY FROM ADJACENT 
BUILDINGS & PROPERTIES.

C. ALL EXTERIOR SHEET METALS INCLUDING BUT NOT LIMITED TO FASCIA GUTTER & 
DOWNSPOUTS TO BE PREFINISH TO MATCH P-X.

D. ALL EXTERIOR HOLLOW METAL DOORS AND FRAMES TO BE PAINTED P-XX U.N.O.

E. ALL EXTERIOR STOREFRONT FINISH TO BE CLEAR ANODIZED ALUMINUM U.N.O.

F. PROVIDE REVEALS AT FIBER CEMENT PANELS AS SHOWN. REVEALS TO BE CLEAR 
ANODIZED ALUM.

G. SEE FRAME ELEVATIONS FOR DOOR, WINDOW & LOUVER FRAME ELEVATIONS.

SD-1  VERTICAL SIDING
MATL: TnG, TIGHT KNOT CEDAR
COLOR: VERTICAL GRAND W/
SEMI-TRANSPARENT STAIN
(SW 3040 - COTTON WOOD)

FB-1  FASCIA BOARD
MATL: FIBER CEMENT
COLOR: TO MATCH MP-1

MP-1  EXPOSED PTD METAL
MATL: PRE-FINISHED METAL
COLOR: SW 7069 - IRON ORE

T-12  THIN BRICK
MATL: TRIKEENAN TILEWORKS - THIN BRICK
COLOR: 0490 JUS WHITE

SD-2  FIBER CEMENT PANEL
MATL: FIBER CEMENT PANEL
COLOR: TO MATCH STOREFRONT FRAME

R-1  STANDING SEAM ROOFING
MATL: STANDING SEAM METAL
COLOR: SLATE GRAY (FIRESTONE)

FF-1  STOREFRONT FRAME FINISH
MATL: ALUMINUM
COLOR: #85 BLACK AB-8 (ARCADIA)

LF-1  LOUVER FINISH
MATL: ALUMINUM
COLOR: TO MATCH MP-1

WS-1  WOOD SOFFIT
MATL: TnG, TIGHT KNOT CEDAR
COLOR: PERPENDICULAR TO TRUSSES W/
SEMI-TRANSPARENT STAIN
(SW 3042 - WOODLAND)

WD-1 HEAVY TIMBER
MATL: LAMINATED TIMBER
COLOR: NATURAL FINISH

SC-1 PRESSED MTL SCREEN
MATL: 6 X 1.5 ALUMINUM
COLOR: TO MATCH MP-1

MATERIALS LEGEND

R-2  THERMOPLASTIC POLYEFIN
MATL: TPO MEMBRANE
COLOR: GREY
MP-1 EDGE TRIM AROUND
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ROOF PLAN NOTES

A. REF. A0.10 AND A0.11 FOR ASSEMBLY TYPES.
B. ALL DIMENSIONS ARE TO FACE OF STUD UNLESS NOTED OTHERWISE.  NOTIFY 

ARCHITECT IMMEDIATELY IF ANY CONFLICTS EXIST.
C. EACH SUB-CONTRACTOR TRADE SHALL VERIFY EXISTING CONDITIONS AND REPORT 

ANY DISCREPANCIES WITH THE DRAWINGS TO THE ARCHITECT PRIOR TO THE 
BEGINNING OF CONSTRUCTION.

D. COORDINATE ROOF PLAN WITH ROOF FRAMING PLAN AND WITH FINAL ROOF TRUSS 
SHOP DRAWINGS.

E. ALL DOWNSPOUTS ARE TO TIE TO SITE DRAINAGE SYSTEM - SEE CIVIL DRAWINGS.
F. ALL FRAMING, FIXTURES AND EQUIPMENT TO BE INSTALLED TO BE IN ACCORDANCE 

WITH THE MANUFACTURERS REQUIREMENT, ACCEPTED BUILDING STANDARDS AND 
CONFORM TO ALL BUILDING CODES.

ROOF PLAN VENTILATION REQUIREMENTS

1. ENCLOSED ATTIC SPACES SHALL HAVE CROSS VENTILATION FOR EACH SPACE BY 
VENTILATING OPENINGS PROTECTED AGAINST THE ENTRANCE OF RAIN AND SNOW.  
BLOCKING AND BRIDGING SHALL BE ARRANGED SO AS NOT TO INTERFERE WITH THE 
MOVEMENT OF AIR.  A MINIMUM OF 1" OF AIR SPACE SHALL BE PROVIDED BETWEEN THE 
INSULATION AND THE ROOF SHEATHING.  THE NET FREE VENTILATING AREA SHALL NOT 
BE LESS THAN 1/300 (WITH VAPOR BARRIER) OF AREA OF THE SPACE VENTILATED WITH 
50 PERCENT OF THE REQUIRED VENTILATING AREA PROVIDED BY VENTILATORS 
LOCATED IN THE UPPER PORTION OF THE SPACE AT LEAST 3' ABOVE THE EAVE.  

2. AREA OF ROOF TO BE VENTILATED: SEE TABLE
3. NOTE: THE FOLLOWING AREAS FOR SOFFIT AND RIDGE VENTS IS BASED ON TYPICAL 

CONSTRUCTION PRODUCTS OF THIS TYPE.  GENERAL CONTRACTOR TO VERIFY THAT 
THE FINAL PRODUCTS SELECTED MEET OR EXCEED THE ASSUMED VENTILATION 
VALUES, OR ADJUST THE DESIGN AS REQUIRED TO MEET THE VENTILATION 
REQUIREMENTS OF EACH OF THE DRAFT-STOPPED SPACES OF THE ATTIC.

4. "LOW" SOFFIT VENTS HAVE 10 S.I. NET FREE OPEN AREA PER LINEAL FOOT "HIGH" ROOF 
VENT HAVE 18 S.I. NET FREE OPEN AREA PER  LINEAL FOOT

ROOF PLAN VENTILATION CALCULATIONS
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(LINEAR FEET)
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ACTUAL 46% 
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VENTILATION PROVIDED
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3600 SF 98 46 (3600*144/300) = 1728

(98*10)=980 SQ IN (46*18) = 828 SQ IN

2808 SQ IN
RECOMMENDED 50-60%

ACTUAL 39% 
RECOMMENDED 40-50%

ACTUAL 61% 

(108*10)=1080 SQ IN (96*18) = 1728 SQ IN

(3800*144/300) = 1824

REQUIRED VENTILATION
(SQ IN)

REQUIRED VENTILATION
(SQ IN)
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SD-1  VERTICAL SIDING
MATL: TnG, TIGHT KNOT CEDAR
COLOR: VERTICAL GRAND W/
SEMI-TRANSPARENT STAIN
(SW 3040 - COTTON WOOD)

FB-1  FASCIA BOARD
MATL: FIBER CEMENT
COLOR: TO MATCH MP-1

MP-1  EXPOSED PTD METAL
MATL: PRE-FINISHED METAL
COLOR: SW 7069 - IRON ORE

T-12  THIN BRICK
MATL: TRIKEENAN TILEWORKS - THIN BRICK
COLOR: 0490 JUS WHITE

SD-2  FIBER CEMENT PANEL
MATL: FIBER CEMENT PANEL
COLOR: TO MATCH STOREFRONT FRAME

R-1  STANDING SEAM ROOFING
MATL: STANDING SEAM METAL
COLOR: SLATE GRAY (FIRESTONE)

FF-1  STOREFRONT FRAME FINISH
MATL: ALUMINUM
COLOR: #85 BLACK AB-8 (ARCADIA)

LF-1  LOUVER FINISH
MATL: ALUMINUM
COLOR: TO MATCH MP-1

WS-1  WOOD SOFFIT
MATL: TnG, TIGHT KNOT CEDAR
COLOR: PERPENDICULAR TO TRUSSES W/
SEMI-TRANSPARENT STAIN
(SW 3042 - WOODLAND)

WD-1 HEAVY TIMBER
MATL: LAMINATED TIMBER
COLOR: NATURAL FINISH

SC-1 PRESSED MTL SCREEN
MATL: 6 X 1.5 ALUMINUM
COLOR: TO MATCH MP-1

MATERIALS LEGEND

R-2  THERMOPLASTIC POLYEFIN
MATL: TPO MEMBRANE
COLOR: GREY
MP-1 EDGE TRIM AROUND

EXTERIOR ELEVATION KEYNOTES
1. DOWNSPOUT

2. WALL MOUNTED LIGHT FIXTURE

3. 5'-0" TALL TUBE STEEL AND METAL MESH FENCE

4. ROOF COLUMN + BEAM SUPPORT. GALVANIZED STEEL. PAINT P-X.

5. DORMER (SEE WALL SECTION)

6. FIREPLACE EXHAUST

7. ANODIZED ALUMINUM EYEBROW AT STOREFRONT. WINDOW HEAD, TYP. DO 
NOT PROVIDE AT WINDOWS DIRECTLY UNDER EXTERIOR COVERED AREAS.

8. ALUMINUM REVEAL AT FIBER CEMENT. ALIGN WITH WINDOW SILL, HEAD, AND 
JAMB WHERE APPLICABLE.

9. SEISMIC JOINT, PROVIDE CONTINUOUS EXPANSION JOINT COVER FULL HEIGHT.

10. 2" DIA DOWNSPOUT TO CONNECT UPPER GUTTER TO LOWER.

11. FEATURE DOWNSPOUT

12. EXPOSED WOOD STRUCTURE. STAIN COLOR WD-1.

13.  TIE RODS PER STRUCTURE

14. METAL MESH SCREEN

15. RIDGE VENTING

16. SNOW GUARD

17. GALVANIZED STEEL COLUMNS W/ CLEAR TEMPERED 1/2" TEMPERED GLASS PANELS.

18. KNOX BOX

19. ELECTRICAL OUTLET

20. CARD READER

21. GAS METER

22. HOSE BIB

23. CANE GUARD, AS REQ'D (12" HT)

EXTERIOR ELEVATION GENERAL NOTES
A. ALL EXTERIOR METALS INCLUDING BUT NO LIMITED TO HOLLOW METAL DOORS & 

FRAMES LOUVERS & FRAMES, TO BE PAINTED P-X.

B. ALL EXTERIOR LIGHTING TO BE SHIELDED AND DIRECTED AWAY FROM ADJACENT 
BUILDINGS & PROPERTIES.

C. ALL EXTERIOR SHEET METALS INCLUDING BUT NOT LIMITED TO FASCIA GUTTER & 
DOWNSPOUTS TO BE PREFINISH TO MATCH P-X.

D. ALL EXTERIOR HOLLOW METAL DOORS AND FRAMES TO BE PAINTED P-XX U.N.O.

E. ALL EXTERIOR STOREFRONT FINISH TO BE CLEAR ANODIZED ALUMINUM U.N.O.

F. PROVIDE REVEALS AT FIBER CEMENT PANELS AS SHOWN. REVEALS TO BE CLEAR 
ANODIZED ALUM.

G. SEE FRAME ELEVATIONS FOR DOOR, WINDOW & LOUVER FRAME ELEVATIONS.
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PLAN LEASING
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NOT FOR
CONSTRUCTION

Drawn By

Project Manager

Job Number

Date

Professional Seal

SCALE:   1/4" = 1'-0"
1

FINISH FLOOR PLAN - LEASING WING

1. REFER TO INTERIOR FINISH LEGEND & SCHEDULE SHEET FOR FINISH, 
MANUFACTURER AND COLOR INFORMATION.

2. LOCATION OF FINISH INFORMATION:
• FLOOR: FINISH FLOOR PLANS AND FINISH SCHEDULE.
• BASES: FINISH FLOOR PLANS AND FINISH SCHEDULE.
• WALLS: FINISH FLOOR PLANS AND FINISH SCHEDULES. IF WALL 

FINISH EXTENT CANNOT BE SHOWN IN PLAN AND SCHEDULE, SEE 
ELEVATIONS.

• CEILINGS: REFLECTED CEILING PLANS.
• MILLWORK: FINISH SCHEDULES AND ELEVATIONS.  
• DOORS AND FRAMES: FINISH SCHEDULE AND DOOR SCHEDULE 

3.REFER TO DETAIL SHEETS FOR TYPICAL FLOOR TRANSITION AND 
BASE DETAILS.

4.ALL FLOOR FINISH TRANSITIONS SHALL OCCUR AT CENTERLINE OF 
DOOR WHEN DOOR IS IN CLOSED POSITION.

5.TYPICAL PAINT FINISH U.N.O.
• CEILINGS: EGGSHELL
• WALLS: EGGSHELL
• RESTROOMS: SATIN 
• BASE AND TRIM: SEMI-GLOSS

6.ALL DOORS & TRIM TO MATCH ADJACENT WALL UNLESS NOTED OR 
SCHEDULED OTHERWISE.

7.ALL GWB CEILINGS TO RECEIVE FIELD PAINT UNLESS NOTED 
OTHERWISE; REFER TO FINISH LEGEND AND/OR REFLECTED CEILING 
PLAN.

8.ALL TILE GROUT TO BE 1/8" MAX.
9.NO WALL BASE AT EXPOSED COLUMNS.
10.REFER TO INTERIOR FINISH SCHEDULES SHEET FOR APPLIANCE, 

EQUIPMENT, AND PLUMBING SCHEDULES. 
11.OUTLETS LOCATED IN BACKSPLASH TO BE CENTERED IN TILE.
12.ELECTRICAL PANEL LOCATIONS TO BE COORDINATED WITH 

INTERIOR DESIGN AND LOCATED IN A BACK-OF-HOUSE LOCATION 
WHEN POSSIBLE.

13. LOCATE SWITCHES 4” FROM DOOR OPENINGS.
14.ALL OUTLETS AND SWITCHES TO BE DECORA STYLE.
15.OUTLETS AND SWITCHES IN WHITE OR LIGHT MATERIALS TO BE 

WHITE. OUTLETS AND SWITCHES IN DARK MATERIALS TO BE BLACK 
OR OTHER MATERIAL AS SPECIFIED BY INTERIOR DESIGNER. 

ROOM NAME

XXX

XXX

XXX

XXX

WALL FINISH

WALL BASE FINISH

FLOOR FINISH

FINISH TAG

MATERIAL TRANSITION TAG

MATERIAL PATTERN DIRECTION

MATERIAL SEAM

INTERIOR FINISH PLAN LEGEND

XXX XXX

INTERIOR FINISH PLAN GENERAL NOTES

XXX EQUIPMENT TAG
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FINISH FLOOR
PLAN-RECREATION
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GPM, LG

KSI - DB

001-17022

2018/10/29

PERMIT SET -
NOT FOR
CONSTRUCTION

Drawn By

Project Manager

Job Number

Date

Professional Seal

SCALE:   1/4" = 1'-0"
1

FINISH FLOOR PLAN - RECREATION WING

1. REFER TO INTERIOR FINISH LEGEND & SCHEDULE SHEET FOR FINISH, 
MANUFACTURER AND COLOR INFORMATION.

2. LOCATION OF FINISH INFORMATION:
• FLOOR: FINISH FLOOR PLANS AND FINISH SCHEDULE.
• BASES: FINISH FLOOR PLANS AND FINISH SCHEDULE.
• WALLS: FINISH FLOOR PLANS AND FINISH SCHEDULES. IF WALL 

FINISH EXTENT CANNOT BE SHOWN IN PLAN AND SCHEDULE, SEE 
ELEVATIONS.

• CEILINGS: REFLECTED CEILING PLANS.
• MILLWORK: FINISH SCHEDULES AND ELEVATIONS.  
• DOORS AND FRAMES: FINISH SCHEDULE AND DOOR SCHEDULE 

3.REFER TO DETAIL SHEETS FOR TYPICAL FLOOR TRANSITION AND 
BASE DETAILS.

4.ALL FLOOR FINISH TRANSITIONS SHALL OCCUR AT CENTERLINE OF 
DOOR WHEN DOOR IS IN CLOSED POSITION.

5.TYPICAL PAINT FINISH U.N.O.
• CEILINGS: EGGSHELL
• WALLS: EGGSHELL
• RESTROOMS: SATIN 
• BASE AND TRIM: SEMI-GLOSS

6.ALL DOORS & TRIM TO MATCH ADJACENT WALL UNLESS NOTED OR 
SCHEDULED OTHERWISE.

7.ALL GWB CEILINGS TO RECEIVE FIELD PAINT UNLESS NOTED 
OTHERWISE; REFER TO FINISH LEGEND AND/OR REFLECTED CEILING 
PLAN.

8.ALL TILE GROUT TO BE 1/8" MAX.
9.NO WALL BASE AT EXPOSED COLUMNS.
10.REFER TO INTERIOR FINISH SCHEDULES SHEET FOR APPLIANCE, 

EQUIPMENT, AND PLUMBING SCHEDULES. 
11.OUTLETS LOCATED IN BACKSPLASH TO BE CENTERED IN TILE.
12.ELECTRICAL PANEL LOCATIONS TO BE COORDINATED WITH 

INTERIOR DESIGN AND LOCATED IN A BACK-OF-HOUSE LOCATION 
WHEN POSSIBLE.

13. LOCATE SWITCHES 4” FROM DOOR OPENINGS.
14.ALL OUTLETS AND SWITCHES TO BE DECORA STYLE.
15.OUTLETS AND SWITCHES IN WHITE OR LIGHT MATERIALS TO BE 

WHITE. OUTLETS AND SWITCHES IN DARK MATERIALS TO BE BLACK 
OR OTHER MATERIAL AS SPECIFIED BY INTERIOR DESIGNER. 

ROOM NAME

XXX

XXX

XXX

XXX

WALL FINISH

WALL BASE FINISH

FLOOR FINISH

FINISH TAG

MATERIAL TRANSITION TAG

MATERIAL PATTERN DIRECTION

MATERIAL SEAM

INTERIOR FINISH PLAN LEGEND

XXX XXX

INTERIOR FINISH PLAN GENERAL NOTES

XXX EQUIPMENT TAG
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ENLARGED FITNESS - FLOORING PATTERN
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3
ENLARGED RESTROOM - TILE PATTERN
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THESE GENERAL NOTES ARE GUIDELINES FOR THE PROPER 
MOUNTING HEIGHT OF EQUIPMENT AND PLUMBING FIXTURES. THE ITEMS 
SHOWN ARE LOCATED FOR ACCESSIBILITY, SAFETY AND CONFORMANCE 
WITH APPLICABLE CODES AND STANDARDS. IN NO CASE SHALL 
THIS INFORMATION SUPERSEDE REQUIREMENTS OF APPLICABLE 
CODES, STANDARDS OR AUTHORITIES, IF A CONFLICT IS FOUND.

1. REFER TO TYPICAL MOUNTING HEIGHTS SHEET EQUIPMENT, PLUMBING 
FIXTURES, TOILET ACCESSORIES, AND REQUIRED CLEARANCES. ITEMS 
SHOWN ARE TO BE LOCATED FOR ACCESSIBILITY, SAFETY AND 
CONFORMANCE WITH APPLICABLE CODES AND STANDARDS.

2. CENTER VANITY MIRRORS AND LIGHT FIXTURES OVER THE LAVATORY.
3. DIMENSIONS SHOWN ARE CLEAR DIMENSIONS TO THE FACE OF FINISH 

U.N.O.
4. DOORS SHALL NOT SWING INTO THE MIN REQUIRED CLEAR FLOOR SPACE 

OF FIXTURES, REPRESENTED AS DASHED BOXES, U.N.O.
5. COORDINATE FIRE RATING AT WALL FOR ALL RECESSED ACCESSORIES.
6. EXPOSED WATER SUPPLIES AND DRAIN PIPE SHALL BE INSULATED PER 

11B-606.2
7. THE MAXIMUM SLOPE OF THE SHOWER FLOOR SHALL BE 1/4" PER FOOT 

IN ANY DIRECTION. WHERE DRAINS ARE PROVIDED, GRATE OPENINGS 
SHALL BE A MAXIMUM OF 1/4" AND INSTALLED TO BE FLUSH WITH THE 
FLOOR SURFACE.

8. WATER CLOSETS SHALL BE MOUNTED 1'-6" FROM THE CENTER OF THE 
WATER CLOSET TO THE FINISHED SURFACE OF THE SIDE WALL.

9. SINKS AND LAVATORIES SHALL BE 1'-3" MINIMUM FROM THEIR CENTER 
LINE TO THE FINISHED SURFACE OF THE SIDE WALL.

10. FLUSH CONTROLS SHALL BE MOUNTED ON THE OPEN SIDE OF TOILETS, 
NO MORE THAN 44 INCHES ABOVE FINISHED FLOOR.  

  

ENLARGED TOILET ROOM PLAN NOTES

SCALE:   1/2" = 1'-0"
1

ENLARGED RESTROOM PLAN

SCALE:   3/8" = 1'-0"
9

MEN'S RR SOUTH
SCALE:   3/8" = 1'-0"

10
MEN'S RR WEST

SCALE:   3/8" = 1'-0"
7

MEN'S RR NORTH

SCALE:   3/8" = 1'-0"
4

WOMEN'S RR EAST
SCALE:   3/8" = 1'-0"

5
WOMEN'S RR SOUTH

SCALE:   3/8" = 1'-0"
3

WOMEN'S RR NORTH
N

0 1' 2' 4' 6'

SCALE:   1/2" = 1'-0"
12

ENLARGED POOL RR PLAN
N

0 1' 2' 4' 6'

SCALE:   3/8" = 1'-0"
13

POOL RR NORTH
SCALE:   3/8" = 1'-0"

16
POOL RR WEST

SCALE:   3/8" = 1'-0"
14

POOL RR EAST
SCALE:   3/8" = 1'-0"

15
POOL RR SOUTH

SCALE:   3/8" = 1'-0"
2

WOMEN'S RR NORTH

SCALE:   3/8" = 1'-0"
11

MEN'S RR NORTH

SCALE:   3/8" = 1'-0"
8

MEN'S RR EAST
SCALE:   3/8" = 1'-0"

6
WOMEN'S RR WEST
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INTERIOR ELEVATION GENERAL NOTES

SCALE:   3/8" = 1'-0"
7

WORKROOM NORTH
SCALE:   3/8" = 1'-0"
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WORKROOM SOUTH

SCALE:   3/8" = 1'-0"
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WORKROOM WEST

SCALE:   3/8" = 1'-0"
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CONFERENCE NORTH
SCALE:   3/8" = 1'-0"
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CONFERENCE SOUTH

SCALE:   3/8" = 1'-0"
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PRIVATE OFFICE 1  NORTH
SCALE:   3/8" = 1'-0"
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SCALE:   3/8" = 1'-0"
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COUNTERTOPS.  
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FLOOR SPACE.
4. REFER TO ELECTRICAL AND TELECOMMUNICATION DRAWINGS FOR 
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INTERIOR ELEVATION GENERAL NOTES

SCALE:   3/8" = 1'-0"
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OUTDOOR FIREPLACE

SCALE:   3/8" = 1'-0"
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OUTDOOR SCREEN
SCALE:   3/8" = 1'-0"
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NORTH GAME ROOM

SCALE:   3/8" = 1'-0"
1

CONCIERGE SOUTH
SCALE:   3/8" = 1'-0"
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CONCIERGE WEST

SCALE:   3/4" = 1'-0"
9

CONCIERGE DESK SOUTH
SCALE:   3/4" = 1'-0"

10
CONCIERGE DESK EAST

SCALE:   3/8" = 1'-0"
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LOUNGE - FIREPLACE
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1. REFER TO ELECTRICAL FOR LIGHT FIXTURE SCHEDULE AND SPECIFICATIONS. 
2. NOT ALL FIXTURES ARE SHOWN ON THIS DRAWING. REFERENCE ELECTRICAL FOR 

COMPLETE FIXTURE TYPES, LEGEND, AND INSTALLATION NOTES.
3. CROSS REFERENCE REFLECTED CEILING PLANS WITH ELECTRICAL AND MECHANICAL. 

NOTIFY DESIGNER OF ANY DISCREPANCIES PRIOR TO COMMENCING WORK.
4. PROVIDE LIGHTING IN ALL CONCEALED SPACES. IN ROOMS WITH A SINGLE LIGHT 

FIXTURE, CENTER FIXTURE ON THE ROOM U.N.O
5. CENTER CEILING MOUNTED LIGHT FIXTURES IN STAIRWAYS ON LANDINGS, U.N.O. AND 

CORRIDORS WHEN NOT DIMENSIONED.
6. CENTER CEILING MOUNTED LIGHT FIXTURES ON CEILING TILES U.N.O.
7. FIELD VERIFY FRAMING AND LIGHTING LOCATIONS. 
8. COORDINATE ELECTRICAL LOCATIONS WITH PLUMBING, MECHANICAL & CABINET SUB 

CONTRACTORS PRIOR TO LIGHT ROUGH IN. LIGHTS ARE REQUIRED TO BE CENTERED 
ON PLUMBING FIXTURES AS SHOWN.

9. IF LIGHTS APPEAR TO BE VISUALLY ALIGNED, ASSUME THEY ARE ALIGNED U.N.O.
10. REFER ELECTRICAL DRAWINGS FOR THE LOCATIONS OF CEILING MOUNTED SMOKE 

DETECTORS, SPEAKERS, EXIT SIGNAGE, FIRE ALARM DEVICES, WALL MOUNTED EXIT 
LIGHTS, ETC.

11. FOR FURTHER DIMENSIONS SEE SECTIONS, ELEVATIONS, AND DETAILS.
12. FURRED DOWN SOFFITS TO ALIGN WITH FULL HEIGHT CABINETS; SEE INTERIOR 

ELEVATIONS FOR ADDITIONAL INFORMATION
13. SPRINKLER HEAD LOCATIONS ARE NOT SHOWN ON 

ARCHITECTURAL REFLECTED CEILING PLANS.
14. THE CONTRACTOR SHALL VERIFY THAT ACCESS PANELS OF TYPE SPECIFIED ARE 

INSTALLED IN NON-ACCESSIBLE TYPE CEILINGS WHERE SERVICE OR ADJUSTMENT TO 
MECHANICAL, PLUMBING, OR ELECTRICAL ITEMS MAY BE REQUIRED. ACCESS PANELS 
SHALL BE THE FIRE RATED TYPE EQUAL TO THE RATING OF THE CEILING IN WHICH 
THEY OCCUR.  

15. ALL CEILING TILES TO BE CENTERED IN ROOM, U.N.O.
16. REFER TO ‘INTERIOR DETAILS – CEILINGS’ SHEET FOR CEILING DETAILS.
17. REFER TO MECHANICAL DRAWINGS FOR DIFFUSER AND EXHAUST TYPES.
18. ALL GWB CEILINGS & SOFFITS SHALL BE PAINTED, UNO.
19. ALL EXPOSED SPRINKLERS, DUCT WORK AND CONDUIT TO BE PAINTED TO MATCH 

ADJACENT CEILING
20. BUILDING EXTERIOR CEILINGS / LIGHTS ARE NOT IN SCOPE
21. PERIMETER EXIT SIGNS TO BE MULLION MOUNTED. EXIT SIGNS IN GYP CEILINGS AND 

AT EXPOSED CONCRETE TO BE PENDANT MOUNTED. ALL OTHER EXIT SIGNS TO BE 
RECESSED MOUNT.

22. LOCATE SUPPLY, DRAIN AND VENT PIPING AS REQUIRED TO MAINTAIN SCHEDULED 
CEILING HEIGHTS.

23. HORIZONTAL DIMENSIONS ARE TAKEN FROM FACE OF FINISH AND CENTERLINE OF 
LIGHTING FIXTURES

24. REFER TO INTERIOR ELEVATIONS FOR PENDANT MOUNTING HEIGHTS
VERIFY ALL POWER/ PHONE/ DATA LOCATIONS & SPECIFICATIONS W/ OWNER 

PRIOR TO INSTALLATION.

REFLECTED CEILING PLAN GENERAL NOTES

SCALE:   1/8" = 1'-0"
1

OVERALL REFLECTED CEILING PLAN
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0 2' 4' 8' 12'1' 3'

1. REFER TO ELECTRICAL FOR LIGHT FIXTURE SCHEDULE AND SPECIFICATIONS. 
2. NOT ALL FIXTURES ARE SHOWN ON THIS DRAWING. REFERENCE ELECTRICAL FOR 

COMPLETE FIXTURE TYPES, LEGEND, AND INSTALLATION NOTES.
3. CROSS REFERENCE REFLECTED CEILING PLANS WITH ELECTRICAL AND MECHANICAL. 

NOTIFY DESIGNER OF ANY DISCREPANCIES PRIOR TO COMMENCING WORK.
4. PROVIDE LIGHTING IN ALL CONCEALED SPACES. IN ROOMS WITH A SINGLE LIGHT 

FIXTURE, CENTER FIXTURE ON THE ROOM U.N.O
5. CENTER CEILING MOUNTED LIGHT FIXTURES IN STAIRWAYS ON LANDINGS, U.N.O. AND 

CORRIDORS WHEN NOT DIMENSIONED.
6. CENTER CEILING MOUNTED LIGHT FIXTURES ON CEILING TILES U.N.O.
7. FIELD VERIFY FRAMING AND LIGHTING LOCATIONS. 
8. COORDINATE ELECTRICAL LOCATIONS WITH PLUMBING, MECHANICAL & CABINET SUB 

CONTRACTORS PRIOR TO LIGHT ROUGH IN. LIGHTS ARE REQUIRED TO BE CENTERED 
ON PLUMBING FIXTURES AS SHOWN.

9. IF LIGHTS APPEAR TO BE VISUALLY ALIGNED, ASSUME THEY ARE ALIGNED U.N.O.
10. REFER ELECTRICAL DRAWINGS FOR THE LOCATIONS OF CEILING MOUNTED SMOKE 

DETECTORS, SPEAKERS, EXIT SIGNAGE, FIRE ALARM DEVICES, WALL MOUNTED EXIT 
LIGHTS, ETC.

11. FOR FURTHER DIMENSIONS SEE SECTIONS, ELEVATIONS, AND DETAILS.
12. FURRED DOWN SOFFITS TO ALIGN WITH FULL HEIGHT CABINETS; SEE INTERIOR 

ELEVATIONS FOR ADDITIONAL INFORMATION
13. SPRINKLER HEAD LOCATIONS ARE NOT SHOWN ON 

ARCHITECTURAL REFLECTED CEILING PLANS.
14. THE CONTRACTOR SHALL VERIFY THAT ACCESS PANELS OF TYPE SPECIFIED ARE 

INSTALLED IN NON-ACCESSIBLE TYPE CEILINGS WHERE SERVICE OR ADJUSTMENT TO 
MECHANICAL, PLUMBING, OR ELECTRICAL ITEMS MAY BE REQUIRED. ACCESS PANELS 
SHALL BE THE FIRE RATED TYPE EQUAL TO THE RATING OF THE CEILING IN WHICH 
THEY OCCUR.  

15. ALL CEILING TILES TO BE CENTERED IN ROOM, U.N.O.
16. REFER TO ‘INTERIOR DETAILS – CEILINGS’ SHEET FOR CEILING DETAILS.
17. REFER TO MECHANICAL DRAWINGS FOR DIFFUSER AND EXHAUST TYPES.
18. ALL GWB CEILINGS & SOFFITS SHALL BE PAINTED, UNO.
19. ALL EXPOSED SPRINKLERS, DUCT WORK AND CONDUIT TO BE PAINTED TO MATCH 

ADJACENT CEILING
20. BUILDING EXTERIOR CEILINGS / LIGHTS ARE NOT IN SCOPE
21. PERIMETER EXIT SIGNS TO BE MULLION MOUNTED. EXIT SIGNS IN GYP CEILINGS AND 

AT EXPOSED CONCRETE TO BE PENDANT MOUNTED. ALL OTHER EXIT SIGNS TO BE 
RECESSED MOUNT.

22. LOCATE SUPPLY, DRAIN AND VENT PIPING AS REQUIRED TO MAINTAIN SCHEDULED 
CEILING HEIGHTS.

23. HORIZONTAL DIMENSIONS ARE TAKEN FROM FACE OF FINISH AND CENTERLINE OF 
LIGHTING FIXTURES

24. REFER TO INTERIOR ELEVATIONS FOR PENDANT MOUNTING HEIGHTS
VERIFY ALL POWER/ PHONE/ DATA LOCATIONS & SPECIFICATIONS W/ OWNER 

PRIOR TO INSTALLATION.

REFLECTED CEILING PLAN GENERAL NOTES

SCALE:   1/4" = 1'-0"
1

REFLECTED CEILING & LIGHTING PLAN - LEASING WING

SCALE:   1" = 1'-0"
2

ENLARGED RCP - CONCIERGE PENDANT LIGHTING
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SCALE:   1/4" = 1'-0"
1

REFLECTED CEILING & LIGHTING PLAN - RECREATION WING

Drawn By

Project Manager

Job Number

Date

Professional Seal

N

0 2' 4' 8' 12'1' 3'

1. REFER TO ELECTRICAL FOR LIGHT FIXTURE SCHEDULE AND SPECIFICATIONS. 
2. NOT ALL FIXTURES ARE SHOWN ON THIS DRAWING. REFERENCE ELECTRICAL FOR 

COMPLETE FIXTURE TYPES, LEGEND, AND INSTALLATION NOTES.
3. CROSS REFERENCE REFLECTED CEILING PLANS WITH ELECTRICAL AND MECHANICAL. 

NOTIFY DESIGNER OF ANY DISCREPANCIES PRIOR TO COMMENCING WORK.
4. PROVIDE LIGHTING IN ALL CONCEALED SPACES. IN ROOMS WITH A SINGLE LIGHT 

FIXTURE, CENTER FIXTURE ON THE ROOM U.N.O
5. CENTER CEILING MOUNTED LIGHT FIXTURES IN STAIRWAYS ON LANDINGS, U.N.O. AND 

CORRIDORS WHEN NOT DIMENSIONED.
6. CENTER CEILING MOUNTED LIGHT FIXTURES ON CEILING TILES U.N.O.
7. FIELD VERIFY FRAMING AND LIGHTING LOCATIONS. 
8. COORDINATE ELECTRICAL LOCATIONS WITH PLUMBING, MECHANICAL & CABINET SUB 

CONTRACTORS PRIOR TO LIGHT ROUGH IN. LIGHTS ARE REQUIRED TO BE CENTERED 
ON PLUMBING FIXTURES AS SHOWN.

9. IF LIGHTS APPEAR TO BE VISUALLY ALIGNED, ASSUME THEY ARE ALIGNED U.N.O.
10. REFER ELECTRICAL DRAWINGS FOR THE LOCATIONS OF CEILING MOUNTED SMOKE 

DETECTORS, SPEAKERS, EXIT SIGNAGE, FIRE ALARM DEVICES, WALL MOUNTED EXIT 
LIGHTS, ETC.

11. FOR FURTHER DIMENSIONS SEE SECTIONS, ELEVATIONS, AND DETAILS.
12. FURRED DOWN SOFFITS TO ALIGN WITH FULL HEIGHT CABINETS; SEE INTERIOR 

ELEVATIONS FOR ADDITIONAL INFORMATION
13. SPRINKLER HEAD LOCATIONS ARE NOT SHOWN ON 

ARCHITECTURAL REFLECTED CEILING PLANS.
14. THE CONTRACTOR SHALL VERIFY THAT ACCESS PANELS OF TYPE SPECIFIED ARE 

INSTALLED IN NON-ACCESSIBLE TYPE CEILINGS WHERE SERVICE OR ADJUSTMENT TO 
MECHANICAL, PLUMBING, OR ELECTRICAL ITEMS MAY BE REQUIRED. ACCESS PANELS 
SHALL BE THE FIRE RATED TYPE EQUAL TO THE RATING OF THE CEILING IN WHICH 
THEY OCCUR.  

15. ALL CEILING TILES TO BE CENTERED IN ROOM, U.N.O.
16. REFER TO ‘INTERIOR DETAILS – CEILINGS’ SHEET FOR CEILING DETAILS.
17. REFER TO MECHANICAL DRAWINGS FOR DIFFUSER AND EXHAUST TYPES.
18. ALL GWB CEILINGS & SOFFITS SHALL BE PAINTED, UNO.
19. ALL EXPOSED SPRINKLERS, DUCT WORK AND CONDUIT TO BE PAINTED TO MATCH 

ADJACENT CEILING
20. BUILDING EXTERIOR CEILINGS / LIGHTS ARE NOT IN SCOPE
21. PERIMETER EXIT SIGNS TO BE MULLION MOUNTED. EXIT SIGNS IN GYP CEILINGS AND 

AT EXPOSED CONCRETE TO BE PENDANT MOUNTED. ALL OTHER EXIT SIGNS TO BE 
RECESSED MOUNT.

22. LOCATE SUPPLY, DRAIN AND VENT PIPING AS REQUIRED TO MAINTAIN SCHEDULED 
CEILING HEIGHTS.

23. HORIZONTAL DIMENSIONS ARE TAKEN FROM FACE OF FINISH AND CENTERLINE OF 
LIGHTING FIXTURES

24. REFER TO INTERIOR ELEVATIONS FOR PENDANT MOUNTING HEIGHTS
VERIFY ALL POWER/ PHONE/ DATA LOCATIONS & SPECIFICATIONS W/ OWNER 

PRIOR TO INSTALLATION.
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SCALE:   3" = 1'-0"
3

TYPICAL FOUNDATION DRAINAGE

SCALE:   3" = 1'-0"
5

SIDING TRANSITION - HORIZONTAL

SCALE:   3" = 1'-0"
8

LIGHT FIXTURE AT EXTERIOR WALL

SCALE:   3" = 1'-0"
6

SIDING @ EXT CORNER
SCALE:   3" = 1'-0"

2
SIDING TERMINATION @ GRADE

SCALE:   3" = 1'-0"
4

SIDING TERMINATION @ SLAB

SCALE:   1 1/2" = 1'-0"
1

TYPICAL SLAB ON GRADE FOOTING

SCALE:   3" = 1'-0"
7

TYPICAL DOWNSPOUT

SCALE:   1/2" = 1'-0"
10

SIGNAGE - BUILDING SIGNAGE

SCALE:   3" = 1'-0"
9

SIDING TRANSITION @ BREEZEWAY

SCALE:   3" = 1'-0"
11

KNOX BOX EXTERIOR MOUNTING

SCALE:   3" = 1'-0"
12

SIDING TRANSITION - VERTICAL
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SLOPE: 1/4" PER 1' 

GRID

PENETRATION WRAP
FLASHING, PEEL AND STICK

STOREFRONT 
PER SCHD

1
/2

"

INSECT SCREEN VENT, TYP

1
/2

"

WALL ASSEMBLY PER PLAN 

1/8" STL PLATE. PAINTED 
MATCH W/ MULLION

STOREFRONT SYSTEM,
SHIM AS REQ

PENETRATION WRAP 
FLASH- PEEL AND STICK
AROUND OPENING

GWB WRAP, ALIGN
W/CENTER OF MUL

SEALANT AND BACKER ROD

SEALANT AND BACKER ROD

CL
SILL BELOW, AS OCCURS

1
/4

"

DIM REF

STOREFRONT SYSTEM, SHIM 
AS REQ

SEALANT AND BACKER ROD

PEEL AND STICK
FLASHING MEMBRANE, TYP 

EXT.INT.

1
/2

"

CONCRETE SLAB 
DEPRESSION, TYP

FLOOR FIN, PER SCHEDULE

EXT CONC, SEE LANDSCAPE

INTERIOR SEAL

DRAINAGE MAT

RIGID INSULATION, TYP

GRID

5/8"

ADA COMPLIANT ALUM
THRESHOLD SET IN MASTIC

DOOR SEAL

DOOR PER SCHED

INSULATED FRAME BEYOND

SHIMS SPACED TO ALLOW 
DRAINAGE

1
/2

"

SLAB DEPRESSION, TYP

PEEL AND STICK FLASHING 
MEMBRANE, TYP

DRAINAGE MAT, TYP

XPS RIGID INSULATION, TYP

FLOOR FIN, PER SCHEDULE

EXT CONC TO ALIGN 
WITH T.O INTERIOR 
FINISH

ADA COMPLIANT ALUM
THRESHOLD SET IN MASTIC

DOOR SEAL.

DOOR PER SCHED

INSULATED FRAME BEYOND

SEALANT FOR AIR BARRIER

1"

GRID
1"

1
/2

"

SLAB DEPRESSION, TYP

PEEL AND STICK FLASHING 
MEMBRANE, TYP

DRAINAGE MAT, TYP

XPS RIGID INSULATION,TYP

FLOOR FIN, PER SCHEDULE

EXT CONC TO ALIGN 
WITH T.O INTERIOR 
FINISH

WALL ASSEMBLY PER PLAN

SEALANT AND BACKER ROD

STOREFRONT DOOR AS
SCHEDD, SHIM AS REQ

PENETRATION WRAP 
FLASH PER WRAP DETAILS

GWB WRAP, ALIGN
W/CENTER OF MUL

SEALANT AND BACKER ROD

CL

G
R

ID

1
/4

"
WALL ASSEMBLY 
PER PLAN 

GRID

BI-FOLDING GLAZING 
SYSTEM

CONT BACKER ROD 
AND SEALANT

JAMB TRIM BEYOND

DIM REF

PER ELEVATIONS

PENETRATION FLASH-
PEEL AND STICK 
AROUND OPENING

1
/2

"

INSECT VENT 
SCREEN, TYP

PREFINISHED METAL 
FLASH

BACKER ROD 
AND SEALANT

BI-FOLDING GLAZING 
SYSTEM

WALL ASSEMPLY PER 
PLAN

PREFINISHED MTL JAMB 
TRIM, PAINTED

D
IM

 R
E

F

P
E

R
 P

L
A

N PENETRATION WRAP FLASH-
PEEL AND STICK AROUND 
OPENING

1
/4

"

SLOPE

BI-FOLDING GLAZING 
SYSTEM

ADA COMPLIANT ALUM
THRESHOLD SET IN MASTIC

SHIMS SPACED TO ALLOW 
DRAINAGE

SLAB DEPRESSION, TYP

PEEL AND STICK FLASHING 
MEMBRANE, TYP

DRAINAGE MAT, TYP

XPS RIGID INSULATION, TYP

FLOOR FIN, PER SCHEDULE

EXT CONC TO ALIGN 
WITH T.O INTERIOR 
FINISH

PENETRATION WRAP
FLASH- PEEL AND STICK 
AROUND OPENING

PREFINISHED MTL FLASH

CLADDING PER 
ELEVATIONS

LOUVER PER 
ELEVATIONS

PENETRATION WRAP
FLASH PER WRAP
DETAILS

CLADDING PER 
ELEVATIONS

DIM REF

PER ELEVATIONS

DIM REF

PER ELEVATIONS

1/8" STL PLATE FLASH 
W/TUNG OIL FINISH

BIRD SCREEN PER 
LOUVER MFR

CONT SEAL AROUND
LOUVER FRAME

1
/8

"

INSECT SCREEN VENT, 
TYP

1
/2

"

WALL ASSEMBLY AND
JAMB TRIM BEYOND

SST MTL FLASHING

SELF-ADHERED MEMBRANE 
TO SEAL SEAM BETWEEN 
SHEATHING AND CONC

R-10 MIN XPS RIGID 
INSULATION, 24" MIN

DRAINAGE MAT

GRID

6
" 

M
IN

.

DIM REF

STOREFRONT SYSTEM

SEALANT AND BACKER ROD

PEEL AND STICK 
MEMBRANE FLASHING

SHIM AS REQ

5/8"
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SCALE:   3" = 1'-0"
7

HM DOOR HEAD W/ EYEBROW @ EXT1

SCALE:   3" = 1'-0"
8

HM DOOR JAMB @ EXT

SCALE:   3" = 1'-0"
2

STOREFRONT HEAD/SILL @ EXT1

SCALE:   3" = 1'-0"
3

STOREFRONT HEAD W/EYEBROW @ EXT1

SCALE:   3" = 1'-0"
4

STOREFRONT JAMB @ EXT1

SCALE:   3" = 1'-0"
1

STOREFRONT SILL @ EXT1
SCALE:   3" = 1'-0"

5
HM DOOR SILL @ EXT

SCALE:   3" = 1'-0"
9

STOREFRONT DOOR SILL @ EXT1

SCALE:   3" = 1'-0"
10

STOREFRONT DOOR JAMB @ EXT1

SCALE:   3" = 1'-0"
15

BI-FOLD DOOR- HEAD1

SCALE:   3" = 1'-0"
14

BI-FOLD DOOR- JAMB1

SCALE:   3" = 1'-0"
13

BI-FOLD DOOR-SILL1

SCALE:   3" = 1'-0"
16

LOUVER HEAD/SILL @ EXT1

SCALE:   3" = 1'-0"
6

STOREFRONT SILL ( TYP)
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PREFINISHED METAL 
GUTTER

2X FASCIA BOARD, 
BEVELED TO MATCH SLOPE

SIDING PER ELEVATIONS

INSULATION BAFFLE AS REQ.

ROOF ASSEMBLY PER 
WALL SECTIONS

FLASHING

PREFINISHED MTL FLASH 
AND DRIP EDGE

MANUFACTURED TRUSSES @ 24" 
O.C. DESIGN BY TRUSS 

MANUFACTURER. TRUSS 
SUPPLIER TO PROVIDE ALL 

TRUSS BLOCKING AND BRACING. 
FRAMING CONTRACTOR TO 
INSTALL ALL BLOCKING AND 

BRACING PER TRUSS 
MANUFACTURERS DESIGN.

TRUSS/ DIAPHRAGM   
BLOCKING -  PROVIDE 2" DIA. 
HOLES @ 8" O.C. AT TOP OF 

PANEL TO ALLOW FOR ATTIC 
VENTILATION. SEE                    .2 / A.10.803

GRID

2X WOOD BLOCKING

SELF-ADHERED MEMBRANE

1" CONTINUOUS 
CELLULAR VENT

CONT VAPOR BARRIER

A.10.803

CLOSURE AT END SIDES

INSECT SCREEN VENT, TYP

1
/8

"

RIM JOIST TRUSS 
BLOCKING PER ROOF 
TRUSS MANUFACTURER , 
SEE STRUCTURAL

6" 6" 6" 6"

2
"

6" 6" 6" 3"3"

CUT (4) VENT HOLES PER 
BAY. 
COORDINATE LOCATION 
W/ ROOF NAILING TO 
AVOID NAILS.

5
"

3"

8
"

TPO FIELD MEMBRANE

PRFINSIHED MTL GUTTER 
WHERE OCCURS

CONT. MTL EDGE TRIM

PROVIDE SUPPORT
AS REQ

WALL ASSEMBLY PER 
PLAN

1
/8

"

INSECT SCREEN VENT, TYP

FASTENERS, PER MANUF.

ALUMINUM VENTED ZEE 
CLOSURE PER ROOF 
MANUFACTURER. FILL HEM 
OF FLASHING WITH SEALANT.

BAFFLE

RIDGE/HIP CAP

ROOFING MEMBRANE, PER 
ROOF ASSEMBLY

EXTERIOR GRADE  PLYWOOD 
SHEATHING  PER STRUCTURAL

SIDE WALL FLASHING

FASTENER 8"  O.C. MAX.

FILL WITH SEALANT

J-CHANNEL, PER ROOF 
MANUFACTURER

ROOF MEMBRANE 
UNDERLAYMENT PER 
ROOF ASSEMBLY

WALL ASSEMBLY, 
PER PLAN

BLOCKING, AS REQ

GRID

1
" 

M
IN

.

EXTERIOR GRADE  PLYWOOD SHEATHING  
PER STRUCTURAL

BEARING PLATE

FASTENER, PER MANUFACTURER

PREMANUFACTURERED METAL TRIM (FIELD 
HEM OVER RAKE FLASHING)

APPROVED 
UNDERLAYMENT

KEEPER STRIP

RAKE FLASHING

1'-0" TYP

GASKETED FASTENER

PRE-MOLDED PIPE FLASHING 
w/ ALUMINUM BASE

FIELD FABRICATED
METAL HOOD 

CONTINUOUS BEAD OF
URETHANE SEALANT

CONTINUOUS BEAD
OF SEALANT

STAINLESS STEEL
CLAMPING RING

PENETRATION, PER 
MECHANICAL

2" MIN.

EXTERIOR GRADE  PLYWOOD 
SHEATHING  PER STRUCTURAL

WOOD TRUSSES @ 24" O.C. (TYP)

NOTE:
PIPE PENETRATION 
SHALL NOT BE WITHIN 
4" OF PANEL SEAM.

METAL ROOF 
UNDERLAYMENT PER 

ROOF ASSEMBLY

STANDING SEAM 
METAL ROOF SYSTEM

FASTENERS PER 
ROOF MANUFACTURER

TPO CURB FLASHING 
MEMBRANE

TPO ROOFING
UNDERLAYMENT

TPO ROOFING
UNDERLAYMENT W/

WELEDED SEAM

ROOF 
STRUCTURE
PER STRUCT

1/4" MIN

FASTENERS PER 
ROOF MANUFACTURER

STANDING SEAM METAL 
ROOF SYSTEM

METAL ZEE ENCLOSURE, SET IN 
DOUBLE BEADED TAPE BUTYL 
TAPE.
FILL SPACE BETWEEN 
CLOSURE PANEL AND PAENL SEAM 
WITH  MANUF APPROVED SEALANT

FASTENER PER ROOF 
MANUFACTURER, TYP

ROOF MEMBRANE 
UNDERLAYMENT 

PER ROOF 
ASSEMBLY

ROOF STRUCTURE 
PER STRUCTURAL

HIGH EAVE METAL 
FLASHING PER ROOF 

ASSEMBLY

HIGH EAVE CLEAT

SCHEDULED TPO   
FIELD MEMBRANE

TPO ROOFING 
TERMINATED AT 
PARAPET WALL

2" MIN

WELEDED SEAM 
PER MANUF

TERMINATION BAR
AND FASTENER 

ROOF MEMBRANE 
UNDERLAYMENT PER ROOF 
ASSEMBLY

1" CONT VENT STRIP

PROVIDE CONT GAP 
(1" MIN) FOR VENTING  

PREFINISHED METAL 
GUTTER

2X FASCIA BOARD, 
BEVELED TO SLOPE

INSULATION BAFFLE 
AS REQ.

PREFINISHED MTL FLASHING

PREFINISHED MTL 
FLASH AND DRIP EDGE

MANUFACTURED TRUSSES @ 24" O.C. 
DESIGN BY TRUSS MANUFACTURER. 
TRUSS SUPPLIER TO PROVIDE ALL TRUSS 
BLOCKING AND BRACING. FRAMING 
CONTRACTOR TO INSTALL ALL BLOCKING 
AND BRACING PER TRUSS 
MANUFACTURERS DESIGN.

GRID

3X WOOD BLOCKING

PEEL AND STICK,SELF-
ADHERED MEMBRANE

GUTTER CLOSURE 
AT END SIDES (TYP)

1/4" FLASH OVERLAPTONGUE AND GROOVE 
WOOD SOFFIT (TYP)

CONTINUOUS 
VENT STRIP

ROOF ASSEMBLY 
PER WALL SECTIONS

CONTINUOUS 
VAPOR BARRIER

GLB, PER STRUCT

MIN

8"

ROOF MEMBRANE 
UNDERLAYMENT PER 
ROOF ASSEMBLY

STANDING SEAM 
METAL ROOF SYSTEM

METAL VALLEY 
FLASHING PER ROOF 
MANUFACTURER

FASTENER PER ROOF 
MANUFACTURER

CONT BEADS OF 
SEALANTS PER ROOF 
ASSEMBLY

EXTERIOR SHEATHING AND 
TRUSS PER STRUCTURAL

6" MAX

1
" 

M
A

X

EDGE OF ROOF AND 
DORMER WALL

MTL GUTTER, 
PER ELEVATIONS

ROOFING PER PLAN

MTL FLASHING

SHIM TO SLOPE, 
TYP

METAL FLASHING 
DIVERTER, TYP

2" DOWNSPOUT FROM 
DORMER ABOVE, AS 
OCCURS

A.10.803

SIM
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SCALE:   3" = 1'-0"
1

TYPICAL GUTTER AND SOFFIT VENT

SCALE:   1 1/2" = 1'-0"
2

TYPICAL EAVE SOFFIT VENTING

SCALE:   3" = 1'-0"
7

TPO ROOF EDGE AT DORMER
SCALE:   3" = 1'-0"

10
TYPICAL VENTED RIDGE

SCALE:   3" = 1'-0"
5

METAL ROOF FLASHING AT WALL

SCALE:   3" = 1'-0"
4

TYPICAL RAKE DETAIL

SCALE:   3" = 1'-0"
11

TYP PENETRATION WITH PIPE FLASHING
SCALE:   3" = 1'-0"

8
TERMINATION AT METAL ROOF TO TPO

SCALE:   3" = 1'-0"
9

TERMINATION  METAL ROOF HIGH EAVE & PARAPET
SCALE:   3" = 1'-0"

3
GLB GUTTER AND SOFFIT VENT AT ENTRY

SCALE:   3" = 1'-0"
6

METAL ROOF VALLEY
SCALE:   3" = 1'-0"

12
HIGH PITCH ROOF AT DORMER WALL
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TYP. TRUSS ROOF 
ASSEMBLY

2X6 WOOD CURB FRAMING

5/8" F.T. PLYWOOD

MECH. EQUIPMENT 
PER MFR'R

EXT ROOF PER ARCH

PREFINISHED GALV. CAP 
FLASHING W/ 
REMOVEABLE REGLET

CONT. SEALANT

BUTYL TAPE UNDER 
UNIT FRAME

8
" 

M
IN

PER MFR'R

P
E

R
 M

F
R

'R

PER MFR'R

ROUGH OPENING

OPENING AS 
REQUIRED

ROOF MEMBRANE TO LAP 
UP AND OVER CURB

STANDING SEAM 
METAL ROOF 
ASSEMBLY

ROOF ASSEMBLY

OVERLAP 6 " 
MINIMUM

SEAL ENDS OF 
SEAMS, TYPICAL

OVERLAPPED JOINT 
WITH TWO ROWS OF  

CONTINUOUS 
SEALANT TAPE

SHEET-METAL CURB FLASHING

FLAT PAN /CURB 
ASSEMBLY: ONE PIECE 

WELDED/SOLDERED TO 
HEAVY -GAUGE METAL 

CURB 
WELDED/SOLDERED TO 

METAL FLANGE WITH 
CRICKET

GRID

2" MIN

CONTINUOUS BEAD OF 
CUT EDGE SEALANT

WELDED SEAM

FASTENER AND SEAM PLATE

TPO BONDING ADHESIVE

TPO FLASHING MEMBRANE, 
FULLY ADHERED

TERMINATION BAR 
AND FASTENER

CONTINUOUS 
BEAD OF SEALANT

TPO FIELD MEMBRANE

PREFINISHED MTL FLASH

EXT FINISH PER 
ELEVATIONS/SECTIONS

INSECT SCREEN VENT, TYP

SHEATHING, AS REQD 
FOR SLOPE

GLB, PER STRUCT

1
/2

"
8

" 
M

IN
.

WEATHER BARRIER OVER 
SELF AHDERED MEMBRANE

SELF ADHERED 
MEMEBRANE ( SAM)
AT TOP AND 
SIDES OF THE WALL

12" MIN

SAM APPLIED AT THE 
JOINTS AROUND 

USE STEPS OF SADDLE FLASHING
AS SHOWN IN 

SAM APPLIED AROUND, BOTH SIDES

6" M
IN

PREFINISHED MTL
CAP FLASHING JOINT 
EDGE 

(E
X

T
E

R
IO

R
 S

ID
E

)

PARAPET FRAMING 
BUILT-IN TO TRUSS 
PER STRUCT

WALL ASSEMBLY PER
PLAN

ROOF FINISH PER ARCH

1/2" PLYWOOD
SHEATHING

WEATHER RESISTIVE
BARRIER SYSTEM

EXTERIOR FINISH PER
ARCH

1" CONTINUOUS
CELLULAR VENT

PREFINISHED MTL FLASH
AND DRIP EDGE CAP

NAIL W/ WASHER

2X WOOD BLOCKING

CLEAT

HIGH-TEMP ICE & RAIN
SHIELD / PENETRATION
WRAP

TRUSS TOP CHORD

GRID

2" HOLES @ EACH 
TRUSS BAY

ROOF FINISH PER ARCHROOF FINISH PER ARCH

1/2" PLYWOOD
SHEATHING

SEAM PLATE AND
FASTENER

WIDE WELD SPLICE

WALL ASSEMBLY PER
PLAN

ROOF ASSEMBLY PER
PLAN

CANT STRIP

WEATHER RESISTIVE
BARRIER SYSTEM

EXTERIOR FINISH PER
ARCH

1/2" PLYWOOD
SHEATHING

2X WOOD BLOCKING

2X WOOD BLOCKING

3/4" PLYWOOD
SHEATHING
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SCALE:   1 1/2" = 1'-0"
2

ROOF MOUNTED VENTILATOR - NO INSUL

SCALE:   3/4" = 1'-0"
1

RAISED CURB AT METAL ROOF

SCALE:   3" = 1'-0"
3

SIDING TERMINATION AT TPO ROOF

SCALE:   3" = 1'-0"
4

SADDLE AT SLOPED ROOF

SCALE:   3" = 1'-0"
5

PARAPET CAP

SCALE:   3" = 1'-0"
6

PARAPET CAP @ ROOF
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STEP 1 STEP 4

STEP 2 STEP 5

STEP 3 STEP 6

6"
 M

IN
.

6"
 M

IN
.

12" M
IN

.

WRB  OR 
INTEGRATED 
WEATHER 
BARRIER APPLIED 
BELOW SADDLE

SELF 
ADHERED 
MEMBRANE 
APPLIED TO 
WALL AND 
SIDES OF 
PARAPET

SELF ADHERED 
MEMBRANE 
APPLIED TO WALL 
AND SIDES OF 
PARAPET

WRB  OR 
INTEGRATED 
WEATHER BARRIER 
APPLIED BELOW 
SADDLE

SELF ADHERED 
MEMBRANE 
APPLIED ON 
PARAPET

WRB 
APPLIED 
ABOVE 
SADDLE

SELF ADHERED 
MEMBRANE

WRB  OR 
INTEGRATED 
WEATHER 
BARRIER APPLIED 
BELOW SADDLE

SELF ADHERED 
MEMBRANE 
APPLIED TO WALL 
AND SIDES OF 
PARAPET

SELF ADHERED 
MEMBRANE 

TPO MEMBRANE

WELDED SPLICE PER 
MANUFACTURER

WELDED SPLICE PER 
MANUFACTURERE

TPO COVER OR FLASHING 
PER MANUFACTURER  

TPO MEMBRANE

TPO MEMBRANE HEAT WELDED 

TPO MEMBRANE

PRE-MOLDED TPO INSIDE 
OR OUTSIDE CORNER

USE APPROPRIATE 
BASE TIE-IN DETAIL

6" M
IN

.

USE APPROPRIATE 
TERMINATION DETAIL

W
ALL/ CURB

6" MAX. 6" M
AX.

1/2" MIN.

1-1/4" TO 1-1/2" 

WALL/ CURB ATTACHMENT

W
ALL/ CURB

6" MAX.

DECK ATTACHMENT

6" M
AX.

1/2" MIN. 

SEAM PLATE AND 
FASTENER

TPO MEMBRANE

TPO MEMBRANE

SEAM PLATE 
AND FASTENER

6" M
AX.

W
ALL/C

URB

6" MAX.

1/2" MIN.

1-1/4" TO 1-1/2" 

TPO MEMBRANE

SEAM PLATE AND 
FASTENER

1/2" MIN

WALL/ CURB ATTACHMENT

DECK ATTACHMENT

6" M
AX. 6" MAX.

TPO MEMBRANE

SEAM PLATE 
AND FASTENER

W
ALL/C

URB

CONTINUOUS BEAD 
OF SEALANT

STAINLESS STEEL 
CLAMPING RING

R
O

U
N

D
 P

E
N

E
T

R
A

T
IO

N

TPO FIELD 
MEMBRANE

FIELD 
FABRICATED 
METAL OR TPO 
HOOD

TPO 
FASTENER

PREMOLDED 
PIPE OR TPO 
PRE-
FABRICATED 
PENETRATION 
FLASHING

WELD AT 
LAP SEAMS

FULL 
HEIGHT 
WALL 

2" MIN

CONTINUOUS BEAD OF 
CUT EDGE SEALANT

WELDED SEAM

FASTENER AND SEAM PLATE

TPO BONDING ADHESIVE

TPO FLASHING MEMBRANE, 
FULLY ADHERED

TERMINATION BAR AND FASTENER

CONTINUOUS BEAD OF 
SEALANT

TPO FIELD MEMBRANE

SEAM PLATE AND FASTENER

TPO COVER STRIP 
CENTERED OVER FASTENER

HOT WELD SEAM

CONTINUOUS BEAD OF TPO 
GENERAL PURPOSE SEALANT

TPO FIELD MEMBRANE

3 1/2" MIN.
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1
TPO SADDLE FLASHING

6
TPO LAP SPLICE UNDER FIELD SEAM

3
TPO OUTSIDE CORNER

SCALE:   1 1/2" = 1'-0"
7

TPO SECUREMENT AT OUTSIDE
CORNER

SCALE:   1 1/2" = 1'-0"
4

TPO SECUREMENT AT INSIDE
CORNER

SCALE:   1 1/2" = 1'-0"
8

TPO PIPE PENETRATION
SCALE:   6" = 1'-0"

10
TPO TERMINATION @ FULL HEIGHT WALL, TYP.

SCALE:   6" = 1'-0"
9

TPO COVER STRIP @ FULL HEIGHT WALL, TYP.
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PARTITION TYPE
PER PLAN

COUNTER TOP AS 
SCHEDULED

PULL TYPICAL

3/4" DRAWER FRONT (TYP)

2
'-
1
0

"

COUNTERTOP

2'-1"

MELAMINE INTERIOR

FINISHED FLOOR

TOE KICK, FINISH TO MATCH 
BASE CABINET DOOR FACE

CONTINUE FINISH 
FLOORING UNDER CABINET

ADJUSTABLE FEET

DRAWER BOX (TYP)

2'-0"

3/4"

7
"

7
"

4
" 6
"

E
Q

E
Q

4
"

BACK SPLASH 
AS OCCURS VERIFY

PARTITION TYPE
PER PLAN

COUNTERTOP 
AS SCHEDULED

PULL

3/4" DOOR

3/4" 
ADJUSTABLE 
MELAMINE 
SHELF

MELAMINE 
INTERIOR

FINISHED FLOOR

TOE KICK 
FINISH TO 
MATCH 
CABINET FACE

2
'-
1
0

"

COUNTERTOP

2'-1"

2'-0"
3/4"

3"

4
"

ADJUSTABLE 
FEET

BACK SPLASH 
AS OCCURS VERIFY

COUNTER TOP & 
BACK SPLASH

3'-0"

CLR
2 1/4" CLR

2 1/4"

DOOR (DASHED) 
IN RETRACTED 
POSITION

ACCURIDE 
POCKET DOOR 
HINGE SYSTEM
MODEL 123; CLIP-
ON HINGE AND 
FLIPPER DOOR 
SLIDE

HINGE SYSTEM

NO TOEKICK
(ALLOWS 30" CLEAR 
WITH DOORS IN 
OPEN POSITION)

CLEAR W/DOORS IN OPEN POSITION

2'-6"

2
7

" 
M

IN
. 
A

D
A

 C
L
E

A
R

 (
D

O
O

R
S

 O
P

E
N

)

SINK BASIN

FINISHED FLOOR 
CONTINUE UNDER 
CABINET

4
"

FIXED FALSE 
DRAWER  
FRONT

INSULATE ALL 
EXPOSED 
PLUMBING LINES

1

A.10.901

PARTITION TYPE
PER PLAN

COUNTERTOP OVER 
SUBTOP

PULL

3/4" DOOR
(CLOSED POSITION)

POCKET DOORS - PROVIDE 
30" MIN CLEAR WHEN DOORS 
ARE IN OPEN POSITION. 

MELAMINE INTERIOR

FINISHED FLOOR CONTINUE 
UNDER CABINET

2
'-
1
0

"

2'-0"

COUNTERTOP

2'-1" COUNTERTOP BACKSPLASH 
AS OCCURS (VERIFY)

4
"

FAUCET PER PLUMBING

3/4"

2
'-
3

" 
C

L
E

A
R

DOOR
(OPEN POSITION)

NO TOE KICK 

FIXED FALSE DRAWER 
FRONT

LINE OF ACCESIBLITY 
CLEARANCE

ACCURIDE POCKET DOOR 
HINGE SYSTEM MODEL 123; 
CLIP-ON HINGE AND FLIPPER 
DOOR SLIDE

SINK BASIN

INSULATE ALL EXPOSED 
PLUMBING LINES

PARTITION TYPE 
PER PLAN

PULL

MELAMINE INTERIOR

VERIFY

DEPTH PER PLAN

3/4"

1
'-
6

"

LINE OF TALL 
END PANEL 
BEYOND

PROVIDE FRAMING 
AS REQUIRED FOR 
PULLED CABINETS 

3/4" MELAMINE 
ADJUSTABLE SHELF

NOTE: STANDARD 24" DEEP 
UPPER CABINET PULLED TO ALIGN 
TO APPLIANCE END PANELS

NOTE: VERIFY ALL APPLIANCE 
CLEARANCES TYPICAL

PARTITION TYPE
PER PLAN

PULL

3/4" DOOR

3/4" ADJUSTABLE 
MELAMINE SHELF

MELAMINE INTERIOR

2
'-
6
"

1'-0" 3/4"

PARTITION TYPE
PER PLAN

COUNTERTOP 
PER PLAN

PULL

3/4" DOOR 
(DRAWER FRONT)

'DRAWER BOX' TO ACCEPT 
LARGE TRASH RECEPTACLE
ATTACHED TO DOOR 

MELAMINE INTERIOR

FINISHED FLOOR 
CONTINUE UNDER 
CABINET

TOE KICK 
MATCHING FINISH

2
'-
1
0

"

COUNTERTOP

2'-1" COUNTERTOP 
BACKSPLASH AS 
OCCURS (VERIFY)

4
"

2'-0"
3/4"

3"

4
"

FULL EXTENSION 
DRAWER SLIDE

REMOVABLE TRASH / 
RECYCLE RECEPTACLE

T
O

P
 O

F
 F

IX
E

D
 S

H
E

L
F

 A
B

O
V

E
 M

/W

3
'-
8

"

SOFFIT ABOVE

T
O

P
 O

F
 F

IX
E

D
 S

H
E

L
F

 A
T

 M
/W

1
'-
9
 3

/4
"

1
 1

/2
"

6
'-
1
0

"

FINISHED FLOOR

TOE KICK, FINISH TO 
MATCH BASE CABINET 
DOOR FACE

CONTINUE FINISH 
FLOORING UNDER 
CABINET

ADJUSTABLE 
FEET

PULL

3/4" ADJUSTABLE 
MELAMINE SHELF 
(TYP.)

3/4" ADJUSTABLE 
MELAMINE SHELF 
(TYP.)

BLUM AVENTOS-HL 
FRAMELESS LIFT 
DOOR SYSTEM

AMANA COMMERCIAL 
MICROWAVE BEYOND

LIFTING DOOR

3/4" DOOR(S) TYP.

MELAMINE 
INTERIOR

TOP TRIM SCRIBE 
TO SOFFIT

NOTE: DOOR PULL 
SHALL NOT EXCEED 
48" WHEN IN OPEN 
POSITION

2' - 3"

13

A.10.901

WALL PARTITION 
AS OCCURS

PULL

3/4" DOOR

2x RUNNERS FOR 
FIXED SHELF 
SUPPORT

NOTE: VERIFY ALL 
APPLIANCE 
REQUIREMENTS FOR 
INSTALLATION - PER 
MANUFACTURER.

MELAMINE INTERIOR

FINISHED FLOOR

TOE KICK, FINISH TO 
MATCH BASE CABINET 
DOOR FACE

CONTINUE FINISH 
FLOORING UNDER 
CABINET

ADJUSTABLE 
FEET

2'-0"

3"

4
"

3/4"

SOFFIT AS OCCURS

6
'-
1
0

"

3/4" ADJUSTABLE 
MELAMINE SHELF 
(TYP.)

PULL

MICROWAVE

BLUM AVENTOS-HL 
FRAMELESS LIFT 
DOOR SYSTEM

1
'-
1
0

"
1

'-
1
0

"
3

'-
0
 1

/2
"

1
 1

/2
"

3/4" ADJUSTABLE 
MELAMINE SHELF 
(TYP.)

1
'-
1
0

"

6
 3

/4
"

1
'-
2

"

1'-7"

NOTE: LIFT PULL 
SHALL NOT EXCEED 
48" AFF IN OPEN 
POSITION

4'-0" AFF 
(MAX.)

PULL

NOTE: VERIFY ALL 
APPLIANCE 
REQUIREMENTS FOR 
INSTALLATION - PER 
MANUFACTURER.
PROVIDE TRIM KIT PER 
MANUFACTURER

WARMING DRAWER

WALL OVEN

T
O

P
 O

F
 F

IX
E

D
 S

H
E

L
F

 A
B

O
V

E
 O

V
E

N
S

4
'-
3

"
2

'-
5
 1

/2
"

SOFFIT ABOVE

1
 1

/2
"

6
'-
1
0

"

FINISHED FLOOR

TOE KICK, FINISH TO 
MATCH BASE CABINET 
DOOR FACE

CONTINUE FINISH 
FLOORING UNDER 
CABINET

ADJUSTABLE 
FEET

2x APPLIANCE
SUPPORT FRAMING

3/4" ADJUSTABLE 
MELAMINE SHELF 
(TYP.)

3/4" DOOR(S) TYP.

MELAMINE 
INTERIOR

TOP TRIM SCRIBE 
TO SOFFIT

2'-6"

PULL

V
E

R
IF

Y
 C

U
T

O
U

T

9
 1

/4
"

PULL

NOTE: DRW. FRONT 
EXTENDS ABOVE 
DWR. BOX.

2x APPLIANCE
SUPPORT FRAMING

12

A.10.901

WALL PARTITION AS 

OCCURS

PULL

3/4" DOOR

2x RUNNERS FOR 

APPLIANCE SUPPORT

NOTE: VERIFY ALL 

APPLIANCE REQUIREMENTS 

FOR INSTALLATION - PER 

MANUFACTURER.

PROVIDE TRIM KIT PER 

MANUFACTURER

MELAMINE INTERIOR

FINISHED FLOOR

TOE KICK, FINISH TO MATCH 

BASE CABINET DOOR FACE

CONTINUE FINISH 

FLOORING UNDER CABINET

ADJUSTABLE FEET

2'-0"
3"

4
"

3/4"

SOFFIT AS OCCURS

6
'-
1
0

"

3/4" ADJUSTABLE 

MELAMINE SHELF

8
"

PULL

DEEP DRAWER

WARMING DRAWER

WALL OVEN

V
E

R
IF

Y
 C

U
T

O
U

T

9
 1

/4
"

V
E

R
IF

Y
 C

U
T

O
U

T

1
'-
5
 1

/2
"

2x RUNNERS FOR 

APPLIANCE SUPPORT

SOFFIT ABOVE

TOE KICK, FINISH TO 
MATCH BASE CABINET 
DOOR FACE

4
"

1
'-
8
"

4
'-
1
0
"

6
'-
1
0

"

3/4"
 2'-1"

3/4"

(2) 3/4" TALL END PANELS 
BOTH SIDES FINISHED 
PANELS ARE FULL DEPTH 
TO ALIGN WITH SOFFIT 
ABOVE (VERIFY DEPTH)

NOTE: VERIFY ALL 
APPLIANCE 
REQUIREMENTS FOR 
INSTALLATION - PER 
MANUFACTURER.

BACK WALL 
FINISH PER 
SCHEDULE

NIO COFFEE MACHINE

NOTE: CONTROL 
PANEL SHALL NOT 
EXCEED 48" AFF

CONTROL PANEL

COUNTER TO 
PER SCHEDULE

7

A.10.901

PULL (TYP)

MELAMINE 
INTERIOR

DRAWER BOX (TYP) 

E
Q

E
Q

4
"

PARTITION TYPE 
PER PLAN

NOTE: VERIFY ALL 
APPLIANCE 
REQUIREMENTS FOR 
INSTALLATION - PER 
MANUFACTURER.

FINISHED FLOOR

TOE KICK, FINISH 
TO MATCH CABINET 

CONTINUE FINISH 
FLOORING UNDER 
CABINET (TYP)

TALL 3/4" END 
PANEL
FINISH BOTH SIDES 
FULL DEPTH TO 
ALIGN 
WITH SOFFIT 
ABOVE
(VERIFY DEPTH)

COUNTERTOP 
AS SCHEDULED

SOFFIT FINISH TO 
MATCH CASEWORK
AT ALL EXPOSED 
LOCATIONS

VERIFY

2'-0 3/4"

BACK WALL FINISH 
PER SCHEDULE
CONTINUE IN ALL 
EXPOSED AREAS

COFFEE MACHINE

1
/2

"

6
'-
1
0
"

 
 

2
'-

0
"

NOTE: CONTROL 
PANEL SHALL NOT 
EXCEED 48" AFF

2'-0"

3/4"

3"
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SCALE:   1 1/2" = 1'-0"
8

BASE 3 DRAWER SECTION

SCALE:   1 1/2" = 1'-0"
3

BASE CABINET FHD SECTION

SCALE:   1 1/2" = 1'-0"
6

BASE SINK 36" POCKET DRS NTK

SCALE:   1 1/2" = 1'-0"
1

BASE SINK 36" POCKET DRS NTK(SECT)

SCALE:   1 1/2" = 1'-0"
9

UPPER 15"H 24"D (SECT) PULLED

SCALE:   1 1/2" = 1'-0"
10

UPPER 30"H (SECT)

1. ALL DIMENSIONS TO BE FIELD VERIFIED PRIOR TO 
FABRICATION (TYPICAL)

2. WALL CABINETS ARE 1'-0" DEEP (TYPICAL) U.N.O.
3. BASE CABINETS ARE 2'-0" DEEP (TYPICAL) U.N.O.
4. TOP TRIM SHALL BE SCRIBED TO SOFFIT AS OCCURS.
5. SEE ELECTRICAL PLANS FOR UNDER CABINETS 

LIGHTING, PENDANT LIGHTING AND ALL 
ELECTRICAL/DATA LOCATIONS (TYPICAL) - COORDINATE 
WITH INTERIORS

6. IF POCKET DOORS ARE TO BE USED VERIFY HARDWARE 
AND REQUIREMENTS (COORDINATE WITH INTERIORS)

7. VERIFY AND COORDINATE COUNTERTOP AND BACK 
SPLASH

8. VERIFY AND COORDINATE ALL APPLIANCES
9. VERIFY ALL FINISH MATERIALS, COLORS, AND 

HARDWARE WITH INTERIORS (TYPICAL)
10. ALL EXPOSED CASEWORK SIDES SHALL HAVE FINISHED 

ENDS (TYPICAL)
11. ALL OPEN CABINETS TO HAVE MATCHING FINISH 

INTERIORS (TYPICAL)

CASEWORK GENERAL NOTES

SCALE:   1 1/2" = 1'-0"
11

BASE PULL TRASH 24"D (SECT)

SCALE:   1 1/2" = 1'-0"
5

TALL MICROWAVE(ELEV) 6'-10"H

SCALE:   1 1/2" = 1'-0"
13

TALL MICROWAVE(SECT) 6'-10"H

SCALE:   1 1/2" = 1'-0"
4

TALL OVEN WARMING(ELEV) 6'-10"H

SCALE:   1 1/2" = 1'-0"
12

TALL OVEN WARMING(SECT) 6'-10"H

Revisions

Mark Date Description

SCALE:   1 1/2" = 1'-0"
2

TALL COFFEE (ELEV) 6'-10" H

SCALE:   1 1/2" = 1'-0"
7

TALL COFFEE (SECT) 6'10" H
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PARTITION TYPE
PER PLAN

LINE OF ADJACENT 
CABINET DOORS (AS 
OCCURS)

3/4" ADJUSTABLE SHELF
(MATCHING FINISH)

MATCHING 
FINISHED INTERIOR

1'-0"
3/4"

UPPER OPEN 
SHELF UNIT

BASE OPEN 
SHELF UNIT

2
'-
1
0

" 
M

A
X

4
'-
3
"

MATCHING 
FINISHED INTERIOR

3/4" ADJUSTABLE SHELF
(MATCHING FINISH)

1'-0" 3/4"
3"

4
"

FINISHED FLOOR

CONTINUE FINISH 
FLOORING UNDER CABINET

TOE KICK, MATCHING FINISH

7
'-
1
"

2'-10" AFF (MAX.)
VERIFY - ALIGN 
WITH ADJACENT 
COUNTER TOP 
SURFACE

PULL

3/4" DOOR

MELAMINE 
INTERIOR

FINISHED FLOOR
CONTINUE UNDER 
CABINET

TOE KICK, FINISH TO 
MATCH BASE CABINET 
DOOR FACE

3/4" ADJUSTABLE 
MELAMINE SHELF
(TYP)

PARTITION TYPE
PER PLAN

2' - 0" 3/4"

3"

4
"

7
' 
- 

0
"

1/4" STEEL 
SUPPORT

1" HSS SUPPORT 
@ 4'-0" O.C. 

3/4" PLYWOOD

PARTITION TYPE 
PER PLAN

MITERED & 
KNIFE CUT 
EDGE

COUNTERTOP AS 
SCHEDULED

2
'-
6
" 

A
T

 P
R

IV
A

T
E

 O
F

F
IC

E
S

2
'-
1
0

" 
A

T
 B

A
R

FINISH AS 
SCHEDULED

WALL BASE AS 
SCHEDULED

STEEL SUPPORT 
HIDDEN IN WALL
PROVIDE BLOCKING 
AS NEEDED

1
'-
1
0

"

1"

(VERIFY)

DEPTH PER PLAN

3/4 OF TOTAL COUNTER DEPTH MIN

FINISH AS 
SCHEDULED

ALIGN

PROVIDE GROMMETS
AND WIRE 
MANAGMENT AT 
PRIVATE OFFICES
SEE DETAIL
9 / A.10.903 SIM

1-1/2" SHELF WITH 
ADDITIONAL 1" FRONT LIP
FINISH ALL EDGES 

BLOCKING AS REQUIRED  (TYP)

FINISHED HEIGHT PER 
ELEVATION (TYP)

INVISIBLE SHELF SUPPORT 
(DESIGN BASED ON HAFELE 
283.339.41 STYLE SUPPORT) 
TYP

3 1/2"

1/2"

PARTITION TYPE
PER PLAN

1-1/2" SHELF WITH 
ADDITIONAL 1" FRONT LIP
FINISH ALL EDGES 

9 1/2"
1/2"

V
E

R
IF

Y

1
' 
- 

6
"

FINISH FLOOR AS 
SCHEDULED (TYP)

WALL BASE AS 
SCHEDULED (TYP)

NOTE: SEE ELEVATION FOR
SHELF QUANTITY AND 
LOCATION

10"

1
 1

/2
"

1
"

4"

1
 1

/2
"

1
"

1" x 2" LETTER BOARD MENU SHELF

BLOCKING AS REQUIRED  (TYP)

FINISHED HEIGHTS PER 
ELEVATION (TYP)

HIDDEN 2-1/4" x 2-1/4" STEEL 
ANGLE SUPPORT PROVIDE 
BLOCKING AS NEEDED

PARTITION TYPE PER PLAN

NOTE: SHELF QUANITY AND 
LOCATION DIMENSIONS PER 
ELEVATION (TYP)TYP

2"

1/4"x 3/4" SOLID WOOD 
STOP LEDGE INSERT
MATCHING FINISH
STOP SLOT 3/4" FROM ENDS

WALL FINISH AS SCHEDULED

1
" 

T
Y

P

SIGNAGE BY OTHERS

SOLID WOOD 'MENU' SHELF
NOTCH FOR SUPPORT
AND STOP LEDGE INSERT
AS REQUIRED

NOTE: COORDINATE 
MATCHING FINISH WITH 
ADJACENT MATCHING 
SHELVES

PARTITION TYPE
PER PLAN

COUNTERTOP WITH 
BACKSPLASH OVER 
SUBTOP

PULL

3/4" DOOR

USED TOWEL RECEPTACLE

2
'-
1
0

"

COUNTERTOP

2'-1"

4
"

MELAMINE INTERIOR

FINISHED FLOOR CONTINUE 
UNDER CABINET

TOE KICK MATCHING FINISH

HOLE THROUGH 
COUNTEREQ 8" EQ

ADJUSTABLE FEET

INTERIOR TO 
MATCH EXTERIOR

FINISHED FLOOR

TOE KICK, FINISH TO 
MATCH BASE CABINET 
DOOR FACE

CONTINUE FINISH 
FLOORING UNDER 
CABINET

ADJUSTABLE 
FEET

ACCESS HOLE TO 
ADJUSTABLE FEET

2'-4" 3"

3/4" ADJUSTABLE 
MELAMINE SHELF
(WITH WIRE RUN 
NOTCH AT BACK)

PARTITION TYPE
PER PLAN

7
'-0

"

3/4" FIXED SHELF

3/4" ADJUSTABLE 
MELAMINE SHELF
(WITH WIRE RUN 
NOTCH AT BACK)

EQUIPMENT PER 
SCHEDULE

EQUIPMENT PER 
SCHEDULE / MFR

PULL-OUT
KEYBOARD TRAY
(HAFELE 
632.68.312)
INSTALL PER MFR

EQUIPMENT PER 
SCHEDULE

PROVIDE 
GROMMET HOLES 
IN FIXED SHELF 
FOR WIRE RUNS

TOP OF 
FIXED SHELF 
@ 40-1/2" AFF 

KEY DRAWER

KEY DRAWER

PROVIDE 3" DEEP 
NOTCH (NOT FULL 
WIDTH) AT BACK OF 
ALL ADJUSTABLE
SHELVES FOR WIRE 
RUNS

2'-7"

4
"

APPROX.
VIEWING HT.
@ 61-1/2" AFF 

3
'-
4
 1

/2
"

VERIFY AND 
COORDINATE ELEC. 
FEED LOCATION

3/4" CASEWORK 
DOOR

FINISHED FLOOR

CONTINUE FINISH 
FLOORING UNDER 
CABINET

3/4"3 1/4"

PROVIDE MIN. WORKING 
GAP BELOW TOEKICK

2
 3

/8
"

4
"

4"

3
 3

/8
"

1
/2

"

'EZ TOE KICK'
BRACKET PER MFR

MATCHING 
CASEWORK FINISH 
MATERIAL AT TOE 
KICK

NOTE:
PROVIDE FINISHED 
END PANEL TO 
FLOOR ON 
EXPOSED END

LINE OF ADJACENT 
DOOR FRONT

4
"

2
'-
1
0

"

FINISHED FLOOR

TOE KICK, FINISH TO 
MATCH BASE CABINET 
FACE

CONTINUE FINISH 
FLOORING UNDER 
CABINET

ADJUSTABLE FEET

MATCHING FINISHED 
INTERIOR

2'-0"

3"

3/4"

ADJUSTABLE SHELF 
(TYP)

COUNTER TOP 
AND BACKSPLASH 
AS SCHEDULED

4
"

PARTITION TYPE
PER PLAN

2'-1"

FINISHED PANEL 
BACK

PULL TYPICAL

3/4" DRAWER FRONT
TYPICAL

3
' 
- 

6
"

COUNTERTOP 
SURFACE PER PLAN

MELAMINE INTERIOR

FINISHED FLOOR
CONTINUE UNDER 
CABINET (TYP)

CABINET BASE WITH 
REVEAL AT ALL SIDES

CONTINUE FINISH 
FLOORING UNDER CABINET

ADJUSTABLE FEET

DRAWER BOX (TYP.)

1' - 9"

3/4"

HANGING FILE 
DRAWER SYSTEM

VERIFY IF DRAWERS 
NEED TO BE LOCKING

3'-0"

(3
c
m

)
1

 1
/8

"

PROVIDE 6x10 HIDDEN METAL 
ANGLE COUNTER SUPPORT

VERIFY AND 
COORDINATE ELECTRIC 
AND DATA THROUGH 
BACK OF CABINET
TO OUTLET BOX AT 
WORK SURFACE  
REDUCE DRAWER BOX 
DEPTH AS NEEDED 

A.10.903

14

1
 1

/2
"

1
'-
3

"
1

 1
/2

"

1 1/2"

1
'-
6

"

COUNTERTOP 
SURFACE PER PLAN

MATCHING FINISH 
MATERIAL (TYP)

LINE OF 
ACCESSIBLE
CLEARANCE
TYPICAL

3" TUBE HSS

CONTINUOUS 2" 
HSS @ EDGE

2" HSS SUPPORT 
@ 4'-0" O.C.

3/4" PLYWOOD

SINK AS SPECIFIED

FAUCET AS 
SPECIFIED

WALL 
PARTITION AS 
SCHEDULED

COUNTERTOP AS 
SCHEDULED

T
O

 T
O

P
 O

F
 C

O
U

N
T

E
R

 O
R

 S
IN

K
 L

IP

2
'-
1
0

" 
M

A
X

6
"

2
'-
3
" 

M
IN

 C
L
RINSULATE ALL 

EXPOSED 
PLUMBING

1"
FACING WRAPS 
AT EXPOSED 
ENDS (TYP)

FINISH TILE 
AS OCCURS

WALL BASE 
AS 
SCHEDULED

PROVIDE BLOCKING 
BEHIND CHASSIS 
PER MFR

LIGHTED MIRROR

RECESS MIRROR 
CHASSIS

1
 1

/2
"

1 3/4"

EXTEND DRYWALL 
BEHIND MIRROR 
FACE

EXTEND DRYWALL 
BEHIND MIRROR 
FACE

MITERED & KNIFE 
CUT EDGE

1/4" WELDED STEEL
GRIND ALL WELDS 
SMOOTH & SOFTEN 
ALL EDGES

NOTE: SHELF QUANITY 
AND LOCATION 
DIMENSIONS PER 
ELEVATION (TYP)

FRONTSIDE 

2"

10"

1
'-
0

"

FINISHED HEIGHT 
PER ELEVATION

LENGTH PER ELEVATION

2x6 BLOCKING 

PARTITION TYPE
PER PLAN

NOTE: FINISH AS 
SCHEDULED
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Drawn By

Project Manager

Job Number

Date

Professional Seal

1. ALL DIMENSIONS TO BE FIELD VERIFIED PRIOR TO 
FABRICATION (TYPICAL)

2. WALL CABINETS ARE 1'-0" DEEP (TYPICAL) U.N.O.
3. BASE CABINETS ARE 2'-0" DEEP (TYPICAL) U.N.O.
4. TOP TRIM SHALL BE SCRIBED TO SOFFIT AS OCCURS.
5. SEE ELECTRICAL PLANS FOR UNDER CABINETS 

LIGHTING, PENDANT LIGHTING AND ALL 
ELECTRICAL/DATA LOCATIONS (TYPICAL) - COORDINATE 
WITH INTERIORS

6. IF POCKET DOORS ARE TO BE USED VERIFY HARDWARE 
AND REQUIREMENTS (COORDINATE WITH INTERIORS)

7. VERIFY AND COORDINATE COUNTERTOP AND BACK 
SPLASH

8. VERIFY AND COORDINATE ALL APPLIANCES
9. VERIFY ALL FINISH MATERIALS, COLORS, AND 

HARDWARE WITH INTERIORS (TYPICAL)
10. ALL EXPOSED CASEWORK SIDES SHALL HAVE FINISHED 

ENDS (TYPICAL)
11. ALL OPEN CABINETS TO HAVE MATCHING FINISH 

INTERIORS (TYPICAL)

CASEWORK GENERAL NOTES

SCALE:   1 1/2" = 1'-0"
3

OPEN SHELVING SECTION
SCALE:   1 1/2" = 1'-0"

4
TALL STORAGE 24"d 7'h

SCALE:   1 1/2" = 1'-0"
1

IN-WALL COUNTER SUPPORT

SCALE:   1 1/2" = 1'-0"
11

SHELVES STACKED AT WALL
SCALE:   3" = 1'-0"

10
SMALL MENU SHELVES

SCALE:   1 1/2" = 1'-0"
2

BASE FHD 24"D (SECT) TOWELS
SCALE:   1 1/2" = 1'-0"

5
OPEN KEY LINK SECTION

SCALE:   6" = 1'-0"
8

'EZ' TOE KICK

SCALE:   1 1/2" = 1'-0"
6

FITNESS SHELVING SECTION

SCALE:   1 1/2" = 1'-0"
12

CONCIERGE DESK - BASE 4-DWR (42"H - 21"D)
SCALE:   3" = 1'-0"

13
CONCIERGE DESK MODESTY PANEL (SECT)

Revisions

Mark Date Description

SCALE:   1 1/2" = 1'-0"
7

RESTROOM SINK COUNTER & MIRROR

SCALE:   1 1/2" = 1'-0"
14

FLOATING SHELF

JK.Choi



LIFT 
TABLE 
BELOW 
COUNTER

INDEPENDENT 
SECTION OF 
COUNTER TOP 
THAT WILL 
TRAVEL TO 
LOWER HEIGHT

2'-6" 1/2"

1" 2'-4"
1"

2
'-
1
"

1
'-
1
1

 1
/4

"
1

 3
/4

"

PARTITION TYPE 
PER PLAN (TYP)

3

A.10.903

PARTITION TYPE
PER PLAN

COUNTERTOP OVER 
PLYWOOD SUBTOP

ALIGN 3/4" MOVING 'APRON' 
WITH ADJACENT STANDARD 
CABINETRY DOORS. 
'APRON' MUST BE 
REMOVEABLE TO ALLOW 
EQUIPMENT ACCESS

MECHANICAL PISTON 
FROM MFR

FINISHED FLOOR

TOE-KICK

2
'-
1

0
" 

M
A

X

COUNTERTOP

2'-1"

4
"

2'-0"

1'-9" 3"

4
"

UNIT MUST BE BOLTED 
TO SOLID ANCHORED  
BASE TO GUARANTEE
STABILITY4 1/2"

HAMACO
ML-100-47V
ELECTRIC LIFT TABLE
220LBS CAPACITY

FIXED PANEL MUST BE 
REMOVEABLE TO ALLOW 
EQUIPMENT ACCESS

L
IF

T
 M

O
V

E
M

E
N

T

3/4"

NOTE: ENSURE THAT ALL 
PLUMBING AND ELECTRICAL 
LINES SHALL BE FLEXIBLE, 
AESTHETIC AND PROVIDED 
IN SUCH A MANNER THEY 
ARE FREE FROM 
OBSTRUCTION  DURING UP 
AND DOWN  MOVEMENT

CLEARANCE PER MFR

NOTES:
MUST PROVIDE AND CONNECT 
MOMENTARY ROCKER SWITCH 
FOR UP/DOWN ACTIVATION (TBD)
LOCATE SWITCH IN MOVING 
APRON 

CONTROL PANEL SHALL NOT BE 
ABOVE 48" AFF IN THE LOWERED 
POSITION

STABILIZING GUIDES

PROTEIN 
SHAKE 
MACHINE

1
'-
0
 1

/2
"

1
'-
4
"

1
'-
4
 3

/8
"

2'-4 1/4"

2'-6"

2'-4 3/8"

HAMACO
ML-100-47V
ELECTRIC LIFT 
TABLE
220LBS CAPACITY

7
 7

/8
"

1
'-
1
1

 7
/8

"

3
 1

/4
"

3
/4

"
4
"

3
/4

"

T
R

A
V

E
L
 D

IS
T

A
N

C
E

1
'-
3
 1

/4
"

COUNTER 
SURFACE AT 
DESIRED 
LOWERED 
POSITION

FLAT HEAD 
RECCESSED BOLT 
AT PLYWOOD 
BELOW FINISHED  
COUNTER.

UNIT MUST BE 
BOLTED TO SOLID 
BASE TO 
GUARANTEE
STABILITY

LIFT TABLE AT 
FULLY LOWERED 
POSITION

2
'-
1
0

" 
M

A
X

(2) ACCURIDE 3607 
SERIES DRAWER 
SLIDES
MOUNTED 
VERICALLY AT 
REAR TO PROVIDE 
STABILIZING GUIDE

NOTES:
MUST PROVIDE AND CONNECT 
MOMENTARY ROCKER SWITCH FOR 
UP/DOWN ACTIVATION (TBD)
LOCATE SWITCH IN MOVING APRON 

CONTROL PANEL SHALL NOT BE 
ABOVE 48" AFF IN THE LOWERED 
POSITION

CONTROL
PANEL

PROTEIN 
SHAKE 
MACHINE

3

A.10.903

1

A.10.903

A.10.903

14

SIM
TYP

E-15 E-15

MAILBOXES PER 
MANUFACTURER, 
CONTRACTOR TO VERIFY 
BOX SIZE FOR FRAMING; 
SEE HEIGHT RESTRICTIONS 
ON ELEVATION (TYP)

1/2" FIRE TREATED 
PLYWOOD (TYP)

1/2" FIRE TREATED 
PLYWOOD (TYP)

FINISH PER ELEVATION 
AND SCHEDULE (TYP)

FINISH PER ELEVATION 
AND SCHEDULE (TYP)

E-3

CONT. FINISH UNDER 
PARCEL PENDING

3/4" FIRE RATED 
PLYWOOD

1 1/2" MIN

WRAP FINISH INTO 
OPENING

1
" 

M
IN

PROVIDE BLOCKING AS 
NEEDED TO SECTURE 
MAILBOX

MAILBOXES PER 
MANUFACTURER, 
CONTRACTOR TO VERIFY 
BOX SIZE FOR FRAMING; 
SEE HEIGHT RESTRICTIONS 
ON ELEVATION (TYP)

1/2" FIRE TREATED 
PLYWOOD (TYP)

FINISH PER ELEVATION 
AND SCHEDULE (TYP)

1/2" FIRE TREATED 
PLYWOOD (TYP)

FINISH PER ELEVATION 
AND SCHEDULE (TYP) PARTITION TYPE PER PLAN

COUNTERTOP AS 
SCHEDULED

PULL

3/4" DOOR

TRASH AND/OR 
RECYCLE 
RECEPTACLE

2
'-
1
0
"

COUNTERTOP

2'-1"

COUNTERTOP BACKSPLASH 
AS OCCURS (VERIFY)

4
"

MELAMINE INTERIOR

FINISHED FLOOR CONTINUE 
UNDER CABINET

TOE KICK MATCHING FINISH

'EZ' TOE KICK 
BRACKET - ATTACH 
TOE KICK TO DOOR

2'-0"

3"

4
"

3/4"

SLOT THROUGH COUNTER

7 1/2" 10" 7 1/2"

A.10.902

8

A.10.903

12

PULL

3/4" DOOR
11"

4"x10" RECYCLE 
AND TRASH SLOT

COUNTER TOP PER 
SCHEDULE

PRE-FINISHED 
BLOCKING ALL SIDES, 
HELD BACK 1/2" FROM 
SLOT OPENING

EQ 10" EQ

FINISHED FLOOR CONTINUE 
UNDER CABINET (TYP)

BASIS OF DESIGN:
FRY REGLET
MILLWORK 'F' REVEAL
BRUSHED  ALUM. FINISH

4
"

CASEWORK BOX
FINISH FACING

MATCHING 
CASEWORK FINISH 
AT BASE

1
/2

"

WOOD BLOCKING 
AS NEEDED

FIREPLACE:
MONTIGO 
C-420-SS

TILE OVER 1/2"
CEMENTITIOUS
BACKER BOARD

TILE OVER 1/2"
CEMENTITIOUS
BACKER BOARD

2'-8"

A.10.905

12

PARTITION TYPE
PER PLAN

3/4" SHELF
WITH 1-1/2"
FRONT EDGE

STEEL IN WALL WITH 
STEEL ANGLE SHELF 
SUPPORT

3/4"

1
 1

/2
"

FINISHED HEIGHT 
PER ELEVATION

6
"

10"

1'-0"

1-1/2" EDGE TO 
WRAP AT OPEN 
END TYP.

NOTE: SHELF QUANITY 
AND LOCATION 
DIMENSIONS PER 
ELEVATION (TYP)

PARTITION TYPE
PER PLAN

DESK SURFACE
PER SCHEDULE

STEEL SUPPORT BRACKET 
(HAFELE  HEBGO 287.65.461)
VERIFY FINISH

FINISHED HEIGHT 
PER ELEVATION

BLOCKING AS REQUIRED

DEPTH PER PLAN (VERIFY)

PROVIDE MIN 1x3 
CONTINUOUS LEDGER 
BETWEEN BRACKETS, TYP

FINISH PER 
SCHEDULE

MOUNT WIRE MANAGEMENT 
SYSTEM UNDER DESK

2" 3"

3" DIA GROMMET

STOREFRONT 
WINDOW

COUNTER TOP 
PER PLAN

2'-6" AFF 

ALIGN AT 
2'-6" AFF 

FINISH FLOOR

1-1/2" END PANEL 
LEG SUPPORT
FINISH ALL FACES

NOTE:
PROVIDE GROMMETS 
AND WIRE MANAGEMENT 
AS NEEDED

1/4" 1/4"

COUNTER TOP DEPTH PER PLAN

COUNTERTOP
PER PLAN

FINISHED FLOOR EXTEND 
UNDER ALL CASEWORK
(TYP)

(2) 3/4" FINISHED PANELS 
WITH FULL EDGE 
BANDING AT EXPOSED 
ENDS

FINISH PER INTERIOR 
ELEVATION

HIDDEN ANGLED STEEL  SUPPORT 
BRACKET ATTACHED TO END 
PANEL & COUNTER TOP
SIMILAR CONDITION AT CENTER 
PANEL LEGS

SCHEDULED 
FLOOR FINISH

SEE PLAN FOR 
PARTITION TYPE

MIRROR 
ADHERED W/ 
MIRROR MASTIC

SCHEDULED 
BASE

EDGE PROTECTION 
FINISH: BRUSHED 
STAINLESS

PARTITION AS 
SCHEDULED

EDGE PROTECTION 
FINISH: BRUSHED 
STAINLESS

MIRROR 
ADHERED W/ 
MIRROR MASTIC

ALIGN WHERE OCCURS
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ALDERWOOD
SOUTH
APARTMENTS
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001-17022

2018/10/29

PERMIT SET -
NOT FOR
CONSTRUCTION

Drawn By

Project Manager

Job Number

Date

Professional Seal

1. ALL DIMENSIONS TO BE FIELD VERIFIED PRIOR TO 
FABRICATION (TYPICAL)

2. WALL CABINETS ARE 1'-0" DEEP (TYPICAL) U.N.O.
3. BASE CABINETS ARE 2'-0" DEEP (TYPICAL) U.N.O.
4. TOP TRIM SHALL BE SCRIBED TO SOFFIT AS OCCURS.
5. SEE ELECTRICAL PLANS FOR UNDER CABINETS 

LIGHTING, PENDANT LIGHTING AND ALL 
ELECTRICAL/DATA LOCATIONS (TYPICAL) - COORDINATE 
WITH INTERIORS

6. IF POCKET DOORS ARE TO BE USED VERIFY HARDWARE 
AND REQUIREMENTS (COORDINATE WITH INTERIORS)

7. VERIFY AND COORDINATE COUNTERTOP AND BACK 
SPLASH

8. VERIFY AND COORDINATE ALL APPLIANCES
9. VERIFY ALL FINISH MATERIALS, COLORS, AND 

HARDWARE WITH INTERIORS (TYPICAL)
10. ALL EXPOSED CASEWORK SIDES SHALL HAVE FINISHED 

ENDS (TYPICAL)
11. ALL OPEN CABINETS TO HAVE MATCHING FINISH 

INTERIORS (TYPICAL)

CASEWORK GENERAL NOTES

SCALE:   1 1/2" = 1'-0"
1

EQUIPMENT LIFT-DROP SHAKE PLAN
SCALE:   1 1/2" = 1'-0"

3
EQUIPMENT LIFT-DROP SHAKE SECTION

SCALE:   1 1/2" = 1'-0"
2

EQUIPMENT LIFT-DROP SHAKE ELEVATION
SCALE:   1 1/2" = 1'-0"

4
MAIL BOX ISLAND SECTION

SCALE:   1 1/2" = 1'-0"
5

PARCEL PENDING SECTION

SCALE:   1 1/2" = 1'-0"
10

MAILBOX WALL SECTION

SCALE:   1 1/2" = 1'-0"
6

BASE FHD 24"D (SECT) TRASH

SCALE:   1 1/2" = 1'-0"
12

TRASH/MAIL COUNTER SLOT (10")

SCALE:   6" = 1'-0"
14

CONCIERGE DESK/MAILROOM ISLAND BASE

SCALE:   1 1/2" = 1'-0"
11

FIREPLACE

SCALE:   1 1/2" = 1'-0"
13

FLOATING SHELF

SCALE:   1 1/2" = 1'-0"
9

WORK SURFACE SUPPORT

SCALE:   1 1/2" = 1'-0"
7

WORK DESK AT WINDOW (SIDE ELEV)

SCALE:   1 1/2" = 1'-0"
8

WORK DESK LEG PANEL BRACKETS

SCALE:   6" = 1'-0"
16

MIRROR WALL
SCALE:   6" = 1'-0"

15
MIRROR EDGE - PLAN DETAIL

Revisions

Mark Date Description
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3/4" PLYWOOD 
WRAPPED WITH 
FOAM AND FABRIC

WOOD FRAMING

4" HIGH 
DENSITY 
POLYFOAM

2" MEDIUM-DENSITY 
POLYFOAM

PLAIN UPHOLSTERED BOX 
CUSHION, FRENCH SEAMS, 
TYP SEE INTERIOR ELVATION 
FOR CUSHION DESIGN & 
DIMENSIONS

BOOTH CEILING 
ABOVE

MATCHING FINISH 
AT TOE KICK4

"

1
'-
8
"

3/4" FINISHED MATERIAL
AT ALL EXPOSED AREAS

3/4" FINISHED MATERIAL 
(ALL EXPOSED SURFACES)

3/4" FINISHED 
MATERIAL

1'-8" 3 3/4" 2"

FINISH HEIGHT
PER ELEVATION

7 1/2" 1'-6 1/4"

9
 1

/2
" T

Y
P

4
'-
6

"

99°

1
'-
5
"

3
"

1
' 
- 

3
"

ELECTRIC OUTLET 
PER ELEVATION

7

A.10.904

FINISH PER SCHEDULE

PARTITION TYPE 
PER PLAN

CEILING LINE ABOVE
REFER TO RCP

FINISHED FLOOR 
CONTINUE UNDER 
CABINET (TYP)

TOE KICK 
MATCHING FINISH

2'-0" 3/4"

3"

3/4" ADJUSTABLE 
MELAMINE SHELF

PULL

TALL 3/4" END PANEL 
MATCHING FINISH FULL 
DEPTH TO ALIGN WITH 
SOFFIT ABOVE (VERIFY 
DEPTH)

COUNTERTOP 
AS SCHEDULED

A
L
IG

N

FINISH PER PLAN

TV MONITOR

LIGHTING PER 
SCHEDULE

BACK WALL FINISH 
PER SCHEDULE

3
/4

"
5

'-
1
 1

/4
"

2
'-
1
0
"

2'-1"

3/4" DOOR FRONT

4
"

POWER/DATA 
AS REQUIRED

A.10.904

11

TV MOUNT

8
'-
0
"

WOOD FRAMING AS 
REQUIRED

MATCHING FINISH 
PER PLAN

EQ EQ

CL

3/4" 3 1/2" 3/4"

ALIGN
(TYP)

UPHOLSTERED SEAT 
AS OCCURS

FINISH APPLIED TO 
STRUCTURE OR 
SUBSTRATE AS 
NEEDED (TYP)

TILE FINISH AS 
OCCURS

3
/4

"
3

 1
/2

"
3

/4
"

ALIGN

USE WOOD STAINED TO 
MATCH PLASTIC LAMINATE

BENT WOOD, REFER TO 
RCP FOR DIAMETER

FINISH MATERIAL AS 
SCHEDULED (TYP)

1' - 7 1/2"
3/4"

1'-9"

FINISH AS SCHEDULED

FINISHED CUT OUT IN 
BOOTH CEILING FOR 
LIGHT FIXTURE

LIGHT FIXTURE 
CENTERED IN OPENING. 
REFER TO RCP

2X FRAMING

FINISH AS 
SCHEDULED

WD-2 FINISH,
BUTT-JOINT

A.10.904

7

1'-6" DIA.

MATCHING FINISH 
AT TOE KICK

3/4" FINISHED MATERIAL
AT ALL EXPOSED AREAS

3/4" FINISHED MATERIAL 
(ALL EXPOSED SURFACES)

2'-1 3/4"

7 1/2" 1'-6 1/4"

4
'-
0

"

1
'-
8
"

END ELEVATION

AA

MATCHING 
FINISH FACING 
END

UPHOLSTERY  
AS SCHEDULED

MATCHING UPHOLSTERY 
SHALL WRAP SEAT BACK 
END. PROVIDE PADDED 
BATTING BASE OVER 
FRAMING.

FINISH PER SCHEDULE

SEAT CUSHION SHALL 
EXTEND OVER END 

CAP PANEL

MATCHING FINISH 
END CAP PANEL

UPHOLSTERY OVER 
BATTING AT SEAT 

BACK ENDSECTION A - A

ALIGN

SCHLUTER TILE END 
TERMINATION 
BRUSHED ALUMINUM

GROUT W/ SEALANT

TILE AS SCHEDULED

BOOTH FINISH AS 
SCHEDULED (TYP)

2x FRAMING 
AS NEEDED

TILE FINISH
AS OCCURS (TYP)

TV MONITOR 
AS SCHEDULED

TYP

BOOKCASE BEYOND  
FINISH AS SCHEDULED

MATCHING FINISH 
AS SCHEDULED

BACK WALL FINISH 
AS SCHEDULED

FINISH AS 
SCHEDULED

FINISH FLOOR 
CONTINUE UNDER 
CASEWORK (TYP)

A.10.904

11

TV MOUNT (TYP)

TYP

A.10.904

11

TV MOUNT (TYP)

3"

1'-6"

TOE KICK, 
MATCHING FINISH4

"

3
/4

"

3
/4

"

1
'-
5

"

3
/4

"

3
/4

"

1
 1

/2
"

1
 1

/2
"

3/4" 3/4"

PULL (TYP)

2
'-
0

"

2x6 FURRED OUT 
WALL

MELAMINE INTERIOR 
(TYP)

ADJUSTABLE 
SHELVING (TYP)

PROVIDE CLEAN STRAIGHT 
JOINT AT CEILING LINE

VAULTED CEILING ABOVE

BOOKCASE BEYOND  
SCRIBED TO CEILING

SCRIBE TO CEILING

FINISH FLOOR 
CONTINUE UNDER 
CASEWORK (TYP)

3"

1'-6"

1
'-
1
 1

/2
" 

(T
Y

P
)

3
/4

"

1
'-
1
 1

/2
" 

(T
Y

P
)

3
/4

"

1
'-
1
 1

/2
" 

(T
Y

P
)

5
'-
6
 5

/8
"

1
0

 3
/8

"
2

'-
0

"

A.10.904

4

SIM

FIXED SHELF

3
/4

"

3
/4

"
5

'-
3
 5

/8
"

3
/4

"

3
/4

"

1
 1

/2
"

1
 1

/2
"

CASEWORK FINISH 
PER ELEVATION 
(TYP)

MATCHING FINISH AT 
OPEN SHELVING 
(TYP)

MATCHING FINISH AT 
OPEN SHELVING 
(TYP)

ADJUSTABLE 
SHELVING (TYP)

MELAMINE INTERIOR 
(TYP)

VAULTED CEILING ABOVE

9
" 

+
/-

PARTITION TYPE 
PER PLAN

TYP STUD SPACING 16" O/C

1'-2" RECESS BOX

1
'-
9

 1
/4

" 
R

E
C

E
S

S
 B

O
X

RECESSED TV MOUNT 
BOX (AEON 50101)
14"w  X 21-1/4"h
VERIFY AND INSTALL 
PER MFR 
RECOMMENDATIONS
(ARTICULATING ARM 
HARDWARE NOT 
SHOWN FOR CLARITY)

1/2"

1"

CL CL

CLEAR AT ALL 
SIDES AT GLASS 
MIRROR SURFACE

FLANGE AT FACE 
OF RECESSED 
BOX

MIRROR SURFACE
NOTCH AS NOTED
(TYPICAL)

NOTE: CLEAR CUT 
OUT DIMENSIONS 
MUST BE VERIFIED 
AND COORDINATED 
WITH LOW VOLTAGE 
46" - 75" TV'S MAY 
HAVE CUT OUT 
AREAS AS LARGE AS 
31"w X 21"H 
DEPENDING ON FINAL 
MOUNTING 
HARDWARE CHOICES

NOTE: PROVIDE AND 
INSTALL RUBBER 
BUMPERS TO BACK 
OF TV TO PREVENT 
DAMAGE TO MIRROR

A.10.904

PARTITION TYPE PER PLAN
(SIM AT CASEWORK)

TV MONITOR PER SCHEDULE

PROVIDE BLOCKING AS 
REQUIRED

SURFACE MOUNT FIXED TV MOUNT 
SYSTEM (AEON 35108) VERIFY & 
INSTALL PER MFR

NOTE: VERIFY & COORDINATE 
CLEAR MOUNTING AREA W/ LOW 
VOLTAGE. 46" - 75" TV'S MAY HAVE 
MOUNTING AREAS UP TO 31"W X 
21"H

LOCATE RECESSED 
ELECTRICAL OUTLET BEHIND 
MOUNTED TV

NOTE: 4" MAX DEPTH FOR ALL 
TVS LOCATED ALONG A 
CIRCULATION ROUTE LOCATED 
BETWEEN 27" AFF AND 80" AFF

1
'-
9
 1

/4
"

3 3/4"

RECESSED ARTICULATING TV 
MOUNT SYSTEM
(AEON 50101)
INSTALL PER MFR.
PROVIDE ELECTRICAL AS 
REQUIRED

PARTITION TYPE PER PLAN

TV MONITOR PER SCHEDULE

1
"

1
"

ALLOW 1" CLEAR
SURROUND  AT ALL GLASS MIRROR 
SURFACES 

MIRROR SURFACE AS OCCURS
OTHER FINISHES SIM

ALLOW 1" CLEAR
SURROUND  AT ALL GLASS 
MIRROR SURFACES 

MIRROR SURFACE AS OCCURS
OTHER FINISHES SIM

NOTE: PROVIDE AND INSTALL 
RUBBER BUMPERS TO BACK OF 
TV TO PREVENT DAMAGE TO 
MIRROR

NOTE: 4" MAX DEPTH FOR ALL TVS 
LOCATED ALONG A CIRCULATION 
ROUTE LOCATED BETWEEN 27" AFF 
AND 80" AFF
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SCALE:   1 1/2" = 1'-0"
2

BOOTH SEAT (SECT)
SCALE:   1 1/2" = 1'-0"

3
TALL TV LOW BASE 2'-10"H (SECT)

1. ALL DIMENSIONS TO BE FIELD VERIFIED PRIOR TO 
FABRICATION (TYPICAL)

2. WALL CABINETS ARE 1'-0" DEEP (TYPICAL) U.N.O.
3. BASE CABINETS ARE 2'-0" DEEP (TYPICAL) U.N.O.
4. TOP TRIM SHALL BE SCRIBED TO SOFFIT AS OCCURS.
5. SEE ELECTRICAL PLANS FOR UNDER CABINETS 

LIGHTING, PENDANT LIGHTING AND ALL 
ELECTRICAL/DATA LOCATIONS (TYPICAL) - COORDINATE 
WITH INTERIORS

6. IF POCKET DOORS ARE TO BE USED VERIFY HARDWARE 
AND REQUIREMENTS (COORDINATE WITH INTERIORS)

7. VERIFY AND COORDINATE COUNTERTOP AND BACK 
SPLASH

8. VERIFY AND COORDINATE ALL APPLIANCES
9. VERIFY ALL FINISH MATERIALS, COLORS, AND 

HARDWARE WITH INTERIORS (TYPICAL)
10. ALL EXPOSED CASEWORK SIDES SHALL HAVE FINISHED 

ENDS (TYPICAL)
11. ALL OPEN CABINETS TO HAVE MATCHING FINISH 

INTERIORS (TYPICAL)

CASEWORK GENERAL NOTES

SCALE:   6" = 1'-0"
6

BOOTH PLAN DETAIL
SCALE:   3" = 1'-0"

7
BOOTH CEILING SECTION

SCALE:   1 1/2" = 1'-0"
8

BOOTH CEILING @ LIGHT FIXTURE

SCALE:   1 1/2" = 1'-0"
1

BOOTH SEAT END

SCALE:   6" = 1'-0"
9

EDGE OF TILE AT BOOTH

SCALE:   1 1/2" = 1'-0"
4

MEDIA WALL (4 TVs AS ONE)
SCALE:   1 1/2" = 1'-0"

5
MEDIA WALL (UPPER TALL BOOKCASE)

SCALE:   1 1/2" = 1'-0"
10

TV MOUNT (RECESSED) ELEVATION
SCALE:   1 1/2" = 1'-0"

11
TV MOUNT (SURFACE MOUNT)

SCALE:   1 1/2" = 1'-0"
12

TV MOUNT (RECESSED)
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FLOOR TILE PER 
FINISH PLANS

PARTITION TYPE 
PER PLAN

MORTAR BED

GROUT W/ SEALANT

BASE TILE TO MATCH 
WALL TILE, PER FINISH 
SCHEDULE

WALL TILE

FINISH FLOOR PER 
SCHEDULE

MOISTURE RESISTANT 
MDF, SIERRAPINE, 
MEDEX OR EQUAL, 
PAINTED TO MATCH 
WALL U.N.O. ON 
INTERIOR ELEVATIONS

PARTITION TYPE PER 
PLAN

EASED EDGE TYPICAL

4
"

FINISH FLOOR 
PER SCHEDULE

RUBBER BASE 
PER SCHEDULE

PARTITION TYPE 
PER PLAN

4
"FLOOR TILE PER FINISH PLANS

BASE TILE PER FINISH PLANS

WATERPROOF MEMBRANE
WRAP DRAIN (TYP)

PARTITION AS SCHEDULED

BOND COAT

WALL TILE AND BASE 
TO BE FLUSH

SHIM AS REQUIRED

FIBER CEMENT BACKER BOARD

FLEXIBLE SEALANT AT 
PERIMETER TYP

REINFORCED MORTAR BED

SHOWER PAN MEMBRANE BED

GAP

DRAIN COVER PER MFR

SLOPED FILL UNDER 
SHOWER PAN MEMBRANE

WEEP HOLES

PEA GRAVEL OR 
OTHER WEEP 
PROTECTION

NOTE:
SLOPE FLOOR 
TO DRAIN (TYP)

TROUGH DRAIN 
PER PLUMBING

CARPET TILE

WOOD FLOORING

ACOUSTIC IMPACT INSULATION

SCHLUTER - SCHIENE

CONCRETE

NOTE: CHANGE OF LEVEL SHALL 
BE 1/4" MAX VERTICAL, 1/2" OR 
LESS SHALL BE BEVELLED 1:2 
AND GREATER THAN 1/2" SHALL 
BESLOPED 1:12.

CARPET PAD

WALK OFF MAT

WOOD FLOORING

ACOUSTIC IMPACT INSULATION

SCHLUTER - SCHIENE

CONCRETE

NOTE: CHANGE OF LEVEL SHALL 
BE 1/4" MAX VERTICAL, 1/2" OR 
LESS SHALL BE BEVELLED 1:2 
AND GREATER THAN 1/2" SHALL 
BESLOPED 1:12.

FLEX AIRE CUSHION

CONCRETE

CARPET TILE

CONCRETE

NOTE: CHANGE OF 
LEVEL SHALL BE 1/4" 
MAX VERTICAL, 1/2" OR 
LESS SHALL BE 
BEVELLED 1:2 AND 
GREATER THAN 1/2" 
SHALL BESLOPED 1:12. SCHLUTER - SCHIENE

1
/4

"

WOOD FLOORING

ACOUSTIC IMPACT INSULATION

CONCRETE

TILE SUBSTRATE (HEIGHT IS NEEDED TO FLUSH)

TILE FLOORING

1
/4

"
1

/2
"

SCHLUTER - SCHIENE
SIZE AS REQUIRED

ALIGN

FLOOR TILE PER FINISH PLANS

PARTITION TYPE 
PER PLAN

MORTAR BED

BRUSHED ALUMINUM 
TRIM

GROUT W/ SEALANT

TILE BASE TO MATCH 
WALL TILE, PER FINISH 
SCHEDULE

FINISH PER PLAN

FINISH W/ SILICONE 
CAULKING SEALANT

FLOOR TILE PER FINISH PLANS

BASE TILE TO MATCH WALL 
TILE PER FINISH PLANS

WATERPROOF MEMBRANE

PARTITION TYPE PER PLAN

BOND COAT

4
"

SHIM AS REQUIRED

FIBER CEMENT BACKER BOARD

FLEXIBLE SEALANT

REINFORCED MORTAR BED

SHOWER PAN 
MEMBRANE BED

GAP

SLOPED FILL 
UNDER SHOWER 
PAN MEMBRANE

DRAIN

WEEP HOLES

PEA GRAVEL OR 
OTHER WEEP 
PROTECTION

NOTE:
SLOPE FLOOR 
TO DRAIN (TYP)

WALL TILE

WATERPROOF MEMBRANE

PARTITION TYPE
PER PLAN

BOND COAT

WALL TILE PER SCHEDULE

SCHLUTER TILE TERMINATION 

FINISH HEIGHT 
PER ELEVATION

FRY-REGLET 4" 
REVEAL BASE 
MOLDING W/ 
RETURN KEY -
MWCB75400 
FINISH: BLACK

PARTITION TYPE
PER PLAN

TILE FINISH PER
SCHEDULE

4
" 

(U
N

O
)

FINISH FLOOR
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SCALE:   6" = 1'-0"
1

WALL BASE - TILE AT TILE WALL
SCALE:  1" = 1"

2
WALL BASE - 4" WOOD

SCALE:  1" = 1"
3

WALL BASE - 4" RUBBER
SCALE:   6" = 1'-0"

4
WALL TILE BASE AT TILE SHOWER (TROUGH DRAIN)

SCALE:  1" = 1"
11

WOOD FLOORING TO CARPET TILE

SCALE:  1" = 1"
8

WOOD FLOORING TO WALK OFF MAT

SCALE:  1" = 1"
9

CONCRETE TO CPT TILE
SCALE:  1" = 1"

10
WOOD TO TILE (FLUSH)

SCALE:   6" = 1'-0"
6

WALL BASE - TILE AT GWB WALL
SCALE:   6" = 1'-0"

5
WALL BASE - TILE AT TILE SHOWER WALL

SCALE:   6" = 1'-0"
7

WALL - TILE WAINSCOT
TERMINATION NO BACKER

SCALE:  1" = 1"
12

WALL BASE - METAL @ TILE WALL
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DRIVE CHAIN

HEMBAR

FASCIA

FASCIA BRACKET W/
M24 CLUTCH
(DRIVE END SHOWN)

SHADECLOTH

MAX. RUD 3-7/8"

4 1/16"

4"

4
 1

/1
6

"

4
"

FLOORING AS SCHEDULED

DRAPERY AS 
SCHEDULED ON
RECESSED DRAPERY
TRACK W/ BLOCKING 
IN CEILING

6"

TYP

8 1/2"

TYP
2 7/8"

T
Y

P

1
'-
0
"

15'-7 1/2"

1'-5" 14'-2 1/2"
TYP

11 3/8" 13'-3 1/8"
TYP

11 3/8" 12'-3 3/4"

1
5

'-
7

 1
/2

"

1
'-
5

"
1

4
'-
2

 1
/2

"

T
Y

P

1
1

 3
/8

"
1

3
'-
3

 1
/8

"

T
Y

P

1
1

 3
/8

"
1

2
'-
3

 3
/4

"

T
Y

P
4
5
°

1'-0"

PLAN VIEW

ELEVATION VIEW

VENEER FACED FOAM 
CORE PER MFR (TYP)

11'-9 105/256"
VENEER FACED FOAM 
CORE PER MFR (TYP)

STEEL 'T' HANGER 
(TYP) - REFER TO 
STRUCTURAL

LED LIGHTING 

LED LIGHTING (TYP) HANG  
LOW -1/2" FROM BOTTOM 
VENEER 'BEAMS'

FLAT STEEL TO 
PROVIDE ADDITIONAL 
HANGER POINTS FOR
LED LIGHTING (TYP)

LED LIGHTING (TYP)

STEEL 'T' HANGER 
(TYP) - DASHED

1
/2

"

LED LIGHTING (TYP)

VIEW 
FROM 

BELOW

VIEW 
FROM 
ABOVE

A.10.906

9

TYP

8 1/2"

TYP

8 1/2"

STEEL 'T' SHAPE STEEL

2"

1
 3

/4
"

HANGER WIRE

FOAM BEAM WITH FINISH 
VENEER FACING

STEEL 'T' SHAPE STEEL

HANGER WIRE

FOAM BEAM WITH 
FINISH VENEER FACING

HANGER FRONT

HANGER SIDE

1
'-
0

"
1

'-
0

"

WINDOW FRAME

FLOORING AS SCHEDULED

1" HIGH ALUMINUM CHANNEL 
ANCHORED TO BOX HEADER 
AT GWB CEILING 

DRAPERY AS SCHEDULED ON
RECESSED DRAPERY
TRACK W/ BLOCKING IN CEILING

VARIES

EXTEND TRACK SYSTEM PAST 
WINDOW FRAME PER RCP 
DIMENSIONS

BOX HEADER PER 
STRUCTURAL

DRIVE CHAIN

HEMBAR

ROLLER SHADE 
SYSTEM  PER MFR

FASCIA BRACKET W/
M24 CLUTCH
(DRIVE END SHOWN)

SHADECLOTH

M
AX. R

UD 3
-7

/8
"

4"

4
"

SOFFIT PER RCP 3
"

PARTITION 
PER PLAN

FRY REGLET  DA.2 'F' 
REVEAL, DRM-WT-50-50.
PRIMED FINISH, FIELD
PAINT TO MATCH PL-2

LAMINATE FINISH ON 
SUBSTRATE AS 
REQ'D. - FINISH PER
ELEVATION

GWB SOFFIT 
ABOVE

1/2"

TAPE & JOINT
COMPOUND

1
/2

"
 

7
/8

"

FRY REGLET 'F' REVEAL, CLIP 
ENDS AS NEEDED FOR A TIGHT 

JOINT. KEEP ANY GAPS TO 
MINIMUM POSSIBLE. FILL ANY 
GAPS WITH MATCHING BLACK 

FINISH

LAMINATE FINISH 
PER ELEVATION 

FRY REGLET  DA.2 'F' REVEAL, 
DRM-WT-50-50.

PRIMED FINISH, FIELD
PAINT TO MATCH PL-2

SOFFIT ABOVE AT KITCHEN SIDE

PER ELEVATION
GWB WALL FINISH

PER ELEVATION 

PARTITION 
PER PLAN

FRY REGLET  DA.1 'F' 
REVEAL, DRM-50-50.
PRIMED FINISH, FIELD
PAINT TO MATCH PL-2

FINISH PER 
ELEVATION (TYP)

TAPE & JOINT 
COMPOUND

LAMINATE FINISH ON 
SUBSTRATE AS 
REQUIRED - FINISH PER 
ELEVATION (TYP)

ALIGN

1" 1/2"  7/8"

1
/2

"
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SCALE:   3" = 1'-0"
1

ROLLER SHADE - WALL MOUNT W/FASCIA
SCALE:   3" = 1'-0"

2
CHANNEL SET GLAZING & DRAPERY

SCALE:   1/2" = 1'-0"
8

CEILING FEATURE
SCALE:   3" = 1'-0"

9
CEILING FEATURE HANGER STEEL
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SCALE:   3" = 1'-0"
3

DRAPERY TRACK AT GLAZING
SCALE:   3" = 1'-0"

4

ROLLER SHADE - WALL MOUNT
RECESSED

SCALE:   6" = 1'-0"
6

KITCHEN CASEWORK - REVEAL DETAIL
SCALE:   6" = 1'-0"

5
KITCHEN CASEWORK - REVEAL CORNER DETAIL

SCALE:   6" = 1'-0"
7

KITCHEN CASEWORK - REVEAL DETAIL SIDE

JK.Choi



1. DESIGN LOADS AND CRITERIA

1.1. REFERENCE STANDARDS
DESIGN LOADS AND CRITERIA SHALL CONFORM TO ALL REQUIREMENTS OF THE FOLLOWING 
DOCUMENTS EXCEPT AS NOTED BELOW:
BUILDING CODE: 2015 IBC WITH STATE AND LOCAL AMENDMENTS

1.2 OVERALL INFORMATION
RISK CATEGORY II
CONSTRUCTION TYPE VB
OCCUPANCY CLASSIFICATION GROUP A-3 / B
COORDINATES 47.824° N; 122.275° W

1.3. DEAD & LIVE LOADS
SEE LOAD MAPS FOR DEAD AND LIVE LOADS.
HANDRAILS AND GUARDS 50 PLF / 200 LB CONCENTRATED

1.4. SNOW LOADS
GROUND SNOW LOAD, pg               20 PSF
FLAT ROOF SNOW LOAD, pf        14 PSF
SLOPED ROOF SNOW LOAD, ps 14 PSF
SNOW EXPOSURE FACTOR, Ce 1.0
THERMAL FACTOR, Ct                      1.0
SNOW IMPORTANCE FACTOR, Is 1.0
DESIGN SNOW LOAD                      25 PSF

1.5. WIND LOADS
EXPOSURE CATEGORY B
ULTIMATE WIND SPEED, Vult 110 MPH
NOMINAL DESIGN WIND SPEED, Vasd 85 MPH
INTERNAL PRESSURE COEFFICIENT, GCpi ±0.18
TOPOGRAPHIC FACTOR, Kzt 1.0

1.6. COMPONENTS AND CLADDING:
SEE S.XX.011 FOR WIND PRESSURES TO BE USED FOR DETERMINING FORCES ON COMPONENTS AND 
CLADDING.

1.7. SEISMIC LOADS
SEISMIC IMPORTANCE FACTOR, Ie 1.00
MAPPED SPECTRAL RESPONSE ACCELERATION:
AT SHORT PERIODS, SS 1.313 g
AT 1 SECOND PERIODS, S1 0.514 g
SITE CLASS D
DESIGN SPECTRAL RESPONSE ACCELERATION:
AT SHORT PERIODS, SDS 0.875 g
AT 1 SECOND PERIODS, SD1 0.514 g
SEISMIC DESIGN CATEGORY D
PARTITION LOAD FOR SEISMIC WEIGHT (ALL SCHEMES): 10 PSF AT FLOORS

                                                                                                         5 PSF AT ROOF

1.7.1 BUILDING TYPE CLUBHOUSE:
SEISMIC RESISTING SYSTEM: WOOD SHEAR WALLS
RESPONSE MODIFICATION FACTOR, R6.5
SEISMIC RESPONSE COEFFICIENT, Cs 0.135
DESIGN BASE SHEAR, V 51 KIP
ANALYSIS PROCEDURE USED: EQUIVALENT LATERAL FORCE PROCEDURE

1.8. CONSTRUCTION LOADS
LOADS ON THE STRUCTURE DURING CONSTRUCTION ARE NOT TO EXCEED THE DESIGN LOADS 
NOTED ABOVE UNLESS WRITTEN APPROVAL IS PROVIDED BY THE STRUCTURAL ENGINEER OF 
RECORD.

1.9. DEFLECTION CRITERIA:
1.9.1. ROOF FRAMING

A. TOTAL LOAD: L/240
B. ROOF LIVE LOAD: L/360
C. SNOW LOAD: L/360

1.9.2. FLOOR FRAMING:
A. TOTAL LOAD: L/240
B. LIVE LOAD: L/480 (NOT TO EXCEED ¾”)

1. LIVE LOAD: L/360 WHERE 15psf PARTITION LL INCLUDED
1.9.3. STAIR FRAMING:

A. TOTAL LOAD: L/240
B. LIVE LOAD: L/360

1.9.4. BALCONY FRAMING:
A. TOTAL LOAD: L/240
B. LIVE LOAD: L/480

1.9.5. EXTERIOR WALLS:
A. WIND LOAD: L/240

1.9.6. EXTERIOR WALLS WITH BRICK VENEER:
A. WIND LOAD: L/600

1.9.7. INTERIOR WALLS:
A. WIND LOAD: L/240

2. FOUNDATION

2.1. SOILS
A. FOUNDATION DESIGN BASED ON SOILS REPORT BY GEOENGINEERS, DATED JUNE 12, 2018
B. FOUNDATIONS ARE DESIGNED BASED ON THE FOLLOWING INFORMATION:

1. ALLOWABLE SOIL PRESSURE : 3000 PSF (WHERE ALLOWED PER SOILS REPORT) ONE-
THIRD INCREASE ALLOWED FOR SHORT TERM LOADING.
2. ALLOWABLE PASSIVE PRESSURE (FS OF 1.5 INCLUDED): 300 PCF (FS OF 1.1 ALLOWED FOR 
SHORT TERM LOADING)
3. COEFFICIENT OF FRICTION (FS OF 1.5 INCLUDED): 0.3
4. ALLOWABLE COMPRESSIVE CAPACITY OF 6-INCH DIAMETER PIN PIPE PILE : 40 KIPS (ONE-
THIRD INCREASE ALLOWED FOR SHORT TERM LOADING)

2.2. EXECUTION
2.2.1. DE-WATERING: CONTRACTOR TO PROVIDE FOR DE-WATERING OF EXCAVATIONS FROM 
EITHER SURFACE WATER, GROUND WATER OR SEEPAGE, IF REQUIRED.

2.2.2. EXCAVATION
A. CONTRACTOR SHALL PROVIDE FOR DESIGN AND INSTALLATION OF ALL CRIBBING, SHEATHING 
AND SHORING REQUIRED AND SHALL BE SOLELY RESPONSIBLE FOR ALL EXCAVATION 
PROCEDURES INCLUDING LAGGING, SHORING AND PROTECTION OF ADJACENT PROPERTY, 
STRUCTURES, STREETS AND UTILITIES IN ACCORDANCE WITH ALL NATIONAL, STATE AND LOCAL 
SAFETY ORDINANCES.
B. EXCAVATION FOR FOOTINGS SHALL BE APPROVED BY THE INSPECTOR OR SOILS ENGINEER 
PRIOR TO PLACING THE CONCRETE AND REINFORCING. CONTRACTOR TO NOTIFY THE 
INSPECTOR WHEN INSPECTION OF EXCAVATION IS READY. INSPECTOR TO SUBMIT LETTER OF 
COMPLIANCE.
C. ALL EXCAVATIONS SHALL BE PROPERLY BACKFILLED. DO NOT PLACE BACKFILL BEHIND 
RETAINING WALLS BEFORE CONCRETE OR GROUT HAS ATTAINED FULL DESIGN STRENGTH. 
CONTRACTORS SHALL BRACE OR PROTECT ALL BUILDING AND PIT WALLS BELOW GRADE FROM 
LATERAL LOADS UNTIL ATTACHING FLOORS ARE COMPLETELY IN PLACE AND HAVE ATTAINED 
FULL STRENGTH. CONTRACTOR SHALL PROVIDE FOR DESIGN, PERMITS AND INSTALLATION OF 
SUCH BRACING.

2.2.3. COMPACTION
A. COMPACTION SHALL CONFORM TO THE CIVIL/STRUCUTRAL DRAWINGS AND SPECIFICATIONS, 
OR AS DIRECTED BY THE GEOTECHNICAL ENGINEER.
B. FOOTING BACKFILL AND UTILITY TRENCH BACKFILL WITHIN BUILDING AREA SHALL BE 
MECHANICALLY COMPACTED IN LAYERS IN ACCORDANCE WITH THE SOILS REPORT AND 
APPROVED BY THE SOILS ENGINEER. FLOODING WILL NOT BE PERMITTED. ALL FILLS USED TO 
SUPPORT FOUNDATIONS SHALL BE INSPECTED BY THE SOILS ENGINEER REPRESENTATIVE. 
BACKFILL MATERIAL TO BE APPROVED BY SOILS ENGINEER

2.2.4. SLABS AND FOOTINGS
A. ALL ABANDONED FOOTINGS, UTILITIES, ETC SHALL BE REMOVED, UNLESS NOTED OTHERWISE.
B. FOUNDATIONS SHALL BE PLACED AND ESTIMATED ACCORDING TO DEPTHS SHOWN ON 
DRAWINGS. SHOULD SOIL ENCOUNTERED AT THESE DEPTHS NOT BE APPROVED BY THE 
INSPECTOR OR SOILS ENGINEER, FOUNDATION ELEVATIONS WILL BE ALTERED BY CHANGE 
ORDER. EXTERIOR FOOTINGS TO BE FOUNDED A MINIMUM OF 18 INCHES BELOW THE LOWEST 
ADJACENT GRADE.
C. SLABS ON GRADE SHALL BE SUPPORTED PER THE GEOTECHNICAL ENGINEER’S 
RECOMMENDATION.

2.2.5. PIN PIPE PILES
A. PIN PILES TO CONSIST OF 6-INCH DIAMTER SCHEDULE 40. ALL PILES TO BE DRIVEN TO 
REFUSAL IN ACCORDANCE WITH THE GEOTECHNICAL REPORT.  THE MAXIMUM PILE 
ECCENTRICITY SHALL BE 3 INCHES. THE CONTRACTOR SHALL DETERMINE THE LOCATION OF ALL 
ADJACENT UNDERGROUND UTILITIES PRIOR DRIVING PILES. GEOTECHNICAL SPECIAL INSPECTION 
REQUIRED PER SOILS REPORT. TYPICAL ONE ASTM QUICK TEST REQUIRED TO CONFIRM PILE 
CAPACITY, CONFIRM WITH GEOTECHNICAL ENGINEER.

STRUCTURAL GENERAL NOTES
3. CONTRACTOR REQUIREMENTS

3.1. GENERAL RESPONSIBILITIES
CONTRACTOR IS RESPONSIBLE FOR THE REVIEW AND COORDINATION OF ALL DRAWINGS AND 
SPECIFICATIONS PRIOR TO THE START OF CONSTRUCTION. NOTIFY THE ARCHITECT OF ANY 
DISCREPANCIES PRIOR TO THE START OF CONSTRUCTION.

REFER TO THE ARCHITECTURAL DRAWINGS FOR INFORMATION INCLUDING BUT NOT LIMITED TO: 
DIMENSIONS, ELEVATIONS, SLOPES, DOOR AND WINDOW OPENINGS, NON-BEARING WALLS, CURTAIN 
WALLS, STAIRS, ELEVATORS, CURBS, DRAINS, DEPRESSIONS, RAILINGS, WATERPROOFING, FINISHES AND 
OTHER NON-STRUCTURAL ITEMS.

REFER TO MECHANICAL, PLUMBING, AND ELECTRICAL DRAWINGS FOR INFORMATION INCLUDING BUT 
NOT LIMITED TO: PIPE RUNS, SLEEVES, HANGERS, TRENCHES, AND ELECTRICAL CONDUIT RUNS, BOXES, 
OUTLETS IN WALLS AND FLOORS.

3.2. CONSTRUCTION RESPONSIBILITIES
CONTRACTOR TO VERIFY ALL DIMENSIONS AND ALL EXISTING SITE CONDITIONS PRIOR TO STARTING 
WORK. ALL DISCREPANCIES ARE TO BE REPORTED TO THE ARCHITECT OR SEOR BEFORE PROCEEDING 
WITH WORK.

CONTRACTOR TO DETERMINE THE LOCATION OF ALL ADJACENT UNDERGROUND UTILITIES OR 
STRUCTURES PRIOR TO ANY EARTHWORK AND PROVIDE PROTECTION FOR ANY UTILITIES OR 
STRUCTURES DURING CONSTRUCTION.

THE STRUCTURAL CONSTRUCTION DOCUMENTS AND SPECIFICATIONS INDICATE THE FINISHED 
STRUCTURE AND DO NOT INDICATE THE METHOD OF CONSTRUCTION. THE CONTRACTOR IS 
RESPONSIBLE FOR ALL SAFETY STANDARDS, MEANS AND METHODS OF CONSTRUCTION, AND FOR THE 
STRENGTH AND STABILITY OF THE STRUCTURE UNDER CONSTRUCTION. THE CONTRACTOR IS TO 
PROVIDE TEMPORARY SHORING AND BRACING TO MAINTAIN STABILITY UNTIL THE STRUCTURE IS 
COMPLETED.

4. SHOP DRAWINGS AND SUBMITTALS

4.1. GENERAL RESPONSIBILITIES
THE SEOR WILL ONLY REVIEW SUBMITTALS FOR ITEMS SHOWN IN THE STRUCTURAL CONTRACT 
DOCUMENTS AND WILL REVIEW SHOP DRAWINGS FOR GENERAL CONFORMANCE. SUBSTITUTIONS ARE 
TO BE SUBMITTED IN WRITING TO SEOR PRIOR TO SUBMITTING SHOP DRAWINGS. 

THE CONTRACTOR IS RESPONSIBLE FOR:
REVIEWING, APPROVING, AND STAMPING SUBMITTALS PRIOR TO SUBMITTAL TO THE SEOR VERIFYING 
DIMENSIONS AND QUANTITIES INFORMATION FOR FABRICATION, SAFETY, AND MEANS AND METHODS OF 
CONSTRUCTION COORDINATING ALL TRADES.

REVISED COMPONENTS OF RESUBMITTALS ARE TO BE CLOUDED AND DATED. ONLY CLOUDED PORTIONS 
OF RESUBMITTALS WILL BE REVIEWED BY THE SEOR. 

4.2. REQUIRED SUBMITTALS
SHOP DRAWINGS AND MATERIAL SUBMITTALS ARE TO BE SUBMITTED TO THE ARCHITECT AND SEOR 
PRIOR TO FABRICATION OR CONSTRUCTION FOR THE FOLLOWING STRUCTURAL ITEMS:

CONCRETE MIX DESIGNS
CONCRETE CONSTRUCTION JOINT PLANS
REINFORCING BAR SHOP DRAWINGS AND PLACING PLANS
GLUED LAMINATED MATERIALS
ENGINEERED WOOD BEAMS
WOOD FLOOR TRUSSES
WOOD ROOF TRUSSES

5. DEFERRED STRUCTURAL COMPONENTS

DEFERRED STRUCTURAL COMPONENTS HAVE NOT BEEN PERMITTED UNDER THE BASE BUILDING 
APPLICATION AND THE CONTRACTOR IS REQUIRED TO SUBMIT THE COMPONENT SYSTEM DOCUMENTS 

TO THE BUILDING OFFICIAL FOR APPROVAL. THE DOCUMENTS ARE TO BE STAMPED AND SIGNED BY AN 
ENGINEER LICENSED WASHINGTON. THE DEFERRED STRUCTURAL COMPONENTS ARE NOT TO BE 
INSTALLED UNTIL SUBMITTAL DOCUMENTS HAVE BEEN APPROVED BY THE BUILDING OFFICIAL.

PRIOR TO SUBMITTING TO THE BUIDING OFFICAL, THE SEOR IS TO REVIEW THE DEFERRED STRUCTURAL 
COMPONENTS SUBMITTALS FOR LOADS IMPOSED ON THE PRIMARY STRUCTURE AND GENERAL 
CONFORMANCE TO THE STRUCTURAL CONTRACT DOCUMENTS. SUBMITTALS ARE TO INCLUDE DESIGN 
CRITERIA AND CALCULATIONS. SUBMITTALS ARE ALSO TO INCLUDE DETAILS OF CONNECTIONS TO THE 
PRIMARY STRUCTURE INDICATING MAGNITUDE AND DIRECTION OF ALL IMPOSED LOADS. CONNECTION 

OF DEFERRED STRUCTURAL COMPONENTS ARE NOT TO INDUCE TORSION ON STRUCTURAL MEMBERS. 
SUBMITTED CALCULATIONS ARE FOR CURSORY REVIEW ONLY. THE DESIGNING PROFESSIONAL IS 
RESPONSIBLE FOR CODE CONFORMANCE.

SUBMITTALS FOR THE FOLLOWING DEFERRED STRUCTURAL COMPONENTS ARE REQUIRED:
     PREFABRICATED CONNECTOR PLATE WOOD TRUSSES
     HANDRAILS, GUARDS, GRAB BARS, AND WALL MOUNTED SHOW SEATS
     EQUIPMENT ANCHORAGE

6. SPECIAL INSPECTIONS

SPECIAL INSPECTION IS TO BE PERFORMED BY A SPECIAL INSPECTOR CERTIFIED BY THE CITY OF 
LYNNWOOD TO PERFORM THE TYPES OF INSPECTIONS IN ACCORDANCE WITH THE PROJECT 
SPECIFICATIONS AND SECTIONS 110 AND 1705 OF THE INTERNATIONAL BUILDING CODE. SPECIAL 
INSPECTOR TO BE DESIGNATED BY THE ARCHITECT, AND RETAINED BY THE BUIDING OWNER. SUMMARY 
REPORTS ARE TO BE DISTRIBUTED WEEKLY TO THE OWNER, ARCHITECT, CONTRACTOR, BUILDING 
OFFICIAL, AND STRUCTURAL ENGINEER.  SPECIAL INSPECTIONOF THE FOLLOWING TYPES OF 
CONTRUCTION IS REQUIRED UNLESS NOTED OTHERWISE
CONCRETE CONSTRUCTION                                     PER TABLE 1705.3
SOIL CONDITIONS, FILL PLACEMENT, AND DENSITY                 PER TABLE 1705.3
DRIVEN DEEP FOUNDATION                                     PER TABLE 1705.7
EXPANSION BOLTS AND EPOXY GROUTED INSTALLATIONS                 PER MANUFACTURER

PERIODIC INSPECTION: INSPECTION SHALL BE PERFORMED AT INTERVALS NECESSARY TO CONFIRM 
THAT WORK REQUIRING SPECIAL INSPECTION IS IN COMPLIANCE WITH REQUIREMENTS. 
CONTINUOUS INSPECTION: INSPECTOR SHALL BE ONSITE AND OBSERVE THE WORK REQUIRING 
INSPECTION AT ALL TIMES THAT WORK IS PERFORMED.

STRUCTURAL WOOD SHEAR WALL SYSTEMS REQUIRE PERIODIC INSPECTION FOR FIELD GLUEING, 
NAILING, BOLTING, ANCHORING AND OTHER FASTENING OF COMPONENTS WITHIN THE SEISMIC FORCE, 
RESISTING SYSTEM INCLUDING SHEAR WALLS, DIAPHRAGMS, DRAG STRUTS, BRACES AND HOLDOWNS. 

7. STRUCTURAL OBSERVATION

7.1. VISUAL OBSERVATION OF THE STRUCTURAL SYSTEM SHALL BE PROVIDED BY THE REGISTERED 
DESIGN PROFESSIONAL IN RESPONSIBLE CHARGE FOR GENERAL CONFORMANCE TO THE APPROVED 
CONSTRUCTION DOCUMENTS AT SIGNIFICANT CONSTRUCTION STAGES AND AT COMPLETION OF THE 
STRUCTURAL SYSTEM. STRUCTURAL OBSERVATION DOES NOT INCLUDE OR WAIVE THE RESPONSIBILITY 
FOR THE INSPECTION REQUIRED BY CHAPTER 17 OF THE 2015 INTERNATIONAL BUILDING CODE.

7.2. STRUCTURAL OBSERVATION SHALL BE PROVIDED BY THE STRUCTURAL ENGINEER OF RECORD AT 
THE FOLLOWING PHASES AS A MINIMUM:

1. UPON COMPLETION OF FOUNDATION REINFORCEMENT, IMMEDIATELY PRIOR TO 
CONCRETE POUR.
2. PERIODIC AND GENERAL CONCRETE CONSTRUCTION OBSERVATION DURING PLACEMENT 
OF FOUNDATIONS AND ELEVATED SLABS.
3. LIGHT FRAMED SHEAR WALLS & HOLDDOWNS OBSERVATION
4. ADDITIONAL OBSERVATIONS AS REQUIRED BY SEOR.

8. TEMPORARY SHORING AND BRACING

IT SHALL BE THE CONTRACTOR’S TOTAL RESPONSIBILITY TO DESIGN AND PROVIDE ADEQUATE 
TEMPORARY SHORING AND LATERAL BRACING FOR ALL STRUCTURAL ELEMENTS INCLUDING, BUT NOT 
LIMITED TO, WALLS, COLUMNS, BEAMS, LINTELS, ETC. FOR WIND, SOIL AND CONSTRUCTION LATERAL AND 
GRAVITY LOADS. THE BRACING MUST REMAIN IN PLACE UNTIL PERMANENT STRUCTURAL SUPPORTS, 
INCLUDING ROOF AND FLOOR DIAPHRAGMS, ARE INSTALLED.

9. CONCRETE & REINFORCING

9.1. MIX STRENGTHS & USES
CONCRETE IS TO BE MIXED, PROPORTIONED, CONVEYED AND PLACED IN ACCORDANCE WITH ACI 301.

CONCRETE MATERIALS ARE TO CONFORM TO THE FOLLOWING SPECIFICATIONS:
PORTLAND CEMENT TYPE 1, ASTM C150
FLY ASH (IF USED) ASTM C618
SLAG CEMENT (IF USED) ASTM C989
NORMAL WEIGHT AGGREGATES ASTM C33
SAND EQUIVALENT ASTM C33
WATER ASTM C1602
AIR ENTRAINING ADMIXTURES ASTM C260
WATER REDUCING ADMIXTURES ASTM C494
FLOWABLE CONCRETE ADMIXTURES ASTM C1017

CONCRETE MIX DESIGN REQUIREMENTS TABLE AND NOTES:

(1) TEST AGE FOR DEMONSTRATING COMPLIANCE WITH REQUIRED STRENGTH IS 28 DAYS, UNO.
(2) WATER-CEMENTITIOUS MATERIAL RATIOS (W/C RATIO) ARE TO BE BASED ON THE TOTAL WEIGHT OF 
CEMENTITIOUS MATERIALS. W/C RATIO AND WATER CONTENT IS TO BE DETERMINED BY THE SUPPLIER 
BASED ON STRENGTH REQUIREMENTS BUT SHALL NOT EXCEED THE VALUES ABOVE.
(3) AIR CONTENT IS TO CONFORM TO ACI 301 SEC 4.2.2.4. HORIZONTAL EXTERIOR SURFACES IN CONTACT 
WITH THE SOIL REQUIRE ENTRAINED AIR. TOLERANCE IS ±1.5 PERCENT. AIR CONTENT IS TO BE 
MEASURED IN THE FIELD AT POINT OF DISCHARGE FROM THE TRUCK.

A CONCRETE PERFORMANCE MIX MUST BE SUBMITTED TO THE STRUCTURAL ENGINEER AND THE 
BUILDING DEPARTMENT FOR APPROVAL AT LEAST TWO WEEKS PRIOR TO PLACING ANY CONCRETE. THE 
PERFORMANCE MIX SHOULD INCLUDE THE AMOUNTS OF CEMENT, FINE AND COARSE AGGREGATE, 
WATER AND ADMIXTURES AS WELL AS THE WATER CEMENT RATIO, SLUMP, CONCRETE YIELD AND 
SUBSTANTIATING STRENGTH DATA IN ACCORDANCE WITH ACI 318-14, SECTION 26.4.3 AND 26.4.4. REVIEW 
OF MIX SUBMITTALS BY THE ENGINEER OF RECORD INDICATES ONLY THAT INFORMATION PRESENTED 
CONFORMS GENERALLY WITH CONTRACT DOCUMENTS. CONTRACTOR OR SUPPLIER MAINTAINS FULL 
RESPONSIBILITY FOR SPECIFIED PERFORMANCE.

9.2. COVER SCHEDULE

FOOTINGS AND OTHER UNFORMED SURFACES CAST 3”
AGAINST AND PERMANENTLY EXPOSED TO EARTH
FORMED SURFACES EXPOSED TO EARTH OR WEATHER 2"
(#6 BARS AND LARGER)
FORMED SURFACES EXPOSED TO EARTH OR WEATHER 1 1/2"
(#5 BARS AND SMALLER)
COLUMN TIES OR SPIRALS AND BEAMS STIRRUPS 1 1/2”
BEAM TIES, STRIRRUPS, OR PRIMARY REINFORCING 1 1/2”
SLABS AND WALLS (INTERIOR FACE, #11 AND SMALLER) 3/4”
SLABS AND WALLS (EXTERIOR FACE, #6 AND LARGER) 2”
SLABS AND WALLS (EXTERIOR FACE, #5 AND SMALLER) 1 1/2“ 

9.3. CONCRETE WALLS REINFORCEMENT

PROVIDE THE FOLLOWING REINFORCEMENT IN CONCRETE WALLS UNLESS NOTED OTHERWISE:

WALL THICKNESS HORIZONTAL BARS VERTICAL BARS LOCATION
6” #4 @ 12” OC #4 @ 12” OC CENTERLINE OF WALL
8” #5 @ 12” OC #5 @ 12” OC CENTERLINE OF WALL
10” #4 @ 16” OC #4 @ 16” OC EACH FACE
12” #4 @ 12” OC #4 @ 12” OC EACH FACE

9.4. REINFORCING STEEL

REINFORCING STEEL IS TO CONFORM TO ASTM A615 (INCLUDING SUPPLEMENT S1), GRADE 60, 
FY = 60,000 psi. WELDED WIRE REINFORCEMENT IS TO CONFORM TO ASTM A185. 

DETAILING OF REINFORCING STEEL (INCLUDING HOOKS AND BENDS) IS TO BE IN ACCORDANCE WITH ACI 
315-99 AND ACI 318-14. LAP ALL REINFORCEMENT AS SHOWN IN THE “REINFORCING SPLICE AND 
DEVELOPMENT LENGTH SCHEDULE” IN THE CONSTRUCTION DOCUMENTS. LAP ADJACENT MATS OF 
WELDED WIRE FABRIC A MINIMUM OF 8" AT SIDES AND ENDS.

WELDING OF GRADE 60 REINFORCING BARS INDICATED ON DRAWINGS MUST CONFORM TO ASTM A706.  
REINFORCING COMPLYING WITH ASTM A615 (S1) MAY BE WELDED ONLY IF MATERIAL PROPERTY 
REPORTS INDICATING CONFORMANCE WITH WELDING PROCEDURES SPECIFIED IN AWS D1.4 ARE 
SUBMITTED. WELDING OF GRADE 60 REINFORCING BARS SHOULD BE PERFORMED USING LOW 
HYDROGEN ELECTRODES. WELDING WITHIN 4" OF COLD BENDS IN REINFORCING STEEL IS NOT 
PERMITTED.

10. ANCHORAGE

1.1. EPOXY-GROUTED ITEMS (THREADED RODS OR REINFORCING BAR) SPECIFIED ON THE DRAWINGS 
SHALL BE INSTALLED USING "SET-XP" HIGH STRENGTH EPOXY AS MANUFACTURED BY THE SIMPSON 
STRONG, TIE COMPANY. INSTALL IN STRICT ACCORDANCE WITH ICC-ES REPORT NO. ESR-2508. MINIMUM 
BASE MATERIAL TEMPERATURE IS 50 DEGREES, F. RODS SHALL BE ASTM A-36 UNLESS OTHERWISE 
NOTED. PERIODIC SPECIAL INSPECTION OF INSTALLATION IS REQUIRED TO VERIFY ANCHOR OR 
EMBEDED BAR TYPE AND DIMENSIONS, LOCATION, ADHESIVE IDENTIFICATION AND EXPIRATION, HOLE 
DIMENSIONS, HOLE CLEANING PROCEDURE, ANCHOR EMBEDMENT, AND ADHERENCE TO THE 
INSTALLATION INSTRUCTIONS. CONTINUOUS SPECIAL INSPECTION IS REQUIRED FOR HORIZONTAL AND 
OVERHEAD INSTALLATIONS.
1.2. CONCRETE SCREW ANCHORS INTO CONCRETE AND CONCRETE MASONRY UNITS SHALL BE "TITEN 
HD" HEAVY DUTY SCREW ANCHOR AS MANUFACTURED BY THE SIMPSON STRONG-TIE COMPANY, 
INSTALLED IN STRICT ACCORDANCE WITH ICC-ES REPORT NO. ESR-2713 (CONCRETE), NO. ESR-1056 
(CMU), INCLUDING MINIMUM EMBEDMENT REQUIREMENTS. SCREW ANCHORS INTO CONCRETE MASONRY 
UNITS SHALL BE INTO FULLY GROUTED CELLS. SPECIAL INSPECTION IS REQUIRED
1.3. EXPANSION BOLTS INTO CONCRETE MASONRY UNITS SHALL BE "WEDGE-ALL" ANCHORS AS 
MANUFACTURED BY THE SIMPSON STRONG TIE COMPANY AND INSTALLED IN STRICT CONFORMANCE TO 
ICC-ES REPORT NUMBER ESR-1396, INCLUDING MINIMUM EMBEDMENT REQUIREMENTS. BOLTS INTO 
CONCRETE MASONRY OR BRICK MASONRY UNITS SHALL BE INTO FULLY GROUTED CELLS. PERIODIC 
SPECIAL INSPECTION IS REQUIRED TO VERIFY ANCHOR TYPE, ANCHOR DIMENSIONS, ANCHOR LOCATION, 
TIGHTENING TORQUE, HOLE DIMENSIONS, ANCHOR EMBEDMENT, AND ADHERENCE TO THE 
INSTALLATION INSTRUCTIONS.

11. WOOD

11.1. MATERIALS:
11.1.1. SOLID SAWN LUMBER

A. 2x & 3x STUDS, JOISTS, AND RAFTERS: NO. 2 GRADE OR BETTER SPRUCE PINE FIR KILN DRIED 
OR HEM FIR KILN DRIED.

B. 2x & 3x SILL PLATES: NO. 2 GRADE OR BETTER SPRUCE PINE FIR KILN DRIED OR HEM FIR KILN 
DRIED TREATED WITH BORATE TO AWPA USE CATEGORY UC2 FOR SILL PLATES.

C. 4x & 6x BEAMS: NO. 1 GRADE OR BETTER DOUGLAS FIR KILN DRIED.

11.1.2. SHEATHING
A. FLOOR SHEATHING: 23/32” ADVANTECH STRUCTURAL 1 APA SPAN RATING 48/24 TONGUE & 

GROOVE SUBFLOOR MANUFACTURED BY HUBER ENGINEERED WOODS OR APPROVED EQUAL.
1. ADHESIVE FOR SUBFLOORING SHALL CONFORM TO PERFORMANCE SPECIFICATION 

AFG-01 DEVELOPED BY APA.
B. ROOF SHEATHING: 5/8” ZIP SYSTEM ROOF STRUCTURAL 1 APA SPAN RATING 40/20 

MANUFACTURED BY HUBER ENGINEERED WOODS OR APPROVED EQUAL. INSTALL PANEL CLIP 
THAT CREATES AN 1/8” SPACE BETWEEN PANELS AT MIDSPAN OF EACH TRUSS/RAFTER 
SPACE ALONG UNSUPPORTED SHEATHING EDGES.

C. WALL SHEATHING: 
1. 7/16 APA SPAN RATING 24/16 WALL SHEATHING 
2. 1/2” STRUCTURAL 1 APA SPAN RATING 24/16 WALL 

11.1.3. GLUED LAMINATED TIMBER:
A. MATERIALS, MANUFACTURER AND QUALITY CONTROL SHALL BE IN CONFORMANCE WITH AITC 

117-04 "STANDARD SPECIFICATIONS FOR STRUCTURAL GLUED LAMINATED TIMBER OF 
SOFTWOOD SPECIES”, ANSI/AITC A190.1-2017 "STRUCTURAL GLUED LAMINATED TIMBER", AND 
ASTM D3737.

B. WOOD SPECIES SHALL BE DOUGLAS FIR LARCH.
C. LAMINATION COMBINATION SHALL BE 24F-V4-DF/DF OR 24F-V8-DF/DF FOR CONTINUOUS OR 

CANTILEVER SPANS.
D. ADHESIVES SHALL MEET THE REQUIREMENTS FOR WET CONDITION OF SERVICE.
E. MEMBERS SHALL BE INDIVIDUALLY WRAPPED.
F. GLUED LAMINATED MEMBERS EXPOSED TO WEATHER OR HIGH MOISTURE SHALL BE 

PRESSURE TREATED PRIOR TO GLUING WITH PENTACHLOROPHENOL IN MINERAL SPIRITS IN 
ACCORDANCE WITH AITC 109 “STANDARD FOR PRESERVATIVE TREATMENT OF STRUCTURAL 
GLUED-LAMINATED TIMBER.” AND MEMBERS SHALL HAVE (2) COATS OF FIELD APPLIED 
SEALER.

G. CONTRACTOR SHALL SUBMIT SHOP DRAWINGS FOR REVIEW BY ENGINEER PRIOR TO 
FABRICATION. SHOP DRAWINGS SHALL BEAR THE SEAL OF A PROFESSIONAL ENGINEER WHO 
IS REGISTERED IN THE STATE THE PROJECT OCCURS, AND SHALL SHOW ALL DESIGN AND 
FABRICATION DATA.

H. SEE “MASS TIMBER” GENERAL NOTES FOR ADDITIONAL REQUIREMENTS.

11.1.4. ROSBORO RMT BEAMS AND POSTS: NO. 1 DOUGLAS FIR LARCH. INSTALL PER 
MANUFACTURER'S RECOMMENDATIONS.

11.1.5. ROSBORO X-BEAMS: 24F-V4-DF/DF. INSTALL PER MANUFACTURER'S RECOMMENDATIONS.

11.1.6. LVL (LAMINATED VENEER LUMBER) BEAMS: INSTALL PER MANUFACTURER'S 
RECOMMENDATIONS. LVL BEAMS SHALL HAVE DESIGN STRESS VALUES AS FOLLOWS:
1. FB = 2600 PSI BENDING
2. FV = 285 PSI HORIZONTAL SHEAR
3. FC = 2510 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 750 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,900,000 PSI MODULUS OF ELASTICITY

11.1.7. LSL (LAMINATED STRAND LUMBER). INSTALL PER MANUFACTURER'S RECOMMENDATIONS. 
LSL’S SHALL HAVE DESIGN STRESS VALUES AS FOLLOWS:

A. BEAMS:
1. FB = 2,325 PSI BENDING
2. FV = 310 PSI HORIZONTAL SHEAR
3. FC = 2,170 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 900 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,550,000 PSI MODULUS OF ELASTICITY

B. RIM BOARDS/HEADERS:
1. FB = 1,700 PSI BENDING
2. FV = 400 PSI HORIZONTAL SHEAR
3. FC = 1,400 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 680 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,300,000 PSI MODULUS OF ELASTICITY

11.1.8. PSL (PARALLEL STRAND LUMBER) BEAMS AND COLUMNS: INSTALL PER MANUFACTURER'S 
RECOMMENDATIONS. PSL BEAMS AND COLUMNS SHALL HAVE DESIGN STRESS VALUES AS 
FOLLOWS:

A. BEAMS:
1. FB = 2,900 PSI BENDING
2. FV = 290 PSI HORIZONTAL SHEAR
3. FC = 2,900 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 750 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 2,000,000 PSI MODULUS OF ELASTICITY

B. COLUMNS:
1. FB = 2,400 PSI BENDING
2. FV = 190 PSI HORIZONTAL SHEAR
3. FC = 2,500 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 425 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,800,000 PSI MODULUS OF ELASTICITY

11.1.9. PSL MEMBERS EXPOSED TO WEATHER OR HIGH MOISTURE SHALL BE TREATED TO AWPA USE 
CATEGORY UC3B FOR BEAMS AND UC4B FOR COLUMNS. INSTALL PER MANUFACTURER'S 
RECOMMENDATIONS. PSL BEAMS AND COLUMNS SHALL HAVE DESIGN STRESS VALUES AS 
FOLLOWS:

A. BEAMS:
1. FB = 1,827 PSI BENDING
2. FV = 197 PSI HORIZONTAL SHEAR
3. FC = 1,508 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 368 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,460,000 PSI MODULUS OF ELASTICITY

B. COLUMNS:
1. FB = 1344 PSI BENDING
2. FV = 112 PSI HORIZONTAL SHEAR
3. FC = 1025 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 149 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,206,000 PSI MODULUS OF ELASTICITY

11.1.9. PSL MEMBERS EXPOSED TO WEATHER OR HIGH MOISTURE SHALL BE TREATED TO AWPA USE 
CATEGORY UC3B FOR BEAMS AND UC4B FOR COLUMNS. INSTALL PER MANUFACTURER'S 
RECOMMENDATIONS. PSL BEAMS AND COLUMNS SHALL HAVE DESIGN STRESS VALUES AS 
FOLLOWS:

A. BEAMS:
1. FB = 1,827 PSI BENDING
2. FV = 197 PSI HORIZONTAL SHEAR
3. FC = 1,508 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 368 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,460,000 PSI MODULUS OF ELASTICITY

B. COLUMNS:
1. FB = 1344 PSI BENDING
2. FV = 112 PSI HORIZONTAL SHEAR
3. FC = 1025 PSI COMPRESSION PARALLEL TO GRAIN

4. FC┴ = 149 PSI COMPRESSION PERPENDICULAR TO GRAIN
5. E = 1,206,000 PSI MODULUS OF ELASTICITY

11.1.10. WOOD TRUSSES: 
A. ALL WORK TO CONFORM TO THE "NATIONAL DESIGN STANDARDS FOR METAL-PLATE-

CONNECTED WOOD TRUSS CONSTRUCTION" (ANSI/TPI 1-2014) BY THE TRUSS PLATE 
INSTITUTE, INC.

B. ALL FLOOR AND ROOF TRUSSES SHALL BE DESIGNED FOR THE LOADS AS SHOWN IN THE 
DESIGN LOAD SECTION OF THESE NOTES AND ON THE DRAWINGS UNLESS NOTED 
OTHERWISE.

C. ALL NECESSARY BRIDGING, BLOCKING, BLOCKING PANELS, STIFFENERS, ETC., SHALL BE 
DETAILED AND FURNISHED BY THE MANUFACTURER.

D. ALL TRUSSES UNDER 60’ LONG SHALL BE BRACED DURING ERECTION PER "COMMENTARY 
AND RECOMMENDATIONS FOR HANDLING, INSTALLING AND BRACING METAL PLATE
CONNECTED WOOD TRUSSES”, BCSI-B1 SUMMARY SHEET BY THE TRUSS PLATE INSTITUTE, 
UNLESS MORE STRICT BRACING IS REQUIRED BY THE TRUSS MANUFACTURER. 

E. ALL TRUSSES OVER 60’ LONG SHALL HAVE TEMPORARY BRACING DESIGNED BY A 
PROFESSIONAL ENGINEER WHO IS REGISTERED IN THE STATE THE PROJECT OCCURS, AND 
SHALL HAVE DRAWINGS SUBMITTED, BEARING THE DESIGNER’S SEAL, SHOWING THE DETAILS 
OF THE TEMPORARY BRACING. THIS BRACING SHALL REMAIN AS PERMANENT BRACING. 
BRACING IN THE PLANE OF THE TOP CHORD MAY BE REMOVED WHEN THE TOP CHORD IS 
LATERALLY BRACED BY WOOD SHEATHING.

F. BOTTOM CHORD OF WOOD TRUSSES SHALL BE DESIGNED AS UNBRACED FOR A LENGTH 
EQUAL TO THE SPACING BETWEEN BOTTOM CHORD BRACES. BOTTOM CHORD BRACES SHALL 
BE SUPPLIED BY TRUSS MANUFACTURER.

G. LAP SPLICE PERMANENT TRUSS BRACING A MINIMUM OF ONE TRUSS SPACE.
H. FABRICATOR SHALL DESIGN ALL TRUSS TO TRUSS AND/OR TRUSS TO BEAM CONNECTIONS 

AND SHALL SPECIFY THE PROPER SIZED HANGER ON THE SHOP DRAWINGS.
I. TO ACCOMMODATE TRUSS DEFLECTION AND UPLIFT CONDITIONS, INSTALL SIMPSON DTC 

TRUSS CLIPS TO BOTTOM CHORD OF ALL FLOOR AND ROOF TRUSSES AND NAILED TO THE 
TOP PLATE OF ALL PERPENDICULAR NON-LOADBEARING STUD WALLS BELOW. DO NOT PLACE 
CEILING DRYWALL FASTENERS INTO TRUSSES WITHIN 16 INCHES OF STUD WALLS ORIENTED 
EITHER PARALLEL OR PERPENDICULAR TO TRUSSES.

J. AT HIP ROOFS WHERE STEP DOWN TRUSSES ARE USED TO FRAME THE HIP, A 
MANUFACTURED HIP FILLER TRUSS OR 2x4 BLOCKING SHALL BE INSTALLED BETWEEN THE 
STEP DOWN TRUSSES ALONG THE HIP LINES TO SUPPORT THE FREE EDGES OF THE ROOF 
SHEATHING.

K. SUBMIT SHOP DRAWINGS AND DESIGN CALCULATIONS TO THE ARCHITECT AND STRUCTURAL 
ENGINEER FOR REVIEW PRIOR TO FABRICATION.  DESIGN SUBMITTALS SHALL BEAR THE 
STAMP AND SIGNATURE OF A REGISTERED PROFESSIONAL ENGINEER, STATE OF 
WASHINGTON.

11.1.11. FASTENERS:
A. BOLTS

1. THROUGH BOLTS: ASTM A307, SAE J429.
2. PROVIDE STANDARD CUT WASHER BETWEEN BOTH HEAD AND NUT TO WOOD 
CONNECTION.

B. NAILS
1. PNEUMATIC GUN NAILS SHALL MEET THE DIAMETER AND LENGTH SHOWN ON DRAWINGS.
2. ALL NAILS AND FASTENERS WITH EXTERIOR EXPOSURE OR FOR USE IN PRESSURE 
TREATED OR FIRE RETARDANT TREATED (FRT) LUMBER SHALL BE HOT DIPPED GALVANIZED 
OR STAINLESS STEEL.

C. HARDWARE
1. ALL CONNECTION HARDWARE SPECIFIED ON THE STRUCTURAL DRAWINGS SHALL BE 
MANUFACTURED BY THE SIMPSON STRONG-TIE COMPANY, SHALL BE FASTENED AS 
SPECIFIED IN THE SIMPSON PRODUCT AND INSTRUCTION MANUAL, AND ARE BASED ON THEIR 
CATALOG PUBLISHED CAPACITIES. ALL CONNECTORS SHALL BE INSTALLED USING THE 
MAXIMUM NAILING SPECIFIED AND PROPER NAIL SIZE UNLESS NOTED OTHERWISE
2. SIMPSON CONNECTORS USED IN ALL APPLICATIONS WITH ACQ-C, ACQ-D, CBA-A, OR CA-B 
TREATED LUMBER SHALL BE ZMAX (G185) OR HOT DIPPED GALVANIZED. G60 AND G90 COATED 
PRODUCTS ARE NOT ALLOWED FOR APPLICATIONS WITH TREATED LUMBER. G90 CAN BE 
USED WITH BORATE TREATED LUMBER IN INTERIOR-DRY APPLICATIONS. ONLY USE 
GALVANIZED FASTENERS WITH ZMAX AND HOT DIP GALVANIZED CONNECTORS. AT OWNER’S 
OPTION, STAINLESS STEEL TYPE 304 OR TYPE 316 WITH STAINLESS STEEL FASTENERS CAN BE 
USED TO INCREASE LIFE EXPECTANCY OF THE CONNECTOR. STAINLESS STEEL CONNECTORS 
SHOULD BE USED FOR LUMBER WITH CHEMICAL RETENTION LEVELS GREATER THAN 0.40 PCF 
FOR ACQ, 0.41 PCF FOR CBA-A, OR 0.21 PCF FOR CA-B. 

D. CONNECTIONS SHALL BE MADE PER TABLE 2304.10.1 "FASTENING SCHEDULE", IN 
REFERENCED BUILDING CODE UNLESS NOTED OTHERWISE.

E. STAPLES NOT PERMITTED FOR FASTENING SHEATHING.

11.2. EXECUTION
11.2.1. BEARING POINTS:

ALL BEARING POINTS FROM CONCENTRATED LOADS SHALL BE SUPPORTED ON ROOF OR 
FLOOR BEAMS OR SHALL HAVE ADEQUATE BEARING STUDS PLACED BELOW CONCENTRATED 
LOADS ON ALL LEVELS TO SOLID BEARING ON FOUNDATION WALL SILL PLATE.

11.2.2. BRIDGING:
BRIDGING IN ALL FLOOR AND CEILING JOISTS, INCLUDING MANUFACTURED WOOD I-JOISTS, 
SHALL BE 1"X3" CROSS BRIDGING (DOUBLE NAILED) AT 8'-0" ON CENTER MAXIMUM.

11.2.3. NOTCHES:
NOTCHES IN FLOOR JOISTS AND ROOF RAFTERS SHALL NOT BE LOCATED IN THE MIDDLE 
ONE-THIRD OF THE SPAN. DEPTH OF NOTCHES IN THE TOP OR BOTTOM OF THE MEMBER ARE 
NOT TO EXCEED ONE-SIXTH OF THE MEMBER DEPTH, AND LENGTH SHALL NOT EXCEED ONE-
THIRD OF MEMBER DEPTH. HOLES SHALL NOT BE BORED LARGER THAN ONE-THIRD OF THE 
MEMBER DEPTH, OR WITHIN TWO INCHES OF THE TOP OR BOTTOM OF THE MEMBER, OR 
WITHIN TWO FEET OF BEARING. NO HOLES OR NOTCHES ARE ALLOWED IN BEAMS UNLESS 
APPROVED BY ENGINEER.

MAX W/C 
RATIO(2)

TOTAL AIR 
CONTENT(3)

FOOTINGS, STEM WALLS 
AND SLAB ON GRADE

MAX 
AGGREGATE 

(IN)

STRENGTH 
F'C (psi)(1)

6%0.451

LOCATION/MEMBER TYPE

4,500
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INSUL INSULATION

INT INTERIOR

JT JOINT

K KIP (1,000LB)

KSI KSI (KIPS PER SQUARE INCH)

LF LINEAL FEET (FOOT)

LL LIVE LOAD

LLBB LONG LEGS BACK-TO-BACK

LLH LONG LEGS HORIZONTAL

LLV LONG LEGS VERTICAL

LOC LOCATION

LONGIT LONGITUDINAL

LP LOP POINT

LSL LONG SLOTTED (HOLES) OR LAMINATED
STAND LUMBER

LVL LEVEL OR LAMINATED VENEER LUMBER

MAX MAXIMUM

MECH MECHANIC(AL)

MEP MECHANICAL/ELECTRICAL/PLUMBING

MEZZ MEZZANINE

MF MOMENT FRAME

MFR MANUFACTURE(R)

MFRG MANUFACTURING

MIN MINIMUM

MISC MISCELLANEOUS

NIC NOT IN CONTRACT

NOM NOMINAL

NS NEAR SIDE

NTS NOT TO SCALE

OC ON CENTER

OD OUTSIDE DIAMETER

OPNG OPENING

OPP OPPOSITE (HAND)

OVS OVERSIZED (HOLES)

OWJ OPEN WEB JOIST

PC PRECAST

PCF POUNDS PER CUBIC FOOT

PCP PRECAST CONCRETE PANEL

PEN PENETRATION

PERP PERPENDICULAR

PJP PARTIAL JOINT PENETRATION

PL PLATE

PLF POUNDS PER LINEAL FOOT

PLYWD PLYWOOD

PREFAB PREFABRICATED

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PT POST-TENSION, PRESSURE TREATED OR
POINT

PVC POLYVINYL CHRLORIDE

PWT PREFABRICATED WOOD TRUSS

R RADIUS

REF REFERENCE

REINF REINFORCE OR REINFORCING

REQD REQUIRED

REQT REQUIREMENT

SC SLIP CRITICAL

SCHED SCHEDULE(D)

SDQ SPECIAL DUCTILE QUALITY

SECT SECTION

SEOR STRUCTURAL ENGINEER OF RECORD

SHT SHEET

SHTG SHEATHING

SIM SIMILAR

SLBB SHORT LEGS BACK-TO-BACK

SOG SLAB ON GRADE

SP SOUTHERN PINE

SPC SPACE MARK

SPCG SPACING

SPEC SPECIFICATION

SQ SQUARE

SSL SHORT SLOTTED (HOLES)

STD STANDARD

STIFF STIFFENER

STIRR STIRRUP

STL STEEL

STRUCT STRUCTURE / STRUCTURAL

SW SHEAR WALL

T&B TOP AND BOTTOM

T&G TONGUE & GROOVE

T/ TOP OF

TDS TIE DOWN SYSTEM

TEMP TEMPORARY

THK THICKNESS

THRU WELDED WIRE FABRIC

THRU THROUGH

TO TOP OF

TOG TOP OF GRADE

TOM TOP OF MASONRY

TOP TOP OF PARAPET

TRANS TRANSVERSE

TUD TAKE UP DEVICE

TYP TYPICAL

UNO UNLESS NOTED OTHERWISE

UT ULTRASONIC TEST

VERT VERTICAL(LY)

VIF VERIFY IN FIELD

W WIDE

W/ WITH

W/O WITHOUT

WF WIDE FLANGE

WHS WELDED HEADED STUD

WP WORK POINT

WT WEIGHT

WWM WELDED WIRE MESH

YD YARD

ACI AMERICAN CONCRETE INSTITUTE

ADDL ADDITIONAL

ADJ ADJACENT

AESS ARCHITECTURAL EXPOSED STRUCTURAL
STEEL

AFF ABOVE FINISH FLOOR

AISC AMERICAN INSTITUE OF STEEL
CONSTRUCTION

ALT ALTERNATE

ALUM ALUMINUM

ANCH ANCHOR

ANSI AMERICAN NATIONAL STANDARDS INSTITUTE

APA AMERICAN PLYWOOD ASSOCIATION

APPD APPROVED

APPROX APPROXIMATE

AR ANCHOR ROD

ARCH ARCHITECT OR ARCHITECTURAL

ASTM AMERICAN SOCITEY FOR TESTING AND
MATERIALS

AWS AMERICAN WELDING SOCIETY

B/ BOTTOM OF

BF BRACED FRAME

BLDG BUILDING

BLKG BLOCK OR BLOCKING

BM BEAM

BN BOUNDARY NAILING

BO BOTTOM OF

BOS BOTTOM OF STEEL

BOT BOTTOM

BRG BEARING

BRKT BRACKET

BSMT BASEMENT

BTWN BETWEEN

BU BUILT UP

C CAMBER

CANT CANTILEVER

CAP CAPACITY

CG CENTER OF GRAVITY

CIP CAST IN PLACE (CONCRETE)

CJ CONSTRUCTION JOINT OR CONTROL JOINT

CJP COMPLETE JOINT PENETRATION

CL CENTERLINE

CLG CEILING

CLR CLEAR(ANCE)

CMU CONCRETE MASONRY UNIT

COL COLUMN

COMP COMPRESSION

CONC CONCRETE

CONN CONNECTION OR CONNECT

CONSTR CONSTRUCTION

CONT CONTINUOUS OR CONTINUE

COORD COORDINATE OR COORDINATION

CORR CORRUGATED

CTR CENTER

CU CUBIC

CU YD CUBIC YARD

DB DROPPED BEAM

db BAR DIAMETER

DBA DEFORMED BAR ANCHOR

DBL DOUBLE

DEG DEGREE

DEMO DEMOLITION OR DEMOLISH

DET DETAIL

DF DOUGLAS FIR

DIAG DIAGONAL

DIM DIMENSION

DISC DISCONTINUED OR DISCONTINOUS

DKG DECKING

DL DEAD LOAD

DN DOWN

DWG DRAWING

DWL DOWEL

(E) EXISTING

EA EACH

EF EACH FACE

EL ELEVATION

ELEC ELECTRIC(AL)

ELEV ELEVATOR

EMBED EMBEDDED; EMBEDMENT

EN EDGE NAILING

ENGR ENGINEER

EQ EQUAL OR EARTHQUAKE

EQUIP EQUIPMENT

ES EACH SIDE

EW EACH WAY

EXH FN EXHAUST FAN

EXP EXPANSION

EXT EXTERIOR

FDN FOUNDATION

FF FAR FACE

FIN FINISH(ED)

FLR FLOOR

FP FULL PENETRATION

FRMG FRAMING

FT FOOT / FEET

FTG FOOTING

GA GAGE OR GAUGE

GALV GALVANIZED

GC GENERAL CONTRACTOR

GLAM GLUE-LAMINATED

GWB GYPSUM WALL BOARD

GYP GYPSUM

HGR HANGER

HM HOLLOW METAL

HORIZ HORIZONTAL

HP HIGH POINT

HR HEM FIR

HT HEIGHT

HVAC HEATING / VENTILATING / AIRE CONDITIONING

IBC INTERNATIONAL BUILDING CODE

ID INSIDE DIAMETER

IE INVERT ELEVATION

IN INCH

INCL INCLUDE

FS.000 COVER SHEET

S.10.001 STRUCTURAL GENERAL NOTES

S.10.002 STRUCTURAL GENERAL INFORMATION

S.10.011 LOAD MAPS

S.10.110 FOUNDATION PLAN - LEVEL 1

S.10.111 STUD & SHEARWALL PLAN - LEVEL 1

S.10.120 FRAMING PLAN - ROOF LEVEL

S.10.301 TYPICAL FOUNDATION DETAILS

S.10.601 TYPICAL WALL DETAILS

S.10.602 TYPICAL WALL DETAILS

S.10.603 ROOF DETAILS

S.10.604 SECTIONS & DETAILS
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LOAD MAP KEY

LIVE LOAD (LL) DESIGNATIONS

SUPERIMPOSED DEAD LOAD 
(SDL) DESIGNATIONS

SUPERIMPOSED DEAD LOAD (SDL) DESIGNATIONS

A 1

LIVE LOAD (LL) DESIGNATIONS

NOTES:

1. LIVE LOADS INDICATED WITH (R) ARE REDUCIBLE.
2. *5 PSF FOR PARTITIONS. 10 PSF USED FOR SEISMIC MASS CALCULATIONS.

ROOF PLANWALL ELEVATION

+24 / -32
+22 / -27
+21 / -25

+24 / -26
+22 / -24
+21 / -23

4' - 0"4' - 0"

EDGE OF BUILDING

ROOF

BASE

+24 / -32
+22 / -27
+21 / -25

G1

NOTES:

1. PRESSURES SHOWN ARE ULTIMATE AND MAY BE REDUCED BY A 
FACTOR OF 0.6 FOR SERVICE LEVEL LOADING.

2. EXTERIOR COMPONENTS AND CLADDING ARE TO BE DESIGNED TO 
ACCOMMODATE WORST CASE WIND LOADS SHOWN UNLESS 
OTHERWISE CALCULATED BY A REGISTERED PROFESSIONAL 
ENGINEER LICENSED IN THE PROJECT STATE.

3. WIND LOADS FOR COMPONENTS AND CLADDING ARE DETERMINED 
IN ACCORDANCE WITH ASCE 7-10 CHAPTER 30 PART 1 AND PART 6. 
PRESSURES ARE CALCULATED FOR AN EFFECTIVE AREA OF 10, 50, 
AND 100 SQUARE FEET AND ARE SHOWN THUS:

4. POSITIVE (+) PRESSURES ACT TOWARDS THE BUILDING (INWARD) 
AND NEGATIVE (-) PRESSURES ACT AWAY FROM THE BUILDING 
(SUCTION).

10 FT2

50 FT2

100 FT2

G2G3 EDGE OF BUILDING

G2

G3

G3 G3

G2 G2

G3

G3

G3

G3

G3

G3

G3

G3

G3

G3 G3 G3

G3

G3G3

G2

G2

G2G1

G3

G2

G2

G2

G2

G2

G1

G1

G2G2

G2

G2

G2 G2G1

G3G3 G2 G2

G2 G2

G2 G2

G1 G1

G3

G3

1A

1A

1A

1A

1A 1A

1A
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MARK USE
LIVE LOAD

(PSF)
SNOW LOAD

(PSF)

A ROOF 20 25

SUPERIMPOSED DEAD LOAD (SDL) DESIGNATIONS

MARK TYPE
TOTAL

SDL (PSF)
FLOOR FINISH

LOAD (PSF)
CEILING/MEP
LOAD (PSF)

OTHER DEAD
LOAD (PSF)

OTHER LOAD DESCRIPTION

1 ROOF 18 4 8 6 10 PSF TOP CHORD/ 8 PSF BOT CHORD

ZONE PRESSURE

ROOF ZONE LOADING (PSF)

G1
+24 / -44
+21 / -32
+20 / -26

G2
+24 / -55
+21 / -43
+20 / -38

G3
+24 / -55
+21 / -43
+20 / -38

9
LOAD MAP NOTES & DESIGNATIONS

17
COMPONENTS AND CLADDING WIND PRESSURE DIAGRAMS

19
ROOF LEVEL LOADING PLAN
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0101

0505

B

B

G

G

C

C

0707

0808

F

F

E

E

D

D

0202

0606

A

A

0404

H

H

0303

09

01

05

BG C

07

08

F E D

02

06

A

04

H

03

1
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0
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 0
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 0
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1

1
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 0
"

6
' -

 0
"

1
0

' -
 0
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1

3
' -

 0
"

3
0

' -
 0

"

140' - 0"

19' - 0" 37' - 6" 11' - 2" 9' - 6" 22' - 10" 20' - 0" 20' - 0"

TYP
FS1

TYP
FS1

4" SLAB-ON-
GROUND W/ #3
@ 16" EW CTRD
IN SLAB DEPTH,

TYP

4" SLAB-ON-
GROUND W/ #3
@ 16" EW CTRD
IN SLAB DEPTH,

TYP

F3

F3F3

14

S.10.301

18

S.10.301

TYP

19

S.10.301

TYP

15

S.10.301

LEGEND

#K
#J

NUMBER OF KING AND JACK 
STUDS. SEE STRUCTURALLY 
WALL ELEVATION ON S.601
PROVIDE 1K2J AT OPENING, UNO

SHEAR WALL PER SHEAR WALL 
SCHEDULE ON S.601. USE SW6E 
IF NO DESIGNATION IS PROVIDED

STRUCTURAL 
BEARING WALL PER 
BEARING WALL 
SCHEDULE

SWXX

X

POST PER POST 
SCHEDULE

P##

P##
 

O
R

 #
K#J POST OR WINDOW JAMB 

ASSEMBLY. FASTEN STUDS 
PER SHEAR WALL SCHEDULE

H
D

U
#

INDICATES FOOTING STEP. 
REFER TO DETAIL 19/S.301.

$

FX

FOOTING PER STRIP FOOTING 
SCHEDULE. USE FS1, UNO

FX.X

FOOTING PER SPREAD 
FOOTING SCHEDULE

HOLDDOWN PER FLOOR 
HOLDDOWN SCHEDULE. 
PROVIDE MINIMUM END STUDS 
WHERE NO POST OR KING/JACK 
STUDS INDICATED

H
D

U
#

HOLDDOWN PER FLOOR 
HOLDDOWN SCHEDULE

1-2x6-24

HEADER PER 
HEADER SCHEDULE
PROVIDE H326, UNO

INDICATES DRAG TRUSS. MFR 
TO DESIGN FOR SERVICE 
LEVEL AXIAL LOAD XXXX

DLT XXXX#

FOUNDATION PLAN NOTES

1. GENERAL
1.1 TOP OF SLAB = 2230.60 UNO. ELEVATION REFERENCES 

MADE ON PLAN ARE RELATIVE TO THIS ELEVATION.
1.2 UNO, TOP OF ALL STRIP AND SPREAD FOOTINGS ARE 

1'-4" BELOW TOP OF SLAB.
1.3 REFER TO ARCHITECTURAL DRAWINGS FOR 

DIMENSIONS NOT SHOWN.
1.4 REFER TO STRUCTURAL GENERAL NOTES AND 

SPECIFICATIONS FOR ADDITIONAL INFORMATION.
1.5 REFER TO S.301 FOR CONCRETE TYPICAL DETAILS.
1.6 REFER TO S.601, S.602, S.603 & S.604 FOR WOOD TYPICAL 

DETAILS.

2. WALLS 
2.1 SHEATH ALL EXTERIOR WALLS PER SW6E UNO.
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LEVEL 1 FOUNDATION PLAN

STRIP FOUNDATION SCHEDULE

MARK WIDTH THICKNESS LONGITUDINAL
TRANSVERSE

REINF

FS1 1' - 6" 0' - 10" (3) #4 CONT (BOT) #5 @ 12" (BOT)

NOTE: SEE PLAN FOR ADDITIONAL 
REINFORCEMENT WHERE REQUIRED.

SPREAD FOOTING SCHEDULE

MARK WIDTH LENGTH DEPTH REINFORCING

F3 3' - 0" 3' - 0" 1' - 0" (4) #4 EA WAY (BOT)
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1-2x6-24
SW6E

1-2x6-24
SW6W

1-2x6-24
SW6E

1-2x6-24
SW6W

1-2x6-24
SW4E

1-2x6-24
SW2*

1-2x6-24
SW3E

1-2x6-24
SW4E

1-2x6-24
SW4E

1-2x6-24
SW4E

1-2x6-24
SW3E

1-2x6-24
SW3E

1-2x6-24
SW6E

1-2x6-24
SW6E

HSS6X3X1/4,
TYP

HSS8X4X1/4,
TYP

HSS6X6X1/4
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U
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U
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H
D
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H
D
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C
R
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R
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C
R
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H
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R
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C
R
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H
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U
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D
U
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C
R
610

H
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C
R
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H
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C
R
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1-2x6-24
SW4W
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SW4W
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SW4W

H
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1
2
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S
L

H-312 LSL

H
2
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H
2
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8
H

2
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H2-28 H-312 LSL H2-28

H
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1
2
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S
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H
2
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8
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1
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H
E
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5 1/2" x 21" GLB

5
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2
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G
L

B
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D
U
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H
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1
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H
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A
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H
-4

1
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H
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E
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W14X30,
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6
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2
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M
T

6
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2
 R

M
T

6
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2
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M
T

6
x1

2
 R

M
T

6x12 RMT

1-2x6-24
SW6E

1-2x6-24
SW6E

1-2x6-24
SW6E

1-2x6-24
SW6E

16

S.10.604

CCQ5-6SDS2.5

19

S.10.604

CCQ5-6SDS2.5

3 1/2" x 5 1/2" LSL 
STUDS @ 24" OC

SP26H
D
U
2

2J
/2

K

H
D
U2

ROOF FRAMING PLAN NOTES

1. GENERAL
1.1 REFER TO ARCHITECTURAL DRAWINGS FOR DIMENSIONS NOT 
SHOWN.
1.2 REFER TO STRUCTURAL GENERAL NOTES AND SPECIFICATIONS 
FOR ADDITIONAL INFORMATION.
1.3 REFER TO S.601 AND S.602 FOR WOOD TYPICAL DETAILS. 

2. ROOF
2.1 ROOF TO BE 19/32" APA-RATED SHEATHING PER STRUCTURAL 
GENERAL NOTES, GLUED AND NAILED. NAIL SHEATHING AS 
FOLLOWS:

FLOOR BOUNDARY (BN)     PASLODE TETRAGRIP NAIL @ 6"
PANEL EDGES (EN)             PASLODE TETRAGRIP NAIL @ 6"
OTHER SUPPORTS, FIELD NAILING PASLODE TETRAGRIP NAIL @ 12"

2.2 ROOF TRUSSES TO ALIGN WITH WALL STUDS.

2.3 REFER TO S.611 FOR ROOF TRUSS TYPES.

LEGEND

#K
#J

NUMBER OF KING AND JACK 
STUDS. SEE STRUCTURALLY 
WALL ELEVATION ON S.601
PROVIDE 1K2J AT OPENING, UNO

SHEAR WALL PER SHEAR WALL 
SCHEDULE ON S.601. USE SW6E 
IF NO DESIGNATION IS PROVIDED

STRUCTURAL 
BEARING WALL PER 
BEARING WALL 
SCHEDULE

SWXX

X

POST PER POST 
SCHEDULE

P##

P##
 

O
R

 #
K#J POST OR WINDOW JAMB 

ASSEMBLY. FASTEN STUDS 
PER SHEAR WALL SCHEDULE

H
D

U
#

INDICATES FOOTING STEP. 
REFER TO DETAIL 19/S.301.

$

FX

FOOTING PER STRIP FOOTING 
SCHEDULE. USE FS1, UNO

FX.X

FOOTING PER SPREAD 
FOOTING SCHEDULE

HOLDDOWN PER FLOOR 
HOLDDOWN SCHEDULE. 
PROVIDE MINIMUM END STUDS 
WHERE NO POST OR KING/JACK 
STUDS INDICATED

H
D

U
#

HOLDDOWN PER FLOOR 
HOLDDOWN SCHEDULE

1-2x6-24

HEADER PER 
HEADER SCHEDULE
PROVIDE H326, UNO

INDICATES DRAG TRUSS. MFR 
TO DESIGN FOR SERVICE 
LEVEL AXIAL LOAD XXXX

DLT XXXX#
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SCALE:   1/8" = 1'-0"

STUD & SHEARWALL PLAN - LEVEL 1

HOLDOWN SCHEDULE

Comments DESCRIPTION SCREWS
MIN END
STUDS

ANCHOR
BOLT

HDU2

HDU4 HDU2-SDS2.5 (6) 1/4" 2 1/2" SDS 2 SSTB24

HDU5 HDU5-SDS2.5 (14) 1/4" 2 1/2" SDS 2 SSTB24

HDU8 HDU8-SDS2.5 (20) 1/4" 2 1/2" SDS 3 SSTB28

HDU11 HDU11-SDS2.5 (30) 1/4" 2 1/2" SDS 5 SSTB28

HEADER SCHEDULE

Mark DESCRIPTION

H2-28 (2) 2x8

H-312 LSL 3 1/2" x 11 3/4" 1:3E LSL

H-410 4x10 RMT

H-616 PSL 5 1/4" x 16" 2.0E PSL

POST SCHEDULE

MARK DESCRIPTION

CR46 4x6 RMT

CR66 6x6 RMT

CR68 6x8 RMT

CR610 6x10 RMT

SP26 (2) 2x6

SP36 (3) 2x6

NOTE:

FASTEN BUILT-UP POSTS 
TOGETHER W/ 0.131"Ø
x 3" NAILS @ 16" OC, TYP UNO. 
PROVIDE MINIMUM (2) STUDS 
CENTERED UNDER 
BEAMS/HEADERS, UNO.

Revisions

Mark Date Description
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ROOF TRUSS
@ 24" OC

ROOF TRUSS
@ 24" OC

ROOF TRUSS @ 24" OC

5
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" 

x 
2

4
" 

G
L

B

5
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" 

x 
2

4
" 

G
L

B

GLULAM TRUSS PER
4/S.10.603, TYP

SCISSOR TRUSS
@ 24" OC

SCISSOR TRUSS
@ 24" OC
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S.10.603

4

S.10.604
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4

S.10.603

TYP
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S.10.603

TYP
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0
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>
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T
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7
7
0
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>

13

S.10.603
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0
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0
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S.10.603

TYP
8

S.10.603

SCISSOR TRUSS
@ 24" OC

GIRDER TRUSS, TYP

2
x6
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T

@
 2

4
" 

O
C

15

S.10.603

SCISSOR TRUSS
@ 24" OC

19

S.10.603

5
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" 

x 
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2
" 

G
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B

5
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/8
" 

x 
1

2
" 

G
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B

10

S.10.604

TYP

SIMPSON GLT5, TYP

SIMPSON GLS5-5, TYP

ROOF TRUSS
@ 24" OC

DT <3600 LBS>

ROOF FRAMING PLAN NOTES

1. GENERAL
1.1 REFER TO ARCHITECTURAL DRAWINGS FOR DIMENSIONS NOT 
SHOWN.
1.2 REFER TO STRUCTURAL GENERAL NOTES AND SPECIFICATIONS 
FOR ADDITIONAL INFORMATION.
1.3 REFER TO S.601 AND S.602 FOR WOOD TYPICAL DETAILS. 

2. ROOF
2.1 ROOF TO BE 19/32" APA-RATED SHEATHING PER STRUCTURAL 
GENERAL NOTES, GLUED AND NAILED. NAIL SHEATHING AS 
FOLLOWS:

FLOOR BOUNDARY (BN)     PASLODE TETRAGRIP NAIL @ 6"
PANEL EDGES (EN)             PASLODE TETRAGRIP NAIL @ 6"
OTHER SUPPORTS, FIELD NAILING PASLODE TETRAGRIP NAIL @ 12"

2.2 ROOF TRUSSES TO ALIGN WITH WALL STUDS.

2.3 REFER TO S.611 FOR ROOF TRUSS TYPES.

LEGEND
INDICATES DRAG TRUSS. MFR 
TO DESIGN FOR SERVICE 
LEVEL AXIAL LOAD XXXX

DLT XXXX#
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ROOF LEVEL FRAMING PLAN
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SLAB ON GRADE 
PER PLAN

CONC FTG & REINF 
PER PLAN

HSS POST PER 
PLAN

T/GRADE

PER PLAN

8
" 

M
IN

.

CONCRETE STEM WALL 
W/ REINFORCING PER 
GENERAL NOTES

1/4
EA SIDE

8"x8"x1/4" EMBED 
PLATE W/ (2) 1/2" Ø 
x 6" WHS

4" 4"

SLAB ON GRADE 
PER PLAN

CONC FTG & REINF 
PER PLAN

HSS POST PER 
PLAN

T/GRADE

PER PLAN

8
" 

M
IN

CONCRETE STEM WALL 
W/ REINFORCING PER 
GENERAL NOTES

1/4
EA SIDE

1/4x8x0'-6" EMBED 
PLATE W/ (2) 1/2" Ø 
x 6" WHS

3" 3"

CONSTRUCTION JOINT

3/4"x10" [1"x12"][1 1/4"x15"]
LONG GREASED SMOOTH 
DOWEL @ 12" OC CTRD ON JOINT

CONTRACTION JOINT

USE EARLY-ENTRY DRY-CUT 
SAW TO CUT JOINST AS SOON 
AS PRACTICAL (4 HOURS MAX)

CUT ALT BARS 
AT JOINT

"T
" 

P
E

R
 P

L
A

N
T

H
IC

K
N

E
S

S

COMPACTED 
STRUCTURAL FILL 
OR COMPETENT 
NATIVE SOIL PER 
GEOTECH REPORT

SUBGRADE 
PREPARATION PER 
GEOTECH REPORT

APPLY CURING & SEALING 
COMPOUND TO SLAB EDGE 
IMMEDIATELY AFTER 
REMOVING BULKHEAD

VAPOR BARRIER 
WHERE REQD

REINF PER PLAN

1/4" MAX

T
/4

NOTES:

1. CONSTRUCTION JOINT LOCATIONS SHALL ALIGN WITH CONTRACTION JOINT LOCATIONS.
2. CONTRACTOR TO SUBMIT JOINT PLAN TO EOR FOR APPROVAL.
3. MAXIMUM JOINT SPACING TO BE 30xSLAB THICKNESS AND PANEL ASPECT RATIO TO BE 
BETWEEN 1.0 AND 1.25.

SOG & REINF 
PER PLAN

FRAMING PER PLAN

(2) #4 BARS, CONT

T/SLAB

PER PLAN

PER NOTE XXX 
ON SHEET SXXX 
FOR COVER REQ

SHTG & EN PER 
SHEAR WALL SCHED

1' - 6"

.

1

1

SIMPSON MASAP ANCHOR W/ 
(9) 0.148"Ø x 1 1/2" NAILS. 
SPACING PER SHEAR WALL 
SCHEDULE. INSTALL PER MFR 
RECOMMENDATIONS (SITE)

1
' -

 0
"

NOTE:

MASA ANCHORS ARE USED IN LIEU OF ANCHO BOLTS. HOLDDOWNS ARE 
STILL REQUIRED AT WALL ENDS PER PLAN.

SIMPSON MASAP ANCHOR W/ 
(9) 0.148"Ø x 1 1/2" NAILS. 
SPACING PER SHEAR WALL 
SCHEDULE. INSTALL PER 
MANUFACTURER 
RECOMMENDATIONS (SITE)

STITCH NAILING PER 
SHEAR WALL SCHEDULE

2x PT PLATE

T/GRADE

PER PLAN

T/FTG

PER PLAN

CONC FTG & 
REINF PER 
PLAN

2x4 BLOCKING 
BTWN EACH STUD

NOTES:

1. ALL FASTENERS INTO PRESSURE TREATED LUMBER SHALL BE HOT-DIPPED 
GALVANIZED OR STAINLESS STEEL PER GENERAL NOTES.

2. MASA ANCHORS ARE USED IN LIEU OF ANCHOR BOLTS. HOLDOWNS ARE STILL 
REQUIRED AT WALL ENDS PER PLAN.

STUD WALL & 
SHEATHING PER PLAN

8
" 

M
IN

 8
" 

M
IN

CONC STEM 
WALL & REINF 
PER PLAN

EN PER SHEAR WALL 
SCHEDULE
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SCALE:   1 1/2" = 1'-0"
14

STEM WALL AT VESTIBULE
SCALE:   1 1/2" = 1'-0"

15
STEM WALL AT STOREFRONT

SCALE:   3/4" = 1'-0"
20

TYPICAL SLAB-ON-GRADE JOINTS - REBAR
SCALE:   3/4" = 1'-0"

19
TYPICAL INTERIOR WALL TO THICKENED SLAB

SCALE:   1 1/2" = 1'-0"
18

TYPICAL EXTERIOR WALL TO STEM WALL
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TOP PLATE SPLICE 
LOCATION

FRAMING ABOVE NOT SHOWN

STRAP PER PLAN FILL ALL 
HOLES W/ 0.148"Ø x 3"

STITCH NAILING PER 
SHEAR WALL SCHEDULE, 
WHERE OCCURS

STUD WALL PER PLAN

PER STRAP MFR

EDGE NAILING PER 
SHEAR WALL SCHEDULE

0.131" x 3" NAIL @ 16" OC

EDGE NAILING PER 
SHEAR WALL SCHEDULE

0.131" x 3" NAIL @ 16" OC

0.131" x 3" TOENAIL 
@ 16" OC

EDGE NAILING PER 
SHEAR WALL SCHEDULE

0.131" x 3" NAIL 
@ 16" OC

POST & HOLDOWN 
PER PLAN

EDGE NAILING PER SHEAR 
WALL SCHEDULE, TYP

0.131" x 3" TOENAIL 
@ 16" OC

POST & HOLDOWN 
PER PLAN

0.131" x 3" NAIL 
@ 16" OC

EDGE NAILING PER SHEAR 
WALL SCHEDULE, TYP

0.131" x 3" TOENAIL 
@ 16" OC, TYP

POST & HOLDOWN 
PER PLAN, TYP

EDGE NAILING PER 
SHEAR WALL SCHEDULE

0.131" x 3" NAIL @ 
16" OC, TYP

EDGE NAILING PER 
SHEAR WALL SCHEDULE

0.131" x 3" NAIL @ 16" OC

0.131" x 3" NAIL 
@ 16" OC
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14
SHEAR WALL PANEL NAILING 2" & 3" OC

18
SHEAR WALL SCHEDULE

8
TYPICAL HEADER

6
TYPICAL HOLES & NOTCHES IN WOOD STUDS

11
TYPICAL TOP PLATE SPLICE

16
TYPICAL WALL INTERSECTIONS

12
SHEAR WALL PANEL NAILING 4" & 6" OC

Revisions

Mark Date Description

1 2018.10.29 PERMIT REV. #1

1

11

11

BTWN SHTG
1/8" GAP

PANEL EDGE 
NAILING PER 
SHEAR WALL 
SCHEDULE

N
A

IL
 S

P
A

C
IN

G
H

A
L
F

 O
F

SHEATHING JOINT

S
P

A
C

IN
G

N
A

IL

S
H

E
A

T
H

IN
G

 E
D

G
E

3
/8

" 
M
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. 
T

O

P
R

O
J
E

C
T

V
A

R
IE

S
 P

E
R

F
R

A
M

E
 E

D
G

E

1
/2

" 
M

IN
 T

O

OF STUD
1/2" MIN TO EDGE

PANEL EDGE 
NAILING PER 
SHEAR WALL 
SCHEDULE

FIELD NAILING, SPACE 
AT 6" OC TYP.

N
A

IL
 S

P
A

C
IN

G

EDGE, TYP
3/8" MIN TO SHEATHING

FRAME EDGE, TYP.
 1/2" MIN, 1" MAX TO

ELEVATION VIEW

BTWN SHEATHING
1/8" GAP

PANEL EDGE NAILING 
PER SHEAR WALL 
SCHEDULE

S
P

A
C

IN
G

H
A

L
F

 N
A

IL

N
A

IL
 S

P
A

C
IN

G

SHEATHING JOINT

S
P

A
C

IN
G

 T
Y

P
.

N
A

IL
S

H
E

A
T

H
IN

G
 E

D
G

E

3
/8

" 
T

O

F
R

A
M

E
 E

D
G

E

1
/2

" 
M

IN
 T

O

STAGGERED ROWS TYP.
1/2" BETWEEN

1/2" MIN TO EDGE
PANEL EDGE 
NAILING PER 
SHEAR WALL 
SCHEDULE

EDGE, TYP
3/8" MIN. TO SHEATHING

FIELD NAILING, 
SPACE AT 6" OC 
TYP

EDGE, TYP.
 1/2" TO FRAME

1/2" MIN TO FRAME EDGE

STAGGERED ROWS TYP
1/2" BETWEEN

SHEAR WALL SHEATHING 2" & 3" OC

STUD SIZE BEARING WALL NON-BEARING WALL

2x4

2x6

7/8''

1 3/8''

1 3/8''

2 3/16''

VEE NOTCH

NOTE:

1. NOTCHES SHALL NOT OCCUR IN MORE THAN (2) 
SUCCESSIVE STUDS.

SEE PLAN
STUD WIDTH

CIRCULAR
NOTCH

LET-IN
NOTCH

SAWCUT

MAX DEPTH OF EDGE CUT ON NOTCH

STUD SIZE BEARING WALL NON-BEARING WALL

2x4

(2) 2x4

2x6

(2) 2x6

1 3/8"

2 1/16" (NOTE 1)

2 3/16"

3 1/4" (NOTE 1)

2 1/16"

2 1/16"

3 1/4"

3 1/4"

MAX DIAMETER OF BORED HOLE

NOTE:

1. AT BEARING WALLS, NOT MORE THAN (2) SUCCESSIVE 
DOUBLED STUDS ARE TO BE BORED UNLESS SINGLE STUD 
MAX BORE DIAMETER USED.

2. BORED HOLES SHALL NOT BE LOCATED AT THE SAME 
SECTION OF STUD AS A CUT OR NOTCH.

LOCATE BORED HOLE 
AT CENTERLINE OF 

STUD WHERE POSSIBLE

SEE PLAN
STUD WIDTH

H
O

L
E

 Ø
 M

IN
.

S
P

A
C

E
 2

 x
 L

A
R

G
E

S
T

SPACE STUD WIDTH
MIN. BORED HOLE
TO CUT OR NOTCH

MIN, TYP.
5/8" EDGE DISTANCE

EA. SIDE
3/4" MIN.

HOLE
1 1/2"Ø MAX

HOLE
2 1/4" Ø MAX.

EA. SIDE
1 1/2"  MIN.

NO REINFORCING REQUIRED

EA. SIDE
5/8" MIN.

HOLE
2 1/8"Ø MAX

HOLE
4" Ø MAX.

EA. SIDE
3/4"  MIN.

STRAP REINFORCING

NOTE:

1. AT BOTTOM PLATES, FOLLOW GUIDELINES 
SHOWN. WHERE STRAP REINFORCING IS REQUIRED, 
USE CS16 x 2'-0" STRAP. LOCATE BASE PLATE 
ANCHORAGE 6" MAX FROM CENTERLINE OF HOLE.

PSPN516Z
STRAP

2x4 PLATES 2x6 PLATES

MAX DEPTH

AT 2x6 WALLS

AT (3) 2x HEADER OR BEAM 

(2) 2x6 TOP PLATE

(3) 2X HDR OR 
BEAM PER PLAN

STUD WALL PER PLAN 
WHERE OCCURS

BOTTOM PLATE 
WHERE OCCURS

BLOCK SOLID THRU FLOORS AT POST 
LOCATIONS WITH VERTICAL GRAIN 
BLOCKING TO MATCH STUDS ABOVE

T/SHTHG

ADDL STUD(S) TO
MATCH STUDS ABOVE

STUD WALL
PER PLAN

BOT PLATE

HDR PER PLAN
SEE NOTE

TRIMMER
PER PLAN

SILL AT 
WINDOWS

BLKG PER PLAN

FRMG PER PLAN

DBL TOP PLATE

STUD WALL PER PLAN

A35 AT EXTERIOR WALL WHERE 
HEADER LENGTH >6'-0"

(3) 0.131"Øx3 NAILS EA 
LAMINATION TYP EA END 
AT FULL WIDTH HEADER,
(6) NAILS MIN EA END

KING STUDS PER PLAN

1/2" SHTHG 
SPACER, TYP.

(3) ROWS OF 
0.131"Ø  x 3" NAILS 
@ 12" OC, ALT 
NAILING FROM 
EACH SIDE

2x CRIPPLE STUDS 
TO MATCH TYP 
STUDS PER PLAN 
WHERE HDR IS 
NOT TIGHT TO 
PLATE

T/PLATE

T/PLATE

AT FULL WIDTH HEADER OR BEAM 

T/PLATE

(2) 2x6 TOP PLATE

HDR OR BEAM
PER PLAN

AT 2x4 WALLS

AT (2) 2x HEADER OR BEAM 

(2) 2x4 TOP PLATE

(2) 2X HDR OR 
BEAM PER PLAN

1/2" SHTHG 
SPACER, TYP.

(2) ROWS OF 
0.131"Ø  x 3" NAILS 
@ 12" OC, ALT 
NAILING FROM 
EACH SIDE

2x CRIPPLE STUDS 
TO MATCH TYP 
STUDS PER PLAN 
WHERE HDR IS 
NOT TIGHT TO 
PLATE

T/PLATE

T/PLATE

AT FULL WIDTH HEADER OR BEAM 

T/PLATE

(2) 2x4 TOP PLATE

HDR OR BEAM
PER PLAN

NOTE:

WHERE HEADER IS A 4x OR 6x SOLID SAWN BEAM, GLULAM BEAM, OR FULL WIDTH 
ENGINEERED WOOD BEAM, HEADER TO BE PLACED DIRECTLY BELOW DOUBLE TOP PLATE

PERMIT SET - NOT FOR
CONSTRUCTION

CLUBHOUSE

S.10.601

W
I
L
L
IA

M
WALTER

WA
T
S
O
NS

T
A
T

E
OF

WASH
IN

G
T
O
N

S
T
R
U

C
T
U
RA L EN

G
I

N
E
E
RP

R
O
F

E
S
S
I ONA L

EN
G

I
N
E
E
R

51825

SHEAR 
WALL ID EXTERIOR

PANEL EDGE NAILING 
(0.148"Ø x 2 1/2")

NAILING (0.148"Ø x 3 
1/2")  [3, 4]

SCREW ALTERNATIVE 
( SIMPSON SDWS x 4")

7/16" 
STRUCTURAL 1

SW6E 6" OC (1) ROWS @ 6" OC (1) ROWS @ 24" OC

SW6W

SW4E

SW4W

SW3E

SW3W

SW2E

SW2W

SW2* 

7/16" 
STRUCTURAL 1

7/16" 
STRUCTURAL 1

7/16" 
STRUCTURAL 1

7/16" 
STRUCTURAL 1

7/16" 
STRUCTURAL 1

7/16" 
STRUCTURAL 1

7/16" 
STRUCTURAL 1

1/2" 
STRUCTURAL 1

6" OC

4" OC

4" OC

3" OC

3" OC

2" OC

2" OC

STITCH NAILING 
(0.131"Ø x 3")

(2) ROWS @ 12" OC

(2) ROWS @ 8" OC

(2) ROWS @ 8" OC

(2) ROWS @ 6" OC

(2) ROWS @ 6" OC

(2) ROWS @ 4" OC

(2) ROWS @ 4" OC

(2) ROWS @ 3" OC

(1) ROWS @ 4" OC

(1) ROWS @ 4" OC

(2) ROWS @ 6" OC

(2) ROWS @ 6" OC

(2) ROWS @ 4" OC

(2) ROWS @ 4" OC

(2) ROWS @ 3" OC

(1) ROWS @ 16" OC

(1) ROWS @ 16" OC

(1) ROWS @ 8" OC

(1) ROWS @ 8" OC

(1) ROWS @ 6" OC

ANGLE ALTERNATIVE 
(SIMPSON LTP4/A35)

28" OC

20" OC

18" OC

14" OC

14" OC

10" OC

10" OC

8" OC

(5/8"Ø) [1]

48" OC

32" OC

24" OC

24" OC

16" OC

32" OC

48" OC

44" OC

MASA 
ALTERNATIVE

40" OC

20" OC

14" OC

14" OC

10" OC

20" OC

30" OC

28" OC

NOTES:

1. ALL ANCHOR BOLTS TO BE 5/8”Ø WITH 3”x3”x1/4” MIN PLATE WASHER. IF ANCHORS ARE 
CENTERED ON WOOD STUD WALL, INCREASE PLATE WASHER TO 4 1/2" x 3" x 1/4". EMBED 
ANCHOR BOLTS 7” MIN. TITEN HD SCREW ANCHORS MAY BE SUBSTITUTED FOR ANCHOR 
BOLTS W/ 4” EMBEDMENT. AT END OF SILL PLATE OR SILL PLATE BREAK, LOCATE 
ANCHOR BOLTS 6" MIN, 12" MAX FROM PLATE EDGE. SEE DET. A

2. ALL MEMBERS IN CONTACT WITH CONCRETE TO BE PRESSURE TREATED.

3. NAILS INTO PRESSURE TREATED MATERIAL TO BE HOT-DIP GALVANIZED.

4. IN SOLID SAWN RIM, MIN 2” NAIL SPACING. MEMBER EDGE DISTANCE AND SPACING 
BETWEEN ROWS SHALL BE 1/2”. WHERE MULTIPLE ROWS ARE USED, FASTENERS IN 
ADJACENT ROWS MUST BE STAGGERED AND THE ROWS MUST BE EQUALLY SPACED 
FROM THE CENTERLINE OF THE NARROW FACE AXIS. (1) ROWS @ 8" OC

(1) ROWS @ 8" OC

INTERIOR

7/16" OSB 
APA RATED

7/16" OSB 
APA RATED

7/16" OSB 
APA RATED

7/16" OSB 
APA RATED

7/16" OSB 
APA RATED

7/16" OSB 
APA RATED

7/16" OSB 
APA RATED

7/16" OSB 
APA RATED

1/2"  
STRUCTURAL 1

BASE ANCHORAGESHEATHING TYPE TRUSS BLOCKING 
ALLOWABLE DESIGN 

LOAD (PLF)

236

860

327

351

490

492

649

680

860

2" OC (2) ROWS @ 3" OC (2) ROWS @ 3" OC (1) ROWS @ 6" OC 8" OC 16" OC 10" OC

TOP / BOTTOM PLATE TO RIM CONNECTION

OF WASHER
1/2" MAX TO EDGE

WOOD 
SHEARWALL

CONCRETE
FOUNDATION

DETAIL A
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SCALE:   1" = 1'-0"
14

NON-BEARING PARTITION WALL TOP SECTION

SCALE:   3/4" = 1'-0"
17

NON-BEARING PARTITION WALL ELEVATIONS & DETAILS

Revisions

Mark Date Description

1 2018.10.29 PERMIT REV. #1

1

1

ROOF OR 
FLOOR TRUSS 
PER PLAN

1x

2x

FAST CAP DEFLECTOR 
@ 4'-0'' OC TO TRUSS

STUDS @ 24'' OC

2x4 FLAT BLKG @ 4'-0'' W/ (1) 
0.148"Ø x 3 1/2" TOENAILS EA 
SIDE, MIN (3) BAYS OF BLKG

TRUSS PER PLAN, TYP

FAST CAP DEFLECTOR 
@ 4'-0'' OC TO TRUSS

STUDS @ 24'' OC

1x

2x

NON-BEARING WALL PARALLEL TO TRUSSESNON-BEARING WALL PERPENDICULAR TO TRUSSES

G
A

P

3
/4

"

WHERE WALL ALIGNS 
WITH TRUSS, ONLY 2 

BAYS OF BLKG 
REQUIRED

9'' MAX
6'' MIN

0.148"Ø x 3 1/2" @ 
24'' O.C.

PRE-FAB FLOOR TRUSS 
BEYOND PER TRUSS MFR

(3) 0.131"Ø x 3" 
FACENAIL

T/SHTG

PRE-FAB FLOOR TRUSS PER 
TRUSS MFR WHERE OCCURS

0.148 x 3 1/2" 
@ 24'' O.C.

(3) 0.131"Ø x 3"
FACENAIL

9" MAX.

6" MIN.

(2) 0.131"Ø x 3" @ TN

2x FLAT TO MATCH 
WALL THICKNESS 

2x VERTICALS PER 
SCHEDULE

(2) 0.131"Ø x 3" 
@ 12'' OC, TYP

STUD WALL ABOVE

(2) 2x FLAT PER 
SCHEDULE TO MATCH 
WALL THICKNESS

(2) 0.131"Ø x 3" 
@ 12" O.C.

A-A

-

(2) 0.131"Ø x 3 1/2" 
FACENAIL THRU 
ONE PLANTE TO 
STUD

HEADER PER SCHEDULE 
OR PLAN

2x STUDS @ 
24'' O.C.

2x TRIMMER AND 
KING STUD

TOP OF SLAB

(2) 0.131"Ø x 3" 
FACENAIL

(2) 0.131"Ø x 3" FACENAIL 
STUD TO HEADER EACH 
END

0.131"Ø x 3" FACENAIL @ 18'' OC 
MULTIPLE STUD FULL LENGTH

0.145''Ø SIMPSON POWER DRIVEN 
ANCHOR W/ 1 3/8'' WASHER AND 1'' 
EMBEDMENT @ 24'' OC

9'' MAX TYP.
6'' MIN

OPENING WIDTH UP TO 6'-0"

OPENING WIDTH 6'-0" TO 10'-0"

T/SHTG

(2) 0.131"Ø x 3" @ TN

2x4 TYP EA SIDE

SECTION A-A
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(3) 0.131"Ø x 3 1/4"
THRU EA BLOCK

(3) 0.131"Ø x 3 1/4"
THRU EA BLOCK

BOT PLATE NAIL FASTENING
PER SHEAR WALL SCHED

ROOF DIAPHRAGM
BN PER PLAN

0.131" x 3 1/4" @ 6"OC
INTO 2X BLKG2x6 CONT W/ (2) 0.131"

x 3 1/4" EA VERT, TYP

H2A EA TRUSS

(2) 0.131" x
3 1/4" END
NAILS, TYP

WALL STUD PER PLAN TO
ALIGN W/ ROOF TRUSS, TYP

EN PER SHEAR WALL
SCHED, TYP

TRUSS BLKG TO BE
DESIGNED BY MANUF FOR
AXIAL LOAD PER SHEAR
WALL SCHED

ROOF TRUSS
& SHEATHING
PER PLAN

TRUSS BLKG @ 2'-0"OC PER
TRUSS MANUFACTURER

WALL STUD PER PLAN TO
ALIGN W/ ROOF TRUSS, TYP

EN PER SHEAR WALL
SCHED, TYP

TRUSS BLKG TO BE
DESIGNED BY MANUF FOR
AXIAL LOAD PER SHEAR
WALL SCHED

ROOF TRUSS
& SHEATHING
PER PLAN

TRUSS BLKG @ 2'-0"OC PER
TRUSS MANUFACTURER

FACTORY BUILT SITE BUILT

BOT PLATE NAIL FASTENING
PER SHEAR WALL SCHED

ROOF DIAPHRAGM
BN PER PLAN

0.131" x 3 1/4" @ 6"OC
INTO 2X BLKG2x6 CONT W/ (2) 0.131"

x 3 1/4" EA VERT, TYP

H2A EA TRUSS

(2) 0.131" x
3 1/4" END
NAILS, TYP

SHEATH & NAIL TO
MATCH SHEAR WALL
BELOW, TYP

(3) 0.131"Ø x 3 1/4"
THRU EA BLOCK

(3) 0.131"Ø x 3 1/4"
THRU EA BLOCK

BOT PLATE NAIL FASTENING
PER SHEAR WALL SCHED

ROOF DIAPHRAGM
BN PER PLAN

0.131" x 3 1/4" @ 6"OC
INTO 2X BLKG2x6 CONT W/ (2) 0.131"

x 3 1/4" EA VERT, TYP

WALL STUD PER PLAN TO
ALIGN W/ ROOF TRUSS, TYP

EN PER SHEAR WALL
SCHED, TYP

TRUSS BLKG TO BE
DESIGNED BY MANUF FOR
AXIAL LOAD PER SHEAR
WALL SCHED

ROOF TRUSS &
SHEATHING PER PLAN

H2A EA TRUSS

WALL STUD PER PLAN TO
ALIGN W/ ROOF TRUSS, TYP

EN PER SHEAR WALL
SCHED, TYP

TRUSS BLKG TO BE
DESIGNED BY MANUF FOR
AXIAL LOAD PER SHEAR
WALL SCHED

ROOF TRUSS &
SHEATHING PER PLAN

H2A EA TRUSS

FACTORY BUILT SITE BUILT

BOT PLATE NAIL FASTENING
PER SHEAR WALL SCHED

ROOF DIAPHRAGM
BN PER PLAN

0.131" x 3 1/4" @ 6"OC
INTO 2X BLKG2x6 CONT W/ (2) 0.131"

x 3 1/4" EA VERT, TYP

SHEATH & NAIL TO
MATCH SHEAR WALL
BELOW, TYP

EDGE NAILING

RAKE WALL 
PER PLAN

JOISTS PER PLAN

GIRDER TRUSS 
PER MFR

A35 CLIP @ 24" O.C

(2) 0.131x3" NAILS 
@ 12" O.C.

H2.5A EA JOIST

CS18 STRAP FASTENERS
PER MANUFACTURERS

TRUSS BLOCKING @ 24" 
O.C. PER MANUFACTURER 

DESIGN TO TRANSFER 
850LBS FROM BOTTOM 

CHORD TO TOP CHORD 

0.131"Ø x 2 1/2" @ 4" OC

H2.5A EA 
TRUSS

DOUBLE TOP PLATE 
SLOPED TO MATCH 

BOTTOM OF SCISSOR 
TRUSS

A34 CLIP PER SHEAR 
WALL SCHEDULE

ROOF SHEATHING 
PER PLAN

DIAPHRAGM 
BOUNDARY NAILING

STUD WALL
PER PLAN

CS18 STRAP FASTENERS
PER MANUFACTURERS

SHEATHING AND 
EDGE NAILING  TO 

MATCH WALL 
BELOW

DIAPHRAGM BOUNDARY 
NAILING PER PLAN

SHEATHING, EDGE 
AND FIELD NAILING 
TO MATCH BELOW

SHEAR WALL
PER PLAN

ROOF TRUSS PER PLAN

A35 CLIP PER SHEAR 
WALL SCHEDULE

EDGE AND FIELD 
NAILING TO MATCH 

SHEAR WALL BELOW

TOP PLATE NAILING PER 
SHEAR WALL SCHEDULE

2x10 BLOCKING

DIAPHRAGM 
BOUNDARY NAILING 

PER PLAN

SHEAR WALL
PER PLAN

H2.5A AT EA 
TRUSS

ROOF TRUSS PER 
MANUFACTURER

0.131"Ø x 2 1/2" @ 4" OC

SEE 20/S.10.603 
FOR BALANCE OF 
INFORMATION

STUD WALL
PER 
20/S.10.604

2x6 BLOCKING EXTEND 
OVER (4) BAYS

DRAG TRUSS PER 
PLAN

CS14 STRAP EACH BAY

CS14 STRAP FASTENERS
PER MANUFACTURER

STUD WALL 
PER PLAN

SEE 18/S.10.603 
FOR BALANCE OF 
INFORMATION

CONCEALED FLANGE 
HANGER

DIAPHRAGM 
BOUNDARY NAILING 
PER PLAN

SHEAR WALL
PER PLAN

2 ROWS  OF (13) 
SDWS22300 DB 

SPACED @ 6" O.C.

SIMPSON CMST12 
STRAP, FASTENERS 

PER MANUFACTURER

2x10 SISTERED TO 
ROOF TRUSS

STUD WALL
PER PLAN

DRAG TRUSS 
PER PLAN

2x6 BLOCKING EXTEND (8) 
BAYS. NAIL TO SHEATHING 
TO MATCH EDGE NAILING 
AT SHEAR WALL BELOW

CMST14 STRAP EA BAY, 
FASTENERS PER 
MANUFACTURER

CMST14 STRAP 
FASTENERS
PER MANUFACTURER
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SCALE:   1 1/2" = 1'-0"
4

TYPICAL ROOF TRUSS PARALLEL TO EXTERIOR WALL

SCALE:   1 1/2" = 1'-0"
9

TYPICAL ROOF TRUSS PERPENDICULAR TO EXTERIOR WALL

SCALE:   1 1/2" = 1'-0"
15

RAKE WALL AT DORMER

SCALE:   1 1/2" = 1'-0"
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ROOF BRACE AT EXTERIOR WALL
SCALE:   1 1/2" = 1'-0"

18
ROOF TRUSS TO INTERIOR SHEAR WALLL

SCALE:   1 1/2" = 1'-0"
20

ROOF TRUSS TO EXTERIOR WALL

SCALE:   1 1/2" = 1'-0"
3

COLLECTOR AT ROOF TRANSITION

SCALE:   1" = 1'-0"
13

COLLECTOR AT ROOF TRANSITION 2

SCALE:   1 1/2" = 1'-0"
8

COLLECTOR AT ROOF TRANSITION 3

Revisions

Mark Date Description

W
I
L
L
IA

M
WALTER

WA
T
S
O
NS

T
A
T

E
OF

WASH
IN

G
T
O
N

S
T
R
U

C
T
U
RA L EN

G
I

N
E
E
RP

R
O
F

E
S
S
I ONA L

EN
G

I
N
E
E
R

51825



3/8" BENT PLATE

1/4"
Ø 3/4" AB, TYP

1/4"

3"

SHEATHING PER PLAN

T&G DECKING

3/8" BENT PLATE

(2) 1/4" x 4" SDS 
EACH SIDE

Ø 3/4" AB TYP

L8x8x1/2x5"
EACH SIDE

TRUSS BOTTOM 
CHORD

4
"
3

"
1

"

TYP
2"

TYP

4"TYP
2"

E
Q

E
Q

GLBM PER PLAN

GLULAM TRUSS 
PER 4/S.10.604

SHEATHING PER PLAN

T&G DECKING

6
 1

/4
"

7" 6"

2
 3

/4
"

1
0

 3
/4

"
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S.10.604
9

S.10.604
3

S.10.604
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DIAPHRAGM BN

(2) 0.135 x 3 1/2
NAILS AT EA 
TRUSS
VERT/STUD

ROOF TRUSS PER
PLAN, SEE 4/S.10.603
FOR BALANCE OF
INFORMATION
(9/S.603 @ SIM)

TRUSS BLKG PER
4/S.10.603

SHEATHING/
EDGE NAILING
PER SW SCHED

SHEAR WALL PER 
PLAN

CONT 2x6
BLKG

SIMPSON  A35
CLIP@ 24" OC,
FASTENERS
PER MFR

BEAM PER PLAN

SHEATHED 
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MANUFACTURER
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SCALE:   1/2" = 1'-0"
2

GLULAM TRUSS CONNECTION - RIDGE
SCALE:   1/2" = 1'-0"

3
GLULAM TRUSS CONNECTION - BOTTOM CHORD

SCALE:   1/2" = 1'-0"
9

GLULAM TRUSS CONNECTION - EAVES

SCALE:   1/4" = 1'-0"
4

GLULAM TRUSS ELEVATION

SCALE:   1" = 1'-0"
20

VESTIBLUE TO GABLE ROOF TRANSITION
SCALE:   1" = 1'-0"

19
GABLE ROOF TO RETAIL ROOF TRANSTION

SCALE:   1" = 1'-0"
18

GABLE ROOF TO RETAIL ROOF TRANSITION
SCALE:   1" = 1'-0"

16
STOREFRONT ROOF DETAIL

SCALE:   1" = 1'-0"
10

GLULAM TO WIDE FLANGE POST CONNECTION
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